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685 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.010

Chapter ATCP 93
FLAMMABLE, COMBUSTIBLE AND HAZARDOUS LIQUIDS

ATCP93.010 Purpose. ATCP 93.530 Tank lining of undeground storage tanks.

ATCP 93.020 Scope and application. ATCP 93.535 Periodic inspection and repair of previously lined tanks.

ATCP 93.050 Definitions. ATCP 93.545 Seldom-used and temporarily—out-of-service tanks.

Subchapter | — Administration and Enforcement ATCP 93.550 Change in service to store a non-regulated substance.

ATCP 93.100  Plan review ATCP 93.560  Tank system closure.

ATCP 93.10  Jurisdiction over enforcement. ATCP 93.570  Conditions |nd]cat|ng arelease.

ATCP 93.15  Enforcement and inspections. ATCP 93.575 Tank-system integrity assessment.

ATCP 93.120 Revocation and expiration of approval. ATCP 93.580  Tank-system site assessment.

ATCP 93.130  Specificapproval of materials, equipment, concepts, technologfT CP 93.585  Responding to a leak, spill, overfill or release.
anddevices. Subchapter VI — Dispensing of Motor Fuels

ATCP 93.140 Tank registration. ATCP 93.600 Applicability.

ATCP 93.145  Tank permits. ) ATCP 93.605 General fuel dispensing requirements.

ATCP 93.150  Change of ownership. ATCP 93.610 Fuel dispensing systems using aboveground mobile tanks.

ATCP 93.160 Fees. o ATCP 93.615 Fuel dispensing systems using aboveground fixed tanks.

ATCP 93.1605 Feesrelating to storage tanks for liquids that are flammable; comATCP 93.620  Public access motor vehicle fueling operations.
bustibleor federally regulated hazardous substances. ATCP 93.630 Fuel dispensing at farms and construction projects.

ATCP 93.170 Petition for variance and petition for rule change. ATCP 93.640 Watercraft, snowmobile andTA/ fueling.

ATCP 93.180 Penalties. ] o ATCP 93.650 Aircraft fuel dispensing.

ATCP 93.190  Appeals and hearings on enforcement decisions. ATCP 93.660 Racetrack and amusement vehicle fueling operations.

Subchapter Il — Adopted Standards and General Requigments ATCP 93.680  Alternative motor fuels.

ATCP 93.200 ~ Adoption of standards. Subchapter VIl — Financial Responsibility

ATCP 93.210 Application of standards. ATCP 93.700  Applicability.

ATCP 93.220 Secondary references. ATCP 93.703 Definitions.

ATCP 93.225  Alternate standards. ATCP 93.705 Amount and scope of required financial responsibility

ATCP 93.230  General requirements. ATCP 93.707  Allowable mechanisms and combinations of mechanisms.

ATCP 93.240 Certifications and enforcement. ATCP 93.710 Financial test of self-insurance.

ATCP 93.250 Tank construction and marking. ATCP 93.713 Guarantee.

ATCP 93.260  Setbacks from already—installed potable water supply sources. c1cp 93715  Insurance and risk retention group coverage.

Subchapter 11l — Specific Tank Storage Applications ATCP 93.717  Surety bond.

ATCP 93.300 Tanks storing used oil. ATCP 93.720 Letter of credit.

ATCP 93.305 Public used-oil collection centers. ATCP 93.723  Trust fund.

ATCP 93.310 Heating fuel storage. ATCP 93.725 Standby trust fund.

ATCP 93.315 Heating oil tanks that are removed from service. ATCP 93.727 Local government bond rating test.

ATCP 93.320 Fuel storage for stationary combustion engines and gas turbineSTCP 93.730 Local government financial test.
ATCP 93.330 Convertedanks forthe storage of flammable and combustible liq ATCP 93.733  Local government guarantee.

uids. ) ATCP 93.735 Local government fund.
ATCP93.340  Bulk plants and terminals. ATCP 93.737  Substitutionof financial assurance mechanisms by owner or-oper
ATCP 93.350 Hazardous substances. ator.
ATCP 93.360 Storage of Class IA flammable liquids. ATCP93.740  Cancellation or nonrenewal by a provider of financial assurance.
ATCP 93.370 Emegency shut—dffor transfers. ATCP 93.743 Reporting by_owner or operator
Subchapter IV — General AST Storage ATCP 93.745  Record keeping. )
ATCP 93.400 General requirements. ATCP 93.747  Drawing on financial assurance mechanisms.
ATCP 93.410  Spill and overfill prevention. ATCP 93.750  Release from the requirements. ]
ATCP 93.420 Secondary containment. ATCP 93.753  Bankruptcyor other incapacity of owner or operator or provider of
ATCP 93.425 Tank lining of aboveground storage tanks. financial assurance. )
ATCP 93.430 Vehicle collision protection. ATCP 93.755 Replenishment of guarantees, letters of credit, or surety bonds.
ATCP 93.440  Aboveground tank inspection. i Subchapter VIl — Training for Operators of Underground Storage Bnk
ATCP 93.445  Seldom-used and temporarily-out-of-service tanks. Systems
ATCP 93.450 Change in service to store a non-regulated substance. ATCP 93.800 Purpose.
ATCP 93.460 Closure of aboveground tanks. ATCP 93.805 Scope.
ATCP 93.465 Tank—sys_tem site assessment. ) ATCP 93.810 Definitions.
ATCP 93.470  Responding to a leak, spill, overfill or release. ATCP 93.820 Designation of Class A, Class B and Class C operators.
Subchapter V — General UST Storage and Undergund Piping ATCP 93.830 Responsibilities of Class A, Class B and Class C operators.
ATCP 93.500 General requirements. ATCP 93.840 Training elements for Class A operators.
ATCP 93.503 Product inventory verification at retail facilities. ATCP 93.841 Training elements for Class B operators.
ATCP 93.505 Spill and overfill prevention. ATCP 93.842 Training elements for Class C operators.
ATCP 93.510 Leak detection requirements. ATCP 93.850 Acceptable training and certification processes.
ATCP 93.515 Leak detection methods. ATCP 93.860 Documentation deadlines.
ATCP 93.517  Airport hydrant leak detection requirements. ATCP 93.870 Recordkeeping.
ATCP 93.520 Operation and maintenance of corrosion protection. ATCP 93.880 Retraining.

Note: Chapter Ind 8 as éxisted on March 31, 1982 was repealed and anew chap (1) In accordance with s$01.02 (15) (aand101.14 (1) (a)

terInd 8 was createdfettive April 1, 1982; Chapter Ind 8 as it existed on April 30, : 3 : p
1991was repealed and recreated as chapter Comnfiebfived May 1, 1991¢orrec Stats. fo prowde fire and life Safety throth the safe Stordge’

tions made under s. 13.93 (2m) (b) 6. AncBtats Register Octobe 1996, No. 490 play, installation, operation, use, maintenance and transportation
chapter ILHR 10 was renumbered chapter Comm 10 under s. 13.93 (2m) (b) 1., Sgftflammable, combustible and hazardous liquids and the equip

andcorrections made under s. 13.93 (2m) (b) 6. and 7., SRatgistey February it A :
1999,No. 518 Chapter Comm 10 as it existed on January 31, 2009 was repealed mﬁnt’ facilities, buﬂdlngs and premises that are usedttwe,

anew Chapter Comm 10 was creat@dgister November 2008 No. G3frective  transferand dispense them.
Februaryl, 2009. Chapter Comm 10 was renumbered chapter SPS 310 W3d82s.  Note: Section101.02 (15) (apf the Statutes reads in part:

(4) (b) 1., StatsRegister December 20No.672 Chapter SPS 310 wasenum- Thedepartment has such supervision of every employment, place of employment
bered Chapter ATCP 93 under s. 13.92 (4) (b) 1Stats.,Register October 2013 and public building in this state as is necessary adequately to enforce and administer
No. 694 pursuant to 2013 Wis. Act 2q section9138 (3) (fm)and (4) (f). all laws and all lawful orders requiring such employment, place of employment or

public building to be safe, and requiring the protection of the life, health, safety and

; ; elfareof every employee in such employment or place of employment and every

ATCP 93.010 Purpose. The purpose of this chapter is a#;/equentelof such place of employment, and the safety of the public or tenants in any
follows: suchpublic building.
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ATCP 93.010 WISCONSINADMINISTRATIVE CODE 686

Note: Section101.14 (1) (apf the Statutes reads as follows: (5) GROUNDWATER PROTECTIONAND FIRE SAFETY PROVISIONS.

Thedepartment may make reasonable orders for the repair or removal of any byi
ing or other structure which for want of repair or by reason of age or dilapidated cglrg) Under ss101.14 (1)a), 168.21t0 168.26 Stats., the grourd

dition or for any other cause is especially liable t0 fire, and which is so situated awaterprotection a}nd firsafety provisions Qf this chapter apply to
endangenther buildings or property and for the repair or removal of any combustitddl new and existing flammable, combustible or hazardous liquid

or explosive material or inflammable conditions, dangerous to the safety béidary s f - X
ing or premises or the occupants thereof or endangering or hindiegifighters in facilities and structures even if the facility or structure is not

caseof fire. undergoingeemodeling, alteration or a change of operation.
(2) To comply with s.168.23 (1) Stats. Note: Examples of groundwater protection provisions include requirements for
Note: Section168.23 (1)of the Statutes reads in part; leak detection, secondary containment, corrosion protectionspiticand overfill

h . rotection. Someof these provisions, such as the spill and overfill protection require
The department shafiromulgate by rule construction, maintenance and abandoj‘nents,are also fire safety provisions.

mentstandards applicable to tanks foe storage, handling or use of liquids that ar - Existing faciliti scted in thi - b
flammableor combustible or are federally regulated hazardous substances, and toﬁ_@é"te- Existing facilities are décted in this manner ttese provisions because

propertyand facilities where the tanks are located, for the purpose of protecting tHidersectionl68.23 (1)of the Statutes, this chapter “may includéedént standards
watersof the state from harm due to contamination by liquids that are flammableféf new and existing tanks, but all standards shall provide substarstiiilar
combustibleor are federally regulated hazardous substances. protectionfor the waters of the state;” and because setdnl4 (1) (apf the Stat )
Note: The definition of federally regulated hazardous substances in sectigigsaddresses dangerous conditions at both new and existing facilities. For a reprint
168.21(3) of the Statutes corresponds to the CERCLA List of Hazardous Substangésection101.14 (1) (ajof the Statutes, see the second Note under seSTiGR
andReportable Quantities contained4® CFR 302.4Table 302.4. 93.010(1).
Note: The definitionof “waters of the state,” as used in secfié®.210f the Stat i
utes,is found in sectioi281.01 (18)of the Statutes, and reads as follows: (z)t‘er?(it‘ltjeless of this chapter apply to tanks located at US EP
“Watersof the state” includes those portions of Lake Michigan and Lake Super%yp )
within the boundaries of this state, and all lakagys, rivers, streams, springs, ponds, (6) ExcLUSIONS. The following tanks, containers, tank sys

wells, impounding reservoirs, marshes, watercourses, drainage systems and P : .
surfacewater or groundwatenatural or artificial, public or private, within this state%@ﬁﬁsand facilities are not reQU|ated under this chapter.

or its jurisdiction. (a) Undeground storage tanks that have a capacity of less than
(3) To comply with the flammable and combustible liquids0 gallons.

relatedprovisions of subtitle | of the federal Hazardous and Solid (b) Aboveground storage tanks and intermediate bulk centain

WasteAmendments of 1984, Public Law 98-616, whistlended o sthat have a capacity of less thdi® Jallons.

andstrengthened the provisions of the Solielst¢ Disposal Act Tanks stori duct lated underARCP 33that

asamended by the Resource Conservation and Recovery Act, alsff) Tanks storing products regulated under. a

knownas RCRA., of 1976 as containedtibhUSC 6912nd6991 &€ located either at facilities which are also regulated under ch.
d, ith blish dard ATCP 33 or on farm premises.
(4) In accordance with 468.16 Stats., to establish standards Note: ChapterATCP 33addresses bulk storage of pesticides and fertilizers.

for storing and dispensing motor fuel in a manthat does not N .
compromiseany minimum product grade specifications achieved (d) Aboveground storage tanks storing liquids that are used in

underch.ATCP 94 processesovered in any of the following standards:
History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; correc 1. NFRA 33 SprayApplication Using Flammable or Combus
tion in (4) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672  tible Materials.
correctionsin (2), (4) made under s13.92 (4) (b) 7, Stats.,Register October 2013 L . .
No. 694 2. NFRA 34 Dipping & Coating Processes Using Flammable
or Combustible Liquids.
ATCP 93.020 Scope and application. (1) NEw FACIL- 3. NFRA 35 Manufacture of @anic Coatings.

ITIES AND STRUCTURES. (@) The provisions of this chapter apply 4. NFm 45 Fire Protection for Laboratories Using Chemi
to all new facilities andtructures and to new additions to facilitieg. 55

andstructures that involve storage, transfer or dispensing of flam

mable,combustible or hazardous liquids, exceptspecified in
ar.(b).

P (é) )Plan approvals issued by an authorized agetfite depart () Odorant or o_ther additive injection tanks that are directly

mentfor viable plans received prior to February 1, 2009, shgPnnectedo a pipeline.

remainvalid until six months after that date, or until twears (9) Contractor tanks that are mounted on pickup trucks.

afterthe approval date shown on the plamsichever occurs first. (h) Oil-filled electrical equipment and transformers.

Any construction shown on those plans that is not commenced b))%

(e) Dedicated breakout tanks that are located at pipeline facili

=iy Accumulator tanks.
thatdate, at the address shown on those plans, shall comply wit _) ceumutator tanks
therest of this chaptés requirements for new facilities and struc ~ U) Process tanks.
tures. (k) Product recovery tanks.

(2) ALTERATIONS TO FACILITIES AND STRUCTURES. The provi (L) Service tanks.

sionsof this chapter apply to new remodeling and alterations — (m) Marine fueling facilities where fuel is stored and-dis

for any flammable, combustible or hazardous liquid facility fensedinto the fuel tanks of marine craft of 300 gross tons or
structure— that are integral to storage, transgfedispensing of more.

flammable,combustible or hazardous liquids, includiegnodel
ing and alterations which fakct fire hazard, release mitigation or
replacemenbf major equipment, except as specified in p.

(n) Aboveground or undground tank systems that store xion
flammableand noncombustible hazardous liquids in concentra
tions of less than 1 percent by volume.

(b)' Note: Material Safety Data Sheets (MSDS) should be consulted for flash point and
(3) EXISTING FACILITIES AND STRUCTURES. (a) All elements, concentration.

systemsor components of an existing facility or structure that are (o) Aboveground tank systems which have a capacity of less
integralto storage, transfer dispensing of flammable, combus than5,000 gallons andhich store nonflammable and noncom
tible or hazardous |IQUIdS shall be maintained to conform with thﬁ‘lstib|ehazard0us ||qu|dm concentrations of 1 percent or more
requirementsf this chapter that applied when the facilérue  py yolume.
ture,element, system or component was constructed, unless SpRote: Material Safety Data Sheets (MSDS) should be consulted for flash point and
cifically stated otherwise in this chapter concentration.

(4) CHANGEIN OPERATION. If the operation of an existing facil (p) Tank systems that storehazardous waste which is listed
ity or structure is changed to aperation regulated by this chap or identified under subtitle C of the federal Solidsté Disposal
ter, the facility or structure shall bmade to comply with the Act, or a mixture of such hazardous waste atér regulated sub
requirementdor the new operation as provided in this chapter stancedhat is nonflammable and noncombustible.

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
RegisterOctober 2013 No. 694 page is the date the chapter was last published. Report errors (608) 266-3151.
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(q) Any wastewater treatment tank system that is part of a (1) “Abovegroundstorage tank” or “AST’means any vessel
wastewatetreatment facility regulated under sect®®7 (b) or thathas a liquidcapacity of 10 gallons or more, is intended for

402 of the federal Clean ¥er Act. fixed installation, is not solely used for processing, and does not
() Undeground storage tank systems that contaifioactive Mmeet the definition of an undgound storage tank.

materialwhich is regulated under the federal Atomic Eyehct (2) “Accessibleto the public” means any wholer part of

of 1954. propertythat due tats location and commercial or public purpose,
Note: The Atomic Eneagy Act of 1954 is contained #2 USC 201 et seq. the public or a section othe public has or may reasonably be

(s) Undeground storage tank systems that are part of an-emexpectedo have access to.

gencygenerator system at nuclear pogeneration facilities reg (3) “Aircraft’ has the meaning given in $14.002 (3) Stats.
ulatedby the Nuclear Regulatoigommission undetO CFR 50 note: Section114.002 (3)of the Statutes reads as follows:

AppendixA. _“Aircraft” means any contrivance invented, used or designed for navigation of or
(t) Asphalt-plant AC tankehich are used as burner or materiight in the air but does not include spacecraft. , ,

al-supplytanks in the process of making asplaail which com (4) “Airport” means any area of land or wataat is designed

ply with all of the following: for the landing and take—fobf aircraft, regardless of whether

buildingsare provided fothe shelterservicing, or repair of air
craft or for receiving or dischging passengers or gar, and all
. - appurtenanareas used or suitable for aircraft, and all appurtenant
2. The products stored in the tank @itass 1l or Il liquids o of way whether new or existing, which are either public,
rangingfrom heating oil to used oil, to #4 or #5 heavy oils. rivateor federal.
| ?t’ dTTe aspr:aip[jolcess{.equmﬁnt and the tank are typlﬁal y (5) “Alteration” means any modification to an installiechk
ocatedat an isolated location, such as a quamg are generally systemthat involves cutting, drilling or welding on the tank shell
relocatedfrom year to year or every couple of years. or associated piping
(u) 1. Facilities located on Indian reservation land that are held (6) “Ancillary equipment’ means any device, including such

eitherin trust by the United States, or in fee by the tribetdbal devicesas piping, fittings, flanges, valves, and pumps, that is used

member. . ) ) . to distribute, meteror control the flow ofegulated substances to
2. Facilities which are located orf-afeservation Indian land andfrom a storage tank.

that is held in trust by the United States, and which are held either(7) “Annual” means a period of time letign or equal to 365
in trust by the United States, or in fee by the tribe or a tribal-mem p q
calendardays.
ber. c .,
Note: ChapteiSPS 314as fire prevention requiremertigt may apply to tanks (8) “Approved” means acceptable to the department.
which are not regulated by chaptef@P 93, such aservice tanks, and to portable u ” “all— ; inla” _
tanksor containers which hawecapacity of less thad@ gallons and which are used (9) ATV or .a“ te.rraln vehicle” means a self propelled
for flammable or combustible liquids, or for other liquids that are hazardous. AI§E‘,0t0r—dr|VenVeh|C|e. with wheels or tracks, used ttansport
in conjunction with addressing the quality and retail sales of petroleum produgeopleon land, snowice or water for purposes of sport or recre

chapterATCP 94 regulates containers which haveapacity of less than 275 gallons tion and which cannot be licensed through the department of
andwhich are used fatoring gasoline or any other petroleum product that has a flaah

point of less than 100~ ATCP 94 requires these containers to be colored red aiﬂanSportatiorfor highway use.
appropriatelylabeled, and prohibits using red containers for storing petroleum prod (10) “Authorized agent” means either a local prograpera

uctsthat have a flash point of 1@ or more. X . . . !
7 D (8) Where any department—writien ruletor or a first class cityor their authorized representatives.
( ) IFFERINGRULES. y dep Note: See subsection (66) for a definition of local program opera®of Febru

in this chapter difers from a requirement within a standard refefary 1, 2009, only the City of Milwaukee had become a first class city

encedin this chapterthe department-written rule shall govern.  (11) “Automatic leak detection” means a release leak
(b) Where a rule prescribesgeneral requirement and anothetietectionor monitoring system that will provide continuous 24

rule prescribes a specific or madetailed requirement regardinghour monitoring for the detection of a releasdeak of vapor or

the same subject, the specific or more detailed requirement shabduct and immediatelycommunicate the detection of the

govern, except as provided in pé). releaseor leak to an electronic signaling device.

(c) Where diferent sections of thishapter specify conflicting  (12) “Automatic line leak detection” means a method of leak
requirementsthe most restrictive requirement, as determined Iyjetectionwhich alerts the operator to the presence of a leak with
the department, shall govern, except as provided in f@and out any manual ébrt on the part of the operatdancluding a
(b). deviceor mechanisnthat signals the presence of a leak by restrict

(8) LocAL REGULATIONS. (a) This chapter doewt limit the ing or shutting dfthe flow ofa hazardous substance through pip
power of municipalities to make or enforce additional or moréng, or by triggering an audible or visual alarm, and whietects
stringentregulations, provided the regulations do not conflict witkeaksof 3 gallons per hour at 10 psi line pressure within 1.hour
this chapter or with any other rule of the department, exaspt  (13) “Authority having jurisdiction” means the department
providedin par (b). an authorized agent aleputy responsible for approving equip

(b) A first class city may apply dérent requirements for ment,installations or procedures.

administeringplan review and inspections by the city (14) “Biodieselfuel” means a fuel that is comprised of meno
Note: As of February 1, 2009, only the City of Milwaukee had become a first Claéifkyl esters of Iong chain fatty acids derived from vegetable oils

city. .
- . or animal fats.
(9). RETROA?TIVITY' The pI’OVIS_I_O_nS of this chap_tgar are not ret Note: Under sectiori68.14 (2m) (b) 2of the Statutes, pure biodiesel fuel is gener
!'oactlvely agp_phed 1o existing facilitiesnless specifically stated 4y identified with the alphanumeric B100, and does not contain any petroleum prod
in the administrative rule. uct, anyadditive, or other foreign material. A fuel that is a blend of biodiesel and

petroleum-basefiiel generally has a volume percentage of the biodiesklo the
(10) INTERPRETATIONS. Under s.168.23 Stats., the depart petroleum-basefiiel of at least 2 percent. B20 would identify a blend as being 20

mentreserves the right to interpret the requirements in this chagigent biodiesel and 80 percent petroleum-based fuel, by volume.

1. Tank configurationsire single—wall or double—wall, with
or without heating coils.

aan it” all ggg’ft;‘g C%desta”Nd Stagd%%?,\, 62, 2-1-09 (15) “Bulk plant” means facility where flammable or com
Istory: = Cr. Register November 0. . 2=1-09;correc- 1 H H H H i
tion in (), (10) made under 813.92 (4) (b)7. Stats. Register October 2013 No, PUStibI€ liquidsare stored or blended in bulk, prior to furthies
694, tribution.
(16) “Business day” means any day Monday to Friday
ATCP 93.050 Definitions. In this chapter: excludingWisconsin legal holidays.
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(17) “CERCLA”" means the federal Comprehensive Environ (31) “Connected piping” means all undground piping
mental Response, Compensation, and Liability 4€t1980, as includingvalves, elbowsjpints, flanges, and flexible connectors
amended. attachedto a tank system through which regulated substances

(18) “Certified cathodic protection tester” means a persoﬂPW-
certified in accordance with ctfSPS 305vho demonstrates an . Note: For thepurpose of determining how much piping is connected to any indi
understandingpf the principles and measurements of all COmmdlélﬂualundeground storage tank systethe piping that joins 2 undgound storage
! . ! ! ksystems should be allocated equally between them.
typesof cathodl_c protection systems as applied to buried or sub (32) “Construction project” means a site or project that is
meiged metal piping systems and metal tanks. underdevelopmentienovation or demolition, and is temporary in
(19) “Certified corrosion expert” means a person certified ifatureand has restricted public access.
accordancewith ch. SPS 305w~ho is qualified to engage in the Note: A construction project may involve a transportation corritailding or
practiceof corrosion control on buried or subrged metal piping structure,excavation otandscaping, or the replacement or upgrade of an existing
systemsand metal tanks by reason of thorough knowledge of tAigragetank system. § ,
physicalsciences and the principles of engineering and mathe (33) “Consumptiveuse” means consumed on the premises
maticsacquired by @rofessional education and related practiciynerethe storage tank system is located.
experience. (34) “Continuousmonitoring” means &ak detection method
(20) “Certified tank system inspector” meaagerson certi Usingequipment that routinely perforrtise required monitoring
fied in accordance with CISPS 3030 inspect storage tank sys N a periodic or cyclic basis throughout each.day
tems. (35) “Contractor”means a person or firm undertaking to do
(21) “Certified installer” means either of the following: work or supply goods or a service. 3
accordancawith ch. SPS 3050 install and repaiaboveground Otherwisein the rule.
storagetank systems — and for undeound tanksystems, a per (37) “Department’means the department of agriculture, trade
soncertified in accordance with cBPS 3030 install and repair andconsumer protection.
undergroundstorage tank systems. (38) “Dispenser'means a device or configuration of compo
(b) A registered professional engineer who directly superviseentsconsisting of a motor or fluid control, and an area for storing
aninstallation by being presedtring the activities specified in a hose nozzle valve with or without a pump, that dispenses and
s.SPS 305.84 (9r305.85 (5) and who is competent in the engi measureshe amount oproduct dispensed by means of a mechan
neeringmethods and requirements irsdbnsin for designing and ical or electronic metering mechanism.

installing storage tank systems for flammable, combustible or (39) “Dispensing”means the transfer of fuel into a vehicle or
hazardoudiquids, except the registratimequirement does not portablecontainer from a storage tank system.

apply where exempted under443.14 Stats. N (40) “Dispensingarea” means a zone around the dispenser
(22) “Certified remover—cleaner” means a person certiiied thatextendsa distance of 20 feet horizontally from the dispenser

accordance witlkeh. SPS 3050 remove storage tank systems angody, exclusive of the length of the hose and nozzle.

to remove accumulated sludge and remaining product from tanks(41) “Dispensing system” or “product transfer system”

thatare to be closed, undgera change in service, or otherwise bg, | desthe dispensers, nozzles, dispensing hoses, suction fuel
completelyemptied and made inert. pump, pipe and any necessary core components between the

(23) “Certified tank system liner” means a person certified iBmergencyshut—of valve anddispensing nozzle that allow the
accordance with cl8PS 3030 install interior linings for storage dispensingsystem tdunction as intended and in accordance with
tanks. theinstallation requirements.

(24) “Certified tank—system site assessor” meangesson Note: In a typical fueling island, the dispensing system begins immediately- down
certifiedin accordance with C!SPS 3090 conduct tank-system Sesol e seeiey i diaue, and al components s of el pon.
site assessments and to collect samples necessary foal3@S5  93.050(115).
ments. (42) “Electronic monitoring” meansan electrical device

(25) “Certified tank system tightness tester” means a persamstalledto monitor tanks or piping for leaks.
certified in accordance with ctSPS 305t0 perform precision  Note: Typically, electronic monitoring uses an audible or visalarm and may

tightnesstesting to determine the presence of Iéaleiorage tank incorporatean automatic shut down of the dispensing system. Examples include
systems electronicline leak detectors and sump or interstitial liquid sensors.

(26) “Changein service” means continued uséa storage (43) *Empty tank system” means a tank system from which

tank system in another status; or continued usetahl that pre all materialshave been removed using commonly employed-prac

; ticgsso that no more than 1 inch of residue remains in the system.
viously stored a regulated substance, to store a non-regulated su W . » .
stance. (44) “Excavation zone” means the volume containitige

Note: An example of change—-of-service resulting from another status is an “Irt\anksyStem and baCkf'," material boun_ded by. the ground surface,
use"tank that moves to ‘Smporary—out—of service” status. An example of changewalls, and floor of the pit and trenches into which timeleground

of-serviceresulting from previously storing a regulated substance, to storing a nogtoragetank system is placed at the time of installation.
regulatedsubstance is a tank that is converted from storing heating oil to storing

water. (45) “Existing” means installed an place since before Feb
(27) “Classl liquid” means a flammable liquid. ruary 1, 2009.
Note: See subsection (30) and Note for Class Il and Il liquids. (46) “Existing tank system” means a tank system used te con
(28) “Cleanedtank system” means a tank system that is fréain an accumulation of regulated substances, or for which-nstal
of all residue and vapors. lation commenced, prior to February 1, 2009. Installation is con

(29) “Closure” means the procedure by which a tank syste idered to have commenced if the owner or operatoolitased

is evaluated and permanently rendered safe from contributing{bfederal, state, and local approvals or permits necessary to begin
humandangerfire, explosion, and environmental contaminatiorf ysicalconstruction of the tank system site or installation of the

w . . L . . tank system, and aontinuous on-site physical construction or
(30) “Combustible liquid” means a liquid having a flash po'n%nstallgtionprogram has begun. phy
ator above 10T

Note: Under NFR 30 section 4.3.2, combustibliguids are further classified as (47) "FaC'“t_Y" meansa ,pIOt of land developed or designated
beingClass II, lIIA or 11IB liquids. to serve a particular function.
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(48) “Farm premises” and “farming” have the meaning given (57) “Important building” or “important building orstruc
in s.102.04 (3) Stats. ture” means a building astructure that is not considered by the
Note: Section102.04 (3)of the Statutes, reads as follows: owner, theauthorizedagent or the department to be expendable
As used in this chaptefarming’ means the operation of farm premises owned ofn an exposure fire.
rentedby the operatorFarm premises’ means areas usedofgerations herein set  \ oio. £yam ; o :
h . : ples include buildings occupied by 1 or more persons for other than
forth, but does not include other areas, greenhouses or other similar structures um% entaluse, buildings that havehigh-hazard use where products from fire can

usedprincipally for the production of food and farm plants. ‘Farmegans any per the communi - it
) : - - > ty or the environment, control buildings that need the presence of
sonengaged in farming as defined. Operation of farm premises shall be deem(@@mnefcr orderly shutdowmf important or hazardous processes, buildings that

bethe planting and cultivating of the soil thereof; the raising and harvesting of a ntainhigh—value contents or critical equipment or supplies, and buildings that are

cultural, horticultural or arboricultural crops thereon; the raising, breeding, tendi . p ;
trainingand management of livestock begs poultny-bearing angilmals Wi|d?ife or  Sttedwith respect to a storage tank system such that they will have a detrinfental ef
! ' ' n release—response or fire—control activities.

aquaticlife, or theirproducts, thereon; the processing, drying, packing, packagin%
freezing,grading, storing, delivering to storage, to market or ¢araier for trans (58) “Impressedcurrent system” means a methodcofro
portationto market, distributing directly to consumers or marketing any afthee-  gjgn protection that generates cathodic curfenm an external
namedcommodities, substantially all of which have been planted or producé !
thereonthe clearing of such premises and the salvagirignier and management dir€ct—currenpower source.

anduse of wood lots thereon, but not includlngging, lumbering or wood cutting (59) “Intermediatebulk container or IBC” means a container
operationaunless conducted as an accessory to other fawpiegtions; the manag

ing, conserving, improving and maintaining of such premises or the tools, equipm_g'r\fuis manufactured and marked in accordanceMBtEiF_R ;78
and improvements thereon and the exchange of, lsiices or thexchange of use IS intended forthe storage of regulated substances within ware

of equipment with other farmers in pursuing such activities. The operation for ggysesand other storage areas with automatic wet—pipe sprinkler
to exceed 30 days during any calendar yieaany person deriving the persoptin

cipal income from farming, of farm machinery in performing farming services fopyStemsand has a liquid capacity of 793 gallons or less.
otherfarmers for a consideration other than exchange of labor shall be deemed farm (60) “Interstitial monitoring" means a leak detection method

ing. . . ;
B . - thatentails the surveillancef the space between a tank system
_(49) Flammableliquid” means anyliquid that has a flash \ya|is and thesecondary containment system, for a change in
point below 100F. steady—stateonditions.

Note: Under NFR 30 section 4.3.1, flammable liquids are classified as being (61) “Inventory controls” means techniques useddentify
Classl liquids, and are subclassified as Class IA, 1B or IC liquids. ﬁ;oss of product that are based on volumetric measurements in the

(50) “Flashpoint” means the minimum temperature at whickyn andreconciliation of those measurements with product deliv
aliquid will give of sufficient vapor to form an ignitable mixture ery and withdrawal records.

with air near the surface of the liquid or within the test vessel. (62) “Leak’ means any dischge of a regulated substance

Note: See NFR 30 for the appropriate test method for a specific liquid. v . . .
51) “Freeproduct’meansany regulated substance that existfrom a point in a tank system or dispensing system, that is not
( P Y reg tendedto be a dischae or dispensing point.

OUtSideOf_ a tank system, a dispenser system or a container f0gte: see subsection (76) for a definition of “obvious release,” subsection (103)
transportingthe substance. for a definition of “release” and subsectiorl3) for a definition of “suspected

(51m) “Hazardousiquid” means any liquid that is a federally"®'®2¢”

regulatechazardous substance as defined 68.21 Stats. (63) “Leak detection” means determining whether a -dis
Note: The definition of federally regulated hazardous substanceslBBs2], ChargeOf regmateCBUbStance has occurred from a storage tank

Stats. corresponds to the CERCLA List of Hazardous Substances and Reportgysteminto the environment or into the interstitial spaetween
Quantitiescontained im0 CFR 302.4Table 302.4. the storage tank system and its secondary barrier or secondary

(52) “Hazardoussubstance storage tank system” meanscantainmengaround it.
storage tank system which containa hazardous substance (64) “Liquid” meansany material that has both a fluidity
definedin section 101 (14) of CERCLA — but not including anygreaterthan that o800 penetration asphalt when tested in accord
substancegegulated as hazardous wastes under subtitle C, or @m¢ewith ASTM D 5 at standard conditioms temperature and
mixture of suchsubstances and petroleum products — and whiglessureand a vapor pressure of 40 pounds per square inch abso
is not a petroleum storage tank system. lute (psia) or lower at 10F as determined by ASTM D 323 or

(53) “Heating device” means equipment, fueled bguids 4953. For materials outside the scope of the ASTM D 5 test, liquid
regulatedby this chapterintended to create generate heat for meansany material that both starts to melt at temperatures less
the purposeof providing direct heat or heating another media fdhan100°F and has a vapor pressure of 40 psia or lower 100
space heating, food processing, commercial and industrialNote: Fotr exar;nzled ;ES ?r?‘d #ﬁ funta'l do not meet the criteria for a liquid and there
manufacturingpr enegy generation. preare not reguiated by tis chapter ) )

(54) “Heatingfuel” or “heating oil” means petroleum that is (65) "Listed and labeled'means equipment or materials to
No 1 No. 2 N 94_I. N 4_;;31 oy r?t No. 5 which has been attached a label or identifying marlabgiwhich

0. 4, N0. 2, V0. 4=ght, NO. eaMMp_. Ight, NO. €aVY  is included in a list published bsn oganization acceptable to the

andNo. 6 technical grades of fuel oil; othessidual fuel ails, jonatmenthat is concerned with product evaluation, that main
including Navy Special Fuel Oil and Bunker C; and other fuelgyingperiodic inspections of listed and labeled equipmentaie
whenused as substitutes for one of these, includsed oil or aglls’ and by whose labeling the manufacturer indicates-com

h . : : - ri
usedcooking oils when used in an oil burner to provide space heghncewith appropriate standards or performance for a specified
or processing heat for consumptive use on the praperty purpose.
C

History: Heating fuel used to produce steam for power generation such as ele « " “ , .
tricity or emegency power does not apply to the general heating fuel application. (66) “Local program operator” or “LPO'means an entity

(55) “Housekeeping’means a facility managemeattivity ~ €ither public or private, under contract with the departntent
of keeping flammable, combustible and hazardous ligtdcage €nforcethe provisions of this chapter and provide tank system
organizedand free of debris, vegetation, combustible goods aRifn review and inspection services in a specific region of the
merchandiseand non-essential combustible materialgpad state.
ucts. (67) “Lowestfloor, story cellar or basement” means -

(56) “Hydrant system” means an undgound pipesystem, estspace in which heavier-than-air vapors can accumulate.
typically at airports, that carries fuel to various locations. At each (68) “Maintenance’meanghe normal operational upkeep to
of these locations, an access way typically provides connectiigventastorage tank system from releasing product, or to-main
points,or hydrants, for connecting filtering, metering or pumpindgin the structural andperational condition of any portion of the
equipmentused to transfer the fuel from the piping system to tigystem.
craft powered by the fuel. A storage tanknis considered part  (69) “Marine—crafttank vehicle” means any tank having a lig
of the hydrant system, and the hydrant system icosidered uid capacity of 10 gallons or more, used for carryifigmmable
partof an aboveground or undgound storage tank system.  or combustible liquids and mounted permanently or otherwise
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upona vessel or bge capable of water transportation. The tankiels, jet fuels, fuel oils, lubricants, petroleum solvents, and used
is not solely for the purpose of supplying fuel for the propulsiouil.
of, or support of equipment on, the vessel upon which the tank is(g4) “Pier” means any structure, such as a doskjch
mgutmesd-f ATCP 65 130rea ] ok veicles (o t _extendsinto navigable waters from the shore, with water on both
ote: Sectiol . requires marine—crait tank venicles 1o have a materia; H H H H H ]
approvalbefore being placed into service. dides,and which is built or maintaineidr the purpose of servicing
watercraft, providing a berth for watercraft, or for loading or

(70) “Mechanical monitoring” means a mechanical devic : :
not dependent upon electricifystalled to monitor tanks and pip qrjnnall?/?)ilr;\?wcgggngrdg?lfsc)ins%?iﬁ—%ntsotrzrc&?;n watercraft. A pier

ing for leaks. WD @ e i i ; ;
Note: An example is a mechanical line leak detector (85) “Pipe” or “piping” means a pressure-tight cylindesed

(71) “Monthly monitoring” means an approved electronic of° convey transfer or move a fluid, and is ordinarily designated
non-electronienethod of testing tank or pipe for a leak at least PiP€” in applicable material specifications. Materials designated
monthly. The test must detect a 0.2 gallon per hour leak rate witfitube or tubing in the specifications are considered pipe when
aprobability of detection of 0.95 and a probability of false alarfitendedfor pressure service. This term includes pipe emanating

of 0.05. from or feeding storage tanks, or transferring product to or from
Note: For purposes of monitoring @monthly cycle, the Department will accept Storage tanks.
testsno further than 30 days apart. (86) “Pipe system” or “piping system” means the primary-pip

(72) “Motor fuel” means flammable or combustible liquiding, secondary containment, leak detection devices, tubing,
thatis used in the operation of an internal combustion engine.including suction line drop tube, flanges, bolts, gaskets, valves,
(73) “Motor vehicle” means a self-propelled motor—driveriittings, flexible connectors, the pressure-containing parts of
vehiclethat is used for moving people or products on land, watether components such as expansion joints and strainers,
or air. devicesthatserve such purposes as mixing, separating, distribut
Note: “Motor vehicle” in this definition is intendetd apply to motorized equip  ing, metering, or controlling flowand any core components

menttransporting people and goods for pleasure, construction or commerce, raii®ich allow the piping system to function as intended and in
than equipment dedicated to warehousing and yard operations, such as forklifts; or

for grounds and facility maintenancich as lawnmowers; or for amusement facili accordancevith the installation requirements.

ties,such as go-carts. Note: For a typical undground system, the pipe system would be from the point
(74) “New” means installed or constructed on or after F-ebr@f connection at thmnlfto the connection to the dispensamediately downstream
ary'1 2009 f the emegency shut-dfvalve.

’ L L (87) “Pipeline facilities,” including gathering lines, means

(75) “Non-discriminating’meansnot discriminating as to the e and existing pipe rights—of-way aady equipment, faci
typeof liquid. _ S ties, or buildings.

(76) “Obvious release” means there is an indication of a (88) “Place of employment” includes every place, whether
releaseand there is both environmental evidence, such adisoil jnqoors or out or undeground and the premises appurtenant
coloration, observable free product, or odors — and a knowferetowhere either temporarily or permanently any indystry
source such as a tank or piping witliacks, holes or rust plugs, yradeor business is carried on, or where any process or operation,

or leaking joints. directly or indirectly related to any industrirade or business, is
Note: See subsection (62) for a definition of “leak,” subsectid@8)for adefin  carried on, and where any person is, directly or indirectly
tion of “release” and subsectionl@) for a definition of “suspected release.” employedby another for direct or indiregiin or profit, but does

(77) “Oil-burning equipment” means an oil burner afy not include any place where persons are employed in private
type, together withits tank, piping, wiring, controls and relateddomesticservice which does not involve the use of mechanical
devices.and includingall oil burners, oil-fired units and heatingpoweror in farming.
andcooking appliances. Note: This definition is taken from sectidrd1.01 (1) of the Statutes.

(78) “Operational life” means the period beginning when (89) “Point—of-sale,”or “POS” means a marketing or dis
installationof the tank system has commenced and extendingpaensingpractice that accommodates a cash, credit cardpkey
whenthe tank system is properly closed. sonal identification number or similar dispenser—authorized

(79) “Operator” means any person control of, or having transferof fuel into a motor vehicle without the diremtersight,

responsibilityfor, the daily operation of a storage tank system.Supervisioror intervention of an employee of the fueling facility
(80) “Owner” means either of the following: (90) “Precisiontightness testing” or “precision tightness test”

(@) In the case of an in-ustorage tank system, any persoﬁneansa procedure fotesting the ability of a tank system to pre

who owns at least the tank storage portion of a storage tank sst(%{ta release of a regulated substance, that is capable of detecting

usedfor storage odispensing of regulated substances, or the p 9'51 geéllon pet: T)Qﬂr Ie?:f Irate \lNith a fpgoggbility of detection of
son owning the property on which the storage tank system {s°>&nd @ probabiiity of false alarm ot 0.05.

located. (91) “Pressurizedbiping” means product piping that experi

(b) In the case of a storage tank system not in use, any pe?ﬂﬁes product pressure above normal atmospheric pressure.

who owned at least the tank storage portion of the storage tank é;{]é)ductpressure may be generated from a pump or staticdiead

temimmediately before the discontinuation of its use, or the pétaboveground storage tank. _
son owning the property on which the storage tank system is (92) “Pressurized system” or “remote pumping system”

located. meansadispensing system where the pump is not located at, or is
(81) “Person” means an individual, trust, firm, joint stock'emotefrom, the dispenser _
company,federal agengycorporation, state, municipalitgom (93) “Product” means anyegulated substance in a storage

mission,political subdivision of a state, or aimgerstate bodyand tank.

includesa consortium, joint venture, commercial entdpd the (94) “Public access fueling” means the e facility by per

United States government. sonswho are not employees of the facility to dispense fuel into
(82) “Petroleum” means crudmil, crude oil fractions, and vehicles,or to transfer fuel for resale into vehicles that are not

refinedpetroleunfractions, including gasoline, kerosene, heatingwnedor operated by the facility

oils, and diesel fuels. (95) “Public building” means antructure, including exte
(83) “Petroleumstorage tank system” means a storage tamior parts ofthe building, such as a porch, exterior platform or

systemthat primarily contains petroleum produdsch as motor stepsproviding means of ingress or egress, used in whole or in part
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asa place of resort, assemblage, lodging, traddictratcupancy (c) A violation that includes failure to install, maintain or eper
or use by the public or by 3 or more tenants. ateequipment essential to preventing or detecting leaks.

Note: This definition is taken from sectidi©91.01 (12)of the Statutes. (d) A violation that is observed to reoccur repeatedly as a result
(96) “Public used-oilcollection center” means any used-oibf intentional orunintentional administrative or operational ever
collection facility that allows an individual who is not ansijght.
employeeof the facility to transfer useail from a portable con (110) “Spaceheating” means heating afeas intended for
tainer into a storage tank. occupancyor storage.

(97) “Public way” means any public thoroughfare, sidewalk, 111y “storm water or wastewater collection system” means
dedicatedhlley, railroad,waterway or right-of-wayThe point of iping, pumps, conduits, and any other equipment necessary to
measuremenis from the engineered or natural borders of thé'%ollectand transport the flow of surface water ruri-fesulting
vehicleor pedgstrlan trﬁ.t lanes. ) from precipitation, or domestic, commercial, or industrial waste

(98) “Readily accessible” means capable of being reachgghter to and from retention areas or any areas where treatment is
easilyand quickly for operation, maintenance and inspection. designatedo occur The collection of storm water anchstewater

(99) “Re—-commission’means the process of returning asysioesnot include treatmerngxcept where incidental to convey
tem,component or process to a code—complying, in—-service camce.

dition. (112) “Structure” means armssembly of materials forming a

(100) “Recreational vehicle” means anyself-propelled constructionfor occupancy storage, use, shelter or weather
motor—drivenvehicle that is used for moving people typicalifr-of protectionmeeting the definition gblace of employment or pub
road,on land, snowice or water for sport or recreation, such akc building.

snowmobilesand all-terrain vehicles. Note: The Department does not consider a tank to be a structure although local
“ » ormunicipal regulations may classify a tank as a structure.

(101) “Red-tag”means a red tag secured to a component Ofm113§ “Sgs ectedeylease?means either of the followina:
astorage or dispensing system, which gives notice that the systeng usp ! wing:

or the product stored is undenforcement action for failure to () There is indicatiotthat a tank system or dispensing system
comply with the requirements of either this chapter orAfCP  hasleaked — such as inventory losses; observable free product or
94, and which prohibits operation of tisystem until the tag is evidenceof free product in secondary containmendiapensers,
removedby an inspector submersiblepumps or spill bucketspetroleum odors; unex

(102) “Regulatedsubstance” means any flammable or eonji"e::n?dfnzessesrgcfnc’f V\é)attetrhlnraitagk; obr a(;\tllz\a/gltlonnc\)/];rar:?:n?ﬁte\ii
bustibleliquid and any liquid that is a federally regulated harzardO aaf yl €m — but there IS no observable enviro ale
oussubstance as defined in168.21, Stats. enceor a release. _ .

Note: The definition of federally regulated hazardous substances in section (0) Thereis observable environmental evidence of a release,
168.21(3) of the Statutes corresponds to the CERCLA List of Hazardous Substanserch as soil discoloration or freproduct, but the source is
andReportable Quantities contained4id CFR 302.4Table 302.4. unknown

(103) “Release” means any dischge, including spilling, Note: See subsection (62) for a definition of “leak,” subsection (76) étafiai-
leaking,pumping, pouring, emitting, emptying, leaching, dumption of “obvious release” and subsection (103) for a definition of “release.”
ing or disposal of a regulated substamte groundwatersurface (114) “Tank” means a device designed to contain an-accu
wateror subsurface soils. mulationof regulated substance aodnstructed of non—earthen

Note: See subsection (62) for a definition of “leak,” subsection (76) éfia- materialssuch as concrete, stefiherglass or plastic, and includ

tion of “obvious release” and subsectiod3) for a definition of “suspected release.” ing thefollowing types of tanks, which have the following mean
(104) “Releasedetection” means determining whether a digpgs: '

chargeof regulatedsubstance has occurred from a storage tank
systeminto the environment or into the interstitial spaetween

the storage tank system and its secondary barrier or secon@n
containmentround it.

(105) “Repair” means any work necessary to correct

(a) “Abandoned tank” means an aboveground or grdend
with or without product, that is not recognized by this chapter

n—use, temporarily—out—of-service or closed.

(b) “Accumulator tank” or “accumulator reservoir’” means a

ntainey integral to the closed—loapechanical system opera

restorea tank or related storage tank system component to acolﬁ@n of equipment, that is used to provide product on demand or

tion suitable fqr saer operation. . - to store product which is displaced from the functioning equip
(106) “Residential watercraft fueling facility” means that ment,such as an elevator or hydraulic lift.

portionof a 1-or 2—family residential property where liquid fuels note: Accumulator tanks are outside the scope of this chapter

are stored in or dispensed for non-retail purposes from fixed (c) “Breakout tank” means a tank that is used to relievgesur

equipmenon land into the fuel tanks of self-propelled watercrafty 4 il pipeline system do receive and store oil transported by

including all facilities used for the storage, dispensing, and-hag yipeline forreinjection and continued transportation by a pipe

dling of flammable and combustible liquids. line. Tanks considered by this chapter to be breakout tanks do not
(107) “sacrificial anode systemimeans a method of corro have piping that transfers product directly or from a loading

sion protection that generates cathodic current frongtieanic rack.

corrosionof an expendable anode which is metectrochemi (d) “Day tank” means an intermediatnk in a product trans

cally active than the structure being protected. fer system between a storage tank and the end use of the product,
(108) “Secondarycontainment” means an approved barriefisuallya generator Thepurpose of a day tank is to provide imme

installedaround a storage tank systémat is designed to preventdiate product to theend source where the supply may otherwise

aleak from the primary tank or piping from contacting e  be influenced by product temperature, viscosity or inadequate

roundingearth or thewaters of the state before the leak can b&upplypressure.

detectecand cleaned up. (e) “Farm tank” means a tank that is constructed in accordance
(109) “Significant noncompliance” means the existerafe with NFRA 30A section 13.2 and installed on a farm premises.

oneor more of the following: ) ~ (f) “Field—erected tank” means a tatilatis built on the site
(a) Aviolation that causes, or may cause, a substantial, eonfitom sections and components.

uing risk to public health or the environment. Note: See par(p) for a definition of “fixed tank.”
(b) A violation that substantially deviates from a requirement (g) “Gravity tank” means a supply tank from which the product
of this chapter is delivered directly by gravity
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(h) “Integral tank” means @essel with a liquid capacity of lessof an aviation serviceompanyunder aviation service protocols and monitored situa
than 110 gallons, which supplies fuel to an engine and which 18-

assemblednd used with the engine as a single unit of equipment, (P) “Stationary tank” or “fixed tank” means a storage vessel
Note: Vessels with a capacity 0@ gallons or more are included in the definition'men(jedfor stationary installation and not intended for retoca

of storage tank in paragraph (p). tion, loading, unloading, or attachment to a transport vehicle, as
() “Movable tank” means an abovegroustdrage tank that partof its normal operation in the process of use.

meetsall of the following: (q) “Storage tank” means a liquid—tight vestet is intended
1. Has a liquidcapacity of 10 gallons or more, and is usedfor fixed or stationary use or a tank tistsed for fuel dispensing

for storing and dispensing liquid motor vehicle fuel. undersubchVI, but is not used for any of the excepted purposes
2. Is Supported on skidsyheels without axles, or similar in s.ATCP 93.020 (6) This term includes a vessel which has a

meansand is not mounted upon a tank vehicle or chassis capaiglid capacity ofl10 gallons or more and which is assembled and

of road travel. usedwith an engine as a single unit of equipment.
3. Is designed and constructiedlaccordance with $\TCP (r) “Work-top tank” means an aboveground steel rectangular
93.250 tank for combined use as a working surface and a storage tank for

4. 1s not intended for permanent placement. ClassllB liquids. . , o
Note: Movable tanks are acceptable for use at construction projects, farms, and(115) “Tank system” includes the primary tank and pipe,-inte
otherlocations recognized in subchapter VI, where it is more practical to move jeal secondary containment, integral supports, ldatection,

tank, typically by lifting equipment, to éfroad motorized equipment for dispensing, 1 1 i i o ;
ratherthan drive the motorized equipment to the tank. overfill prevention, spill containment, anti-siphon devices, and
» thenecessary core components that alloevtank system to func

m e%)nsa yelgggf%rgfggmggts tzagrmgﬁe gg)#t;);crmg]rﬁgrcrtggtkea‘riﬁg as intendeand in accordance with the installation require
nts. Tank system configurations include on-shore under

Lheeggsé%n;ftﬁ;Zg;gée;'%;ﬁilhfﬁ ;P?gglnewct);iksgaztl?nces Cangroundstorage tanks, on-shore aboveground storage tanks, and

Note: In accordance with sectiohf CP 93.250each compartment of a multi— store_lgetanksover Wat.er that are integral with a stationary,pier
compartmentank is considered a separate tank, even if the same substance is stﬂ%ﬁng Ve§5e| or floating structure for the purpose of storage or
in more than 1 compartment. veh|clefue||ng_

(k) “Portable tank” means an aboveground closed véisael Note: In atypical fueling island, the dispensing system, as defined in section
hasa quuid capacity of 10 gaIIonsor more; is not otherwise ATCP 93.050 (41) begins immediately downstream of the egeecy shut—df

' 1 - . . . . . valve,and all components upstream of that point, includingkhe—of valve, are
definedin this chapter; isequipped with skids, mountings ori,anof the tank Sy&em. P P @

accessoriedo facilitate handling of the tank by mechanical (116) “Tank-systenintegrity assessmentr “TSIA” means
means;and is not intended for fixed installation or for highwayhe process by which the department seeks to determine if the
vehiclefueling; and includes intermediate bulk containers.  jntegrity of a tank system or any component thereof has been com
(L) 1. “Process tank” or “flow—-through process tank” meansromised. This process includes precision tightnéssting,
atank that forms an integral parta production process throughinventoryreconciliation, visual inspection of syst@mmponents,
whichthere is a steaglyariable, recurring, or intermittent flow of and calibration checks of dispensers and automatic tank gauges.
materialsduring the operation of the process and the tank-is uti Note: In general, TSIAs are to be performed if there are indications that the integ
lized to carry out or control the heating, cooling, mixing, blendingjty of & system has been compromised.
separatingmetering, or chemical action of materials. The-pro (117) “Tank-systensite assessment” or “TSSA” meaihe
cessings done on a regular basis and it is the primary function pfocessby which the department expects tank—system owners or
thetank. operatorgo determine if a tank system or any component of that
2. “Process tank” or “flow-through process tank” does nostystemhas releas.ed petroleum products or other hazaydous sub
includea tank that is used for the storage of materials before th@incesnto the soil, groundwater or surface waters. This process
introductioninto the production process or for the storage of filncludesall of the following: N . ,
ishedproducts or by—products from the productimocess, ora (&) Observation of field conditions, such as stained soils;
tank that is only used to recirculate material. processtank 0dors;pitting, holes or cracks in tank system components; observ
would be considered a storage tank if the vessel is used as stofdjgleaks; and elevated in—field soil-gas readings.
for a period exceeding 96 hours after the processing ends. (b) Collection of soil samples for laboratory analysipetic
Note: Process tanks are outside the scope of this chapter leum products or other hazardous substances, as prescribed in the
(m) “Product recovery tank” means a tank that forms an intdepartment's Assessment and Reporting of Suspected and
gral part of a chATCP 93regulated substance spill contsystem ObviousReleases em Undeground and Abovegund Storage
for a storage, processing or transfer area. The purpose of the fEatk Systems
is spill recovery and temporary containmefitproductrecovery (c) Reporting of the field observations asampling results in
tank does not include a tank that is used for the storage of mater@isrmat prescribed by the department.
or by-products from a flow-through reclamation procegs. Note: In general, TSSAs are to be performethattime a storage tank system, or
productrecovery tank will be considered a storage tank if the vﬁg"neggmp;’e”rs{geﬂif{g‘igk'z g}a'l%_perma”emt’sed' upgraded or repaired, or if a

selis used as storage for a period exceeding 96 hours after the Coflote: Assessmerand Reporting of Suspecte and Obvious Releass From
trol of a release or spill. Undergroundand Abovegroum Sorage Tank Systens (Stok numbe 61D) is
. ; ; availablefrom Documert Sales and Distributiona 4622 University Aenue, Madi

Note: ‘I‘Drodu_ct recc?very tanl:s are outside the scope of this chapter son, Wi 53705-2156 or a telephom (800) 362-7253 or a hitp:/doc-

(n) “Residential tank” means a tank located on the same prefies@doa.state.wi.uw from he Department Wb ste & http://datcp.wi.gov/
erty as a 1- or 2—-family dwelling or a residential building that fallsonsumer/Weights_and_Measures/index.aspx
within the scope of ch&PS 3610366 andused only by the resi (118) “Tank vehicle” means a tank truck or trailer system
dentsof the property or for the maintenance of the property designedand constructed to comply with NAABS85.

(0) “Service tank” means a tank that is used for a limited perigdote: NFFA 385 recognizes Bipes of tank vehicles: 4(1)(23)@'1‘( truck in which

- - - SN : . e cago tank is supported entirely on the truck chassis, (2) a tank semi-trailer in
of t|m,e durlng. th,e SerV"?'ng of “qu',d ,bearlng equment, to',tenf}vhich the cago tankis supported by both the truck chassis and trailer chassis, and
porarily hold liquids duringhe servicing, cleaning or relocation(s) a tank full-trailer in which the cgo tank is supported entirely on the trailer ehas
of the equipment. sis. o )

Note: Service tanks are outside the scope of this chapnice tanks include (119) “Tank wagon” means a tank thist afixed to a trailer
Thesetanks are Used for femoval of el rom an araftto Fciltate other ey et With at least 1 axle, is construdtedccordance with s.
nancefor the aircraft, and for return of that fuel to the aircraft immediately thereaﬁéTC_P 93.610 (1) h_as a |IC1UI_d capa_lcny' Of_l,lOO gallons or less,
Theyaretypically not moved from one site to anotred are operated by employeesandis used for storing and dispensing liquid motor vehicle fuel for
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equipmentsed on the site, or is used for stortiger liquids reg  tions in (37), (51m), (101), (102), () (i) 3., (M), (a), (19) made unders.13.92
ulatedunder this chapterA tank wagon is natonstructed to com () (0) 6. 7., Stats.,Register October 2013 No. 634

ply with NFFA 385. . .
Note: Since a tank wagon is not designed and constructed undér3&BRrite Subchapterl — Administration and Enfor cement

ria, it must be towed empty on the road for transport and placement in accordance
with s.ATCP 93.610 (1) ATCP 93.100 Plan review. (1) GENERAL. (a) Plan
(120) “Temporarily-out—-of-servicemeans a storage tankreview and written approval from the authorized agent or the
systemthat is not being used, but is intended to be placed back idtgpartmenshall be obtained before any of the followangivities
operationwithin the next annual registration period. areperformed on storage tank systems used to store a regulated
Note: Temporarily—out-of-service does not apply to stationary tanks that aregﬂbstanceexcept where exempted under. mh)-

seasonal use, such as heating fuel storage tanks. . . o,
(121) “Transferarea” means the area where product is ran 1. Commencing any construction of new or additional tank
p Sr piping installation.

ferred, commonly referred to as loading or unloading, between & . .

storagetank anch transport vehicle. ransfer areas are located at 2~ Changing the operation of a tank system from storage of
terminals,as well as at end-user and intermediate vendarein & non-regulated substance to a regulated substance.
productdistribution stream. The transfer area may involve-load 3. Adding or modifying tank or pipe corrosion protection.
ing racks, pipe standsy direct hose-to—valve connections, and 4. Adding leak detection or modifying leak detection as speci
accommodatéop or bottom transfer fied in s.ATCP 93.10 (3) (e)whenperformedn conjunction with

(122) (a) “Undemround storage tank system” or “UST”otherchanges that require plan revie certified installer is not
meansany one or combination of tanks, includiognnected requiredto perform the modification of leak detection.
i i i i Note: Under subsection (3) (a) 5. c., the Departnsdegik detection installation
plpes,thatl; L}flsed tlo Cont?ln hanhac.:culm(lj'l.latloﬁ of rlegl'”atefd SLI%rm (ERS-9 LD) must be filled out and submitted anytime leak detection equipment
stancesand the volume of which, including the volume of -CONig agded or modified, whether or not plan review is required. This foaveigable

nectedundeground pipes, is 10 percent or more beneath the St6m the Bureau of\eights and Measures, PO Box 89Madison, WI 53708-841
faceof the ground. or attelephone (608) 224-4942, or from the Bure&\Eb site ahttp://datcp.wi.gov/
Consumer/Weights_and_Measures/index.aspx

(b) “Undeground storage tank system” or “UST” does not ; g : : :
includeany of the following or pipes connectdany of the fol 5. U_pgradlng or _modlfylng spill or overfill protection.
6. Lining or relining of undground tanks.

lowing: i ) ! ) -

1. Surface impoundment, pit, pond, or lagoon. 7. Converting a full-servicenotor fuel dispensing facility or

. a self-servicenotorfuel dispensing facility to the use of a point-

2. Stgrm water or Waste_water collet_:tlon_ system. of-saledispensing system or device. A certified installer is not

3. Aliquid trap or associated gathering lines directly relata@quiredto perform the conversion to a point-of-sale dispensing
to oil or gas production and gathering operations. system. Theinstaller shall fill out the departmesipoint-of-sale

4. A storage tank situated in an urgteund area, such as afueling installationform (ERS-6294 POS) and shall provide the
basement, cellamine shaft or tunnel, if the storage tank is-situform to the authorized agent thre department, for inspection of
atedupon or above the surface of the floor and not surroundedtbg system.

earth. Note: FormERS-6294 POS is available from the Bureau efdMs and Mea
. . e . . . . sures,PO Box 891, Madison, WI 53708-891 or at telephone (608) 224-4942,
5. A pipeline facility including gathering lines, regulatednyp://datcp.wi.goviConsumer/Weights_and_Measuresfindex.aspx

underany of the following: 8. a. Converting from thetorage and dispensing of flam
a. Thefederal Natural Gas Pipeline Safety Act of 1968 (4fhableor combustible liquids containing 10 percentess ethanol
USCApp. 1671, et seq.). by volume to liquids containing more than 10 percent ethanol by
b. The federal Hazardous Liquid Pipeline Safety Act of 197@lume.
(49 USC App. 2001, et seq.). b. Converting from the storage and dispensing of flammable
c. An intrastate pipeline facility regulated under state law@r combustible liquids containinggercent or less biodiesel fuel
comparabldo the provisions of the law referred to in this sectiofy volume to liquids containing more than 5 percent biodfest!

(123) “Upgrade” means theddition to or retrofit of some part Y volume. o
of a storage tank system, such as cathodic protection, leak detec 9. Using a tank system to store a substance that poses a signifi
tion, lining, or spill and overfill controls, to improve the ability ofcantfire hazard or safety hazard to peopléherenvironment due
astorage tank system to prevent the release of product. to material compatibility equipment functionality oproduct

(124) “Used oil” or “waste oil’ means any oil refined from characteristicsas determined by the authorized agentthar

crudeoil, or any synthetic oil, that has been used and as a re§lapartmentor fire department. _

of such usés contaminated by physical or chemical impurities; 10. Adding or modifying any device or system component
and means used cooking oils that arged as fuel for purposesmakingan undeground connection to a tank, product pipe or vent
suchas space heating or fueling motor vehicles. pipe.

Note: See chapter NR 679 and sect#®#.150f the Statutes for other definitions  (b) Plan review and approval is not required for any of the fol
of used oil and waste oil, and for requirements relating to those definitions, S”Ch(ﬂﬁling:

criteria for transporting or recycling these liquids. . . . . . .
(125) “Vehicle collision protection” means a structure or 1~ Oil-burning installations for a 1- or 2—family dwelling

mechanisnto protect a tank or system component from vehiclghich are located aboveground or in a basement, and which have
impact. a capacity of less than 1,100 gallons.

(126) “Vehicle fueling” means the process of adding motor _ 2- Integral fuel supply tanks of a motor vehicle, aircraft,
fuel to the engine fuel suppliank for motor driven vehicles, Wateércraftmobile power plant or mobile heating plant.
including aircraft, watercrafton— or of-road vehicles and 3. Aboveground tanks which have a capacity of less than
vehicleson rails. 1,100gallonsand which store Class IlIB liquids other than used
Note: For definitions of terms associated with petroleum storage facitities oil.

petroleumequipment, not provided in this list of definitions, refer to the Petroleum 4 Reconfiguration of product piping that is located above
Equipment Lexicon. ;

History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09:crR  dround,from storage tanks supplying a regulasetbstance to a
09-017 am. (15) and (14) (k), cr. (51m) and (14) (p), renum. (14) (p) and (q) to Manufacturingjndustrial or blending process.

be (114) (q) and (Register July 2009 No, 648f. 8-1-09; ion in (18), (19), -
s e s o . o iy (o by S eeor i &gy 5. Tank wagons, tank vehicles, or movable tanks, that are used

madeunder s13.92 (4) (b) 6.7., Stats. Register December 20No. 672 correc-  for vehicle fueling operations under subwt.
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ATCP 93.100 WISCONSINADMINISTRATIVE CODE 686-8

6. Aboveground tank systems that store hazardous liquids 2. The flammabilityor combustibility classification of the
which are not alsdlammable or combustible liquids, if the con storedliquid.
struction is supervised by a qualified engineer Note: Flammability and combustibility classifications are established inANgEP
Note: See sectioATCP 93.14or registration requirements for tanks that storeS€ctions4.3.1 and 4.3.2, and are expressed as a roman numeral and suletters
federally regulated hazardous substances. Se&@P 93.350requires above 1B or lA.
groundhazardous substance tank systems to be designed by a qualified engineer 3. Whether the stored liquid is classifiacany of the follow

7. Portable tanks that are not used as fixed tanks. ing hazard categories as defined in the applicable model fire code
8. Tanks that are located at a USAERIperfund site. adoptedby reference under cBPS 314
9. Aboveground tanks which are used at a farm premises or & EXxplosive or pyrophoric.
constructionproject in accordance with ATCP 93.630 and b. Oxidizer or oganic peroxide.
which meet all of the following conditions: c. Unstable or water reactive.
a. Have a capacity of less than 1,100 gallons. d. Toxic or highly toxic.

b. Are located at leaglO feet from either the buildings and  e. Cryogenic or corrosive to living tissue.
structuredisted in SATCP 93.630 (2) (a)or important buildings (e) The location of all piping runs and spacing betwakn

or structures. o ) tanksand piping.
Note: See sectioTCP 93.630 (3for administrative requirements for AST . .
locatedat farms and construction projects. (f The type of tank supports and clearances, including-clear

10. Fuel supply tanks which are used for a mobile power plaificesbetween tanks. _ ' _
or mobile heating plant and which meet all of the following (@) The type of venting and pressure relief used and combined

requirements: capacityof all venting and relief valves on each aboveground
a. The tank system is built and operated in accordaitbe fank. _ _ _

a national standard. _ (h) The location of fill,gauge and vent pipes and other epen
b. The tank system is intended to be at the site for a period¥S for the tank. o

24 months or less. (i) Location of burners, tanks, pumps, piping and control

c. The tank system has aggregate capacity of less thary@lvesand the relative elevations of any areas within the building
1,100gallons. whereheavier—than-air vapors can accumulate.
() The distances to dispensers, sizes of islands afid fiaf

d. The tank system does not use any Class | liquids. X .
Y y q patternsor vehicle routes around or through the facility

11. Where the department determines that the resfevnspe ; e o ;
cific application, modificatioror contractor activity would not _ (K) Information and specifications describitig: design and
meetthe regulatory oversight objective fachnical plan review Placemenbf leak detection systems. ,
andapproval. (L) 1. Information regarding thgpe and operation of corro

(2) PLANS, SPECIFICATIONSAND INFORMATION. Plansspecifi ~ SIONprotection systems for tanks and piping .
cationsand informatiorsubmitted to the authorized agent or the 2. For impressed current systems, the location and materials
departmentor review and approval shall contain all of the followOf gas mains and gas service lines serving the facility
ing: (m) Information regarding the typ#f secondary containment

(@) Atleast5 sets of plans and specifications, that are lelgar System.
ible and permanent copies, along with fees and a completed instal(n) Specifications describing the spill and overfill protection

lation application. devices.
(b) 1. The name of the owner (o) Information regarding the compatibility of the taakd
2. Thename of the person, firm or corporation proposing tHéPing system with the regulated substance.
installation,if other than the owner (p) A copy of any easement that reflects any property not
3. The address of the facilityncluding the names of adjacentownedby the system operator on which any portiéthe system
streetsand highways. is located or any vehicle is parked while transferring product.

(c) 1. A plot plan, drawn to a minimum scale of 1 inch equals () Any material-approval numbers issued undeki&CP
20 feet, indicating théocation of the installation with respect t093.1
propertylines; adjoining streets or alleys; fences, including those () Information and specifications on materials, equipment and
installedover or through any part of the system; and other buildevicesto be used in the projeathich do not have material-ap
ings on the same propertyrhe plot plan shall indicate the locationproval numbers issued underATCP 93.130and which have a
of buildings; other tanks; loading and unloading points; utilitiestirectimpact on the regulated system.
sanitaryor storm sewers; water mains; water service piping: com Note: Examples of this equipment include valves, nozzles and hoses.
munity and private potable water wells or other potable water (s) Additional data and information regarding storage ofregu
sourceon the subject property; any private potable water wells tated substances within buildings or enclosures to demonstrate
adjacenfproperty that are within 100 feet of the tank, piping or disompliancewith the requirements of this chapter
penserand any dbite community wellghat are within 1200 feet  (t) Any other information necessary for the reviewer to deter
of the tank, piping or dispenser mine code compliance.

Note: SeesectionATCP 93.26(or minimum separating distances between tank icai
systemsand potable water supply sources. See segfl@P 93.500 (1for addi (3) APPLICATION AND APPROVAL PROCESS. (a) Submission of

tional rules and information regarding separation from water wells and reservoirfOrms 1. ‘General.” The departmeﬂﬁnSta”aﬂon application
Note: ChapteNR 116 requires municipalities to prohibit any storage of material§orm (ERS—9) shall be completed and included with egmglica

itrr:a]}ltoa(:gﬁ:;é&rlggsﬂgfnf]l?:gﬁgﬁ?sive or injurious to animal, plant or aquatic life,tjon for approval, except as provided in subd.
Note: For installations where cathodic protection will be installed, buried metal 2. '‘POS fueling.” For facilities that include dispenser point—

undergroundstructures and components within 200 feet, such as culvergugnd of—salefueling, the first page of the departmenPOS fueling

wire anchor points, should be included in the plan drawing. ~installationform (ERS-6294 POS) shall also be completed and
2. The class of constructioof each building or room in a sypmitted.

building that contains a storage tank shall also be indicated. 3. ‘Leak detection.’ For facilities that include leak detection

~ (d) The location, size and capacity of each tank anfbtiosv-  jnstallationduring the overall installation process, the first page

ing information on the contents of the tank: of the departmerg’leak detection installation form (ERS-9 LD)
1. The name of the stored liquid. shallalso be completed and submitted.
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686-9 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.110

4. ‘Alternative motor fuels.” For facilities that include etha 93-t5(|>|0((j€|?) (E)dZihatS; requirementts acbodtbcutmentilng ;he perfom;,ance of newly,bT

_ H Installiedleal etection equipment. ontractors also have compliance respensibili
nol- or biofuel-blendedmotor fuel, as r.eQmat.ed undgrAQ'.CP tiesunder various other sections, such as notifying an inspector about installing small
93.68Q Part | of the departmestalternative fuelnstallation/coR  tanksat farms and construction sites, in secditP 93.630 (3) (¢)notifying an
versionapplication form (ERS-9 Alternative Fuels) shall be eoninspectorabout converting a dispensing facility to a point-of-use dispeinssge

i onATCP 93.100 (1) (a) #performing tank linings for undground tanks, in section
pletedand submitted foapproval. Part Il shall serve as an adde \TCP 93.530 applying for approval to convert an installed tank systestore alter

dumto the inspection checklist. nativefuel, in sectio’ATCP 93.680 (4) (b)not allowing releases to ocgim section

‘ i ' shitna  ATCP 93.230(a); stopping leaks and preventing migration of free product into the
5. ‘Exceptions.’ a. For aboveground storage tank environmentjn sectionATCP 93.585 (I)reporting releases to the Department of

a Cap_aCity Of_ less than 1,100 gallons, at a farm prem_isesmr NaturalResources, in sectigkil CP 93.585 (2)and cleaning or removing tanks dur

struction project, the departmestfarm and construction AST ing closure, in section&TCP 93.315 (2and93.560 (2)

installation notification form (ERS-10764) shall be completed Ngte: Stectit%nASCP 23'15t 52)_ (lugy;é;atdltlirtt?ssesf tf%e reipmsib:(lity ofdﬁtmho ’
B e : H | agent or the Department to Ins| allation or snop—pbullt tanks, and to recor

andsubmitted as notification to the authorized agent or the dep%ffresults on the installation checkiist.

mentat the time of installation inspection. This form shall also

serveas the plan submittal application aheé installation cheek (d) Plan sets 1. Aletter shall be sent to the designer and the
list p PP ownerof record with a statement relating to the examination of the

) . o plansand specifications and citing the conditions of approval or
b. Where conversion to point—-of-sale fueling is the onlyenial.

change at a facilitythe departmerg’ POS fueling installation 2 The PP
S . . plans and specifications shall be datedsaahped
form (ERS-6294 POS) shall be completed antmitted to the either“Conditionally Approved” or “Not Approved.”

authorizedagent or the department at least 10 days prior to con I ) . h h
version. This form shall also serve as the plan submittal applica 3- For all projects reviewed by the department, the depart
tion and the installation checklist. mentshall retain 2 copies of the plans and specifications — and

c. Where an upgrade, exchange or conversion of installs allforward 1 copy of the plans and specifications, the approval

leak detection methodology to anotresproved methodology or 1 rt]ar, and the installation application to the corresponding LPO

manufactureis the onlychange at a facilitthe departmerdt’leak it jre_l_lﬁ one. ining 2 f ol d ificati e

detectioninstallation form (ERS-9 LD) shall be completed and 4 The remaining 2 sets of plans and specificationst

submittedto the department within 8ays of installation. This aPprovalletter shall be returned to the person designated on the
tallationapplication.

form shall also serve as the plan submittal application and th¢
-0 t ”S t-a ahSO |f|e t e as the pla submittal application a d ﬂ ote: Under section&TCP 93.400 (1) (b)and93.500(9) (b) the approved plans
Installationchecklist. andspecifications and approval letter must be kept on site and availableatglibe

d. Where conversion to storage and dispensing of alternatized Eliger&t o lhle depagrréemfin% all_phasesdof installelltlion- After igstallactiion iS,I
motor fuels s the only change at a facififiart | of the depart 2R Gt 80 o O e oo e fpon requet, o
ment’s alternative fuel installation/conversion applicatiimnm (e) Plan denial If the authorized agent or the department

ERS-9Alternative Fuels) shall be completed and submitted : Py ot
Ehe department prior to cgnversion. Par?l shall serve as the p ferminehat the plans arepecifications or application do not

submittalapplication and Part 1l as the installation checklist stantially conform to the provisions of this chaptene
Note: Forms ERS-9 — Flammable/Combustible LiquidnKs Installation applicationshall be denied in writing, specifying the reasons for

Application, ERS-6294 POS — Point-of-Sale Fueling Installafiutification, denial.
ERS-9LD — Storage @nk Leak Detection Installation or Upgrade Application / (f) Appeals In the event of a dispute as to whether the inferma

Notification, ERS-9 Alternative Fuels — Storagank Alternative Fuel Installation/ : : : : :
ConversiomApplication, and ERS-10764 — Farm & Construction ABStallation tion submitted to an authorizegjent shows compliance with the

Notification, are available from the Bureau oélghts and Measures, PO Box 891 provisionsof th.iS chapterthe applicatiomnay.be submitted to the
Madison,WI 53708-891, or at telephone (608) 224-4942, or from the Bureau'departmentor informal reviewinstead of filing a formal appeal

Web site athttp://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx i
Note: Within a first class citythe provisions in subds. 5. ¢. and d. magdiminis unders. ATCP 93.190and the decision dhe department shall

teredby that city instead of the department, as authorized in se&it®B 93.020 thengovem-

(8) (b) and93.110 (3)and(4). As of February 1, 2009, only the City of Milwaukee  (4) PLAN CHANGES. (a) Submittal as new installationAddi-

hadbecome a first class city . tions or modifications to systems that occur or become known
(b) Review time.The authorized agent or the department shalfter the closingof the excavation and commencement of system

reviewand make a determination on an applicationirfstallation o'oerationshall be submitted for review as a new installation.

approvaland plan review within 15 business days of receiving al (b) Submittal as aavision 1. Additions or modifications

of the required information and fees. : ; - o
Note: ChapterSPS 302addresses fees associated willCR 93 plan submittal, which deviate from the original conditionally approved plans and

review and inspection. specificationsand which are made beforsing the excavation
Note: ChaptelSPS 30Zuthorizes double fees when construction is initiatedwithand using the system shall be submitted for plan review and
outthe required plan approval. approvalas a revision.
(c) Conditional appoval. 1. If the authorized agent e 2. The replacementf parts or components shall be submitted

departmentletermines that the plans and the application substggr plan review and approval as a revision, unless theybaill
tially conform to the provisions of this chapter conditional jdenticalin function to the previously approved parts or compo

approvalshall be granted in writing. nents,and they will be in the identical location of the previously
2. All conditions stated in the conditional approval shall bapproved parts or components.
metbefore or during construction or installation. Note: Examples of modifications that require plan review as a revision include

", . . changesn tank placement, size of tank, length or direction of piping run, additional
3. A conditional approval issued by the authorized agent @istemcomponents, and changes in monitoring equipment. The Department will
the department is not an assumption of any responsibility for th&ermineif the numberand importance of items submitted for revision would be

design,construction or maintenance of the facility addressednore appropriately through a new plan submittal.
istory: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR

Note: Varioussections of this chapter address the responsibilities that contractggs - 1O P
have,under sectioi68.22 (1)of the Statutes, in achieving compliance with the—techg_é‘(lg)l ga(mtr(ol)) (g) G(I;)e ?&?tgr g#tlyolz)o?g)N(?)' 6(3??;)3 4_l ((f))gr,n%%r;eﬁ:ggéﬁg(zl)(é)a)

nical requirements of this chaptefter plans and specifications agproved. For 7 Register December 2 7 rrections in (1 4
example sectionATCP 93.15 (2) (b) 2. ahas requirements about completing a pre—(mtroj)sé?tﬁz’) (%g)q S(S (3)8(?,5 4_b?f) m!DaJij\leo ur?dgrcé?s.g; t(g) (sb) 7.(S%a(tg.) Re’gggt)e?
constructioninstallation form, and meeting then with an inspector; se®i®P  (cioher 2013 NO. 694 ' ' '
93.115(2) (b) 3.has requirements about notifying an inspector before starting an

installation;sectionsATCP 93.400 (5) (b&nd93.500 (6) (ajpave requirements about .

installingaboveground and undgound tank systems according to the manufactur  ATCP  93.110 Jurisdiction over enforcement.
er'sinstructions, the applicable national standards in se8fi@P 93.200plans and (1) DEPARTMENTAPPROVAL OF LPO. (a) With the approval of the

specificationsapproved under sectigkT CP 93.10and this chapter; sectioA$ CP f . e .. . .
93.400(5) (f) and93.500 (6) (dhave requirements about completanghecklist dur chief elected municipal itial, the municipality shaltletermine

ing installation of aboveground and ungierund tanks or piping; and sectighCP  if @ municipaldepartmenbr other agent approved by the depart
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ATCP 93.110 WISCONSINADMINISTRATIVE CODE 686-10

mentwill exercise jurisdiction over the provisions of thisapter by other code dicials having jurisdiction and authority under this
asthe local program operator chapter.

(b) The reviewof plans and specifications and the installation (b) Access. The authorized agent or tdepartment or other
inspectionfor administering and enforcing this chapter shall codeofficial is authorized to enteany building, facility or prem
performedby a certified tank system inspector isesand examine any tank system or component and associated

Note: LPOs are undesontract with the Department. The contract specifies LP@ecordsfor the purpose of enforcing this chapter

qualificationsand responsibilities, such as plan revigspection and consultation. (c) Re-exposurelf any tank system or component that is-sub
(c) The department may revoke its approval of a local prograpy.; , inspecltci)on is éovelyed or C())/ncealed withgut the faromwk
operatorwhere the plan examiners or inspectors do not meet d authorizati fth horized he d
standardsspecified by the department or where other requir geand authorization of the authorized agent or the department
mentsof the department are not met r other code ditial, the agent or department orfigfal has the
P ’ authority to require such work be exposed for inspection.

(2) PLan REVIEWBY LPO All of the following types of plans (d) Tampering. Signs red—tags or seals posted dixafd by

shallbe submitted to the LPO for review and approval, exceptﬁ%authorized agent or the department or other cditgadimay

providedin Sl,Jb'(?’). (b) . not be removed, mutilated or tampered with unless authorized by
(2) Plans in which all tanks for the storage, handling oofise ihe agent, the department offiofal.

flammableor combustible liquids have an individual capaoty — note: code oficials with chapter ACP 93 enforcement responsibility have the

lessthan 5000 gallons. authorityto shut down a systeor to prohibit specific actions relating to the operation
: : _ f a system, dispensing product from the systenadding product to a tank, by
. (b) Plans that_ ConSIS_t 50|e|y_0f converting a full _or self'_Segecuringa “red-tag” to a component of the system marking the respective component
vice motor fuel dispensing facility to the use of a point—of-sal@operableuntil compliance has been achieved. A chapie@93code oficial is

dispensingsystem or device, regardless of tank size. theonly individual authorized to grant the removal of the red-tag.
Note: Conversion to a point-of-sale dispensing system or device does not require(2) INSPECTIONS. (&) General 1. Tank system inspections for
acertified installer administeringand enforcing this chapter shall be conducted by

(3) DEPARTMENTAL PLAN REVIEW. Plan review and approval certified tank system inspectors.
shallbe obtained from the department in all of the following situa ~ , .o safety inspections involving flammable, combustible

tions, except as provided in sugl): or hazardous liquids shall be conducted by either the authorized
(a) Where 1 or more tanks for storage of a regulated substagg@ntor the department or by authorized member of the local

havean individual capacity of 5,000 gallons or more. fire department.

(b) Where the tank system is located in an area where there is3  This chapter is not intended to limit or deny the ability of
no LPO. departmenbf safety and professional services deputies te con
(c) Where therés installation of, or an upgrade or addition toduct the activities under 401.14 (1) (ajnd(b), Stats., for the
the corrosion protection system, regardless of tank size. purposeof ascertaining and causing to be corrected any condition

(d) Where there is initial installation of leak detection to a tarliable to cause fire, or any violation of any law or order relating
system regardless of tank size. to fire hazards or to the prevention of fire.

(e) Where there is an upgrade or addition to the leak detectg;@‘dme: See chapter SPS 314 for requirements for fire prevention not otheowise

- . - i in this chapter
system regardless of tank size, including any of the following: (b) New and eplacement installations1. Inspections shall

1. A change in manufacturer be conducted duringhe installation of new or replacement stor
2. A change in model number agetanks or piping systems within the plan review scops. of
3. A change in methodology ATCP 93.100

Note: Examples of changes in methodology include switching from a mechanical 2 There shall be a minimum of 3 inspectipesformedon

line leak detector to an electronic one or changing from statistical inventory reconcili
ation (SIR) to an automatic tank gauger@). Cdndergroundstorage tank systems or on any system that has

Note: A change from another leak detection methodotogstatistical inventory undergroundiping, at the following installation points:
reconciliation (SIR) is not required to have plan review but must follow the registra a. Ata pre—construction meeting. Eor installations involving

tlon requirements In sectioTCP 93.140 (2) ndergroundanksor piping, the departmestpre—construction
() Where there is a conversion from the storage and dispe?j1 9 pipIng, P b

ing of flammable or combustibléguids containing 10 percent or Btallationform (ERS-6294 PCM) shall be filled out by the eerti

P e fied installer and a copy shall be provided to the certified &y
lessethanol by volume to liquids containing more than 10 perc h : A
ethanolby volume. eIr(ll.(i‘mnspector at the end of tihneeeting. Where an LPO has juris

. . . diction, the LPO shall send@opy of the form to the department.
() Wherethere is a conversion from the storage and dispensSote: Form ERS-6294 PCM — Pre-Construction UST/PiREallation is avail

ing of flammableor combustible liquids containing 5 percent ogble from the Bureau of \ights and Measures, PO Box &9Madison, WI

lessbiodiesel fuel by volume to liquids containing more than ﬁ?fgfd‘aﬁgllvgf 35}85#3“&'1;/(\?\%?) hztgﬁz;ﬁ?&'egrsfrggiQZZXB:;SE?% site at
percentbiodiesel fuel by volume. p-iigatep.-wi.g ghts_and_ asp

(4) PuaN REVIEW BY FIRSTCLASSCITY. All plans for facilities b. During the I|ne—p.res_su.re tests. . )
within a first classity shall be submitted to that city for review - At the pre—commissioning start up in accordance with the

applicablestandard listed in #4TCP 93.200

andapproval. pp

“Note: As of February 1, 2009, only the City of Milwaukee had become afirstclass 3. The certified installer shall notify the authorized agent or
city. the department, on form ERS-9198, at least 5 business days

(5) SEQUENCEOF JURIsDICTION. Where an authorized agentbeforestarting an installation, to arrange for inspections.
hasjurisdiction under this chapteand a provision of this chapter Note: Form ERS-9198 — BCP 93 Notification Record is available from the
refersto the authorized agent or the departmentathithorized Bureauof Weights and Measures, PO Box #9Wadison, WI 53708-84] or at tele

agents jurisdiction shall be exercised in advance of the depa@ﬁ%ﬁ}ﬁ?j&rﬁi“;ﬁg%e‘g;&‘r’e";/mge?“;g;‘(”‘% site atttp://datcp.wi.gov/Con-
ment’sjurisdiction. .

Note: Under sectioATCP 93.020 (10)the Department reserves the righinter . 4. .a' Befor.e a ShOp—b.UIlt tank SySte”.” IS placed. |.nto .operatlon,
pretthe requirements in this chapter and in all adopted codes and standards. iNcluding back into operation after undging a modification or
History: CR 07-029cr. Register November 2008 No. 3. 2-1-09. upgradethat is required to have plan approval or registration, the
authorizedagent or the department shall inspectitistallation,
ATCP 93.115 Enforcement and inspections. andshall record the results by completing and signingritizlla
(1) GENERAL ENFORCEMENT. (a) Enforcing agents.This chapter tion checklist, form ERS-9658, or ERS-6294 UY&Sreceived
shall be enforced bthe authorized agent and the department aficom the installerunder SATCP 93.400 (5) (fpr93.500 (6) (e)

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
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b. The original of the installatiochecklist, form ERS-9658, Note: Examples of this evidence include obviously falsified records, sethetrs
or ERS-6294 USTshall be completed and submitted to thgrealtered or rendered inoperative, or spill and overfill prevention equipment that has
! . i eentampered with or altered.
department. A copy of the checklist shall be furnished to the P

d hall be retained by th thorized tif th (c) Shutdown after continued violatiord.. Tank systems or
%V\é)nneiar,an a copy shall be retained by the authorized agent | ecrgmponentéor which there is a continuing code violation under

o ) this chapter are subject to shutdown provided all of the following
5. The owner or operator of a facility shall notify the authozonditionsare met, except as specified in subd.

rized agent or the department before placing a tank into service. a. An initial orde allowinga period for compliance of at least

Note: SectionATCP 93.145specifies where a permit to operateist also be 10d . d with ifi I d
appliedfor before placing a tank into service. ays, Is 1ssued with a specific compliance date.

(c) Operating facilities. Inspections at operating facilities, as . The first re-inspection made aftée specified compliance
determinedby the authorized agent or thepartment, shall be dateshows that compliance has not been achieved.
conductedperiodically by the authorized agent or the department c. A second specific compliance date, allowing at least 5 days,
to determine if the installation remainsdéonformance with the is set.
provisionsof this chapter d. Re-inspectiomfter the second compliance date shows that

(d) Whitten order. When the tank system is inspected logdi-  compliancehas still not been achieved.
fied tank system inspectaany violationsof this chapter shallbe . The owner has not filed a written appeal with the depart
specificallylisted, along with an allotted time to correct the Viola,,antwithin 15 calendar days of receiving the original order

tion. ) . .
(3) Svstem sHUTDOWN. Persons with enforcement authority,, . 2. If the owner files a written appeiith the department
X Ywithin 15 calendar days oéceiving the original ordeenforce

underthis chapter may shut down any part of a tank system, us{ﬂ?ntaction shall proceed until such time as a decisidssised
the department-issued red—tag procedure, under any of the f' relation to the appeal, overturning or modifying the order

lowing Condlt!onS: . Note: See sectioATCP 93.19For further requirements relating to appeals.
(a) Immediate shutdowriThe following tank systems shall be  (q) Requied information Theowner or operator shall provide
subjectto immediate shutdown: the authorized agent dhe department with all of the following
1. Tank systems or their components thase an immediate informationwhen a system is shut down:
dangerto life, safety or health. Conditions that cause immediate 1. The type and volume of product in the tank system.
dangerto life, safetyor health include visual evidence of leakage 5 The date of last delivery into the tank system.
of a regulated substance, immediate human expéswaegu 3 Th £ th id
latedsubstance in the environment, defective equipment resulting *: e name of the transport provider
in release of a regulated substance, overfill prevention that is nof4) PRODUCT DELIVERY INTO NONCOMPLYING TANK SYSTEMS.
functioning properly or inadequate tank venting. (@) It is a violation of this chapter for aperson to knowingly
2. Tank systems that do not have leak detection, Corrosigﬁllveror place a regulated substance into a tank system that has
protectionor spill and overfill protection installed as require eenshut down by an enforcement_ actloq undgr this section.
underthis chapter (b) The department may authorize delivery in human welfare
Note: Immediate shutdown isot authorized under subdivision 2. where equipOf €mMegency situations, on a case-by-case basis, such as for
mentis installed properly but is operating impropesiych as a sacrificial anode sys emergencygenerator systems serving healthcare facilities.
Eg;rlnhatfalls to meet the negative 850-millivolt threshold in secAd&P 93.520 (5) EQUIPMENT TAMPERING. It is a violation of this chapter for
ANy person to tamper with or disable systems that provide-corro
slpn protection, leak detection or spill and overfill protection.
or safety hazard. (6) Stop-woRKORDER. (@) When the codefafial determines

P ; ; thattank systems, components or work methods regulated under
4. Tank systems undgoing installation that aneot in com ; ) ' .G
pliancewith this chapteruntil the certified installeprofessional ter:thertﬂls ?hapter or chPSf?,OEa(rje contrary to the prg\élsgfns of
engineeror owner obtains a petition for variance or conter [ 1€SECNAPLETS, Or aré unsaie or dangerous in any maneet-

pretationfrom the department showing that thetion in question cial is authorized to issue an order to stop the work or activity until

providesan equivalent degree of fire and environmental protell1€ unsafe or dangerous act or condition is corrected.

tion as the requirement in this chapter (b) The stop-work order shall be issued verbally tdritlvid-
5. Tank systems that hawxperienced a lapse in financialt@l résponsible for supervising the actions. _ )
responsibilityrequired under subckl, until financial responsi ~ (€) If the actions cannot be corrected immediately and wit

bility is obtained and the tank system is issued a permjtamate. Nessedy the code dicial, the code dfcial shall issue a written

6. Tank systems useo store liquids that have been showr‘?rderWithin 6.hours of the verbal stop—work directive.
to be corrosive, reactive or otherwiseompatible with materials ~ (d) The written order shall state the reafmrthe order and the
usedin the construction of the tank system. conditionsunder which the cited work activity is authorized to

; ; resume.
7. Tank systems with any breach that has the potential for I History: CR 07-029cr. Register November 2008 No. 63. 2-1-09; correc

uid or vapor release, discoverad a result of an actual leak or gionin (2) (b) 1., 2. c., 4. a., (3) (a) 8., (6) (a) made undeg .92 (4)(b) 7, Stats.,

leak detection test, until the breach is repaired or otherwise c@egistebecember 2aLNo. 672 corrections in (2) (a) 3., (b) 1., 2. ., 4. a., (3) (a)
rected. 8. made under s13.92 (4) (b) 6.7., Stats.,Register October 2013 No. 694

8. Tank systems that undgr a change of ownershipinviela  ATcp 93.120 Revocation and expiration  of
tion of s.ATCP 93.150until all the requirements of that sectiorapprovaL (1) The authorized agent or the department may
are met. _ o _ ) _ revokeany approval issued under the provisions of this chapter for
(b) Shutdown after investigation or inspectiofhe following anyfalse statements or misrepresentation of fagts which the
tank systems shalbe subject to shutdown after investigat@mn approvalwas based.

inspection: . . . (2) Planapproval by the authorized agent or the department
1. Tank systems or their componefas which there is clear shallexpire 2 years after the date indicated on the approved plans
evidenceof a release to the environment. if construction has not commenced within that 2 year period.

Note: Data sources that can yield evidence of these releases include inventomistory: CR 07-029cr. Register November 2008 No. 638, 2-1-09.
recordsprecision tightness testing results, and leak detection system results.

2. Tank systems that show evidence of attempts to mislead theATCP 93.130 Specific approval of materials, equip -
authorizedagent or the department regarding code compliancenent, concepts, technology and devices. (1) SpeciFic
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APPROVAL REQUIRED. Specific approval shall be obtained inwrit 2. For flexible dikeliners that are not required to have a soil
ing from the department for any of the following items: cover,information and test results shiaé submitted to assess the

(a) Any leak detection method for tanks or piping used to-corfiré hazard of the exposed liner material.

p|y with a leak detection requiremamder this chapter or federal Note: NFFA 701 (Test Method 2) is an example of an appropriate fire test.
law. (e) Marine—craft tank vehicles.Marine—craft tank vehicles

(b) Flexible non-metallic piping shallbe evaluatedn an individual basis considering the proposed
’ areaof operation.
©) Synthetig flexiblg dike liners. L . (4) E)E)PIRATION OFAPPROVAL. (&) Approvals issued under this
(d) Prefabricateddike systems with integrated collisiongection arevalid for a period of 3 years, with an expiration date of
protection. December 31 of the third fujlearafter initial approval, except as
(e) Marine—craft tank vehicles. providedin par (b).

(2) DISCRETIONARY APPROVAL. (a) The department may (b) Approvals designated as experimeatalissued for a max
requirespecific, written approval iaccordance with suf3) for  imum term of 12 months.
useof new unique or unproven materials, equipment, concepts, () Approvalsmaybe terminated at any time the department
technologyor devices. This approval may specify conditions considers them to be in noncompliance with the assumptions on
limitations. which the approval was based or with the conditions of approval.

(b) Any person may request specific, written approval in Note: Form ERS-8028-A — \Wconsin Material Approval Application is avail
accordancavith sub.(3) for use of nevor unproven materials, 57,5017, % telepnone (608) 224-4042. of from he BuHED sie
equipmentconcepts, technology or devices not specified in thip://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx
chapter. (5) PRODUCTSREQUIRINGLISTING AND LABELING. The follow

(3) APPLICATIONFORAPPROVAL. (a) General. 1. Application ing products or materials shaié listed and labeled to show com
for approval shall be madm the departmerstmaterial approval pliancewith a standard recognized by tepartment, that has
applicationform (ERS-8028A) and shailclude suficient test beendeveloped by a nationally recognizassociation or inde
resultsor other evidence from an independent third party to propendentiesting laboratory:
thatthe material, equipment, concept, technology or device meetga) Metallic flex connectors.

therequirements or the intent of this chapter _ (b) Shop-built aboveground and ungieund storagéanks
~ 2. Application for approval shall include information onusedfor public access fueling of automobiles, trucks, watercraft,
inspectiontesting and maintenance of the product. ATVs, snowmobiles or aircraft as specified ilAS.CP 93.620

3. Upon receipt of a completed application, the fee specified (c) Shop-built aboveground and ungierund storage tanks
in ch.SPS 302and all information andocumentation needed to usedfor fueling fleet vehicles that are licended public highway
completethe review the department shall review and make useexcept for tank wagons, movalisnks, farm tanks and tank
determinatioron the application within 60 business days. vehiclesas defined in this chapter and used in accordance with s.

(b) Leak detection methodd.. The application for approval ATCP 93.6100r 93.630
of leak detection methodspecified in sub(l) (a) shall include (d) Work-top tanks.

certificationfrom an independent thipaarty that the method has  (e) Any product or material required to be either listed or listed
beenevaluated in accordance with the applicable US &8n  andlabeled by a standard adopted inECP 93.2000 93.220
dardtest procedure for evaluating the method. Note: Examples include required listings for dispensing devices for Class | and

Note: US ER test protocols require precision tightness testing for tanks to Beliquidsunder NFR 30A section 6.3.2; aboveground tanks under NB®@ section
capableof detecting a 0.1 gallon per hour leak rate from any portion of the tank t12.3.1.4;and used-oil burners and the tanks that supply them, undér3dF$ection
routinely contains product when the tank is 95 percent full, with a probability of.5.
detectionof 0.95 and probability of false alarm of 0.05. Precision tightness testingHistory: CR 07-029cr. Register November 2008 No. §35. 2-1-09; corree
for piping must be capable of detecting a 0.1 gallon per hour leak rate with a probatsh in (3) (a) 3., (5) (), (c), (¢) made undet3.92 (4)(b) 7, Stats.Register Decem
ity of detection of 0.95 and a probability of false alarm of 0.8&tomatic tank ber201L No. 672 corrections in (5) (b), (c), (e) made under 43.92 (4) (b) 7.
gaugesand all methods of monthiyonitoring must be capable of detecting a 0.2 galStats.,Register October 2013 No. 694
lon per hour leak rate from apgprtion of the tank that routinely contains product with
apm;ab'_ll'_?] of detection (;]f 0695 a?]d TIrOI: ability °fkfj:f;§"‘? of O'ES' - ATCP 93.140 Tank registration. (1) GENERAL. All new

. The test methods shall be capa cting the MRl 54 existing storage tanks that are used to store a regulated sub

mum leak rate with the required probability of detection and falsganceshall be registered with the department, except this require
alarm, while accounting for the fefcts of thermal expansion or mentdoes not apply to any of the following tanks:

contraction of the product, vapor pockets, tank deformation, (a) Aboveground tanks which have a capacity of less than
evaporatioror condensation, and the height of the water table 9 . pacity ) o
1,100gallons and which have any of the following characteristics:

3. Manufacturers of leak detection methods shall specify )
whatthreshold leak rate is used with their test methods to indic%tr%jé'ctAre farm tanks, or are located at and serve a construction

aleak. - . .
Note: SectionATCP 93.515 (5) (bjequires automatic tank gauges to be provided ~ 2 Are used to store heating or used oil, for consumptive
with a printer that prints out the measured leak eatd,to state whether that leak rateUS€ ON the premises.
indicatesan actual leak in the system. o 3. Are used to store Class IlIB liquids other than used oil.
(c) _F|6XIb|e non—m_etal_llc_ plplng.T_he appllcatlc_)n fox_ipproval Note: There is no exemption farsed oil unless it is consumed on the premises
of flexible non—metallic piping shall include certification from arwhere stored. Therefore used-stibrage tanks that have a capacity X gallons

independenthird party that the material has been evaluated §hmore must be registered.
accordancavith UL 971— Nonmetallic Undeground Piping for 4. Are located inside a building and are used for industrial
FlammableLiquids or an equivalent standard. processes, if that use occurs through pipifgch connects the

(d) Synthetic flexible dike liners1. The application for @nkto the process. ,
approvalof synthetic flexible dike liners shall includertifica (b) Aboveground tanks which are used to store nonflammable
tion from an independent third partiyat the material has beenor noncombustible federally regulated hazardous substances
evaluatedaccording to a protocol acceptable to the departmemt,:‘mth hTiVﬁ'???%aCIEV of ||et3§ ghand5:000b9ta”0n5- 4t s
. H 5 thili 1 ote: e lISt Oof Tederalliyregulate azardous supstances covered In S SuU
along with information on product compatibiliconstruction o o o O RCLA List. s locateddd CER 302 dTable 302 4.
methodsand specificationdield installation, seam testing prece ™ e Registration is not required for aboveground or ugrdemd tanks that are

dures,bedding specifications and any required soil cover used to store nonflammaté@dnoncombustible federally regulated hazardous sub
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686-13 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.145
stancesn concentrations of less thdnpercent by volume, because sec#diCP (b) Proof of financial esponsibility. For a tank owner meeting
93.020(6) (o) excludes those tanks from this chapter anyof the conditions in sul2) (a)and(e), except fopermanently

(c) Tank vehicles. closedtanks, proof of any required financial responsibility and an

(d) Tank wagons, portable tanks and movable tanks, that afédavit of financial responsibilityin accordance with subctll
locatedon a property for less than 24 months. shallbe submitted with the registration form.

(e) Tanks that are located at a USAESRJperfund site. Note: See sectioATCP 93.700 (1jor the types of tanks thatust have financial

Note: Per Wsconsin Statutes, eligibility for Petroleum Environme@ianup ;i?z:%:l?gg),;osniiebﬁﬁ;tIOATcP 93.745 (2) (for requirements for anfedavit of

FundAct (PECR) funds is conditioned upon prior tank registration. . . . .
(c) Tank installation checklist and testd. Submittal of a reg

(2) REGISTRATIONDEADLINES AND RESPONSIBLEPARTY. (@) The . ionf ; Vi leshop—buil K ;
ownerof a newly—installed storage tank shall have the tank-regiStrationform for a newly installeshop—built tank system, or for

teredwith the department in accordance with s@.within 15 2 registeredshop-built tank system addressed in €2p(c), shall
businesslays of completion of the installation. includethe original of the tank installation inspection checklist,

Note: See sectioATCP 93.150or the deadline and other procedures for netify form ERS_9§58: or ERS-6294 US3s completed by the certified
ing the Department of a change in ownership for a registered storage tank. ~ tank system inspectarnder sATCP 93.15 (2) (b) 4, except as
(b) An owner of a registered tank who changes their namesgecifiedin par (d).
mailing address, or an owner of a registered tank at a facility that 2. Submittal of a registration form for a newly installed UST
undergoes name change, shall have the change registered vgifstemshall include the results dfe installation tests required in
the department on form ERS-7437, ERS-8731 or ERS-108614-ATCP 93.500 (6)
asprovided by the department, within 15 business days of the(q) Exceptions. In the following circumstances, the specified

change. o documentsshall be submittednstead of form ERS-9658 or
Note: Form ERS-7437 — Undground Storage ank Registration, form ERS-6294JST

ERS-8731-Aboveground Storageafk Registration, and forlBRS-10861 E — '

Changeof Ownership, Flammable/Combustible/Hazardous Liquid Storagx T 1. ‘Newly installed aboveground tanks storing federally regu

Registratiorare available from the Bureau ofilyhts and Measures, PO Box 891 , ; f 1

Madison W1 53708-891, or at telephone (608) 224-4042. Forms ERS-7437 angiedhazardous substances.” Submittal of a registration form for

8731 are also availabléfom the Bureas Web site athttp://datcp.wi.gov/iCon- anaboveground te_mk Wh|Ch stores federally regulaezhrdous

sumer/Weights_and_Measures/index.aspx substancesnd which is puinto service on or after February 1,
(c) The owner of a registered tank system that uerany 2009, shall include a statement frothe qualified engineer

of the following changes or modifications shall have the changesponsibldor designing and overseeing the construction of_the

or modification registered with the departménaccordance with tank system. The statement shall include the name, business

sub.(3) (a)and(c) or (d) within 15 business days of completionaddressand signature of the qualifiehgineer and a summary list

of the change or modification: of design standards used.

; ; ina i i-Mpte: The list of federally regulated hazardous substances referred to in this subdi
1 Change in service, where the SUbsequent Service 1S StO(/IIs n, also known as the CERCLA List, is locatedih CFR 302.4Table 302.4.
aregulated substance.

. . . i 2. ‘Conversion to point—of-sale fuelingWhere conversion
2. Addition of leak detection, spill or overfill control or cofro b 9

. ion f £ th A q h oint-of-sale fueling is the only change at a facitybmittal
sion protection for any part of the system; or upgrade, exchanggine registration form shall include the POS fueling installation

or conversion of installettak detection methodology to anotheg ., (ERS-6294 POS) completed undeASCP 93.100 (3)a)
approvedmethodology or manufacturer 5. b. '

3. Converting to point-of-sale fuellr}g. . 3. ‘Upgrade, exchange or conversionstalled leak detec

(d) The owner of a tank system that is ugoérg any of the tjon methodology to another approvertthodology or manufac
following changesshall have the change registered with thgjrer’ Where upgrade, exchange or conversion of installed leak
departmenin accordance with sulf3) (a) within 15 business detection methodologyto another approved methodology or

daysof the change: manufactureis the only change at a facilisubmittal of the regis

1. Conversion to being either temporarily out of service tration form shall include the leak detection installation form
backinto service. (ERS-9LD) completed under #ATCP 93.100 (3) (a) 5. c.

2. Disconnecting and discontinuing use of a stagepbr-re 4. ‘Conversionto storage and dispensing of alternative motor
coverysystem. fuels.” Where conversion to storage and dispensing of alternative

(e) The owner of land on which unregistered tanks are discdwotor fuels is the only change afaility, submittal of the regis
ered,including any that are permanently closed, shall have thationform shall include Part Il of form ERS-9 Alternative Fuels,
tanksregistered with the department in accordance with(@b. ascompleted by the tank owner undeASCP 93.100 (3) (a) 5.
(a) and(b) within 15 business days of discovery d.

Note: See sectioTCP 93.400 (6) (cfor registration requirements that apply _ History: CR 07-029cr. Register November 2008 No. 63. 2-1-09; correc
whenan AST is relocated to a property with defiént street address. tionsin (3) (d) 2. to 4. made under1s3.92 (4) (b) 7.Stats.Register November 2008

Note: See sectioATCP 93.45(r93.550 (1) (efor registration requirements that NO- 635 correction in (3) (c) 1., 2., (d) 2., 3., 4. made undeB92 (4) (b) 7.Stats.,

: ; ; RegisterDecember 201l No. 672 corrections in (3) (c) 1., 2., (d) 2. to 4. made
2&?{%’;"32?022é‘fEOOJ_L:%E?;‘;?;'ZS%;%T”9Ed from storing a regulated-sub 4011392 (4) (b) 7, Stats.,Register October 2013 No. 694

Note: See sectioATCP 93.460 (4pr93.560 (2) (d¥or registration requirements
thatapply during permanent closure or removal of an AST or UST system,tespec ATCP 93.145 Tank permits. (l) GENERAL. All in—use
tively. and temporarily—out-of-service storage tanks, whether new or

Note: See sectioMTCP 93.530 (2) (ffor registration requirements that apply = .~ .
whena UST lining is installed. existing,that are used to store a regulated substance shall have a

(3) REGISTRATION PROCEDURE. (@) General. A storage tank Permitto operate from the departmeskcept this requirement
registrationform, form ERS-7437 or ERS-8731, shall be eonfloesnot apply to any of the following tanks:
pleted,signed by the owner and submitted to the department, for(a) Aboveground tanks.

eachtank which stores regulated substances and which is no{p) Farm and residential undgound storage tankshich

exemptedn sub.(1). havea capacity of less than 1,100 gall@msl which are used for
Note: Form ERS-7437— Undeground Flammable/Combustible/Hazardousg oring motor fuel

Liquid Storage @nk Registration, and form ERS-8731 — Aboveground FIammabIe/t : . . .

Combustible/Hazardousiquid Storage @ink Registration, are available from the  (C) Undeground storage tanks storing heating oil for-con

Bureauof Weights and Measures, PO Box 89Wadison, WI 53708-841 or at tele i i

phone(608) 224-4942, or from the Bureau\eb site athttp://datcp.wi.gov/Con- sumptiveuse on the premises. i

sumer/Weights_and_Measures/index.aspx (d) Tanks located at a US ERuperfund site.
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ATCP 93.145 WISCONSINADMINISTRATIVE CODE 686-14

(2) PerMIT APPLICATIONTIMELINE. The tankowner shall apply (c) The department may reinstateswaspended permit upon
for a permit to operate, in accordance with S(8), afterall determiningthat the hazard or financial-responsibility failure
requirementgor planapproval under ATCP 93.100and regis which resulted in the suspension no longer exists.
tration under s.ATCP 93.140are completed and the tank is Note: See sectioATCP 93.19For requirements relating to appealing a decision

i i i P by the Department.
installed,but before the tank is placed into service. History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; corree

(3) PERMIT APPLICATION PROCEDURE. (@) The ownershall tionDin @), 1(33) (S()m (R)’ (g)7 éb) 2,(0)2,3. Tza)d??’l)}rzd)é.(szSZ(g;)(g;)g., S(t?tg.Rmeg(ijs-
completel permit applicationform ERS-7658, as provided by terDecember 0. 672 corrections in (2), (3) (a), (b), - (C) 2., Bade
the department, for each tank and submit it to the departmé’ﬂger 5:13.92 (4) (b) 7. Stats. Register October 2013 No. 694
alongwith the information required on the application, except as ATcp 93.150 Change of ownership. (1) An individual
specifiedin par (b), and with any fees due to the department &} company taking ownership of property with a storage tank reg
assessednder this chapter or cATCP 94 isteredunders. ATCP 93.14Gshall notify the department of the

(b) Where registration information in full compliance with changeof ownership within 15 business days of completing the
ATCP 93.140 (3)is submitted for a newly installed tank, thereal-estatéransaction.
departmenshall use that information as the permit application. (2) The ownership—change notification shall be on form

(4) PERMIT PROCESSING. (@) The department shall review andERS-7437,ERS-8731 or ERS-10861 E, as provided by the
makea determination on the permit application withint®@iness departmentand shall include all of the following:
daysof receipt of the completed forms and required information. (@) The name and address of the new ovanerof a local con

(b) Uponreviewand acceptance of the required forms, infotactperson.
mationand fees specified in sul3), the department shall issue an  (b) The date the documents evidencing the progeatysfer
undergroundstorage tank operating permit for each storage tarde executed.

(c) The department may decide to not issue or to not renew ar(c) The name of the previous owner

operatingpermit fora tank if the department finds that there has (d) The address of all locations included in the real-estate
beensignificantnoncompliance with either this chapter or ordergansactiorthat havetanks which are subject to the registration
issuedpursuant to this chaptetpon making this decision, the requirementsn s.ATCP 93.140

department shall inform the owner operator in writing of the (e) A copy of the newly recorded deed showing the new owner

reasongor the decision. ) ] i ~_ Note: Form ERS-7437 — Undground Storage ank Registration, form
Note: See sectioATCP 93.19or requirements relating to appealing a decisiorERS-8731-Aboveground Storageafik Registration, and forl8RS-10861 E —
by the department. Changeof Ownership, Flammable/Combustible/Hazardous Liquid Storagéx T

P gistrationare available from the Bureau oEilyhts and Measures, PO Box 891
" (5) PeRMIT i Ei“?h lperrplbto ogeratel she;l_l be phOSte?h%‘;dison,Wl 53708-891, or at telephone (608) 224-4942. Forms ERS-7437 and
epremises where tnank Is located, and In a locaton Wnere tNg73j are also available from the DivisisnWeb site athttp://datcp.wi.gov/Con-
permitis visible tothe public. The posted permit shall be mainsumer/Weights_and_Measures/index.aspx
tained in a legible state. (3) A permit application, form ERS-7658, if received under
(6) PERMITEXPIRATIONAND RENEWAL. (@) 1. The undground S-ATCP 93.145 (6) (b) 2shall be completed and submitted to the
storagetank permit to operate shall annually expire on the@g8/ ~departmentwithin 15 business days of its receipt; and shall
of the month specified in the initially issued permit, except as prigicludeall of the following:

videdin subd.2. (a) Proof of financial responsibility iaccordance with subch.
2. Whena change of ownership occurs, the permit to operat@! - S o _
shallexpire upon completion of the real-estate transaction. (b) An afidavit of financial responsibility in accordance with

(b) 1. The department shall send the tank owner of record-&\1 CP 93.745 (2) (j)
permitrenewal notice, and a perrapplication, form ERS-7658, _(C) Any fees due to the department as assessed under chs.
for each tank, before the expiration of the current permit, excégtCP 94.
as provided in subc. (4) All recordsthat are required to be retained under either s.

2. Where a change of ownership occurs, the department sHEICP 93.400 (1) or 93.500 (9)shall be transferred to the new
sendthe newtank owner a permit application, form ERS-7658Wneror operatar
within 15 business days of being notifiefithe change of own (5) The authorized agent or the department shall inspect the
ership,as addressed inATCP 93.150 tank system and dispensing system before the new owner puts the

(c) To renew a permit, the tank owner shall complete tH@nksystem into service.

applicationreceived under pafb) 1.and submit it to the depart . ’;‘rgtse:FM /’\égﬁg_mﬂiggz _Sgg”p'g mfgegdftohttp://dsps.wi.gov/er/pdf/bst/

mentalong with the information required on the application, angbn-marketeracilities should refer tohttp://dsps.wi.gov/er/pdf/bst/Forms_FM/

with all of the following: ER-BST-Fm-9687TankerMap.pdf
s . T . History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; corree
1. Proof of financial responsibility in accordance with subchgn in (3) made under 43.92 (4) (b)L., Stats. Register November 2008 No. 635
VII. CR09-017 cr. (2) (e)Register July 2009 No. 648ff. 8—1-09; correction in (1)2)
X . . . T . (d), (3) (intro.), (b), (c), (4) made underl8.92 (4) (b) 7.Stats.Register December
2. An afidavit of financial responsibility in accordance with2011No. 672 corrections in (1), (2) (d), (3) (into.), (b), (c), (4) made under s.
694

S.ATCP 93.745 (2) (j) 13.92(4) (b) 7, Stats.,Register October 2013 No.
3. Any fees due to the department as assessed under this ChaRTCP 93.160 Fees. (1) Fees shall be submitted to the

tero7r CEEATCP 94 1 Thed ‘ t d departmengs specified in this chapter or &T.CP 94
(7) PERMIT SUSPENSION. () 1. The department mayspen (2) Fees shall be submitted at the time of application.

any permit issued under this section, upon determining that-opera - . . .
tion of any involved tank constitutes an imminent hazard to (3) NO examinations, approvals, variances, permits or iRspec

humanhealth or the environment, or that financial responsibiIi&OHq;g?yaycge()gg’fgrlr“RTgis?el'r fl\l%?/?m%?r ;g&e;l\gegﬁ p-1-09: corree
requlred'n subch VIl has been discontinued. tionin (1)'made under 43.92 (4) (b) 7.Stats. Register December 20No. 672

2. When suspending a permit, the department shall inform %gg@rection in (1) made under s13.92 (4) (b) 7.Stats.,Register October 2013 No.
owneror operator in writing of the reasons for the suspension. “

(b) Upon suspension of a permit, all dispensing from any ATCP 93.1605 Fees relating to storage tanks for liq -
involved tank shall cease, and the department may order thies that are flammable, combustible or federally  regu-
owneror operator to properly empty the tank. lated hazardous substances. (1) PLAN EXAMINATION AND

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
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INSPECTIONFEES. Fees for the examination of plans, site inspethe following:

tionsand reinspections for tanks usedtfar storage of liquids that

areflammable, combustible or federally regulated hazardous syhe date and time specified for inspection.

stanceshall be determined in accordance wittblE 93

.1605.

(2) GROUNDWATER FEE. Pursuant tes. 168.23 (5) Stats., in  dateand time specified for inspection.

addition to any fee chged by the department by rule for plan

review and approval for the construction of a new or additiongkd for inspection.

installationor change in operation ofpgeviously approved instal

ATCP 93.1605

(a) Failure to have the tank system accessible for inspection on

(b) Installation inspection points that are incomplete on the

(c) Failure to correct deficiencies by the date and time speci

Note: SectionSPS 305.840vers aboveground taslstem installation certifiea

lation for the storage, handlimy use of flammable, combustibletion requirements. SPS 305.85 covers ugdemd tank system installation certifi

or hazardous liquids, th@epartment shall collect a groundwate
fee of $100 for each plan review submittal. The moresfected
underthis subsectioshall be credited to the environmental fund

for environmental management.

Note: In accordance with $68.23 (5) (b)Stats., an installation that has a capaci

of less than 1,000 gallons is not subject to the groundwater fee.
(3) REINSPECTION FEE.

The contractor when performing

Fation requirements. SPS 305.86 covers tank system lining certification require

ments. SPS 305.87 covers tank system removing and cleasentification

requirements.

(4) SpeciaLINSPECTIONFEE. The owner or operator shall pay

tythe miscellaneous inspection fee specified iSRS 302.04 (2p
the authorized agent for any of the following reasons:

(a) Replacemenof identicd equipmen where the depart-

activities covered under s§PS 305.840 305.87 shall pay the mentor locé program operata has waived the dan submittal
reinspectiorfeeto the authorized agent if the authorized agent fgauirement.

requiredto make a return trip due to any of ftedowing, or is

(b) Pre—operational inspection required by the department as

requiredto reschedule a trip on less than 24 hours notice of anyaafesult of compliance orders where plan submittal is not required.

Table 93.1605

Plan Examination and Inspection Fees for Liquid Storage dnks

: Installation . :
Tank System Category PlaaneeQ/'eW Inspection Plan Revision Fee Relnéggctlon
Fee
Aggregate capacity of aboveground storage tanks
equal to or less than 1,100 gallons installed on a farm  $0 $75 $0 $0
premises with inspection in 5 days or less
Aggregate capacity of aboveground storage tanks
equal to or less than 1,100 gallons installed on a farm  $0 $100 $0 $0
premises with inspection in 2 days or less
Aggregate capacity equal to or less than 1,100 gallons $60 $100 $100 $100
Aggregate capacity 1,101 gallons through 48,000 gal
lons capacity $125 $250 $100 $100
Aggregate capacity 48,001 gallons through 80,000
gallons capacity $150 $300 $100 $100
Aggregate capacity 80,001 gallons through 120,000
gallons capacity $180 $450 $120 $150
Aggregate capacity 120,001 gallons capacity or
greater $360 $600 $150 $200
Addition of corrosion protection to an existing systgm  $35 $100 $100 $100
Conversion of existing system to a point-of-sale
(POS) type of dispensing system** $35 $100 $100 $100
Undeground storage tank pre—-lining inspection Agg;i%?/tee as| g50/tank $100 $100
Upgrade, exchange or conversion of existing leak $35 $100 $100 $100
detection methodology to another approved method
ology or manufacturer***
Upgrade of secondary containment orfidy tanks $150 $100 $100 $100
Installation or modification of vent piping on existing $60 $100 $100 $100

system

Installation of Stage Il vapor recovery on existing
system

Aggregate as
above

Aggregate as
above

Aggregate as abov

e Aggregate as
above

Upgrade or conversion of Stage Il vapor recovery

existing system

$60

$100

$100

$100

2 For all tanks which have a capacity of less than 5000 gallons and which are reviewed by a local prograymopsteatofees are required. The local
program operator will chge a fee which must be at least equal to the fee in this table, but which does not include the groundwater fee in sub. (2).

* |f the Department is conducting plan review in the absence of an assigned local program, dipegpropriatedble 93.1605 fees must be
submitted, along with the groundwater fee in sub. (2). Further information on where local program operators perform reviews is available at the
following Web site:http://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx.
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** A point-of-sale system is any dispensing system that will authorize fuel dispensing by meansastlkeycode activation. These conversions are
reviewed by local program operators.
*** These reviews are performed only by the Department.

History: Cr. RegisterJune, 1992, No. 438&f. 7-1-92; am. @ble,Registey March, 1996, No. 483ff. 4-1-96; correction indble 2.43 made under s. 13.93 (2m) (b)
7., Stats.Register November1999, No. 527am. Tble 2.43Register July, 2000, No. 535eff. 9-1-00;CR 05-038r. and reciRegister October 2005 N69§ eff. 11-1-05;
CR07-029 am. hble 2.43Register November 2008 N@35 ef. 2-1-09;CR 09-017am. (title) and (LRegister July 2009 No. 648&f. 8—1-09; correction in (1), (3) (intro.),
(4) (intro.) made under s. 13.92 (4) (b) 7., St&sgister December 20NNo. 672 SPS 302.43enum. ATCP 93.1605 under s. 13.92 (4) (b) 1., Stats.; (titlejvised under
s.13.92 (4) (b) 2., Stats.; comctions in (1), (2) made under s. 13.92 (4) (b) 7., StaRegister October 2013 No. 694

ATCP 93.170 Petition for variance and petition for Department of Agriculture,rade and Consumer Protection
rule change. (1) PETITION FORVARIANCE. The departmerghall 231 Agricuiure Drive.
considerand maygrant a variance to a provision of this chapter i 'dd )
in accordance with ct8PS 303 The petition for variance shall '\S"a' ng & ;e;s. ¢ Adriculturaatie and C brotect
include, where applicable, a position statement from the firepsy poaceor "o e of Adriculturaate and Consumer Protection
departmenhaving jurisdiction. Madison W1 53708-841
ERS-5390-Apn a fee, and that an equivalency i etablised in the potiton ter O 1 apPeal shall be signed by the person whose legal rights
\(/ariancewhich meets the intent of the rl?ieing peti);ioned. Chapt&PS 30§also gfea.ﬂce(:ted by the decision belng_appealed or an attorney-repre
requiresthe Department to process regular petitiaithin 30 business days and Sentingsuchperson. Any appeal filed by a person other than the
priority petitions within 10 business days. A position statement from the fire depgersonwhose legal rights are fatted by the decision being

mentis applicable when the rule being petitioned relates to fire safety issues. ;
Note: Form ERS-9890-A is available from the Bureau eighits and Measures, appealedbr an attorney representing thefeated person shatie

PO Box 8911, Madison, W1 53708-841 o at telephone (608) 224-4942fmm  dismissed.
the Bureaus \\eb site athttp:/datcp.wi.gov/Consumer/Weights_and_Measures/ 7. The written appeal shall list every reason the departsnent’
'ndezas';; A ified in s227.1 or authorized ager#’decision is incorrect arghall identify every

(2) PETITION FOR RULE CHANGE. As specified in $227.12  jsqeto be considered at the hearing. Issues not raised in the writ

Stats.,any municipality; any association which is representatiy@, gnneal under this paragraph are considered waived and shall
of afarm, laboy business or professional group; or any 5 or mog&, qismissed.

rsonshaving an interes rule m ition th rtmen . .
personshaving an interesh a rule may petition the department (c) ResponseUpon receipt of notification of hearing from the

requestinghe adoption, amendment or repeal of the rule. ;
History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; correc departmentthe afected party shall submit to the department a

tion in (1) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672  Written response within 15 calendar dayfsthe date of service.
Failureto respond within the prescribed time limit, or failure to
ATCP 93.180 Penalties. Penalties for violations of this appearat the scheduled hearingiay result in the allegations
chaptershall be assesséulaccordance with 468.26 Stats., and specifiedin the complaint being accepted as true and accurate.
shallapply separately to each tank that is in violation of thischap (d) Settlement agement prior to hearingl. If the depart
ter. ment and the &cted party are able to reach preliminary agree
Note: Sectionl68.260f the Statutes states “Any person who violates this sectigmenton disposition of a complaint pritw a hearing, such agree

or any rule or order adopted under this section shall forfeit not less than $10 nor ; ; A
than$5,000 for each violation. Each violation of this section or any rule or org@'&ntSha” be processed in accordance with all of the following:

underthis section constitutes a separafersge and each day continued violation a. Be transmitted in writing to the secretary of the department
is a separate fHnse.” or the person so designated by the secretar

Note: Sectiord0 CFR 281.4hllows the US ERto assess fines of $5,000 or more P . 9 y . y
for each tank for each day of violation. b. Not bebinding upon any party until accepted by the secre

History: CR 07-029cr. Register November 2008 No. 3. 2-1-09;correc-  tary of the department or the person so designated ksetiretary

tion made under s13.92 (4) (b) 7, Stats.,Register October 2013 No. 694 2. The settlement agreement shall be considered a joint
. motion by the parties to dismiss the appeal in its entirety with
ATCP 93.190 Appeals and hearings on enforcement prejudiceor to dismiss such portions of the appeal with prejudice

decisions. (1) HeaARINGS. (a) General. The owner or operator
of a tank system may request a hearing with the department?gmay be covered by the terms of the settlement agreement.

specifiedin's.ATCP 1.060n any decision &cting thatpersons ?e) Witness feesWitness fees and mileage of witnesses sub
legal rights, including enforcement orders and any petition—forR0€naedn behalf of the department shall be paid at the rate pre
variance material-approval or permit decision issued under ttf¢ribedfor witnesses in circuit court.
scopeof this chapter (2) ConbucT OF HEARINGS. (a) All hearings shall be cen

(b) Appeal equirements.1. All appeals of enforcement ordersductedby persons selected by the department in accordance with
issuedunder this chapter shall be in writing and shall be receiv€ll- 227, Stats.
by thedepartment no later than 15 calendar days after the date ofb) Persons selectashder par(a) may administer oaths or
the enforcement order or decision being appealed, except-as pffirmations andmay grant continuances and adjournments for
videdin subd 2. causeshown.

2. All appeals of petitions for variance or material-approval (c) The afected party shall appear in person and may be-repre
or permitdecisions issued under this chapter shall be in writirggntedby legal counsel.

andshall be received bihe department no later than 30 calendar (d) witnesses may be examinky persons designated by the
daysafter the date of the decision being appealed. department.

_ 3. The department may make a determination not to proceed(e) There shall be no prehearing discovery except as provided
with a request for a hearing depending on the nature @$she iy s.227.45 (7) Stats.

being appealed. . ) . (3) DETERMINATIONS. (@) The departmemhay make deter
4. Appeals received after the appeal deadline shall be diginationsand enter iterder on the basis of the facts revealed by
missed. its investigation.

5. For purposes of this secticappeals filed after 4:30 p.m.  (b) Any determinations as a result of petition or heasinajl

shall be considered received on the next business day bein writing and shall be binding unless appealed tetueetary
Note: The appellant or an attorney representing the appellant may requesignhe department

administrativehearing to review this action by delivering, mailing, or faxing a written : .

requestor a hearing to one of the following: (4) APPEALARGUMENTS. Appeal aguments shall be submitted

In-person delivery address: to the department in writing unless otherwise ordered.
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(5) LocaTioN oF HEARINGS. (a) All hearings shall be held at  Subchapter |l — Adopted Standards and General
alocation determined by the department. Requirements

(b) Telephone testimony of individual witnesses and telephone )
hearingsmay be held at the discretion of the person designated byATCP 93.200 Adoption of standards. (1) INCOrRPG
the secretary as hearingfiokr. RATION BY REFERENCE. The standards listed irafles 93.200-1 to

. 93.200-1 are hereby incorporated by reference into this chapter
(6) HEARING TRANSCRIPTS. (@) All hearings shall be elec  yote: Copies of the adopted standards are on file in fimesfof the department
tronically recorded. andthe legislative reference bureaopies of the standards may be purchased

(b) An arty may request a co of the electronic recordinthroughthe respective ganizations listed indbles 93.200-1 to 93.200t1
Y P yreq Py 9- (2) ALTERNATE STANDARDS. Alternate standards that are

(c) 1. Atranscript of the recorded hearing shalpbepared equivalentto or more stringerthan the standards incorporated by
uponrequest at the expense of the party requesting the transcrigherencein thischapter may be used in lieu of incorporated-stan

2. Copies of transcripts prepared under this subsection sitrdsif the alternate standard is approved by the department, or
be provided to the other party or parties ugmyment of the if written approval isssued by the department in accordance with
actualcost of copying or obtaining a copy of the transcript. ~ S-ATCP 93.130under all of the following conditions:

; ; (a) Determination of approval shall be based on an analysis of
3. The depgrtment may requwe payment in advance. the alternate standard and the incorporated standard, prdpared
4. Atranscript may be provided at the departnseeXpense 5 qualified independent third party or theganization that pub
to a party who demonstrat@specuniousness or financial need ifishedthe incorporated standard.

thatparty has filed a petition for judicial review (b) The department may include specific conditions in issuing
5. Where the department contracts wittoart reporting firm an approval, including an expiration date for the approvallaV

for the preparation of transcripts, the febaged for transcription tions of the conditions under which an approval is issued shall

andcopying shall be equal to tliees chaged to the department constitutea violation of this chapter

by the court reporting firm. (c) If the department determines that the alternate standard is

(7) ENFORCEMENTACTION STATUS. Enforcement action shall Notequivalent to or more stringent thive standards incorporated

proceeduntil such time as an administrative law judge has issuBY reference, the request for approval shall be denied in writing.

under this subsection a decision overturning or modifying the (d) The department magvoke an approval for any false state

order. mentsor misrepresentatiors facts on which the approval was
History: CR 07-029cr. Register November 2008 No. 3. 2-1-09;correc- based. The_ departmer_\t may re-examine ar_‘ approved alternate

tion in (1) (a) made under s13.92 (4) (b) 7. Stats. Register October 2013 No. 694 standardor issue a revised approval at any time.

Table 93.200-1

American Concrete Institute

ACI PO Box 9094
Farmington Hills, Ml 48333

Standard Reference Number Title

350.2R—-04, except for section 6.3 Concrete Structures for Containment of Hazardous Materials.

Table 93.200-2

American Petroleum Institute

API 1220 L Street, NW
Washington, DC 20005

Standard Reference Number Title

1. 570-98 (\ith addenda 1 to 4, through Piping Inspection Code: Inspection, RepAiteration, and Rerating of In—-service

June 2006) Piping Systems.

2. RP 57505 Guidelines and Methods for Inspection of Existing Atmospheric and Low—pressure
Storage anks.

3. Std 650-07 Welded Steel anks for Oil Storage.

4. RP 651-07 Cathodic Protection of Aboveground Petroleum Storaged.

5. RP 652-05 Lining of Aboveground Petroleum Storagank Bottoms.

6. Std 653-09 Tank Inspection, RepaiAlteration, and Reconstruction.

7. Std 1529-05 Aviation Fuelling Hose and Hose Assemblies.

8. Std 154202 Identification Markings for Dedicatedvfation Fuel Manufacturing and Distribu
tion Facilities, Airport Storage and Mobile Fuelling Equipment.

9. RP 1604-96 Closure of Undaground Petroleum Storaganks.

10. RP 1615-96 Installation of Undeground Petroleum Storage Systems.

11. RP 1621-93 Bulk Liquid Stock Control at Retail Outlets.

12. RP 1626-85 Storing and Handling Ethanol and Gasoline—Ethanol Blends at Distribugiomi-T
nals and Service Stations.

13. Std 1631-01 Interior Lining and Periodic Inspection of Undesund Storagednks.

14. RP 1632-96 Cathodic Protection of Undgtound Petroleum Storagarks and Piping Systems.

15. RP 1637-06 Using the API Color-Symbol System to Mark Equipment aedides for Product
Identification at Gasoline Dispensing Facilities and Distributiermiinals.

16. Std 2000-98 Venting Atmospheric and Low-Pressure Storageks.
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17.Std 2015-01

Requirements for Safe Entry and Cleaning of Petroleum Stoeages.T

18. RP 2200-94

Repairing Crude Qil, LP Gas and Product Pipelines.

19. RP 2350-05

Overfill Protection for Storageahks in Petroleum Facilities.

20. Std 2610-05

Design, Construction, Operation, Maintenance, and Inspectioerofifial and
Tank Facilities.

Table 93.200-3

ASTM

ASTM International
100 Barr Harbor Drive
West ConshohockenAP19428

Standard Reference Number

Title

G158-98(2004)

Standard Guide for Three Methods of Assessing Buried SaeddksT

Table 93.200-4

KWA

Ken Wicox Associates
1125 \alley Ridge Drive
Grain \alley, MO 64029

Standard Reference Number

Title

1999 \érsion

Recommended Practice for Inspecting Buried Lined Staekg Using a \deo
Camera.

Table 93.200-5

NACE

NACE International
PO. Box 218340
Houston, TX 77218

Standard Reference Number

Title

1. SP0169-07

Control of External Corrosion on Unggound or Submeed Metallic Piping Sys
tems.

2. SP0178-07 Design, Fabrication, and Surface Finish Practicesdok3 and ¥ssels to Be
Lined for Immersion Service.

3. SP0188-06 Discontinuity (Holiday) Esting of New Protective Coatings on Conductive-Sub
strates.

4. RP0193-01 External Cathodic Protection of On—-Grade Carbon Steel StosageBottoms.

5. RP0285-02 Corrosion Control of Undground Storageank Systems by Cathodic Protection.

6. SP0286—07 Electrical Isolation of Cathodically Protected Pipelines.

7. TM0497-02 Measurementdchniques Related to Criteria for Cathodic Protection on Under
ground or Submeed Metallic Piping Systems.

Table 93.200-6

National Fire Protection Association

NFPAD 1 Batterymarch Park

Quincy, MA 02269

Standard Reference Number

Title

1. 10-07 Standard for Portable Fire Extinguishers.

2. 30-08 Flammable and Combustible Liquids Code.

3. 30A-08 Code for Motor Fuel Dispensing Facilities and Repair Garages.

4. 30B-07 Code for the Manufacture and Storage of Aerosol Products.

5. 31-06 Standard for the Installation of Qil-Burning Equipment.

6. 37-06 Standard for the Installation and Use of Stationary Combustion Engines and Gas
Turbines.

7.68-07 Standard on Explosion Protection by Deflagratiemtihg.

8. 110-05 Standard for Emeency and Standby Power Systems

9. 326-05 Standard for the Safeguarding @&riks and Containers for Enti@leaning or
Repair.

10. 38507 Standard for @nk \&hicles for Flammable and Combustible Liquids.

11. 40707 Standard for Aircraft Fuel Servicing.

12. 410-04 - Chapter 6 only

Standard on Aircraft Maintenance

13. 418-06

Standard for Heliports.

14. 704-07 Standard System for the Identification of the Hazards of Materials forgemgyr
Response.
Table 93.200-7
Petroleum Equipment Institute
PEI PO. Box 2380

Tulsa, OK 74101

Standard Reference Number

Title

1. RP100-05

Recommended Practices for Installation of Undeund Liquid Storage Systems.
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2. RP200-03 Recommended Practices for Installation of Aboveground Storage Systems for
Motor—\ehicle Fueling.

3. RP300-04 Recommended Practices for Installation aedtifig of \Apor—Recovery Systems at
Vehicle-Fueling Sites.

4. RP400-02 (Refifmed 2007) Recommended Procedure farsting Electrical Continuity of Fuel-Dispensing
Hanging Hardware.

5. RP500-05 Recommended Practices for Inspection and Maintenance of Motor Fuel Dispensing
Equipment.

6. RP600-07 Recommended Practices for Overfill Prevention for Shop—Fabricated Aboveground
Tanks.

7. RP800-08 Recommended Practices for Installation of Bulk Storage Plants.

8. RP900-08 Recommended Practices for the Inspection and Maintenance of UST Systems.

9. Lexicon, 1995 Petroleum Equipment Lexicon.

Table 93.200-8
Society for Protective Coatings

SSPC 40 247 Street
Pittsbugh, A 15222
Standard Reference Number Title
VIS 2-00 Standard Method of Evaluating Degree of Rusting on Painted Steel Surfaces.

Table 93.200-9
Steel Bnk Institute

STI 944 Donata Court
Lake Zurich, IL 60047

Standard Reference Number Title

1. FO51-06 Standard for Double Bottom Steel StoragaHs.

2. R051-06 Cathodic ProtectionéBting Procedures for sti-P3JSTs.

3. R972-06 Recommended Practice for the Addition of Supplemental Anodes to StiJ8%.

4. R012-07 Recommended Practice for Interstitiagfitness €sting of Existing Undground
Double Wall Steel Bnks.

5. SP001-06 {4 Edition) Standard for the Inspection of Aboveground Storameks.

6. SP031-08 Standard for Repair of Shop—Fabricated Abovegrowankd for Storage of Flam

mable and Combustible Liquids.

Table 93.200-10
Underwriters Laboratories Inc.

UL 333 Pfingsten Road
Northbrook, IL 60062-2096 USA
Standard Reference Number Title
SU 2258-08 Nonmetallic Bnks for Oil-Burner Fuels and Other Combustible Liquids.

Note: Several other UL design standards are indirectly appyigtlis chapter through their inclusion in other standards that are directly adopted in this Eloagteample,
UL 58, 80, 142, 1316, 1746, 2080 and 2085 are included if\ISBPin section 21.4.2, which is adopted able 93.200-6.

Table 93.200-1
U.S. Department of Engy

U.S. Department of Engy Alternative Fuels and AdvancecaNicles Data Center
Phone: (800) 423-1363 e—-mail: hotline@afdc.nrel.gov
Standard Reference Number Title

1. DOE/G0O-1002006-2343, July 2006| Handbook for Handling, Storing, and Dispensing E85.
2. DOE/GO-102006-2358, September| Biodiesel Handling and Use Guidelines.
2006

History: CR 07-029cr. Register November 2008 No. §3. 2-1-09;CR 09-017 am. Tables 2 and Register July 2009 No. 648f. 8—1-09; correction in (1), (2)
(intro.) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672 corrections in (1), (2) (into.) made under s13.92 (4) (b) 7, Stats.,Register October 2013
No. 694

ATCP 93.210 Application of standards. (1) All flam- placesof employment and which conflict with requirements in
mable, combustible and hazardous liquids, and equipraedt chs.SPS 3610 366, are not included as part of this chapter
facilities that are used to store them shall be designed, constructellpte: In additionto addressing new construction for public buildings and places
installed.operated, inspectetésted and maintained as specified o0 C, R o e e o sonfam
in the standards_adop_ted II’IA_BTCP 93'200_"’!5 those Stand""rdswith the building code requirementghich applied when the building, structure-ele
applyto the specifidiquid, equipment or facilityexcept as other ment,system, or component thereof was constructed.
wise provided in this chapter (4) All fire detection, prevention, suppression and isolation

(2) All codes and standards referendadthe standards featuresrequired by a standard adopiads. ATCP 93.200shall
adoptedn s.ATCP 93.20Gshall apply to the prescribed extent obe provided as specified in the standard, unless mandéted
eachsuch reference, except as modified by this chapter wise by chsSPS 3610 366, under sub(3).

(3) Any requirements in the standards adopted IATCP (5) All fire detection, prevention, suppression and isolation
93.200that address design and construction of public buildings felatureghat are installed, whether or not they r@guired by rule

Published under s. 35.93, Stats. Updated on the first day of ~each month. Entire code is always current. The Register date on each page
is the date the chapter was last published. Report errors (608) 266—-3151. RegisterOctober 2013 No. 694
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or standard, shalle inspected, tested and maintained as requiredATCP 93.230 General requirements. (1) APPLICA-
by the applicable standard adopted iIABCP 93.200r by other TION. This section applies to all new and existing tank systems,

rulesof the department. their appurtenances and the associated property and facilities.
Note: See also chapter SPS 3Wsconsin Fie Prevention Codefor require (2) ACCESS (a) Owners and operatorsstbrage tank systems

mentson the inspection, testing and maintenance of fixed and portable fire protectiqr[|1 ) L. . L9 ;

systems. shall cooperate fully with inspections, monitoring, testing and

(6) Any permit referenced in the standards adopted4igp  requestdor document submission conducted or required by the
93.200is not required by this chaptéut may be required at the @Uthorizedagent or deputy of the department.
local level if done so through a local ordinance. (b) Facilities shall have available keys, codes or other items
Note: For example, the permit referenced in WF3® section 6.5.3.1 for spark- Necessaryo open access to sumps, dispensers, pumps or areas that

Froﬂucpgoperaﬁons is not required by this chaptert may be applied through a contain liquid system valves, controls, connections and fittings
Ocal orainance.

History: CR 07-029cr. Register November 2008 No. §3&5. 2-1-09; corree for the purpose O.f InSpeC.tlng fezaks, fu_n_ctlo_nallty of fire safety
tionin (1), (2), (3),4), (5), (6) made under£3.92 (4) (b) 7.Stats.Register Decem andleak prevention equipment or verificatioh proper system
ber2011 No. 672 corrections in (1) to (6) made under sL3.92 (4) (b) 7, Stats., operation.

Register October 2013 No. 694 Note: Section93.080f the Statutes reads as follows:

In performing their duties or in enforcing the laws entrusted to their administration,
ATCP 93.220 Secondary references. For the purposes thedepartment and its authorized agents may do all of the following:

of this chapterthe department of safety and professi@eavices b (Ild), Entfer,vmhin reason%tblélours, l?ny field, orch?rd, [galrden, packilrjgt ground,

; i P ; uilding, freight or express fi€e, warehouse, cavessel, vehicle, room, cellatore
shall_e_nforc_e the app!lcable pI’OVIS_Ion_S. of the foIIowmg;ansm house cold storage plant, packing house, stockyard, railroad yard or any other place
administrativecodes in lieu of the indicated standaitulst are ref  of business, which it may be necessary or desirable for them to enter

erencedn the NFR standards adopted inATCP 93.200 (2) Open any box, carton, parcel, package or other receptacle, inspect the contents

P th f,and, or tender of th ket value, tak les of duct
(1) BOILERSAND PRESSUREVESSELS. ChaptelSPS 341N lieU o matorial contained therain O e mafket value, fake samples ot any procuc

of the ASME Boiler and Pressureasel Code. (3) Inspect products and materials and collect and test samples of them.
(2) BUILDING ELEMENTS. ChaptersSPS 3610 366in lieu of (3) ReLEASES. (a) Owners and operators and contractors per
thefollowing NFFA standards: forming work under this chapter may not allow releases to occur
(@) NFR 1017 — Life Safety Code. from tanksystems or dispensing systems, or from spilling or-over

(b) NFRA 220 — Standard onypes of BuildingConstruction. filiNg:

(c) NFRA 221 — Standard for High Challenge Firay, Fire __(0) Fuel~delivery persons may not allow releaseseguilt
Walls and Fire Barrier Wls. from any overfilling or spillingthat occurs during their delivery

(d) NFFA 50007 — Building Construction and SafeGodé”. procedure.

", - : ) o Note: For further information on industry practices for preventingetecting
Note: In additionto addressing new construction for public buildings and placeg|easesvith aboveground storage systems, and for protecting groungetiace
of employment, chaptePS 361 to 366 generally require in secB&S 361.03 (13) waterand soil in the event of a liquid release, A& Publication 340 —tiquid

thatevery existing publibuilding or place of employment be maintained to confornkg|ease® ti d Detection M for Ab d St Facilities.
with the building code requirementich applied when the building, structure-ele eleasgrrevention and Deteclion Meagsrior Abovegiund storage Faciliies

ment,system, or component thereof was constructed. (4) MSDS Facilities shall have available a mgaterial safety
(3) ELECTRICAL INSTALLATIONS. ChapterSPS 316 lieu of datasheet for each stored product regulated by this chapter
NEPA 70 — National Electrical Code Note: The flash point as noted in the MSDS will be used to resolve any disputes

History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09:CR of the flammability ocombustibility classification for the respective liquid product.

09-017 cr. (2) (d)Register July 2009 No. 648f. 8-1-09; correction in (intro.), (1), (5) UNiTs oF MEASURE. Units of measurement shall be tradi
(2) (intro.), (3) made under $3.92 (4) (b) 7.Stats.Register December 20INo. i S. .
672 correctionsin (intr 0.) made under s13.92 (4) (b) 6.7., Stats.,Register Octo tional U.S. measures

ber 2013 No. 694 Note: An important unit of measure used by this chapter is the U.S. gallon. Itis
equivalento 4 U.S. quarts or 3.79 liters.
ATCP 93.225 Alternate standards. (1) Alternatestan (6) DEGREASINGAND CLEANING. (&) A Class | liquid may not

dardsthat are equivalertb or more stringent than the standardge uisigi fnotr orlefgrrealsingir?r clﬁaningr;t ar;ylaﬁil?giirl?e’ rpacihimn?e, part or
referencedn this chapter may used in lieu of the referenced stayd" pt ento .8 dcead 9 aby part g or premises,
dardswhen approved by the department or if written approval fgeeptas proyl ed under pgb). o )
issued by the department in accordance with €)b. (b) Industrial processes that use Class | liquids for degreasing

(2) (a) Upon receipt of a fee and a written request, the depaf cleaning shall incorporate a ventilation system to reduce and

mentmay issue an approval for the use of the alternate stand&fgintainvapor concentration to less tha percent of the lower
. L e)r<1ploswellm|t.

(b) The department shall review and make a determination 0 - Tank d
anapplication for approval within 40 business days of receipt of (7) SYSTEMCOMPATIBILITY. Tank system components and con
all forms, fees and documents required to complete the reviefpinmentsystems shall be compatible with the substance stored

o . thetank system.

(3) Determinatiorof approval shall be based on an analysis 0 ) .
the aiternate standard and the standard refereinais chapter  (8) FIREEXTINGUISHERMAINTENANCE. All portable fire extin
preparedy a qualified independent third party or thgastization guishersshall be maintained in accordance W|th_NEF0.
that published the standard contained in this chapter (_9) PROPERTYMAINTENANCE. All surface area wnth_ln a 20-foot

(4) Thedepartment may include specific conditions in issuin@d'USOf a storage tank or dlspenser shall be malntalned_free of
anapproval, including an expiration date for the approvaslay combustiblematerial and debris, except as allowed for publie-ac
tions of the conditions under which an approval is issued sh&fssmotor vehicle fueling operations inATCP 93.620
constitutea violation of this chapter (10) SvsTEM MAINTENANCE. (@) All system equipment and

(5) If the department determines that the alternate standar§q§ponentshall be maintained to function to the manufactsirer
not equivalent to or more stringent than the referenced stand#ttiginal specifications and shall be maintained to be leak—free.
the request for approval shall be denied in writing. (b) 1. Atleast monthlyexcept as provided in sulitl, sumps

(6) The department may revoke an approval for any falsghdsecondary containment systems for tapksng and dispens
statement®r misrepresentations dcts on which the approval ersshall be inspected, and any liquids and debris contained then

wasbased. shall be removed.
(7) The department may reexamine an approwadgrnate 2. Sumps with a non-discriminating electronic sensor that
standardand issue a revised approval at any time. detectdiquid in the sump shall be inspected at least semiannually
History: CR 09-017 cr. Register July 2009 No. 648ff. 8-1-09. unlessmore frequent inspection is required by RP500 or RP900.
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(c) Deficiencies in product lines or structural or transition Note: Each connection of a tank to deactivatettemoved vapor-recovery pipe

componentshat allow for liquid leaks or water intrusion shall bﬁgf%?%fgpiﬁfﬂggg'?%ﬁfhf gi‘seta"k' if readily accessibteinimize the poten

repairedor corrected. ~ History: CR 07-029cr. Register November 2008 No. 638. 2-1-09; correc
(d) Leak detection, fill and overfill prevention equipmehall tionin (9), (1) (a) 1., 5. madender s13.92 (4) (b) 7.Stats.Register December

. . X . L 2011No. 672 corrections in (9), (1) (a) 1., 5. made under €.3.92 (4) (b) 7.Stats.,
be maintained in a functional condition. Registe,oazober 2013 NO,(GQ,A( )@ @ ®)

(e) Fire and leak prevention adétection equipment installed,
but not required by the departmentules, shall benaintained ATCP 93.240 Certifications and enforcement.
functionalor be removed. (1) CerTiFicaTIONS. Persons and firms providing or supervising

Note: SectionATCP 93.15 (3) (a) 7allows the authorized agent or the Depart any ofthe following services shall be credentialed by the depart
mentor fire department to shut down the tank system until any breach in the tank $fentin accordance with clsPS 305
temis repaired or otherwise corrected.

11) DAMAGE TO UNDERGROUND COMPONENTS. (a) When
dar(nag);ehas occurredo undeground pressurized(ta)mk system>>-465for aboveground tanks and ATCP 93.580for under
componentsor to undeground vent and remote fill lineghe groundtanks. o
affectedportion of thetank system shall be removed from service, (b) Undeground tank system lining under ¢5.CP 93.530
andthe following actions shall be taken before that portion of tfd93.535
systemis put back into service, except as provided in (jpér (c) The cleaning and removal of ungeund storage tanks

1. Perform third—party precisidightness testing of the por @ndstationary shop-built aboveground storage tanks.
tion of the tank systerwhere damage occurred, in accordance (d) Storage tank system precision tightness testing using
with s.ATCP 93.515 (4) (a) 1. equipmenthat is not permanently installed on the tank system.

_Note: All methods of precision tightness testing are required to be approved by
. 2 Isolate system components through the use of pressure tl{gdepartment in accordance with secthofCP 93.130
taining components.

. . o o (e) Corrosion protection services as required irABCP
3. Perform functional operational testisexisting monitoring 93 520

equipment. = o () Installation of underound storage tanks and shop-built
4. Perform any additional monitoringrocesses, or proce ahovegroundstorage tanks, except thisquirement does not
duresneeded to vel’lfy system lntegrlty app|yt0 any of the fo”owing tanks:

5. Comply with theank-system site assessment and response 1. Aboveground heating oil tanks at dr 2-family dwelt
requirementsn ss.ATCP 93.575t0 93.585if a release is sts ings.

pected. o _ 2. Tanks or piping that are installed or constructed under the

(b) The actions in pata) 1.to 4. are not required where the direct supervision of a registered professional engineer
damageis limited to dispenser system components that are iSO Note: “Underthe direct supervision of a registered professional engineer” means
latedfrom the rest of the dispenser or tank system through the thsaegistered professional engineer must be on the site during, and responsible for
of pressure—retaining components. thekey installatiorand test activities described in sect®PS 305.84 (5)r 305.85

(5).

Note: These are minimum requirements for the restart of a damaged system,
dependenbn the situation at the incident site. Additional safety or environmental (2) ENFORCEMENTACT'ONS- (a) Thedep.a.rtmen.t may take
protectionactions or repairs may be needed by the owner or operator actionsto ensure compliance with the provisiafshis chapter

(12) PRODUCTCOLORCODINGFORFILL PIPECAPSAND MANHOLE  including revoking or suspending credentials.
covers. (a) General 1. Allfill pipe caps and manhole covers ’;‘\Otei |Se°t'°”_1_68-23 E?_)Oftt_he Sta“{‘ftf‘s!t_’eadi ”l‘l Pf‘” orize th .

s etrilg it : ny rule requiring certificatiorr registration shall also authorize the revocation

for undegroundfuel tanks at distribution terminals, bulk plants, s spension of the certification or registration.
andmotor fuel dispensing facilities shall be identiflgdthe stan Note: See chapter SPS 305 for revocation and suspension criteria.

dardcolor and symbol coding in API 1637. Note: SectionsSPS 305.83305.88and305.89prohibit a person from engaging

L in.tank—system site assessment, tank system tightness testing, or cathodic protection
2. Products containing extenders such as ethanol shall be (i%@cialties'f the person or the persaeremployer has a personal or financial interest

ignatedby the addition of a black border around white symbols the facility

anda white border around other colored symbols. (b) The department masequire attendance at a specified
Note: Extenders or oxygenates are added to gasolingypichlly comprise a educationclass.

i f 10 t of the fuel by volume. R -
max'g] umOVa gfr_cfgcgve? ueco)r/%(;l::rtT;Zns and manholes shall (c) The department may commence civil action or administra
’ P Y tﬂ@e action under the provisions of 4€8.25and168.26 Stats.

markedwith orange circles. History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree

4. a. Observation and monitoring wells shall be marked wilt)hn in (1) (intro.), (a), (b), (¢) made unded8.92 (4) (b) 7.Stats.Register Decem

: ; er 201 No. 672 corrections in (1)(a), (b), (e), (2) (c) made under 43.92 (4) (b)
ablack t“angle on a white background. 7., Stats.,Register October 2013 No. 694

b. The well shall be provided withdurable label warning
againstthe introduction of petroleum products into the well. ATCP 93.250 Tank construction and marking.

(b) Location of identification 1. The color coding required (1) MULTI-COMPARTMENT TANKS. Each compartment of a multi—
in par (a) shall beapplied to the fill pipe cap and manhole covecompartmentank shall be considered a separate tank, even if the
or within the spill containment. samesubstance is stored in 2 or more of the compartments.

2. At all facilities with more than one tank, the cotmding (2) ConsTrucTION. Tanks containing flammable or cem
appliedto the fill cap or manhole cover shall extend at least 1austible liquids shall be constructed to one of the recognized
inchesbeyond the edge diie cap or cover onto adjacent concretdesignstandards in N30 section 21.4.2, or to another standard

(a) Tank-system site assessment as referenmcad ATCP

or pavement. or design approved bthe department, except this requirement
~ Note: See sectioATCP 93.340or additional information on product identifica doesnot apply to any of the following tanks:
tion at bulk plants and terminals. (a) Tanks that contain liquids which are also hazardous sub

(13) DEACTIVATION OF VAPOR RECOVERY. When deactivating stances.
astage |l vapor-recovery system or a portion thereof, the deactivote: SectionATCP 93.350equires hazardous substance tanks to be designed
vatedpipe shall be removed, or be capped or plugged atishe andconstructed under the supervision of a qualified engineer
penser.If the pipe is removed, the connectiorthe tank shall be  (b) Tank wagons, farm tanks and tank vehicles used in accord
cappedor plugged. ancewith the requirements in sSBTCP 93.610and93.63Q for
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fuel dispensing from aboveground tanks and at farms and con (d) The minimum rate of any required egency venting.

struction projects. Note: The applicable construction standard may already require this information
Note: Design standards recognized by MF3® section 21.4.2 include API 128, OF additional information to be marked on the tank. This marking requirement espe

API| 12D AP| 12FAPI 650, UL 58, UL 80, UL 142, UL 1316 UL 1746, UL zosb Cla”y applies to farm tanks which have a capacity of less than 1,100 gallons and

f ich are not required to be manufactured to any spemfistruction standard other
a,r:g:rlg ngggr.agr:icggei;étandard approved by the department s SU 2258 from Unqﬁgnthe minimal requirements in NARBOA section 13.2.3.

Note: Tank wagons have construction requirements in seAF@P 93.61Q(1). Note: The department periodically publishes program letters to address issues in
Farmtanks are required to meet the construction specificatiodSia 30A section ~ 'elationto applications of this chaptethe program letters are intended to provide
13.2.3. Tank vehiclesare required to meet the construction specifications iraNFpaNd communicate implementation of regulatory and enforcement pofitgrage

385chapters 2 and 3. Movable tanks covered under the dispensing requiremeq{%m‘”;arg:grsvﬁn ol_\ﬁg?)rnssucn?gr/\l/)\lii ﬁgegfﬁd M(:;a SH: s/i[?%%irgzy?b site at
sectionATCP 93.610 (2are not exempted from this requirement. IF-)I'istory'p.CF.ego7—029 or Registgr November 20080, 635 éif pz—l—OQ'CR
(c) Tanks which are custom built for a specific purpose an@-017 cr. (2) (d), r and recr(3) Registerduly 2009 No. 643f. 8-1-09; correction
which are supported by a statement acceptable to the departmigfg) (). (c), (d) made under3.92 (4) (b) 7.Stats.Register December 20No.
from a qualified engineeas defined in SATCP 93.350 (2) (d) 2/ corrections in (2) (b) to (d) made under s13.92 (4) (b) 7. Stats.Register

exceptthecompetency of the engineer shall relate to the purpose

for the custom-built tank. _ ATCP 93.260 Setbacks from already-installed  pota-

(d) Aboveground used-oil tanks at a scrapycling or auto ble water supply sources. (1) (a) Tank systems antheir
recycling facility that are exempted from these requirementfispensingsystems shall comply with the setback requiremiants
unders.ATCP 93.300 (9) Table93.260, except as specified in pghy.and(c).

(3) MarkiNG. Newly manufactured or constructed tanks shall (b) These setbacks do not apply where piping or dispensers are
haveat least all of the following information permanentigrked beingreplaced without replacing the tank.
onthe exterior of the tank by the manufacturer or the party respon (c) These setbacks do not apply where shorter settzaeks
siblefor tank construction: specifiedby the department of natural resources.

(a) The name of the manufacturer or the party responsible foNote: The Department of Natural Resources administers separating distances for
tank construction proposedpublic communitywater supply wells regulated under chapter NR &hd
) . thosedistances may dir from the distances ireble 93.260. See footnote 4 under
(b) The year of manufacture or construction. Ti':lbled93.260 IflorquNR requirementls abtljlut sep?rat(ijng téistanhces for proposed and
. . already-installegirivate water supply wells regulated under chapter NR 812.
(c) The standard underhich the tank is manufactured or eon Note: Longer setback distances may be imposed throughvwettilead—protec

structed. tion requirements.
Table 93.260

Setbacks Fom Already-Installed Potable Wter Supply Sourices

Minimum Distance to a Water Minimum Distance to a Viater
Tank Typel Supply Well Regulated Under Supply Well Regulated Under
Chapter NR 811 (feet)? Chapter NR 812 (feetp:4
FarmUST or AST system with single wall 1200 100
Farm UST system with double wall and with
electronic interstitial monitoring for the system 600° 50°
Farm AST system with double wall, or with
other secondary containment that is under a 60CP 506
canopy
One- or two—family residential heating oil UST] 200 o5

or AST system

Emegency or standby power system AST with
double wall and with continuous electronic 107 107
interstitial monitoring for the tank

Other UST or AST system with single wall 1200 100
Other UST system with double wall and with
electronic interstitial monitoring for the system 600° 50°

Other AST system with double wall, or with
other secondary containment that is under a
canopy; and with electronic interstitial monitor 600P 506
ing for double wall, or electronic sensor for
other secondary containment

1 Any reference in this column to a UST or AST “system” means both the tank and any product piping ctmitdwed the subsequently specified features.

2Thesetback in this column is at least 1200 feet if any associated fueling area is not on a concrete surface, and any associated AST is not on a concrete surface,
exceptthis requirement does not apply to the setback for a one- or two—family residential heating oil AST

3Thesetback in this column is at least 100 feet if any associated fueling area is not on a concrete surface, and any associated AST is not on a concrete surface,
exceptthis requirement does not apply to the setback for a one- or two—family residential heating oil AST

4 Any setback in thigolumn that is less than 100 feet, other than the 25-foot setback for one— and two—family residences, may be utilized only after obtaining
avariance or other approval from the departniémtatural resources, except a variance or other approval is not required for an AST that has a capacity of 1500
gallonsor less.

5This distance maye reduced by 50% if all of the following features are provided and maintained in addition to the features in the tank-type column: tank
systemconstruction of corrosion—resistantterial, such as fiber—reinforced plastic, or steel with a fiber—reinforced plastic wrap or jacket; non—discriminating
sumpsensors; testable secondary containment spill bucket; continuous electronic liquid—filled, pressure, or vacuum interstitial monitoring witkyestitomatic
shut-downaudible and visual high-level alarm21% full, and automatic shut-fait 95%; all fueling area protected by canopy; and downspouts for drainage
of rainwater do not dischge into a fueling area.
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6 This distance may be reduced by 50% if all of the following features are provided and maintained in additifeatortfsein the tank—type column: either
continuousnon—discriminating electronic interstitial monitoring for double wall, or continuous non-discriminating electronic sensor for other secondary contain
ment;audible and visual high-level alarm at 90% full, and either automatic shat-3%% or no latch—open device is used with any manual-$maizile; all
dispensinguy suction pump fuel transfer; all motor vehiftleling limited to private or fleet use; all fueling area protected by canopy; and downspouts for drainage
of rainwater do not dischge into a fueling area.

7This reduced setback is only permitted for egeicy or standby power systems that are operated by the same facility which operates the well, and only if
all of the following features are provided and maintained in addition to the features in the tank—type column: audible and visual high-level alarm at 90% full, and
eitherautomatic shut-éfat 95% or no latch—open device is used with any manual-shoifle. This setback may be reduced further where approved in writing
by the department, upon submittal of an explanation of why reducing the setback is needed, along with demonstration that additionaldeanatededlivhich
will provide adequate protection for the well.

Note: Aboveground storage tanks (A§Tinclude tanks that are inside a building and have a liquid capacity gfallons or more, are intended for fixed installation,
andare not solely used for processing.

(2) Tanksystems and their dispensisygstems shall be atleast  (c) 1. If the fill point is remote from the tank or if the delivery
50 feet from ground-level potable water reservoirs regulatgeérsoncannot readily observe the tank gauae overfill alarm
underch.NR 811, except as specified in sufd) (b) and(c). shallbe provided at the fill point.

(3) Tanksystems and their dispensisgstems shall be atleast 2. The alarm shall be readily audible or visible at the fill point
25 feet from potable water mains regulated unde\iR.811, andshall alert the delivery person when the tank is 90 percent full.

exquptasCspgci(f)izegd in sutf1) (b) algd(g())-og 628 2-1-06 3. All overfill alarms shall be labeled as such.
istory: CR 07-029cr. Register November No. 638, 2-1-09; correc -
tionin (1) (a) made under $3.92 (4) (b) 7.Stats.Register December 20No. 672 (4) SiGNAGE. All tanks, whether newr existing, shall be pro

correction in (1) (a) made under s13.92 (4) (b) 7.Stats.,Register October2013  videdwith a permanent and duratsign installed at the used-oil
No. 694 handlersite or facility that includes all of the following:

(@) “NO SMOKING.”
(b) “USED-OIL COLLECTION ONL.”
ATCP 93.300 Tanks storing used oil. (1) GENERAL. (c) “DEPOSITING OTHER MAERIAL IS PROHIBITED.”

(a) Used oil shall be considered a Class IIIB liquid unless desig (5) VEHICLE COLLISION PROTECTION. Vehicle collision protec
natedotherwise in this chapter or as sholmnproduct flashpoint tion shall be provided for aboveground tanks in accordance with

Subchapter Il — Specific Tank Storage Applications

testing. s. ATCP 93.430unless the authorized agent or the department
(b) Tanksused to store used oil to supply an oil burner shalftermineghe tank system is not subject to vehicle collision.

comply with the heating—fuel storage requirements i&ECP (6) SECONDARY CONTAINMENT. (@) Aboveground tanks

93.310and NFR 31 section 7.2.9. locatedoutdoors shall have secondagntainment that complies

Note: Devices that burn used aite regulated by the Commercial Building Code,with s. ATCP 93.420 (1jo (4).

chaptersSPS 361 to 366, and the Fire Prevention Code, chapter SPS 314. The tan P A
thatstores the ol is regulated by this chapter tb) Tanks located inside a building shall have secondary con

Note: NFFA 31 section 12.9.1 requires tanks that supply used oil to an oil burf@inmentfor 100 percent of the tank capacity if a leak from the
to be listed. storagetank could reach a floor draitie exterior of the building

(2) TANK CONSTRUCTIONAND INSTALLATION. (@) Tanks for the or areas that pose an ignition hazard.
storageof used oil shall comply with the construction and marking Note: An oil-water separator connected to a floor drain may be used for all or a
requirementsin s. ATCP 93 250anytime a tank system is portion of the required secondary containment, depending on the system capacity
installed. (7) UNDERGROUNDTANKS. (&) General Undeground tanks

(b) Aboveground tanks for used-storage that have a capacfor used-oil storage shall complyith the applicable portions of

ity of less than 750 gallons are not required to be lisfanarked NFPA 30 and this section.

in accordancavith s. ATCP 93.250 (3)except for tanks which  (b) Spill protection For undegroundtanks that store used oil,
supplyoil to an oil burner spill protection is not required at any poather than the fill point,

Note: See sectioATCP 93.25Cor minimum marking requirements for newly if the tank meets all of the following conditions:

manufacturedr constructed tanks. _ ; 1. The tank receives used oil in batches of 25 gallons or less
(c) Tanks shall be constructed of noncombustible materialsy manual transfer

unlessconstructed and utilized in accordance with SU ZB&# 2. The tank is emptied only by suction transfer

Underwrlter§Labor§tor|es Inc. (c) Corrosion pptection Corrosion protection shall o
(d) The fill opening shall be screened to prevent the passagged in accordancevith s. ATCP 93.52Cexcept this protection
of solid objects into the tank. is not required for piping that is associated with an ugrdend
(e) The fill opening may be located directly at the tank.  tankwhich storesised oil, provided the tank and piping meet all
(f) The fill opening shalbe closed except when a transfer i®f the following conditions:

actuallytaking place. 1. The tank receives used oil in batches of 25 gallons or less
(9) Tanks that store used oil shall be installed by or under thg manual transfer
supervisionof a certified installer 2. All piping that is undeground is sloped at eangle of at

(h) The building setback for tanks which have a capacity §ast30 degrees from horizontal between the point at which it
lessthan 1,100 gallons and which store used oil m&jess than entersthe ground and the tank, to allow for the free flow of oil.
the setbacks listed in NFP30 Table 22.4.1.6 if approved in wit re(;\luci):g;m;l'nhtiss section does not exempt the tank itself from corrosion protection
ing by the authorized agent or the department; andcagh@atoval ) . . . .
shallbe based on consideration of the construction material for the(d) Leak detection Leak detection shall be provided in aceord
building wall, the size of the tank, and thejacent vehicular traf 2ncewith ss.ATCP 93.51(and93.515
fic. (8) TANK CLOSURE AND GENERAL ADMINISTRATIVE REQUIRE

Note: See sectioATCP 93.26Gor minimum separating distances between tankENTS. (&) Abovegound tanks Aboveground tanks that store
andwater supply wells. usedoil shall comply with SSATCP 93.44(0 93.470
(3) SPILL AND OVERFILL PREVENTION. All tanks, whether new  Note: SectionsATCP 93.440t0 93.470address inspections; seldom-used and

or existing, shall comply with all of the following: temporarily-out-of-servicenks; changé service to store a non-regulated-sub
. . R . . . stancetank closures; tank—system site assessments; and confirming and responding
(a) The fill opening shall be provided with spill containmentio leaks, spills, overfills and releases.

(b) If thefill opening is located outdoors, the opening shall be (b) Undergound tanks Undeground tanks that store useitl
locatedin a watertight enclosui@ noncombustible construction. shallcomply with sSSATCP 93.5450 93.585
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Note: SectionsATCP 93.5450 93.585address seldom-used and temporarily— (2) INSTALLATION, USEAND MAINTENANCE. (a) Tanks tha'sup
out—of-serviceéanks; change in service to store a non-regulated substance; tank i i ; ; f B
tem closures; conditions indicating releases; tank-system integrity assessmeﬁ@; oil bummg equment shall be installed, used and.malmamEd
tank-systensite assessments; and responding to leaks, spills, overfills and releafldsaccordance wittNFPA 31 chapters 7 and 12, and this section.
(9) SCRAPRECYCLING AND AUTOMOBILE RECYCLING FACILITIES. (b) Tanks used to store heating fuel shall be installedrby
Subsectiongl) (a) (2) (a) (c) to(h), (3) to(5), (6) (a) (7) and(8) underthe supervision of a certified installer
do not apply to a new or existing aboveground tank which con Note: Tanks installed at 1- or 2-family dwellings are not required to have plan
f ; inh i ; view under sectioTCP 93.100and aboveground tanksat have a capacity of
t?"“sused .0” and.WhICh is located at a _scra_p re.cydmg or auu?”??ssthan 1,100 gallons are not required to have registration under sAT@M
bile recycling facility adequately participating in a cooperatives 140
compliance program approved by the department of naturalNote: Devices that burn used aite regulated by the Commercial Building Code,
resourcespro\/'ded a” Of the fo”ow|ng requ”'ements are met: chapter§PS 361 to 366, and the Fire Prevention Code, chapter SPS 314. The tank

Th Ki d of a durabi ial bl thatstores the oil is regulated by this chapter
the(g)eparsrrﬁgat Is constructed of a durabiaterial acceptable to (3) UNDERGROUNDTANKS THAT HAVE A CAPACITY OF 4000GAL-

. o LONs OR LESs. Undeground heating oil tank systertisat have a
(b) If located outside of a building, the tank has secondary cagipacityof 4000 gallons or less shall have all of the following:

tainmentacceptable to the department. (a) A vent whistle, or equivalent means of overfill protection.

(c) If located inside #&uilding, the tank has venting and fire (b) Corrosion protection that complies WEhATCP 93.520

preventionfeatures acceptable to the department. ; ; ;
History: CR 07-028 cr. Register November 20080, 635 ef. 2-1-09;CR exceptthis requirement does not appdytanks that were installed

B L0 AT A LS SN ") 1. Precison ightng
(2) @), (0), (5), (&), (7) (c) (intro.), (d), (8) (a), (b) made undet8.92 (4 (c) 1. Precision tightness testing every 2 years or leak detec
) e e 6 o, () nade umdier 4360 (4 (o T SN L: O tion in accordance with &TCP 93.510except this requirement
October 2013 No. 694 doesnot apply to residential tanks which have a capacity of less
than 1,100 gallons and which were installed before October 29,
ATCP 93.305 Public used-oil collection centers. 1999,for consumptive use on the property where stored.
(1) GENERAL. Publicused-oil collection centers shall comply 2. The tightness testing or leak detection methods used to
with s. ATCP 93.300and this section. complywith subd.1. shall be specifically approved for uagth
Note: Also see chapter NR 679 for additional rules pertaining to used-oil-colleghe specific type of heating oil in accordance witAECP 93.130

tion centers, such as operational criteria. ) U
(2) TAaNK consTRUCTION. The tank shall be constructedatiaoe (4) NDERGROUNB TQNKS THAJ hHAVtE. A C?PAtC'TY OFt MOkREth t
of the recognized design standards in ABB chapter 21 unless THAN 4000GALLONS. Indegrouna heating ol storage tanks tha
havea capacity of more than 4000 gallons shale leak detec

otherwiseaccepted by the department. h f . . -
Note: Design standards recognized by RFI® chapter 21 include API 12B, API tion that complies with S\TCP 93.51(and corrosion protection

12D, API 12F, API 650, UL 58, UL 80, UL 142, UL 1316, UL 1746, UL 2080 andthatcomplies with sATCP 93.520

UL 2085. (5) SPILL AND OVERFILL PREVENTION. (a) Spill and overfill pre
(3) TANK SIZEAND INSTALLATION REQUIREMENTS. (@) The tank vention for aboveground tankshall be provided in accordance
may be of any size. with s.ATCP 93.300 (3)

(b) Tanks located outdoors shall comply with thetback  (b) Spill and overfill prevention for undgmound tanks shall
requirementsof NFRA 30 Tables 22.4.1.1(a) and (b) for a Clas$e provided in accordance with ATCP 93.505

INA liquid. (c) Fill pipes for used—oil tanks that grart of a heating system
(c) Tanks located inside a building shall have venting that tefay be located inside a building.

minatesoutdoors. (6) TANK CLOSURE AND GENERAL ADMINISTRATIVE REQUIRE
(4) DikiNG. (a) A single-wall tank shall be placed within auents. (a) Abovegound tanks Aboveground tanks that store

diked area that meets the requirements &TCP 93.420 heatingoil shall comply with sSATCP 93.44Q0 93.47Q
(b) A tank of double—wall construction, that is accessible to theNote: SectionsATCP 93.440to 93.470address inspections; seldom-used and

f s ; . temporarily—out-of-servicgnks; changé service to store a non-regulated-sub
pUb“C' shall be placed within Secondary containment whiekets stancetank closures; tank—system site assessments; and confirming and responding

all of the following requirements: to leaks, spills, overfills and releases.
1. Any curb shall have a height of at least 4 inches. _(b) Underground tanks Undeground tanks that store heating
2. Thecontainment shall extend at least 2 feet beyond tR# shall comply with SSATCP 93.54%0 93.585

greatestank dimension in all directions. Note: SectionsATCP 93.5450 93.585address seldom-used and temporarily—

. out-of-servicdéanks; change in service to store a non-regulated substance; tank sys
(c) The tank shall be set back from the curb or dike wall suédin closures; conditions indicating releases; tank-system integrity assessments;

thatan overflow of the tank will be contained within the dilogd tank—systensite assessments; and responding to leaks, spills, overfills and releases.
curbedarea History: CR 07-029cr. Register November 2008 No. §35. 2-1-09; corree
. . . ) ) tionin (3) (b), (c) 1., 2., (4), (5) (a), (b), (6) (a), (b) made undeéBN2 (4) (b) 7.
(d) The fill opening with spill containment shall be Iocate(%t})e‘t(ség?(«eglsgg)lr Degemb?ﬂﬂgoégﬁ)c?é;e7ctlsc;nts in R(3) _(bt), (8 1t bZ., (;‘-()),1%3),\‘(61),
it ; , a), (b) made under s13. . Stats.,Register October o.
within the diked or curbed area. 94

History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree
tion to (4) (d) made under $3.92 (4) (b) 1.Stats.Register November 2008 No. 35 X .
correctionin (1), (4) (a) made under $3.92 (4) (b) 7.Stats. Register December ATCP 93.315 Heating oil tanks that are removed

2011No. 672 corrections in (1), (4) (a) made under 43.92 (4) (b) 7.Stats.Reg-  from service. (1) AppLICATION. This section applies to abeve
ister October 2013 No. 694 h ; . .
groundheating oil storage tanks which are connected to heating

ATCP 93.310 Heating fuel storage. (1) Scope. This appliancesand which stordeating oil that is consumed on the

sectionapplies to any new or existing aboveground or undep cMISes . . . .
groundtank that isused to supply liquid fuel to a heating device, (2) GENERAL. Placing a heating oil storage tank out of service
includinga used oil burneif the device and the fubhve the fol for any reasorther than immediate repair or replacement shall
lowing characteristics: follow the procedure in either p&a) or (b):

; .. ; ; (a) The tank and all connected piping, includihg vent and
ma(r?&f;—ginﬁgtmg device is used for spheating, processing or fill piping, shall be emptied, cleaned and removed from the-prem

. . ises.
(b) The fuel is consumed on the premises where stored. h K " . hall .
Note: Number 5 and #6 fuel oil do not meet the critéoiaa liquid and therefore (b) 1. The tank and all connected piping shall be emptied and
arenot regulated by this chapter purgedof all vapors.
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2. If the tank is not removed, the tank vent shall beirdict (2) SpiLL AND OVERFILL PREVENTION. (@) Spill and overfill pre
andopen. vention shall be provided in accordance wghATCP 93.410

3. Ifthe fill pipe is not removed, it shall be filled to the top wittXceptas exempted in pe(b).
concreteand capped. (b) Tanks that are filled by hand using a nozzle without a latch—

4. Any piping that is not removed, other than a tank vent, sh@iéndevice are not required to have spill containment at the fill
be capped or otherwise sealed. pol

(3) RESPONSIBLEPARTIES. (a) Contractors. A person whois _(3) TANK A%LOSURE A'\cliDtGEITERAA\tL) ADM'N'STRa“Tt'VEkR'iﬁUt'REI
undercontract, with the person who owns or controls a proper ’\Inf-s (?)t' ovegoug t‘."‘n S Al ovegrc()jun tan Sh ﬁ‘ store
to remove a heating oil storage tank or to place a heatirstpeil u'B's w(i)trhssz 'X??:rg g%”l 4%30'8?, Zgg'”es and wabines shall com
azgetank out of service shall comply with the requirements in s ‘Note: SectionsATCP 93.440to 93.470address inspections; seldom-used and
(2). o temporarily—out-of-servicenks; change service to store a non-regulated-sub
Note: A contractor must be certified in accordance whiapter SPS 305 to per stancetank closures; tank—system site assessments; and confirming and responding
form tank cleaning and tank removal at other than 1- and 2-family dwellings. Sesleaks, spills, overfills and releases.

tion ATCP 93.460states that certification is not required for persons performing
cleaningand removal oheating fuel tanks located aboveground or in basements at (b) Undergnund tanks Undeground tanks that store fuel for

1- and 2—family dwellings. stationarycombustion engines and gas turbiskesll comply with
(b) Owners. If there is no contractpthe person who owns or sS.ATCP 93.543093.585

f : f ‘< Note: SectionsATCP 93.5450 93.585address seldom-used and temporarily—
controls a property from which a heatlng oil storage tank i t—of-serviceanks; change in service to store a non-regulated substance; tank sys

removed,or on which a heating oil storage tank is placed out @m closures; conditions indicating releases; tank-system integrity assessments;

service,shall comply with the requirements in s(®). tank-systensite assessments; and responding to leaks, spills, overfills and releases.
History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree
(4) NOTIFICATION REQUIREMENT. The person who owns or €on tjon in (1) (d) 2., (2) (a), (3) (@), (b) made undet3.92 (4) (b) 7.Stats.Register

trols property from which a heating oil storage tank has be®acembe201L No. 672 corrections in (1) (d) 2., (2) (a)3) (), (b) made under
removed,or on which a heating oil storage tamis been placed 1392 (4) (b) 7. Stats. Register October 2013 No. 634

out of service, shall provide written notice to the current heating

oil vendor within 7 days after removing the tank or placing the ATCP 93.330 Converted tanks for the storage of
tankoutof service. If there is a scheduled delivery in less thalqr%mmabl_e and combustible liquids. = (1) APPLICATION.
days, notification may be given verbally provided it is foIIowedI is section applies to all converted tanks, whether new or exist

by written notification within 7 days after verbal notification. '"9-
History: CR 07-029cr. Register November 2008 No. 635 2-1-09. (2) GENERAL INSTALLATION AND USE. Converted tanks for the
storageof flammable and combustible liquids shall be instaiied
ATCP 93.320 Fuel storage for stationary combus - acertified installer
tion engines and gas turbines. (1) INSTALLATION AND USE. (3) PressUREVESSELS. (@) Low—pressure tanks and pressure

(a) General. This section applies to the fuel storage tanks ef steesselsthat are being converted to the storafdlammable or

tionary combustion engines and gas turbires;ept when used combustibleliquids at atmospheric pressure simadiet the appli

ata farm premises or construction project. cabletank storage requirements of this chapgpecificto the lig
Note: Stationary combustion engines a@mmonly used to power engency ~ Uid stored.

generatorsind pumps that provide fire protection. Betbacks for storage tanks that i i
areused to fuel stationary combustion engines at a farm premises or construction(b) Tanksupports shall be (_:apable of support!ng a Stél_t!C load
project,see sectiodTCP 93.630 (2) equalto at least 2 times the weight of the full tarikhis capability

(b) Certified installer The installation of tanks usedgtore shall be confirmed by engineering structural analysis, field test

fuel for stationary combustion engines and gas turbines shalliBg O by reference to an approved design standard.

supervisedy a certified installer _ (4) Tank VEHICLES. (@) The cajo tank of a tank vehicléat
Note: See sectiodTCP 93.100 (1) (b)1L for criteria that can be used to exemptiS converted to a stationary tank for the storage of flamnable
thesetanks from plan review combustible liquids shall meet the applicable targtorage

(c) Marking. 1. Aboveground tanks with tHi#l point remote requirement®f this chapterspecific to the liquid stored, along
from the tank and attewand existing undground storage tanks with the requirements in par) to (d).
usedto store fuel for stationary combustion engines and gas tur (b) Cago tanks for permanent stationary s®ll be con
bines shall have the fill point labeled with the type of fuel. structedof steel only

2. Aboveground storaganks used to store fuel for stationary (c) The cago tank vehicle platform shall be supportefitbé
combustionengines and gas turbines shall have the tank label@shiclewheels and landing geamd secured against movement,
with the type of fuel. by theuse of blocking devices and anchoring mechanisms that are

(d) Abovegound storage tanks located in buildinggbove — acceptableo the department.
groundstorage tanks located in buildings and used to store fuel for(d) Ventingof the cago tank shall follow the requirements of
stationarycombustion engines and gas turbigleall comply with  eitherNFPA 385 chapter 5 or this chapter
NFPA 37 chapter 6 and all of the following: (5) GENERAL ADMINISTRATIVE REQUIREMENTS. Converted

1. The fill connection shall be located outside the buildingianksshall follow the operating requirements of this chapter appli

2. Spill and overfill preventioishall be provided in accord caHt_)I(teto tth:rO(;u(r)rZ%nt ‘ése_-t Noverber 20080, 635 of. 2-1-09:CR
H Istory: — Cr. Register November 0. er. 2-1-09;
ancewith s.ATCP 93.410 09-017 am. (4) (c)Register July 2009 No. 648f. 8-1-00.

(e) Abovegroundstorage tanks not located in a building
Abovegroundstorage tanks not located in a building and used to ATCP 93.340 Bulk plants and terminals. (1) CLEAR-
storefuel for stationary combustion engines @ad turbines shall ANCES AT BULK PLANTS THAT WERE IN EXISTENCE ON MAY 1, 1991.
comply with subch.IV and NFR 37 chapter 5, except thatBulk plant facilities that were in existence on May1991, with
double-walltanks which arenly filled with a manual-shutbf setbackdess than those specified in MEBO section 22.4 malye
nozzle without a latching mechanism are not required to havenovatedor updated, but no additional storazggacity may be
additionalspill prevention at the fill point. added in violation of the specified clearances.

() Undergound storage tankslUndeground storage tanks  (2) PrRobucT IDENTIFICATION. (@) Standad color code All
usedto store fuel for stationary combustion engines and gas taew andexisting tanks and piping at bulk plants and terminals
bines shall comply with subck. and NFRR 37 chapter 5. shalluse the identification scheme in API 1637.
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ATCP 93.340 WISCONSINADMINISTRATIVE CODE 686-26

Note: SeesectionATCP 93.230 (1) for color coding of fill pipe caps and manhole 2. Aboveground tanks which are used to store a federally reg
covers for undeground tanks. ulated hazardousubstance and which have a capacity of less than

_ (b) Type of identification The product identification schemes 0o gallons, andtransfer operations involving these tanks,
in API 1637 shall be accomplished by one of the following methynjessthe substance is flammable or combustible.

ods: Note: SectionATCP 93.140requires registration with the department for all
1. Adisc tag of non—sparking material. abovegroundtorage tanks that have a capacity of 5000 gallons or more and all under
. .. . groundtanks, unless thetored substance is nonflammable and noncombustible, and
2. A label using minimum 1-inch block letters. hasa concentration of less than 1 percent by volume.
3. Painted sections at least 12 inches long. 3. Accumulator tanks, process tanks or service tanks.

(c) Location of identification Tags shall be permanently 4. Portable tanks containing liquids that are not flammable or
affixed to the valve at the unloading riséte pump control valves, combustible.
thevalve of a storage tank and load rack and on the product pipe 5. Tanks regulated undeand maintained in compliance with
linesin atleast 3 locations equally spaced between terminatifige rules in40 CFR 430.03
pointsor valves. Note: 40 CFR 430.03s entitled “Best Management Practices for Spent Pulping
(3) PROPERTYMAINTENANCE. Tank yards and diked aresisall  Liauor, Soap, and drpentine Management, Spill Prevention and Control.”
be kept free from weeds, high grass, rubbish and combustible(2) TANK SYSTEMDESIGNAND CONSTRUCTION. (&) General 1.

materialsthat arenot essential to the operation and shall be kep€Sign, constructionand maintenance of tank systems for the
clean and orderly storageof federally regulated hazardous substances shall be in

accordancevith good engineering practices and this chapter and
TIES. Owners and operators shall be awafreegulations, stan shall be under the supervision of a qualified enginexcept as

dardsand operating practices that relate to facility security providedin SUbd'_z' " i . .

Note: Information on how to develop a comprehensive site security program is 2. Construction supervision by a qualified engineer is not
availablein the API documertBecurityGuideline for the Petdeum Industryor the ~requiredwhere all of the following occur:
AmericanChemistry Council documesite Security Guidelines for the U.S. Chemi a. Plans for thaank system are approved by an authorized

cal Industry tor the d t t
(5) TRANSFEROPERATIONS. In orderto prevent a spill from agentor the department.

moving beyond the loading or unloading area, any new or existing P- €onstruction is by a certified installer
abovegroundank that has a capacity of 5000 gallons or more shall €. An authorizedagent or the department inspects and accepts
be provided with a catchment basin or treatment facility to contafe construction.
the maximum capacity of the Igest compartment of a tank car or (b) Notification. The qualified engineer shall notify the
tankvehicle loaded or unloaded at the facilifxisting tanks shall departmenton form ERS-9198, of an impending installation of
comply with this subsection within 2 years after December 34,tank system under this section, unless this notigedsided
2009. unders.ATCP 93.15 (2) (b) 3.
Note: Federal Spill Prevention Control and Countermeasure requiremets in (C) TesungA" new tanks and p|pe Systems shall have pressure
CFR 12 may apply to smaller product ransfers. . or vacuum testing that shall assure that all components@nd
_ (6) GENERALREQUIREMENTS. (a) Abovegound tanks at exist hactionsare tight, in a mannezquivalent to the protocol and
ing facilities. Aboveground tank systems at existing bulk plan%arameterspecified in NFR 30 section 21.5 and PE| RP 100-sec
and terminals shall comply with subdk. tions11 and 14pefore the tanks and pipe systems are placed into
(b) Undergound tanks at existing facilitiesUndeground service.
tank systems aexisting bulk plants and terminals shall comply  (4) Qualified engineer1. The qualified engineer responsible
with subchV. _ for design and oversighif construction of federally regulated
_(c) New facilities. New bulk plants and terminals shall complthazardousubstance liquid storage tank systems under this chap
with PE| RP800; aboveground tank systems there shaltatso ter shall meet the requirements of this paragraph.
ply with s. ATCP 93.400 (3)(4), (5) and(7) to (11): and under 2. The qualified engineer shall be competent inethgineer
groundtank systems there shall also comply with subth. ing methods for designing and installing hazardous liquid tank
History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR
09-017 am. (), (6) (a) and (b),.q6) (C)Register July 2009 N@43 ef. 8-1-09; SYStEMS.
correctionin (6) (c) made under 43.92 (4) (b) 7.Stats. Register December 201 3. The qualified engineer shall be a registered professional
No. 872 correction in (6) (c) made under s13.92 (4) (b) 7.Stats.Register Octo engineerpnless one of the exemptions i#43.14 Stats., applies.
(3) GENERAL REQUIREMENTSFOR TANKS. Storage tanks shall
ATCP 93.350 Hazardous substances. (1) Scoreano meetall of the following requirements:
APPLICATION. (a) General 1. The requirements of this section (a) Structural. Tanks shall have a stable foundation, urader
applyto tanks that store, handle or use liquids which are federadlgeratingconditions, and be of didient structural strength to
regulatechazardous substances, in any concentration of 1 perogithstandnormal handling and use.

or more by volume, for the purposgprotecting the waters of the () Chemical compatibility Tanks shall be chemically com

(4) SECURITY AT BULK PLANTS AND TERMINAL STORAGEFACILI-

StztefroTT Ciont?frzinaltlion- oted hasard X 4 i s o D2UDIEWith the substance being stored.
ote: e list of federallyregulate: azardous substances covered in this su . . H
chapteralsoknown as the CERCLA List, is located4 CFR 302.4Table 302.4. (c) Wear vibration, shock and cowsion. Tanks shall be pro

Note: Other sections of this chapter regulate the storage and use of flammablet@@tedfrom failure due to internal and external weabration,
combustibleliquids. ChapteiSPS314 — the Wisconsin Fie Prevention Code shockand corrosion.

throughthe adoption of NFR1, Fire Codealso regulates the storage and use of liq .
uidsthat have properties suak being flammable, combustible, toxic, water reactive]e (d) Fire, heat, vacuum andgssure. Tanks shall be protected

explosive,and corrosive. rom fire, heat, vacuum and pressure that might cause tank failure.
2. Liquids within the scope of subtl. that are flammable or  (e) Collision piotection. Tanks that are subject to vehicle colli
combustibleshall also meet the requirements of this chapteion shall be protected from collision damage by vehicles and

which apply to flammable or combustible liquids. equipment.
(b) Exemptions.The requirements of this section do not apply (f) Fiberglass—reinforce plastic. If fiberglass—reinforced
to any of the following: plasticmaterial is used, the material shalldfesuficient density

1. Hazardous waststorage tanks that are licensed under gndstrength to form a hard, impermeable shell that will not crack,
291.25 Stats., except artank containing a flammable or cem Wick, wear soften or separate under normal service conditions.
bustiblemixture of hazardous wastes regulated under that section(g) National standadls Tanks shall be designechnstructed
andother liquids, is not exempt from this chapter andinstalled or certified by a qualified engineer in accordance
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with a standard, recognized by the department, that is developedningliquids from accumulating under the tank, or other means
by a nationally recognized association or independent tdating determinedby a qualified engineer and acceptable to the depart
oratory. ment.

Note: Examples of recognized standards include NACE RP 0178 — Fabrication i i ini
Details,Surface Finish Requirements, and Proper Design Consideratioranta T (0) Protection fomfreezing Tanks, piping, valves and other

andVessels to Be Lined for Immersion Service; UL 145teel Abovegroundahks ancillary equipment shall be protected from physical damage by
for Flammable and Combustible Liquids; APl 620 — Design and Construction Erfeezmg.

Large,Welded, Low-Pressure Storaganks; API 650 — \&lded Steel dnks for Oil . .
Storage;ULC-S601-2000— Aboveground Horizontal Shop—Fabricated Steel (4) RP_ING SYSTEMS. (a) General Equirements Piping sys
Tanks; ULC-S630-1993 — Abovegroundedical Shop—Fabricated Steadrks; temsserving hazardousubstance storage tanks shall meet all of
ASTM D 4097 — Standard Specification for Contact-Molded Glass-Fiber-Reithe following requirements;

forcedThermoset Resin Corrosion—ResistaatKs; and ASTM [3299 — Standard . . .

Specification for Filament-Véund Glass-Fiber-Reinforced Thermoset Resin 1. Piping systems shall be compatible with the substance

Corrosion-Resistarfianks. storedand be protected from failure dueibdernal and external
(h) Listing. Tanks used for undground storage shall be listedwear,vibration, shock and corrosion.
or shall be approved by the department. 2. Piping systems shall be free of leakage, structurally sound,

() Reinstallation oused tank systemd. Used tank systems properly supported under all operating conditions andple
thatdo not meet the standards for new tamkger par(g) or new tectedfrom fire, heat, vacuum and pressure that would cause the
piping under sub(4) may not be reinstalled for hazardous-sulsystemto fail.
stancestorage. 3. Piping systems shall be designed, installed and maintained

2. If a used tank meets the standards for new tanks under gaprevent damagieom expansion, jarring, vibration, contraction
(9), it may be reinstalled provided it is certified &yjualified engi andfrost.
neerfor use. 4. Piping systems shall be protected from collision damage

() Compliance schedules faxisting tanks 1. All tanks or crushing loads by vehicles and equipment.
within the scope of this section that were in existence or under 5. Joint compoundand gaskets shall be compatible with the
constructionbefore Februard, 2009, shall comply with the reg substancetored.

Istration requn’ementS in SATCP 93.140within 6 months after 6. P|p|ng with pump or compressor connections shall be pro

thatdate. videdwith shut—of valves located adjacent to the connections.
2. All tank Systems within the scope of this section that were 7. Flexible connectors, e|bows’ |00pgpansion chambers or

in existence or under construction before February 1, 2009, skgdilar measures shall be installed to allow for movement ard pre

comply with the secondary containmeatuirementsn sub.(5)  ventdamage from water hammer

(a) by December 31 of the fifth year after that date. 8. Piping systems that cariguids which expand upon freez

(k) Spill preventionat pumps and valvesThe owner or opefa jng shall be protected from freezing or shall have provistons
tor shall prevent spills and leaks at all pumps and valvesdiat preventrupture due to freezing.
ltrol a I|qU|cihha:jz§rdous substance,usjng one or more of the fol * g ' Refrigerated piping systems shalldemstructed of materi
owing methoads. alssuitable for extreme temperatures and pressuitig storage

1. Installation of seal-less pumpsd valves, double-seal system.
pumpsand valves or equivalent technology o (b) National standals Hazardous substance piping systems
2. a. Implementation of a pump and valve inspectitainte  servingstorage tanks shall be designeohstructed and installed
nanceand repair program that complies with subdb. or certified by a qualified engineér accordance with a standard,
b. The frequency of inspection and scope of maintenance aatecognized by the department, that is developedratianally
repairshall be basedn a minimum of 5 years of actual operatingecognizedassociation or independent testing laboratory

andservice records, manufactuierecommendation or records Note: Examples of recognized standards include ORD-C107.7 — Glass—-Fibre
imi i ReinforcedPlastic Pipe and Fittings; and ASTM D 2996 — Standard Specification
for similar operano_ns. L for Filament-Wund “Fibeglass” (Glass—Fiber-Reinforced Thermosettitesin)
3. a. Installation of pumps and valves within a catchmentpe.

basin,such as a drip pan, pad or secondary containment system(5) SECONDARY CONTAINMENT. (a) General 1. Tanksystems
thatcomplies with subd3. b.andc. usedto store hazardous liquids shall be provided with secondary
b. The catchment basin shall be compatilith the sub containment.
stancestored for a period of time that will allow for cleanup under 2. Secondary containment systems shall be designed, con
all operating conditions. structedand installed to prevent the release of regulated sub
c. The catchment basin shall inspected each day of opera Stancedo the environment at any time during the operatibfeal
tion for accumulation of liquid and shall have the capacigoie  Of a tank system by containing a leak or spill from the system until
tain all spills likely to accumulate in the basin. theleak or spill is detected and removed.
(L) Tanks subject to meltingAboveground storage tanks eon 3. A building may serve as secondary containment if at least
structedof a material subject to melting when exposed to fire sh@ineof the following requirements is met:
belocated so that any spill or leak resulting from the failure of the a. The building isan enclosed structure resting on or above
materialcould not unduly expose persons, structures or the enivipermeablesurfaces, from which a disclgar of the entire con
ronment. tentsof the lagest tank would not escape through any dooyway
(m) Tanks subject to scouringl. Storage tanks subject tofloor drain or other means.
scouring by the inflow of materials, or subject to wear from b. The building drains and spillways are connected to an
manualgauging shall be equipped with wear platesuddrs or onsitewastewater treatment facilignd are designed and main
othermeans to prevent localized wear or corrosion. tainedsuch that any leak or spill cannot drain elsewhere.
2. If wear plates are used, they shall cover an area of at leastc. The building drains and spillways are connected to a
1 square foot and be installed in a manner that prevents creviwenicipal wastewater treatment facility with agreement of the
corrosionof the tank. municipality on the specific materials stored, and drains and spill
(n) Explosion potection Tanks shall be protected fromplo ~ waysare designed and maintained such that any leak or spill can
sionin accordance with generally accepted engineering practic@gt drain elsewhere.
Protectionshall be provided by cooling systems, fire-resistance 4. Secondary containment systems shall be checked for evi
measuresdepressurizing valves, foundation sloping to prevedenceof a leak or spill at least every 30 days.
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ATCP 93.350 WISCONSINADMINISTRATIVE CODE 686-28

5. Double-walled tanks shall be designed, constructed, and 5. a. Permanent containment structures shall hafieisot
installedto contain a leak from any portion of the inner tank, amstrengthand thickness to withstand wehydrostatic forcedrost
to detect a failure of the inner or outer wall. heavingand weathering.
6. Capacity requirements for secondary containment-struc b. The structure shall support any vehicle brought into the
turesmay be reduced by the amount of available treatment plarsinsferarea.
capacity that is directly accessible to the tank. 6. Permanent containment structures shall have a foundation
7. Secondary containment, including linargl vaults, shall thatprevents failure due to settlement, compression, or uplift.
be designed, constructed, aimstalled to do all of the following: 7. a. Permanentontainment structures shall be designed
a. Contain 100 percent of the capacity of theyéat tank with a manually controlled drainage system to permititaenage
within the containment area, except as provided in sibd. of liquids resulting from leaks, spills and precipitation, such as a
b. Prevent precipitation or groundwater intrusion from intefanuallycontrolled pump or siphoor a manually controlled dike
fering with the ability to contain or detect a leak or spill of a regl)/alve-
lated substance. b. Pump, siphon and valve controls shall be located outside

c. Surround the tank completely and be capable of preventigthe diked area. _ -
migrationof a regulated substance. c. All drainage systems shall be locked in a closed position

d. Use materials that are compatible with the substancigena transfer of a hazardous substance is in progress.
storedand the environment. d._ Spilled or leaked substances shall be removed from the

e. Isolateincompatible liquids and tank materials from eacfOntainmensystem to prevent a release to the waters of the state.
otherand from the environment. (6) PRESSURERELIEFAND VENTING. (@) General pessue relief

8. a. Permanent containment structures that arprotetcted  aNd venting equirements 1. a. ‘&nks shall be protectétom

from the weather shall be designed and maintained to allow for f)"—Pressurizatioand excessive vacuutiat may be caused by
containmentof 125 percent of the volume of thedast tank OP€rator error filling, emptying, atmospheric temperature
within the containment area. changespumping, refrigeration, heating and fire exposure.
b. Precipitation and debris shall be removed fronctreain b. Tanks subject to failure due to pressure or vacuum shall be
mentstructure on a regular basis providedwith pressure control devices as determingthe quali
c. No precipitation, ice or deBris that is noticeabl contamfiieOI engineer
; precib 4 y c. Protection shall be provided by vents, rupture discs; pres

nated may be dischgad to the environment. > X . !
. . ) sureor vacuum relieflevices, controllers, fail-safe vessel designs
9. Undeground piping shabe provided with secondary ¢on o other means determined by a qualified engineer

talnmoentang leak dgtectlon |nkacchor|c|izncle Wlthds{e.blr"j . 2. If a pilot-operated relief valve is used, it shalldesigned
10. a. Connections to tanks shall be located wittiordain g5 the main valve will open automatically and will protect the tank
mentstructureconstructed of compatible material and capable mothe event of failure of the pilot valve or other device.
containingleaks frpm the connections. 3. Venting used on a tank containing a flammableoonbus

b. The containment structure for ungeund tanks shall yip|a hazardousubstance shall follow the requirements of NFP
haveanaccess way so connections can be inspected and repaitgQiactions 21.4.3 and 22.7.

(b) Secondary containment systems foodurct transfers 4. Vent dischage openingshall be designed and constructed
Transferof hazardous substances shall take place within a-secfiprevent interference of operation due to precipitation.

dary containment system that meets altteé following require 5. Vents shall have provisions for draining any condensate

ments: . . thatmay accumulate.
1. a. For facilities that are designed on or after February 1, 6. \knts shall be protected from tampering.

2009, the system shall be capalifcontaining leaks and spills .
from the lagest compartment of the vehicle being loaded gr k7 Vents shall have direct contact witfe vapor space of the
unloaded,ncluding leaks or spills from connections, coupling ank.

vents,pumps and valves, hose failure or overturning of a con 8. Venting shall be sized to limit the back pressure to less than
tainer. the maximum pressure allowed by the design of the system.

b. For facilities designed or installed before Februag00g, 9. Tanks fitted with relief valves may nbe equipped with
the system shall be capable of containing the volume of any le@kisolation valve below the relief valve unless 2 or more relief
or spill deemed likely to occpin the professional judgment of avalvesare provided, anq isolation valves are mterlockec_:l.
qualified engineer Facility modifications to meet this require ~ 10. Cooled tanks with sealed double-wall construction shall
mentshall be completed no later thBxecember 31 of the fifth havea pressure relief valve on the outer wall in addition to & pres

yearfollowing February 1, 2009. surerelief valve or safety disk on the inner tank.
c. Open-ended fill lines shall be located within the secondary (b) Normal venting Closed-roof atmospheric tanks and low-
containmensystem. pressuretanks shall be equipped with normal vents designed to

2. a. The system shall be designed, installed, and operate@36°mmodatel of the following conditions: o
preventany migration of hazardous substances into the soil or the 1. Inbreathing resulting from maximum outflow bduid
watersof the state, before cleanup occurs, except as allowedi@m the tank.

subd.2. b. 2. Inbreathing resulting from contraction of vapors caused by
b. The system may allow migration of the gasemmponent adecrease in atm(_)spherlc temperature. ) o
of a spill. 3. Out-breathing resultinffom maximum inflow of liquid

3. The system shall be constructed, coated, or lined wifio the tank and maximum evaporation caused by the inflow
materialsthat are compatible with the substances to be transferred 4. Out—breathing resulting from expansion @waporation
andthe environment. thatresult from maximum increase in atmospheric temperature.

; ; N Note: Examples of normal venting include pilot-operated relief valves, pressure
4. a. Product transfers using temporary containrsgnot relief valves, pressure-vacuum valvesnservation vents, open vents or a combina
turesshall be constantly attended. tion of devices.
b. The attendant shall be familiar with egemncy procedures  (c) Emegency venting 1. Atmospheric, low—pressure and
such that the secondary containment capacity will @& high—pressur@abovegroundanks shall have enggncy venting

exceededn the event of a leak or spill. to insure thathe maximum pressure for the tank is not exceeded.
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2. Emegency venting shall be designed by a qualified-engi (b) Undergiound storage tanksUndeground storagéanks
neerin accordance with good engineering practices. shallcomply with ssATCP 93.5450 93.585
Note: Examples of emgency venting include lger or additional open vents,  Note: SectionsATCP 93.54%0 93.585address seldom—-used and temporarily—
pressure-vacuuwelves, pressure relief valves, a gauge hatch that permits the covat—of-serviceéanks; change in service to store a non-regulated substance; tank sys
to lift under abnormal interngdressure or a manhole cover that lifts when exposeigm closures; conditions indicating releases; tank-system integrity assessments;

to abnormal internal pressure. tank—systensite assessments; and responding to leaks, spills, overfills and releases.
(d) Labeling of pessue relief valves 1. Where safetyres (12) QUALIFICATIONS OF TANK INSTALLERS. The installation of

surerelief or vacuum relief valves are used, ewalve shall be a storage tank under this section shallgegformed under the

permanentlyjabeled with all of the following information: directsupervision of a qualified engineer who is competent in the

a. The name or identifying trademark of the manufacturel€ngineering methods for installing hazardous substance tank sys
b. The manufactur&s design or type number tems.
The pibe size of the inlet (13) SECURITY AT CHEMICAL STORAGEFACILITIES. Owners and
c. PIp ' ) _operatorsshall be aware of regulations, standards @petating
d. The set pressure or vacuum, in pounds per square ifficticesthat relate to facility security
gauge. Note: Information on how to develop a comprehensive site security program is

i ilablein the APl documerfsecurityGuideline for the Petdeum Industryor the
e. Thefull Open pressure or vacuum, in pounds per Squai?ericanchemistry Council documeSite Security Guidelines for the U.S. Chemi

inch gauge. cal Industry
f. The capacity at the indicated pressure or full open vacuuntistory: CR 07-029cr. Register November 2008 No. 638. 2-1-09; correc

: ; : . - o in (3) (k) 3. a. made underk3.92 (4) (b) 7.Stats.Register November 2008 No.
in either cubideetof gas per minute or cubic feet of gas per hoUi35 LR 062017 am. (2 (a) o (dRegisier July 2008 No el 8-1-00: correction

i i i i i1 (2) (b), (3) () 1., (8) (b), (9), (10) (b), 1., (b) made under¥3.92 (4) (b
2. The labeling shall be provided either on the valve itself ‘?T(s%a‘ts?R(eg)é't)er Dgge(m{)ér %m(m). g%zﬁ%)f?écﬂo,ﬁs)i? (az)?bl;,n (3%)’ (8) ((b)), §9§,

ona plate securely fastened to the valve. (10) (b), (1) (a) 1., (b) made under s13.92 (4) (b) 7. Stats.,Register October
(7) TEMPERATURE MONITORING. (@) Temperatureindicators 2013No.694
and corresponding alarms shall be provided for storage tanks

whereheat from a reaction could cause damage to the system o\l CP 93.360 Storage of Class IA flammable liquids.
a release to the environment. (1(3 All storage, whether new or existing, of Class IA flammable

. . -liguids with a Reid vapor pressure not exceeding 25.3 psig (40
(b) Heated or cooled tanks shall be equipped with appmp”%%a)and a boiling poir?t ofFI)ess than P80shall com%ly withpthg (

thermalcontrqls and gaUQeS' . . applicablerequirements of N30 and this chapteexcept as
(c) Protection against overheating or overcooling shall be prgrovidedin sub.(2).

vided for heated or cooled tanks in accordance with generally (2) Designstandards for new tank systems miat apply to

acceptecengineering practices. existingtank systems unless specified otherwise.

Note: Means of protection may include temperature controllers, insulation, . b X
alarms cooling systems and special material selection. Note: See chapter SPS 341 for additional requirements that may apply to flam
mableliquid storage in pressure vessels at pressures greater than 15 psig.
(8) LEAK DETECTION FOR UNDERGROUND TANK SYSTEMS. (@) History: CR 07-029cr. Register November 2008 No. 6§38 2-1-09.

Undergroundstorage tank systems that contain federally tegu

latedhazardous substances shalebeipped with a leak detection ATCP 93.370 Emergency shut—off for transfers. An

systemwhich will detect a leak in the primary containment of themergencyelectrical shut-dfshall be installed in accordance

tankand piping. with NFPA 30A section 6.7 on any new or existing system that
(b) The leak detection method shiadl capable of meeting the providesfor the transfer of product from a fixed storage tank sys

requirementsn s.ATCP 93.510except as provided in pgc).  temto a tank vehicle, rail tank car eehicle fuel tank. Existing

(c) Other methods of leak detection may be used if apprc)\ystemsshall comply with this section within 2 years after

; . : ; ecembei31, 2009.
from the department is obtained before itisallation and opera History: CR 07-029 cr. Register November 20080. 635 ef. 2-1-09:CR

tion of the new UST system. 09-017 am.Register July 2009 No. 64&f. 8-1-00.
(9) CorrosION PROTECTION. Corrosion protection shall be
providedin accordance with SATCP 93.520for undeground Subchapter|V — General AST Storage
storagetank systemsr s.ATCP 93.400for aboveground storage
tank systems. ATCP 93.400 General requirements. (1) ABOVE-
(10) IDENTIFICATION AND LABELING. (@) Transfer points shall GROUNDTANK DESIGN. (a) General. Tanks designed and built for
be labeled with the name of the substance transferred. undergroundise may not be used aboveground.

(b) Aboveground tanks storing hazardous substances within(b) Tanks for Class I, Il or llIA liquids Tanks used for above
the scope of this section shall be identified and labeled in accogtoundstorage of Class I, Il or llIA liquids shall comply wifre
ancewith s.ATCP 93.400 (7) tank construction and marking requirements iAECP 93.250

Note: SectionATCP 93.400 (7yequires conformance with NRF04. (c) Tanks for Class IlIB liquids Tanks which have eapacity

(c) All tanks on a property shall have a unique tank identificaf 1,100 gallons or morand which are used for aboveground-stor
tion number that is readily visible to emgency response person ageof Class IlIB liquids shall be listed or shall be acceptable to
nel. the department.

(11) INSPECTIONS. CHANGES IN SERVICE. TANK CLOSURE AND Note: See sectioATCP 93.130 (5¥or listing and labeling requirementsr
' ! abovegroundanks.
RELEASESFROM A TANK. (@) Abovegound storage tanks 1.

Abovegroundstorage tanks shall comply with A5.CP 93.44@0 (d) Tank foundations.Tank foundations shall be designed to
93.47Q except as provided in sub2l. preventuneven settling of the tankafik supportshall be placed

SR . on a prepared, flat, smooth, solid surface.
2. Periodic inspections of aboveground tanks may be con 5" copposionproTECTION. () General Abovegroundstor
ductedin accordance with any nationally recognized standard tré@etank systems shall be protected frercessive external corro

is more applicable to hazardous tanks than STI SP001. ; : : ! :
Note: Aboveground storage tanks which store hazardous substancehiahd sion through the use of paint, protective coatings, or corrosion

havea capacity of less than 5,000 gallons are exempt from this chapter unless the Igsistanimaterials that are applied after the surfaas been pre
stanceis also flammable or combustible. paredin accordance with the manufactuserecommendations.

Note: SectionsATCP 93.440t0 93.470address inspections; seldom-used and (b) Tank SystemsAny portionof an aboveground tank System
temporarily—out-of-servicenks; change service to store a non-regulated-sub S - .
stancetank closures; tank—system site assessment; and confirming and respongi’@tIS In contact Wlth the ground shall be protected from corrosion
to leaks, spills, overfills and releases. by one of the following methods:
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1. The tank system is constructed of an inherently corrosion—(f) All pipe connections at a transition between aboveground

resistanimaterial. andundeground piping that are installed or replaced on or after
2. The tank system is isolated from the ground by a methbebruaryl, 2009shall be placed within a secondary containment
acceptable to the department. sumpat the time of installation or replacement.

Note: Methods of isolation acceptable to the Department include dielectric coat (g) Secondary containment is not required dadeground
ing, placement on clean concrete, placement on an elevated ring wall or mountingb?ﬁing that isevaluated and maintained in accordance with API
listedsaddles. P : . .
: . andard70, by oganizations that maintain or use an authorized
3. The tank system is protected by a sacrificial anode Bf . ’ : Lo > by
Y P y INspectionagencya repair ayanization, and technically qualified

impressedcurrent system. St ; ; X X h
4. a. Single- or double-wall tanks which are constructed g%ng engineers, inspectors and examinalias defined in API

materialsubject tacorrosion and which are supported on runners h 1 d . ided under thi b
or tank supports shall be constructed such that the bottom of thdh) 1. Secondary containment sumps provided under this su

tank shell is at least 3 inches but no more than 12 inches abé9§“0“_5hf%” have non-discriminating electronic sensorsifiat
grade,as measureffom the lowest point of the tank shell, excepge ectliquids in the sump, unless approved otherwise by the
the 12-inch maximum does not apply where subd.is met. ~ department. o

b. The 12-inch maximum in subd. a.may be exceeded 2. Piping that is installed or replaced on or after August 1,

where structural fire resistance is provided that complies witR009,atsecondary containment sumps provided under this sub
NFPA 30 section 22.5.2.4. sectionmay not pass through the bottom of the sump.

(c) Undergiound piping All new and existingindeground 3. All electrical conduit and wiring that isstalled or replaced
piping connected to an aboveground tank shall be protected fr@mor after August 1, 2009, at secondary containment sumps pro
corrosionusing one of the methods in&ICP 93.520 (1) Exist  videdunder this subsection for dispensers shall pass over the top
ing piping shall comply withthis paragraph and péd) within 2 of the sump wall rather than through the wall or bottonthef
yearsafter February 1, 2009. sump.

(d) Designed comsion potection systemsl. Aboveground Note: This subsection recognizes dispenser pans, spray—on liners, bruskmed—on

. : e . ,formed-in—place containment products, and oéffective secondary contain
tank systems equipped witmaw sacrificial anode or impressedont practices that are currently in use.
currentcorrosion protection system shédllow the installation, (4) LEAK DETECTION FOR PIPING. (a) All new and existing

operation, maintenance and testing requiremeintss. ATCP ,,qergrouncpiping connected to an abovegrouadk shall be
93.520 o o . _provided with approved leak detection in accordance with s.
2. Existing sacrificial anode or impressed current corrosigrcp 93.510 (4) except as specified in péc). Existing piping

protectionsystems shall follow the operation, maintenance argall comply with this paragraph within 2 years after February 1,
testingrequirements in ATCP 93.520 2009.

(3) SECONDARY CONTAINMENT FOR PIPING. (@) When any by | eak detection in accordance with.gga) shall be installed

undergroundpiping is installed as part of a new tank sys®m ;\mediatelyat the time of new installation or replacemenip.
when50 percenbr more of a run is replaced, the piping shall be 1 Pipi 4 inches in di ter shall follow the ol
provided with approved secondary containment with approved (9 1. "BC8 ST TES B AT S0 (8O0 E e
non-discriminatingnterstitial monitoring, except as specified 'nasspecified in'subc2. Leak detection for piping of 4 inches in

par.(g). djameteror less may be provided as specified in s@odnly if
(b) 1. The material used for fabricating both the primary a provedn writing gy thepdepartment.p y

secondarycontainment shalbe listed in accordance with a stan . L . .
dard that assures liquid— and vapor-tightness. 2. Leak detection for piping may consist of evaluations that
2. a. Secondary containment sumps shall be fabricated periormed in accordance with APl 570, bganizations that
installedin a manner that prevents release of liquids. These su ;r:itg:]n g:] é‘ig C?]r;]iigltponﬁgﬁﬁg‘g pceic?non :r?eiﬁmeﬁgalirnggg;:tors
shallbe tested for leaks hydrostaticadtlyinstallation, to the levels andexar'niners all as dgfi?led in AFE)I %78 9 » INsp
specifiedin subd.2. b.tod., in accordance with the manufactur ’ . o .
er'sinstructions and theequirements of this chaptéor a period ~ (5) INSTALLATION. (&) 1. The installation of shop—built tanks
of not less than 60 minutes. andassociated piping shall be performed or supervised by a certi

b. To no less than 1 inch over the top of the highest penetfigd installer _ _ _
tion. 2. A certified installer shall verify that the installation of the

c. To no lesghan1 inch over the top of any horizontal joimelectricalcomponents for a tank system does not conflict thith
between wall sections. chapter,except this verification is not required for thkectrical

d. To no lower than the top of any vertical joint. criteriain <.:h.SPS.316 ) )

(c) All pipe connectionst a dispenser for motor vehicle fuel _(P) All installationshall be in accordance with the manufactur
ing that are installed or replaced on or after February 1, 2009, sR&fp Instructions, the applicable national standards adopted in s.
be placed within a secondary containment sump at the time/ofct 93.200 plans and specifications approved und&T<P
installationor replacement, except as exempted in(gar 95.100and this chapter o

(d) All pipe connections at a dispenser iootor vehicle fuel ~ (€) Single wall horizontal—cylindrical and rectangular above
ing that werein existence or under construction before Februagfoundstorage tanks shall be installed to allow full visual inspec
1, 2009, shall be placed withasecondary containment sump byion of the outer tank shell, except for any portion of the shell that
DecembeR1 of the fifth year following February 1, 2009, excep! in contact with a support for it.
asexempted in pafe). (d) The foundations for all types of tanks shall be designed to

(e) A secondary containment sump is not required under thignimize the possibility of uneven settling, and to minimize cor
pipe connections at a dispensethié storage tank system meetgosionin any part of the tank resting on the foundation.

all of the following conditions: (e) Tank supports shall be placed ompr@pared, flat, com
L .AII piping is aboveground anceadily accessible for pactedsurface.
Inspection. (f) Upon completion of any installation of new or replacement

2. The dspenseand dl the ppe mnnectios & the dspenser shop-builttanks or piping, or any modification or upgrade thereto
areon o éowve a sirface ha is d leas asimpermeatd & oncrete. thatrequiresplan approval or registration, the certified installer
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shall providethe authorized agent or the department with a=com c¢. A copy of the completeHRS-10873 form shall be pro
pletedtank installation checklist, form ERS-9658. vided to the tank owner or operator

Note: Form ERS-9658 - Checklist for Abovegrourahk Installation is available d. The tank owner or operator shall have the completed
from the Bureau o¥\eights and Measures, PO Box 89adison, WI 53708-891 ERS-10873orm onsite and available for inspection within 30

or attelephone (608) 224-4942, or from the Bure®\Eb site ahttp://datcp.wi.gov/ . . .
Consumer/Weights_and_Measures/index.aspx daysafter receiving it from the party that performed the repair

(6) MovING sHOP-BUILT TANKS.  Abovegroundshop-built _ 2. Field-erected aboveground storage tastiall be main
tanksthat are moved from one location to another shall meet §jnedand repaired in accordance with API 653.
of the following requirements, except for tanks covered in s. (b) Property Tank yards and diked areas shall be kept free

ATCP 93.610 from weeds, high grass, rubbish, and combustible matehiats
(a) The tank shall meet all the plan revjémstallation and reg arg n(l)t essential to the operation, and shall be kept clean and
orderly.

istrationrequirements in this chapter for the new location.
(b) If the tank contained Class I liquids, it shall be rendered frgs;
of flammable vapors before the move and maintained vapor—free(lo) SvsTEm AccEss. (a) All new aboveground storage tank

until placed into service at the new location. ;
] . . systemsshall be designednd constructed to allow access to all
(c) If the tank is relocated to a property with detiént street connectionsbetween the tank and piping, venting, and appurte
ERS-10861E, and part A of a tank—system service afwbure ) Themeans of access shall befiignt in size to allow for
assessmeneport, formERS-8951shall becompleted and seb jsialation, maintenance and inspection aif connections and
mitted to the department for the former location. appurtenances.

Note: Form ERS-8731 — Abovegrourflammable/Combustible/Hazardous
Liquid Storage @&nk Registration; form ERS-10861 E — Change of Ownership (11) RECORD KEEPING. (a) General. Operators of new and

Flammable/Combustible/Hazardouimuid Storage @nk Registration; and form €Xisting a_boveground storage tasstems shall maintain all of
ERS-8951— Tank System Service and Closure Assessment Report are availatiie following records:

from the Bureau of\eights and Measures, PO Box 89Wadison, WI 53708-841 : . :

or at telephone (608) 224-4942. Forms ERS-8731 and 8951 are also available from 1. Documentation of any system repairs, alterations or upgra

the Bureaus Web site athttp:/datcp.wi.gov/Consumer/Weights_and_Measuresfles — including software and hardware upgrades — and any
index.aspx inspectiongequired under this chapter

(d) The tank shall undgo pre—operational testing and inspec 2. Testing results obtained from any leak detection equip
tion in accordance with PEI RP200 chapter 14. ment,as retained from the equipmengrinter or a hand-written

(e) The tank shall have an inspection performed by an certifitsiy kept on site.
tank system inspector before being placed into operation. 3. Documentation maintained for all calibration, inspection,

(f) The tank shall continue to follow the inspection schedufgonitoring, testing, repajrand annual performance verification
in STI SPOO1 that was established at the former location. ~ of any leak detection equipment, if so equipped.

(7) ABOVEGROUNDTANK MARKING. (a) 1. All aboveground 4. Response to and investigation of any leak detection alarms.
tanks,whether new or existing, that store Class | liquids, other 5. Documentation maintained for all calibration, inspection,
thanat refineries oat marine, pipeline or transport terminals shathonitoring,testing, repajrand periodic performance verification
have attached, thewording “FLAMMABLE—KEEP FIRE of any corrosion protection equipment permanently located on—
AWAY.” site.

2. The wording shall be clearlyisible and written in letters 6. Recordof any environmental information that has accrued
of a contrasting color at least 5 inches high with a minimum strof@ a site, suctas from site investigations, phase | or Il environ

(9) FaciLITY LIGHTING. Adequate lightingshall be provided
loading, unloading and dispensing operations.

width of 1 inch. mental site assessments, repairs and tank—-system site -assess
(b) 1. All aboveground tanks, whether new or existing, th&tents. _ _ _
storeflammable or combustible liquids shall be labeleddnord 7. Results of functional testing of impact and egeecy
ancewith NFPA 704. shut-offvalves.
2. Thevisibility and size of the label shall be in accordance 8. Electrical continuity testing for dispensers of motor fuels
with Table 93.400. that are Class | liquids.
Table 93.400 9. One set of stamped, approved plans and specifications and
Tank Labels acopy of the approval letter
. Distance From . . (b) Availability of records. 1. Operators shall maintain the
Tank l(ISapaCIIy Which the Label M'”"f“tmt‘) SI'ZG requiredrecords at theite, except as provided in sub@sand3.,
n oelore Shall Be Visible i andzparO(C) " d t f ttended sites shall make th
m ” . Owners and operators of unattended sites shall make the
Up to 5,000 75 feet " x5 recordsavailable for inspection at the site when given 72 holrs
5,001 to 50,000 100 feet 10" x 10’ prior notice.
50,001 to 200 feet 12" x 12 3. The approved plans and specifications and approval letter
250.000 shallbe kept on site and available to the authorized agehtor
' . N departmenturing all phases of installation. After installation is
Greater than 300 feet 15" x 18 completedthe approved plans and specifications and approval
250,000 lettershall be made available to the authorized agent or the depart

(8) MAINTENANCE. (@) Tanks 1. a. All shop—built above mentupon request.
groundsteel storage tanks, whether new or existing, shall be main 4. Records may be kept electronicalpyovided they aren

tainedand repaired in accordance with STI SP031. aformat acceptable to the department.
b. All repairs or modifications under STI SP031 shall be (c) Maintenance ofecords Records shall be maintained for
recordedon the departmestERS-10873 form. the following periods from the date of the most recent test, inspec

Note: Form ERS-10873-STBP031 #&ink Repair/Modification Summarys  tion or upgrade:

availablefrom the Bureau of \ights and Measures, PO Box &9Madison, WI . P e
53708-89110r at telephone (608) 224-4942, or from the Buedb site at 1. Monthly leak detection monitorirfgr undeground piping

http://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx —1 year
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2. Annual precision tightness testing for urgteund piping (4) Spill and overflow prevention equipment shall be main

— 1 year tainedto work as originally designed and installed.

3. Impressed current corrosigmotection system, 60—-day (5) The fill opening shall be separate from the vent opening.
inspection— the previous 3 inspections. (6) (a) All aboveground storaganks, whether new or exist

4. Corrosion protection system, annual test — the previousr®), with the fill point not located within a diked area shall be pro
tests. vided with a catch basin or similar containment, except for tanks

5. Annual performance verification of leak detectexuip exemptedy par(d) and tanks that are exempted from secondary
ment and flow restrictofor undeground piping — 2 years. containmenby s. ATCP 93.420 (1) (ap(c). Existing tanks shall

6. Results of functional testing of impact and cy comply with this paragraphvithin 1 year after February 1, 2009.
shut-offvalves and electrical continuity testing for dispensers _ (0) The catch basin or similar containment to contain spillage
2 years. atthe fill point shall have a minimum liquid capacity of 5 gallons,

7. The ownels manual provided by the leak detection equipgxcept where the catch basin or similar containmeningtalled
mentmanufacturer — until the leak detectisystem is replaced eforeFebruary 1, 2009. . .
or no longer used. (c) The basin shall be equipped with a method to remove prod

uctor a drain system that directs spilled product into the tank.

8. Any tank or pipe system modification or repair — the life (d) The following tanks are exempt from this requirement:

of the system. ) )
9. Inspection records — 3 years or the interval between 1. Tanks providedwvith controls before February 1, 2009 that

requiredinspections, whichever is longer comply with ﬂ_“s sub_sectlon. )
10. Tank-system site assessments and other environmenal 2, Tanks filled with a manual-shufaiozzle without a latch~

assessmentsuch as assessments for property transactions — Rendevice.

yearsaftercompletion of any permanent closure, upgrade, repair 3- Tanks filled with a tight-connect with either a dry break
or change in service. Thegecords shall be maintained at one ofOnnectionor a manual shutbfalve on the hose-end connection.

the following locations: (7) Tanks that are _fiIIed via hand—held nozzles shall be
a. With the owner or operator who took the AST system ogPnstantlyattended during produdelivery and shall be provided
of service. with a vent whistle owith other overfill prevention equipment

which provides a visual signal at 90 percent of the tan&pacity

. - (8) Tankslocated remote from the fifloint, that are filled only
| c.d}/\/itljl_:he department if records cannot be maintained at gy, 3 manual-shutbhozzle without a latching mechanism shall
closedracility. _ _ o be provided with overfill prevention equipmewhich notifies the
11. Leak detection alarm investigation — 2 years. personfilling the tank, withboth an audible and a visual signal,
Note: All leak detectiorrecords should be retained. The documentation could By gt the liquid level haseached 90 percent of the tamkapacity

helpful to exclude the site as a possible source of contamination at a later date. (9) (a) The foIIowing new and existirtgmks that have a fill
12. Oneset of stamped, approved plans and specifications. L - X .
anda copy of the approval letter — the life of the system. ]Eomt not located within a diked area shall be provided with-over
ill prevention equipment which notifies the person filling the
(12) TANKS AT REMEDIATION SITES. (a) 1. Recovery systems iank with both an audible and a visual signal, that the liquid level
usingoil water separators or recovery systgmiping free prod  pasreached 90 percent of the takapacityand which automati
uctat the rate of 60 gallons or more per week shall comply Wigh|y shutsoff flow when the quantity of liquid in the tank reaches
this paragraph. 95 percent of the tank’capacity:
2. Recovery product piping and storage tanks shall comply 1. Tanks using tight-connect delivery

with either the plan review requirements i§CP 93.100r the ) . .
. X . . 2. Tanks located remote from the fill point, that use delivery
designand constructiomequirements in SATCP 93.350 (2for nozzleswith latch-open devices.

b. With the current operator of the AST system site.

hazardousubstances. (b) Existing tank systems shall comply with this subsection
o3 onTankS shall be registered accordance with SATCP within 2 years after August 1, 2009.

(10) (a) Operators shall utilize thgrocedures and equipment

4. Tank construction and marking shall comply with th‘?:lss ecified in PEI RP600 for preventing overfilling of new and
requirementsn ss.ATCP 93.25and93.400 (7) exis%ngshop—built abovegrour?d tanks. g g

o (b) Ta’y‘IS usehd in recovliery systems tkhart1p|l|1rtr)1p free pr@alugt ) Fuel-delivery persons shall utilize the procedures in PEI
the rate of less than 60 gallons per week shall be constructed gigoofor preventing overfilling of new and existing shop—buiilt

markedin accordance with S&TCP 93.25(and93.400 (7) abovegroundanks, and may not interfere with equipment that is
History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR

09-017 am. (2) (b) (title), (intro.) to 3., (3) (a)c), and (d), renum. (3) () to (g) to INtendedto prevent overfilling. ) ) _
be (3) (f) to (h) and am. (3) (h) 2. and 3.,(8) (e)RegisterJuly 2009 No. 643ef. Note: PEI RP600 does not mandatestallation of equipment, but instead
8-1-09;correction in (1) (b), (2) (c), (d) 1., 2., (4) (@), (c) 1., (5) (&i#,,(6) (intro.), add(essebow toeffectively use the equipment that is provided, as required by other
(7) (b) 2., (12) (@) 2., 3., 4., (b) made undex392 (4) (b) 7.Stats.Register Decem  sectionsand referenced standards in this chapter
ber2011 No. 672 corrections in (1) (b), (2) (c), (d) 1., 2., (4) (a), (c) 1., (5) (b), (6) Note: Under sectionATCP 93.47GandATCP 93.585 (2) (h)Yuel-delivery per
(intro.), (7) (b) 2., (12) (a) 2. to 4., (bpade under s13.92 (4) (b) 7.Stats.,Register ~ sonsmust immediately inform the owner or operator of any spilling or overfilling
October 2013 No. 694 which occursduring the delivery procedure and which may result in or be a release.
Requirementsor theowner or operator to report, investigate and clean up any spills
. . . . andoverfills are contained in sectioAS CP 93.57580 93.585

ATCP 93.410 Spill and overfill prevention. (l) Prior " History: CR 07-029 cr. Register November 20080. 635 ef. 2-1-09;CR

to delivery the operator of the product delivery equipment that -017 am. (6) (c) and (SRegister July 2009 No. 648f. 8-1-09;correction in (6)

i i in (a) madeunder s13.92 (4) (b) 7.Stats.Register December 20NNo. 672 correc-
tranSferr.mgthe product shall ensutkat the volume available in tion in (6) (a) made under s13.92 (4) (b) 7.Stats. Register October 2013 No. 694
thetank is greater than the volume of produdbéaransferred to

the tank. . . ATCP 93.420 Secondary containment. (1) APPLICA-
(2) The transfer operation shall be monitored constabyly 1,0y, Aboveground storage tanks using secondary containment
the operator of the delivery equipment so as to prevent overfilling a method of spill control shall comply with the secondary con

andspilling. tainmentrequirements in N30 section 221 and this section,
(3) Equipmentshall be clearly marked so visual asudible exceptthis requirement does not apply to any of the following
warningsignals are recognizable to the delivery person. tanks:
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(a) Tanks covered in s&TCP 93.610 (1jo (3) and93.630 c. All other tanks within the dike system have overfill pretec
Note: SectionsATCP 93.610 (1jo (3) and93.630cover tank wagons, movable tion as specified in N30 section 21.7.1.

tanks, tank vehicles and aboveground farm tanks. . . N
9 (g9) Installation of synthetic liners Synthetic liners shall be

(b) Tanks storing Class IlIB liquids other than used oil. j,qtallequnder the direct supervision of a qualified representative
Note: Federal regulations, such as 8yll Prevention Control and Countermea

sure requirements #0 CFR 12, may also apply to these tanks and be more restri9f the man_UfaCturer ) o .
tive, but are not enforced by the Department. (h) Testing and maintenancell new and existingynthetic

(c) Tanks storing Class IlIB liquids that are not in the sand#ers and their seams shall be tested and maintained in accord
diked area as a tank containing Class |, II, or lllA liquids. ancewith the manufacturés recommendations.

(2) DIKE SYSTEMSFORTANKS. (a) Weather exposea. Where (i) Inspectionof seamsDike systems shall be constructed and
adike system is used to provide secondary containfoeattank maintainedsuch that the liquid—tight seams can be visually
systemthat is exposed to the weathtee dike system shall be eon inspectedexcept as provided in paf§). and(k).

.StrUCtedin a.CCOrdance W|tth30 SQCtion 22]1, ACI 3502R, (_l) Seam exceptions_'rhe fo”owing dike Systems amot
if concrete is used; and this subsection. requiredto have seams that can be visually inspected:

(b) Capacity. The capacity of a dike system open to the 1 Concrete or steel systems that are coated witjuial—
weathershall be 25 percent lger than required under N&RO  proof sprayed coating.
section22.1.1.2 or 22.1.2.2.

¢) Construction. The walls and floor of the dike system shall . e . .
be (cgnstructed of earth, solid masansgeel pre—cast)(/)ncrete 3. Systemausing a synthetic liner that is covered with earthen

engineered poured concrete, or other materials approved by ferial. - . .
department. (k) Existing seams.For existing dike systems, the seams

(d) Sealing. Dike systems with the walls and floor made o1;1irectly under the tank are not required to be visiblarfepection.
steelor poured or pre—cast concrete shall have all cracks, seamél) Separation.A separation of at least 2 feet shall be provided
andjoints sealed to be liquid-tight. between any new tank and the to@uaynew or existing dike wall,
anda minimum of 3 inches shall be provided between the bottom
t?lf any new tank and the dike flo@o allow for visual inspection

2. Systems using an additional synthetic liner

(e) New earthen or masonry dikes. New dike systems that

havewalls or floor made of earth or masonry shall be lined wi f th rerior tank surf t this 3—inch ; td
a synthetic material having a permeability of no faster thaf 1" 1€ exterior tank surface — except this s=inch requirement does

; not apply to tanks that comply with p&e) 2. b.or c., or where
S%rggrilr?tseurﬁfzr.second for the substance stoedept as pro otherF\:\ﬁs):eapprove d by the dF:a)p/)artmepn%. )

2. a. Tanks included in either sub2l. b.orc. may have dike (M) Drainage. Permanent containment structures shall be
systemgdesigned by an enginesvith the wallsand floor made d€signedvith a manually controlled drainage system to petimait
of clay material having a permeability of no faster thar® gent drainageof liquids resulting from leaks, spills and precipitation,
metersper secondor the substance stored. The dike system shiichas a manually controlled pump or siphon or a manually con
be designedo maintain the permeability for a minimum of 35rolled dike valve.

years. (3) SECONDARY CONTAINMENT TANKS. (a) The department
b. Tanks that have a double bottevhich includes interstitial May accept secondary containment tanks of any size as providing
monitoring. acceptablesecondary containment, except where dike systems are

c. Single—bottom tanks that are constructed to ensure that gﬁsmflcallyrequwed by this chapter

leaksfrom the bottom will drain to a conspicuous location and be (b) Secondary containment tanks shallppevided with an

containedthere. approvedmethod of interstitial Iegk_ detection.

Note: A method to achieve compliance with subdivision 2. c. could inghate (4) PPiNG. All undeground piping connected to an abeve
ing a tank over coarse aggregate that rests on a concrete base which is configurgddeind tank shall comply with the secondary containment
providethe specified drainage and containment. requirementsn s.ATCP 93.400 (3)

Note: As applied under sectiodd CP 93.44Q2) and(3), APl 653 requires rou .
tine inspection of field-erected tanks, and STI SP001 requires periodic inspection of (5) TRANSFER OPERATIONS. In orderto prevent a spill from

shop-builttanks, for evidence of leaks. Sect®FCP 93.440 (6jequires submitting moving beyond the loading or unloadiagea, any tank which has
recordsof these inspections to the Department, for all tanks witHikeasystem that acal acityof 5.000 gallons or more and which is involved in trans
haswalls or floor made of earth or masonry p . ! 9 . R

fer operations for bulk loading and unloading of tank cars or tank

Existin rthen or masonrgikes. 1. Tanks m - X .
insgglled)\j\l/isttrllir? aer? éx?stin% d”f;s Zygleristhat h:s Viansagrt;ﬁ)o_ehlclesat facilities that refine, process, distribute or manufacture

madeof earth or masonry only if all of the following condition iquids regulated under th's. pode shall _be prowde_d wn:lata_h
aremet: mentbasin or treatment facility to contain the maximeapacity
a. The dike system complies with pé). of the lagest compgrtmemf a tank car or tank vehicle loaded or
b Th K v with > b unloadedat the facility
: e new tanks (_:Or_np Yy W'F pée) 2. b.orc. . Note: This transfer requirement does not apply to transfers of used oil or fuel oil
c. All other tanks within the dike system have overfill pretedor heating or other burning purposes.

tion as specified in NF# 30 section 21.7.1. Note: For further information on industry practices for preventingetecting
‘g . leasesvith aboveground storage systems, and for protecting groundsiatiece

2. An eX|st|ngd|ke system thfat has W‘,”l”S or ﬂOOI’ ma,de, Ofaterand soil in the event of a liquid release, A&d Publication 340 —tiquid
earthor masonry may be expahd_ﬂ’ldh materials which are simi ReleasePrevention and Detection Meassrfor Abovegiund Storage Facilities.
lar to the materials in the existing walls and flookfter that History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; corree

i i ithi i ition in (2) (L) made under §3.92 (4) (b) 7.Stats.Register November 2008 No. 635
expansionfanksmay be installed within the dike system only ”ER 09-017 am. (5)Register July 2009 No. 648f. 8-1-09; correction in (1) (a),

all of the conditions in subd. a.toc. are met. (4) made under 4.3.92 (4) (b) 7.Stats.Register December 20No. 672 correc-
3. Tanks W|th|n an ex|st|ng|ke system that has Wa"s or ﬂoortlons in (1) (a), (4) made under s13.92(4) (b) 7, Stats.,Register October 2013

made of earth ormasonry may be converted from storing an® %%

unregulatedsubstance tetoring a regulated substance only ifall  Arcp 93425 Tank lining of aboveground storage

of the foIIowu_ng conditions are.met.. tanks. (1) The installation or repawf tank linings or coatings
a. The dike system complies with ). for aboveground storage tanks shall comply with 852 and this
b. The converted tanks comply with p@) 2. b.orc. section.
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ATCP 93.425 WISCONSINADMINISTRATIVE CODE 686-34
(2) Theinteriar lining o coating of eboveground gorage anks 2. A copy of the API 653 tank inspection summary shall be
or the repar of such linings a coatings $1al be supervisel and on-  providedto the tank owner or operator along with the complete
ductedby persors & requirel by the materid manufacturer. API 653 inspection report.

(3) Any openings cut for tank lining or similar purposes shall (d) The tank owner or operator shall have the API 653 inspec
complywith API 653 for field—erected tanks and STI SP031 fajon summaryon site and available for inspection within 30 days
shop-builttanks. . afterreceiving it from the agency that performed the inspection.

History: CR 07-029cr. Register November 2008 No. §3&. 2-1-09. (e) For tanks undgr_)ing a transition from storing ar! unregu -

ATCP 93.430 Vehicle collision protection. (1) Per- latedsubstance to storing a regulated substance, any inspection in

manentvehicle collision protection shale provided for any new 12P!€93.440 that has not occurred shalpeeformed before put

or existing tank or system component that could result in a releZ9g the regulated substance into the tank. Foptiposes of this
of product when damaged, in any area where impact due to spQ ’grap_h, the service date is the date the tank was initially placed
turning, or backing of anytype of motorized or self-propelled t0 Service after construction.

vehicleis likely to occuy except for tanks covered in $5.CP Table 93.440
93.610(1) to (3) and93.630 Inspection Type and Schedule
Note: SectionsATCP 93.610 (1jo (3) and93.630cover tank wagons, movable ; F
tanks, tank vehicles and aboveground farm tanks. First Reql_‘”red .
Note: Vehicle collision protection is requirddr tanks located outside or inside API 653 Inspection Re-Inspection
a building in motorized-vehicle or self-propelled-equipmeaffic areas, where Inspection Type Erom Initial Frequency
impactresulting from vehicle speed, turning or backing is a risk fa¢tor example, .
vehiclecollision protection is required for tanks located adjacent tictaas that Service Date
accommodate public and fleet fueling, senaceldelivery vehicles, self-propelled | - 1 h M hi
constructiorand service equipment, and forklift equipment. n-Service mont onthly
Vehicle collision protection is not required for tanks adjacent to vehicle and-equip
mentservice bays where tfaf patterns and speed would not be expected to impact External > years Follow API 653

thetank system. . _ . Ultrasonic, 5 years Follow API 653
Vehicle collision protection is generally not required at a terminal where roadways

areclearly defined, access is restricted to authorized personnel, and vehicle driveRXternal
are familiar with the layout of the facilities.

(2) At least 24 inches of clearance shall be provided betwenmternal 10 years Follow API 653
avehicle impact barrier and the tank or system component to be(3) INSPECTIONOF SHOP-BUILTMETALLIC ABOVEGROUNDSTOR
protected, unless otherwise approved by the department. ~ AGETANKS. (&) 1. The owner or operator of all shop-built metallic

(3) Impact barriers shall be designed to protect the tank abovegroundixed storage tanks shall have the tanks inspected in

componenfrom impact damage by the force of theést vehicle accordancevith STI SP001, except as provided in suhd.
routinely in the trafic area traveling a6 miles per hour or atthe 2. a. An alternate inspection procedure that provides equiva
averageraveling speed, if higher than 5 miles per hencept as lent environmental and fire safety protection may be used if
providedin sub.(4). acceptedn writing by the department, or if developed by tket

(4) (a) Forimpact barriers designed primarily to protect fronfying engineer for a facility in accordance with the federal spill
the impact of automobiles, the portion determined to be wbst preventioncontrol and countermeasure regulationgdinCFR
nerableto vehicle impact shall be capable of withstandisipgle 112
impactof 12,000—Ib force appliedt 10 miles per hour or equiva b. This paragraph does reghply to tanks that have a capacity
lentimpact enagy. of less than 1,100 gallons.

(b) The impact shall be applied using a minimum 0.5-inch c¢. This paragraph does not applyheatingoil tanks or to
thick steel plate having a frontal surface area of 12 inches by thAksat farms and construction projects.
inchescentered at 18 inches above grade. Note: STI SP001 requires monthly and annual inspections, and requires maintain
Note: For many applications, the Department will accept either Dgddrdrails ~ ing records of these inspections. For almost all \@iat have a capacity of 5000

or 4-inch steel posts filled with concrete, set at least 3 feet into the ground and spg@edi@nsor less, these inspections are only required to be vigioalmost tanks that
no more than 4 feet on center havea capacity of more than 5,000 gallons, the requirements include, but are-not lim

. . . o . Kedto, having a certified inspection every 20 years, consisting of a visual exam and
(5) Vehlclelmpact barriers shall have a minimum h6|ght of 3pot,ultrasonic examination, with no requirementdorintegrity pressure test. STI

feetabove grade or as acceptabldhe authorized agent or thespoo1 includes optional checklists that may be used for the required recordkeeping.
department, 'I_'hesecheckli_sts and a compendium that contains further guidance for these_ inspec

History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; correc tionsare available from the Bureau oEWhts andVleasures, PO Box 821Madk
tion in (1) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672 ~ SON,WI 53708-891, or at telephone (608) 224-4942from the Bureas Vieb site
correction in (1) made under s13.92 (4) (b) 7. Stats.,Register October 2013 No. athttp://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx )
694, Note: Tanks that are not required by this paragraph to have periodic inspections

may otherwise be requiret have periodic inspections, by the federal Spill Preven
. . tion Control and Countermeasure regulationd0rCFR 12.

ATCP  93.440 Aboveground tank Inspection. Note: Heating oil tanks and tanks at farms and construction projects are subject
(1) DELAYED EFFECTIVE DATE FOREXISTING TANKS. The require to the requirements in NBP31 or 30A, under sectiomsTCP 93.310and93.630Q
mentsin this section shall becomefedtive for existing tanks respectively. _ ) o
within 1 year after February 1, 2009. (b) 1. The inspection schedule required in farshall be

(2) INSPECTION OF FIELD-ERECTED METALLIC ABOVEGROUND implementedas stated, for tankzut into service on or after Febru

STORAGETANKS. (a) Metallic aboveground storage tamkighin &'y 1, 2009. _ o _
the scope of API 653 shall be inspected in accordance with the 2. The inspection schedule required in garshall be imple

requirementof API 653. mentedwithin 4 years afteFebruary 1, 2009, for tanks put into
(b) Initial inspections shall be conducted as requirecaisier  Servicebefore February 1, 2009.
93.440. 3. The inspection schedule required in. fayshall be based

(c) 1. The agency conducting an API 653 inspection sh&i the tanks timg in seryice. .
reportall applicable information frorthe inspection on an API 4. Monthly inspections may be omitted for seasonal-use
653tank inspection summary form supplied by the departmenfanksduring periods when the tank does not contain a regulated

Note: Form ERS-10737-API 653k Inspection Summary is available from thesubstance.
Bureauof Weights and Measures, PO Box 89Madison, WI 53708-841 or at tele . L - .
phone(608) 224-4942, or from the Bureaw\eb site ahttp://datcp.wi.gov/Con- (c) If product is found within a tarkinterstitial space during

sumer/Weights_and_Measures/index.aspx aninspection under this subsection, delivery of product timéo
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tank shall be immediately suspended, and either of the following (2) PLACING A TANK BACK INTO SERVICE. (&) The respective

actionsshall be taken within 10 business days: API 653 or STI SP001 inspection cycle shall be current for a tank
1. A vacuum or pressure test shall be performed in accordak€soreit is placed back into service.
with the manufacturés recommendations. (b) All leak detection, overfill, vent and fire valve devices shall
2. The tank shall be closed in accordamdgth s. ATCP beverified as functional before being placed back into service.
93.460 (c) Tank systems out of servidéer more than 365 days shall
Note: See subsection (5) for further requirements for corrective action. havea pressure test of the ullage portion to assure that tank con

(4) INSPECTION OF NON-METALLIC ABOVEGROUND STORAGE Nections are tight before the tanks are placed back into service.
TANKS. (a) The owner or operator of all non-metallic above (3) Non-comPLYING Tanks. Tanks that are placed out of ser
groundstorage tanks- including concrete, tile-lined, fiber-rein vice which do not comply with this section shall be permanently
forced plastic, andhomogeneous plastic tanks — that have élosedin accordance with ATCP 93.460within 60 calendar
capacityof 1,100 gallons or more shall have the tanks inspectddys.

in accordance with all of the following: History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR
. : : , 9-017 r. and recrRegister July 2009 No. 648ff. 8-1-09; correction in (1), (3)
1. Monthly inspection.” a. At least monthly there shall b adeunder s13.92 (4) (b) 7.Stats.Register December 20INo. 672 corrections

avisual inspection of the tank exteripipe connections and sec in (1), (3) made unders.13.92 (4) (b) 7. Stats.,Register October 2013 No. 694
ondarycontainment, for signsf leakage, physical damage, and

environmentallyinduced degradation. ATCP 93.450 Change in service to store a non-reg -
b. Any productor water present in the secondary containmeHjated substance. Owners or operators of abovegrouadks
shallbe removed. shallcomply with the change—in—service requirements ATE€P

.55Q except a revised registration for aboveground tanks, form

. . 3
2. ‘Annual inspection.” a. At least annually there shall be%Q ;
. . . . : S-8731shall be completed and submitted.
visual inspection of tank supports and foundation for signs Note: Form ERS-8731 — Abovegrourflammable/Combustible/Hazardous

thSicaldamage and chemical or environmentally induced eegigquid Storage @ink Registration is available from the Division o&de and Con
dation. sumerProtection, PBox 8911, Madison WI, 53708-841 or at telephone (608)

. .224-4942 or from the Divisions Web site ahttp://datcp.wi.gov
b. At least annua”y there shall be a test of the funCtlonal'ﬁgHistory: CR 07-029cr. Register November 2008 No. §35. 2—-1-09; correc

of the tank venting system, if so equipped. tion made under 4.3.92 (4) (b) 7.Stats.Register December 20No. 672 correc-
3 ‘Qualifications for inspection ' The monthly amdnual tion made under s13.92 (4) (b) 7, Stats.,Register October 2013 No. 694

inspectionsshall be done by owners, contractors or operations

personnelwho are knowledgeable of the facility operations, th

tigg&&gﬁ;‘éﬁ'on and operatioand the characteristics of thecomplywith the closure requirements ofALCP 93.560except
P . asprovided in this section.

4. ‘Every 5 years.” At least every 5 years there shall be an o .
externaland internal examination tdnk and pipe connections forforr(ﬁ )th(e:EfiTnlgl\;m'Oglsasﬁregtmﬁgt%er::.ons are not required to-per
physicalor chemical damage or environmentally induced degra wing -
dation, conducted by personnel trained and experiericed _ (&) Cléaning and removal of heating fuel tanks, at 1- and
examiningthe specific tank construction type. 2-family dwellings, that are located aboveground or in the-base
(b) Inspection records shall be maintained at the site and avzr:{me' . )
able for review by the authorized agent or the department upon(b) Cleaning and removal of field-erected tanks.
request. (c) Cleaning and removal of tanks storing a Class lll liquid that

(5) CORRECTIVEACTION. (a) If a suspected or obvious releast$ Neither petroleum nor CERCLA-listed.
is encountered during the inspections under this secti@mka (3) MarkiNGs. (a) All aboveground tankdosed before, on

systemsite assessment shall be conducted in accordance witRr<fter February 1, 2009, and not immediately removed from the
ATCP 93.465before the tank is returned to service. site shall have the word “CLOSED” and the date of permanent

(b) All corrective actions, including repairs, that are indicateﬂosurepermanently marked on the exterior tank wall, at least 3

by the inspections under this section shaltbmpleted before the 'c€tabove grade, with lettering at least 3 inches in height.
tank system is returned to service. (b) A certified tank system inspector may perform the marking

(6) SuBMITTAL OF INSPECTION RECORDS. (a) For all tanks specifiedin par (a) . )
within a new or existing dike system that has walls or floor made (4) FOrRMs. When an aboveground tank is closed, a revised

of earth or masonngall inspections required by API 653 or STitank registration, formERS-8731, and part A of a tank-system
SP001section 1.6 shall bedocumented as required or recomserviceand closure assessment report, form ERS-8951, shall be

mendedby those standards. Each of these inspection records st@inpletedand submitted to the department within 21 business

be submitted to the department no later than 1 month after t‘FI@VN SOdeOSLE‘;eS- 6731 Ab . ble/Combustible/Hazatd

; ; Fiad i ote: Form -8731, Aboveground Flammable/Combustible/Hazatdqus

Inspection except as .Sp(.i‘CIfled In p@) . uid Storage ank Registration, and forlBBRS-8951Tank System Service and Clo
(b) For all tanks within an existing dike system that has waksreAssessment Report aaailable from the Bureau oféights and Measures, PO

or f|00r made Of earth or masomra record Of the most recentBOX 8911, Madison, WI 53708-841 or at telephone (608) 224-4942, or from the

inspection shalbe submitted to the department no later than %%ESQSpyeb site at http://datcp.wi.gov/Consumer/Weights_and_Measures/

monthsaﬂer Februayy 1, 2009, and records of subsequent inspe‘}?jistpry: CR 07-029cr. RegisteNovember 2008 No. 63&f. 2-1-09; renurn
tions shall be submitted to the department no later than 1 mofthingin (2) made under $3.92 (4) (b) 1. Stats.Register November 2008 No. 35
after each inspection correctionin (1) made under 43.92 (4) (b) 7.Stats.Register December 20No.

- p t 672 correction in (1) made under s13.92 (4) (b) 7.Stats.,Register October 2013

History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree  No. 694

tionin (2) (b),(e), (3) (c) 2., (5) (a) made under18.92 (4) (b) 7.Stats.Register
December2011 No. 672 corrections in (2) (b), (e), (3) (c) 2., (5) made under s.
13.92(4) (b) 7, Stats.,Register October 2013 No. 694

ATCP 93.460 Closure of aboveground tanks.
&) GENERAL. Owners or operators of aboveground tanks shall

ATCP  93.465 Tank-system site assessment.
(1) GeNerAL. (a) Tank-system site assessments dbove

ATCP 93.445 Seldom-used and temporarily—out- groundtanks shall comply with this section and the assessment
of-service tanks. (1) OPERATIONAL REQUIREMENTS. Owners requirementsn s.ATCP 93.580except as provided in su(@).
or operators of aboveground seldom-used and temporarily—out—(b) Tank-system site assessments for aboveground storage
of-servicetanks shall comply with the applicable requiremeiits tank systems shall include assessment of any gnolend piping,
s.ATCP 93.545 (1) the loading rack or transfer area, and the area under each tank; and
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shall be performed after notifying the authorized agent or tha to an extension of existing pipe shall have under—dispenser con
departmenbut before completing any permanent closure. tainment.

Note: For further information on sampling and reporting for these assessments, 2) FLEXIBLE CONNECTIONS. Flexible piping approved under
seethe Department’Assessment and Reporting of Suspected and Obvious Release . (1 .
From Undeground and Abovegund Storage dnk SysteméStock numbe61D) ERTCP 93.1300r listed metallic flex connectors shall be used in

whichis available from Document Sales and Distribution at 4622 Universépue,  all of the following locations:

Madison, WI 53705-2156; or at telephone (800) 362-7253; ordat-
sales@doa.state.wi;usr from the Departmerst’Web site athttp://datcp.wi.gov/ (a) Atthe top of the tank. .
Consumer/Weights_and_Measures/index.aspx (b) Between the tank and the vent pipe.

Note: The format for theeporting is available &tttp://datcp.wi.gov/Consumer/ :
Weights_and_Measures/index.aspx (C) Below the dlspenser

(2) ExcepTions. (a) Aboveground storage tanks or uader (d) In fibemlass pipe, wherthere are sections less than 4 feet
ground piping that have been placed in secondzogtainment 10ng between turns.
complyingwith s.ATCP 93.420 (2}d), (e) or (g) for their entire (3) UNDERGROUND TANK DESIGN. (a) General. Tanks
operationalife, and loading rack or transfer areas that have bedasignedandbuilt for undeground use may not be used above
placedin secondary containment complying witiA§CP 93.420 ground.

(5) for their entire operational life aexempt from tank-system () Tanks for Class |, Il, IIA or 1IB liquids Tanks used for
site assessment requirements, unléssre is a suspected orundergroundstorage of Class |, I, lllfor 1B liquids shall be
obviousrelease outside the secondary containment. listedand shall comply with the construction and markizgylire

(b) Aboveground storage tanks that have a capacity ahlass mentsin s.ATCP 93.250
5,000 gallons are exempt from tank—system sitesessment Note: See sectiorkTCP 93.130 (5¥or listing and labeling requirementsr
requirementsinless a suspected or obvious release is present‘.‘“dergm;:*a”da”ks-  tanks Tanks th di o
(c) A tank-system site assessmisntot required for closure _ (€) Reuse of tanksTanks that are moved from one under

of double-wall pipe when modification or upgrading is conductdoundlocation to another shall meet all of the following reguire

on an existing system that will remaim operation, unless a sus ments: ) . .

_ History: CR 07-029cr. Register November 2008 No. 3. 2-1-09; correc the manufactu_reror a registered prOfGSSio_nal engiﬂ]ﬁﬁting
tionin (1) (a), (2) (a) made underls.92 (4) (b) 7.Stats.Register December 201  thatthe tank still meets theonstruction requirements inATCP
No. 672 corrections in (1) (@), (2) (a) made under 83.92 (4) (b) 7.Stats.Regis- 93 250 The certification and a report of thesessment shall be
ter October 2013 No. 694 o . . . .
includedin the plan review documentation for the new installa

ATCP 93.470 Responding to a leak, spill, overfill or tion.
release. Owners or operators, contractors and fuel-delivery per 2. The integrity assessment required in sdbghall occur
sonsfor aboveground tanks shall comply with the requiremengdterthe tank has been removed.

relatingto the presence of a leak, spill, overfill or release, and the 3. The tank shall meet all the installation requirementsin
assessmentf, and response to a leak or release, iMSEP  chapter.

gzi\ic?tzpltr?szgtifri?CP 93.585releases are required to be reported to the Depal (4) SysTEm ACCESS. (a) Undeground storage tank systems
ment of Natural Resources. Failure to notify the DNR of a release may have ser%h?‘” be designed and construt_:ted to a”O.W access to all cennec
consequences- such as forfeitures under sectibBB.260f the Statutes of $10 to tions between the tank and piping, venting, and appurtenances

$5000for each violation. Each day of continued violation separate éénse, and  thatrequire maintenance, inspection or replacement.
undersectionATCP 93.180each tank that is in violation is a separafercfe. Note: Pipi | ;

: . . h . Piping elbows are an example of connections that do not need access
_ History: CR 07-029cr. Register November 2008 No. 3. 2-1-09; correc  pecausaypically they do not need maintenance or inspecticaiveg, extractor fit
tion made under 43.92 (4) (b) 7.Stats. Register December 2DNo. 672correc-  {ings, flex connectors, corrosion—protection test connections and overfill prevention
tion made under s13.924. (b) 7., Stats.Register October 2013 No. 694 devicesare examples of connections that need this access.

(b) Themeans of access shall befmignt in size to allow for
installation, maintenance and inspection of all system appurte
nances.

ATCP 93.500 General requirements. (1) SECONDARY (c) The means of access shall allowfisignt clearancdor
CONTAINMENT. (@) General. All new and replacement under properdrainage from surface water incursion.
groundstorage tanks and piping systems shall be provided with (5) SECONDARY CONTAINMENT FORPIPING. (a) 1. When any

secondarycontainment and continuous electroriitterstitial undergrouncproduct pipings installed as part of a new tank sys
monitoring, except as provided in pdb). tem or when 50 percent or moadé a run is replaced, the piping

Note: This section is coordinated with the fedealegy Policy Act of 2005, Shall be provided with approved secondary containment with

which addresses secondary containment for federally regulated tangiping non-discriminatingelectronic interstitiainonitoring, except as
installedwithin 1,000 feet of any community water system or any potable drinkirg ecifiedin subd.2
waterwell, and which requires interstitial monitoring for any associated double-wal P e

SubchapterV — General UST Storage and
Underground Piping

Note: Undeground fill piping is included in the piping that is addressed by this

tanksor piping.
. . . paragraph.
IOV\Sibn)g!Exceptlons.Thls section does not apply to any of fble 2. a. Sumps for new or replacement ugdeund fill piping

. . thatdoes not drop vertically into a tank may be monitatisdally

whi éLh rf;\nsy;acgg:crirt;?Ilgzgt{ﬁgznf%%uggI gﬁgg%g E,"\’,‘E:é Ifl{gtﬁsrg%n a monthly basis, instead of monitored with an electronic sensor
; y > b. Secondary containment is not required for ugaemdfill

for storing motor fuel for noncommercial purposes. piping that drops vertically into a tank.

2. Any undeground storage tank system which haapacity (b) The material used for fabricating both the primary and sec

of lessthan 4,000 gallons and which is used for storing heating Qi ; . : )
for consumptive use on the premises where stored. ?hu'aﬁgyscfrgfl?qrﬂﬁjn_t zggttl%gsotﬁ?ié%;%cscgdance with a standard

3. Piping of safe suction systems, tigtinstalled before ~ note: The UL 971 standard meets this requirement.

August1, 2009. _ ) ~(c) All pipe connections provided at the dispenser and at the
~ 4. A pipe manifold connecting 2 or more tanks, that ifop of the tank, that routinely contain product and are installed or
installedbefore August 1, 2009. replacedon or after February 1, 2009, shall be placed witlsieea

5. Airport fuel hydrant systems. ondarycontainment sump.

(c) Motor fuel dispenser containmenéll new motor fuel dis (d) All existing pipe connections at the top of the tank and

pensingsystems and all new dispensers added to an existing islaedeattall freestanding pumps and dispensers, that routiosly
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tain product shall be placed within secondary containment suntpe material approval issued undeAS.CP 93.130before the pip
by December 31 of the fifth year following February 1, 2009. ing is placed into service.

(e) All pipe connections at a transition between aboveground 4. Any aboveground product or vent piping that is adjacent
andundeground piping that are installed or replaced on or aftée or in the path of motorized vehicles or equipment shall have
Februaryl, 2009 shall be placed within a secondary containmenehicle collision protection meeting the performaneuire
sumpat the time of installation or replacement. mentsin s.ATCP 93.430unless approved otherwise by the autho

(f) 1. Secondary containment sumps provided undesubis fizedagent or the department. _
section shall have non-discriminating electronic sensorsvitat ~ (d) Sumps.1. Secondary containment sumps shall be-fabri

detectliquids in the sump, unless approved otherwise by trgatedandinstalled in a manner that prevents release of liquids.
department. Thesesumps shall be tested for leadkgdrostatically at instalta

ion, to the levels specified in subds.to 4., in accordance with

2. Piping that is installed or replaced on or after August ' ; . - -
2009, atsecondary containment sumps provided under this s emanufactures instructions and the requirements of this ehap
! er, for a period of not less than 60 minutes.

sectionmay not pass through the bottom of the sump. o T | han 1 inch h  the high
3. All electrical conduit and wiring that isstalled or replaced - Tono less than 1 inch over the top of the highest penetra

onor after August 1, 2009, at secondary containment sumps pP8”- ) . .
vided under this subsection for dispensers shall pass over the top3: 1 n(l)l less than 1 inch over the top of any horizontal joint
of the sump wall rather than through the wall or bottonthef Petweenwall sections. o

sump. 4. To no lower than the top of any vertical joint.

Note: This subsection recognizes dispenser pans, spray—on liners, brusted-on  (e) Installation checklist Upon completion of anipstallation
ers,formed-in—place containment products, and offective secondary contain of new or replacemersmop—built tanks or piping or any system
ment practices that are currently in use. e h ! ; .

6) | G L1 The installati f modificationor upgrade that requires plan approval or registration

é ) NSTA&LATLON' g") en_erad : & h ?I |tr)ls a aflon Od or permitting, the certified installer shall provide the authorized

undergroundanks and assoclated piping shall be performed Qpanor the department with a completiatk installation cheek
supervisedy a certified installer list. form ERS-6294 UST

b. A certified installer shall verify that the installation of the Note: Form ERS-6294 USTChecklist for Undaground TBnk Installation, is
electricalcomponents for a tank system does not conflict thith  avallablefiom the ?;Ife%ah% of %%fg)s and Measures, PO Box B9Madison, Wi
chapter_,except this verification is not reqU|red for thlectrical http://datcp.Wi.gov/Consumer/Weights_and_M’easures/index.aspx
criteriain ch.SPS 316 Note: SectionATCP 93.140 (3) (clequires the tank installation checklistie

2. All installation shall be in accordance with thenufactur submittedto the Department as part of the tank registration process.
er's instructions, the applicable national standards adopted in s(7) REPAIRS. () General Owners and operators of tank-sys

ATCP 93.200 plans and specifications approved undéTcp  temsshall ensure thaepairs will prevent releases due to struc
93.100and this chapter tural failure or corrosion as long as the tank system is used to store

gulatedsubstances.

(b) Standards Repairs to tank systems shadimade by the
manufacturer’authorized representatiee in accordance with a

. X &8beof practice developelly a nationally recognized association
vacuumtesting that shall assure that the tank, pipe arabafiee "5 ‘independent testing laboratory that is acceptable to the
tionsare tight in accordance with N&kBO section 21.5 and PEI department.

RP100sections 1 and 14before the tanks and pipe systems are (c) Pipe repair andreplacement Metal pipe and fittings that

placedinto service. h | d duct It of - ther d
Note: For further guidance, see tpeogram letter at the following &4 site: avereleased product as a resuft or corrosion or other damage

http://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx shallbe replaced. Fibglass pipe and fittings that have released

b. If a volumetric tank integrity test is used, it shall be capapf§oduct shall be replaced or repaired in accordance with the
of detecting a release of 0.1 gallon peur from any portion of Manufacturer'specifications.
thetank when the tank is at least 70 percent full of product, shall (d) Tank-system site assessmehithen repairs are made to
be approved in accordance withACP 93.130and shall be cen  piping or fittings that have released product to the environment,
ductedin accordance with the approval. In additioprecision anassessment of the piping run, to identify points of release, shall
tightnesgest shall be performed on the ullage portion of the tarfke performed in accordance with #s.CP 93.5750 93.585
~ Note: Volumetric testapproved under sectigkTCP 93.13at 90 percent capac (e) Precision tightness testindRepaired tanks and pipisall
Sﬁaarstz(;?eptable under tfgisction at 70 percent capacity in combination with thgy 5,/ precision tightness testing in accordance withABCP

9 : 93.515(4) before being placed back into service.

c. If a non-volumetric tank integrity test is used, it shall be (8) INSPECTIONAND MAINTENANCE OF USTSYSTEMS. Operators
capableof detecting a release of 0.1 gallon per hour from any Pt new and existing)ST systems shall conduct rothinF)e and-peri
tion of the tank at any product level. 4 Y P

. . odic inspection and maintenance in accordance with the applica
d. The volumetric or non—volumetric tests performed undgle sections of PEI RP90O0.

tgggsctlon shall be conducted by a certified tank sysignness (9) RECORD KEEPING. (3) General Operators of new and
: . . _existingundeground storage tank systems shall maintain all of

3. If the tank has integralecondary containment, both the prithe following records:
mary and secondary containment shall be tested in accordance; e mentation of any system repairs, alterations or pgra
with this section. _des,including software and hardware upgrades, andrspee

(c) Piping. 1. Piping shall be fshown to be leak free by testinghns required under this chapter
beforebackfilling and after backfilling. 2. Documentation demonstrating conformance vitak

2. Pressure piping, or suction piping with a check valvgetectionrequirementsand the manner in which these claims
locatedat the tankshall pass an approved precision tightness tesivebeen justified or tested by the equipment manufacturer and
beforebeing placed into service. certified installerincluding all of the following:

3. Piping that has leak detection provided by electronic line a. Information pertaining to the leak detection system, includ
leak detection shall have the leak detection system certified iag the material approval éssued under &ATCP 93.130hat was
operableby performinga functional leak test in accordance withvalid when the system was installed; operator manual; warranty;

(b) Tanks. 1. Tanks shall have an air pressure and soap 14§
performedafter unloading.

2. a. All new tanks and pipe systems shall have pressur
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and documentation verifying that the equipment has been 10. Any tank or pipesystem modification or repair — the life
installed,programmed and tested to perform as required in tho§the system.
chapter, Note: Lifetime maintenance of upgrading records is required®ZFR 281.32

b. Testing results obtained from leak detection equipment, 35

retainedfrom the equipmenrd’printeror a hand-written log kept L ] X ;
on site. requiredinspections, whichever is longer

c. Documentation maintained for all calibration, inspection 12. Tank-system site assessments and other environmental

monitoring, testing, repajrand annual performance verification"’i‘c’sessmems“ch as assessments for property transactions — 3

; . e yearsaftercompletion of any permanent closure, upgrade, repair
of leak detection eq”'pm?“t pgrma_lnently located or! site. or change in service. Thesecords shall be maintained at one of
3. Response to and investigation of leak detection alarmspe following locations:

4. Documentation maintained for all calibration, inspection, 5 \wjth the owner or operator who took the UST system out
monitoring,testing, repajrand periodic performance verificationgt service.

of any corrosion protection equipment permanently located on-
site.

5. Analysis from a corrosioexpert of site corrosion potential
if corrosion protection equipment is not used.

6. Recordof any environmental information that has accrued ) o .
for a site, such as from site inspections or investigations, phasg 14- Product inventory verification in accordance with s.
or Il environmental site assessments, or repairs, or from tarfg?[cp 93.503 inventory controlin accordance with SATCP

systemsite assessments conducigmter ssATCP 93.560to 3.515(2), or statistical inventory reconciliation in accordance
9%.585 with s.ATCP 93.515 (6}— 10 years.

7. Documentation of product inventory verification, at facili __19- Oneset of stamped, approved plans and specifications
anda copy of the approval letter — the life of the system.

tiesthat are subject to the requirements of KFCP 94 ) )
. . ) Note: All leak detection records should be retained permanenkig documenta
8. Results of functional testing of impact and eyeecy tion could be helpful to exclude the site as a possible sofim@ntamination at a later

shut-offvalves. date. ) ) ] o
Note: See NFR 30A section 6.3.9.1 for testing requirements Note: SectionATCP 93.87(has recordkeeping requirements for operator training,
’ X N ; ) for USTs that are required to have a permit to operate from the department.
9. Electrical continuity testinpr dispensers of motor fuels  History: CR 07-029 cr. Register November 20080. 635 ef. 2-1-09;CR

that are Class | liquids. 99|_02107'o Snrll (1()5 ig) f?"s 4.1, (g)9 (a) 2. a.t,' [G) _2.,(2).,((62 (b)) %'353i l%n((j ggl) (d(}é?%is)t(ir )
\p . Ju 0. eff. 8-1-09; correction in intro.), ,(©) 1., a)l. b,
10. Oneset of stamped, approved plans and spemflcatlog_,s{b) 2.b., (¢) 3., 4., (7) @), (e), (9) (@) 2. a., 6., 7., (cydade under £3.92 (4)

anda copy of the approval letter (b) Z SgatsJ;egit')st%r Eecergbe‘{ 2ﬂ)71\l%. 672 c%rrectizons iré (27) (intro-)(,j (3) (g),
(b) Availability of records 1. Operators shall maintain the(sc,)ls',’g(z)(4(1?)(1))"7(,_%ta{ts.',’R(?gis"ter"éc%o(bze'r(g)dl(3)|\(1%). oy O 1demade under

requiredrecords at thsite, except as provided in sub&sand3.,

andpar (c) 1. ATCP 93.503 Product inventory verification at retail
2. Operators of unattended sites shall make the records avaitilities. (1) This section applies to any tank systénom

able for inspection at the site when given 72 hours of prior notieehich products are éred for retail sale to the pubtitat are sub

3. The approved plans and specifications and approval let@ét to the requirements of cATCP 94 ,
shallbe kept on site and available to the authorized agaheor Note: Inventory verification can be particularlyfettive during regulatory inves
. . . . . . tigationsof consumer complaints about the quality of purchased fuels.
departmentluring all phases of mstallatlon._ Af_ter installation is Note: The inventory verification specified in this section is not required te con
completedthe approved plans and specifications and approveim to the inventory control specifications in API 1621.

letter shall be made available to the authorized agent or the depart(2) To verify andmaintain the integrity and quantity of deliv

11. Inspection records — 3 years or the interval between

b. With the current operator of the UST system site.

c. With the department if records cannot be maintained at the
closedfacility.

13. Leak detection alarm investigation — 2 years.

mentupon request. eredproducts, product inventory verification shall be conducted
4. Records may be kept electronicaltyovided they aren  monthly for the life of the tank system, and reconciled on a
aformat acceptable to the department. monthly basis, in the following manner:

(c) Maintenance ofecords Records shall be maintained for, @ Inventory volume measurements for (egula}ted substance
thefollowing periods from the date of the most recent test, inspégputs, withdrawals, and the amount still remaining in the tarek
tion or upgrade: recordedeach operating day

1. Monthly leak detection monitoring — 1 year (b) The equipment used is capable of measuring the level of
2. Annual precision tightness testing — 1 year productover the full range of the tarskheight, to the nearest one-

o . . . . .tﬂghthof an inch.
3. Periodic precision tightness testing in association wit . . . .
inventory control — until the next test is conducted (c) The regulated substance inputs are reconciled with delivery

d . . d receiptsby measuremerf the tank inventory volume before and
4. Impressed current corrosiqgmotection system, 60-day afier delivery Where tanks are interconnected by a manifold,

inspection— the previous 3 inspections. reconciliationmay address all of the interconnected tanks as a
5. Corrosion protection system, annual test — the previougjbuprather than as individual tanks.

tests. (d) Product dispensing is metered and recorded in accordance
6. Internal inspection associated with urgteund tank lin  with applicable requirements in cATCP 92for meter calibra

ing — 10 years. tion, or an accuracy of 6 cubic inches for every 5 gallons of-prod
7. Annual performance verification of leak detectmuip  uct withdrawn.

ment and flow restrictor — 2 years. (e) The measurement of any water level in the bottothef

8. Results of functional testing of impact and egeacy tank is made to the neareste—eighttof an inch at least once a
shut-offvalves and electrical continuity testing for dispensers month.
2 years. (3) The reconciliation under sul§2) shall be used to deter
9. The owners manual provided by the leak detection equiﬂ'nineWhether either of the fO”OWing are indicated:
mentmanufacturer — until the leak detectisystem is replaced  (a) A leak detection method has failed, as addressed\irCS?
or no longer used. 93.570(4).
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(b) Unauthorized product mixing has occurred, as addressed 2. Tanks storing Class IlIB liquids that are neither petroleum
in ch.ATCP 94 nor CERCLA-listed products.

Note: Where inventory control is used as the leak detection method, under section, ihi T o
ATCP 93.515 (2) the measurements and procedures followed there will stiesfy (e) Ifa t.a.nk system eXhI.blts a antlnumg p"?‘tt.em C_)f failing and
requirements for inventory verification in this section. thennot failing leak qetectlon testing, a precision tightness test

Note: Where statistical inventory reconciliation (SIR) is used as the leak detectisRall be performed within 10 business days in accordance with s.
method under sectioTCP 93.5156), the same data may be used for the SIR anATCP 93.515 (4) and if a tank system fails to pass that tibs,

theinventory verification irthis section, provided the requirements of the SIR vendaqg; i
andthis section are both met, including the monthly reconciliation in this sectior$|te shall be assessed for the presence of a release in accordance

History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree with ss.ATCP 93.5780 93.585

tionin (2) (d) made under $392 (4) (b) Z.Ste_lts.Register November 2008 No. 6§35 2) ANNUAL CALIBRATION VERIFICATION. a) The followin
CRO9 017 am. (1), (2) (inro.) and (@egister Jly 2009 No. 648f. 8-1-09; l(Ji )menshall be verifiecby a qualified er(s,czn every 12 mor?ths
correctionin (1), (3) (a), (b) made underl.92 (4) (b) 7.Stats.RegisterDecember quip yaq p y

2011No. 672 corrections in (1), (3) (a), (b) made under 43.92 (4) (b) 7.Stats., for the same degree of operability and capability as when the
Register October 2013 No. 694 equipmentwas newly installed:

. ' . 1. Equipment for measuring product levels tisatised for
ATCP 93.505 = Spill and overfill prevention. (1) GEN-  manyaltank gauging or statistical inventory reconciliation.
ERAL. (@) Prior to deliverythe operatoof the fuel delivery equip 5 Automatic tank gauding equioment used foonthl
mentthatis transferring the product shall ensure that the volume < gauging equip Y

availablein the tank is greater than the volume of product to gHonitoring, statisticalinventory reconciliation or precision tight
transferredo the tank. nesstesting.

(b) The transfer operation shall be monitored constantly by the 3. Interstitial monitoring equipmgnt. .
operator of the delivery equipment so aprevent overfilling and 4. Sensors used to detect leaks in tanks, lines or sumps.
spilling. (b) Under this subsection, a qualified person is a person certi
(2) EqQuipMeNT. Al undeground storage tank systems,fied by the equipment manufacturer as being trained in the-opera
whethernew or existingshall meet all of the following require tional characteristics of the equipment.
ments: (c) Annual monitoring equipment certification shall be made
(@) 1. A liquid—tight containment system with a minimun®n the departmers’ undeground tank system prevention and
capacityof 5 gallons shall be provided on topthé tank where detectionfunctionality verification form (ERS-10778) and shall
connectionsare made for product fill piping, except the 5-gallof® Maintained onsite in accordance vatATCP 93.500 (9) (a)

imi i i Note: Form ERS-10778, Undground Bnk System Prevention and Detection
minimum does not apply to containment ths installed before FunctionalityVerification, is available from the BureafMkights and Measures, PO

Februaryl, 2009. Box 8911, Madison, WI 53708-841 or at telephone (608) 224-4942, or from the

2. The basin shall be equipped with either a drain system tﬁ%{eau's Web site at http://datcp.wi.gov/Consumer/Weights_and_Measures/
"E) ex.aspx

directs spilled product into the tank, or a mechanism to pum (3) LEAK DETECTIONFORTANKS. (a) General 1. TBnks shall

productout of the basin. X :
' . . be monitored at least every 3fays for leaks using one of the
(b) Storage tank overfill prevention equipment shall be pronethodsisted ins. ATCP 93.515except as provided in sutl.

vided that complies with NFR 30 section 21.7.1.5 and PEI 2. Tanks that have a capacitf/1,000 gallons or less may use
RP100chapter 7. Existing tank systems shall comply will manual tank gauging conducted in accordance withASCP

paragraphwithin 2 years after February 1, 2009. ; h >
Note: NFFA 30 section 21.7.1.5 requires equipment that will (1) automaticall 3‘515(3) as thesole means of leak detection prowded itis per

shutoff the flow into a tank when the tank is no more tBarpercent full; and (2) formed weekly

alertthe transfer operator when the tank is no more than 90 percent full, by restrictinflote: Under section sectiohTCP 93.500 (1) (a)continuous electronioitersti

theflow into the tank or triggering a high—level alarm. Retrofit equipment is availabteal monitoring is generally required for all secondary containment installed on or

which complies with these requirements and which can be installed in a tank withafter February 1, 2009.

removingpavement. See PEI RP100 seciidh2 for description of how the contents i i i it ;

of the delivery hose can be drained into the tafitdr an automatic shut-fofalve (b) F.a”ed tests Ifa passmg test using monthly mo.mtormg IS

closes. not achieved for 2 consecutive months, a precision tightness test
(3) MaINTENANCE. All new and existing spill and overfill Shallbe performed within 10 business days in accordance with s.

protectionshallbe maintained to perform as originally intended™ CP 93.515 (4)and if a tank fails to pass that test, the site shall

Note: Under sectioiTCP 93.585 (2) (b)fuel-delivery persons must immedi D€ 8ssessed for the presence of a release in accordance with ss.
atelyinform the owner or operator of any spillingoverfilling which occurs during  ATCP 93.575t0 93.585

the delivery procedure and which may result in or be a release. Requirements for th . .
owneror operator to report, investigate and clean up any spills and overfills are con e(c) InconS|§tent esu",s . The. authorized agent or the depart
tainedin sectionsATCP 93.5730 93.585 mentmay require a precision tightndsst to be performed where

OgHgsltgry: 02R 07-20F§9 cr Rngi?tezrogngemtarazﬁogﬁf. (%%5 ef. 2-1-09;,CR  any of the following events occur:
— am. a, egister Ju 0. b¢ . o0—1-09. . .
() (@) 2Reg Y 1. A tank system is accumulatimgater for no apparent rea

ATCP 93.510 Leak detection requirements. (1) GEN- son. . ) . .
ERAL. (a) All new and existing undgound tank systems used to 2+ A léak detection method is providing erratic results.
storeregulated substances shall be provided witiethod of leak 3. Atank system is tested with multiple leak detection meth
detectionthat complies with this section andATCP 93.515 odsthat show dferent results.
exceptas exempted in pgd). (d) Inventory contol as leak detectionTank systems may use

(b) The method ofeak detection shall be approved in aceordnonthly inventorycontrol performed in accordance witiA§CP
ancewith s.ATCP 93.130 93.515(2) as leak detection provided all of the following condi

(c) All monitoring equipment used to satisfy the requirement©NS are met:
of this sectiorshall be installed, calibrated, operated and main 1. The tank is 10 years old or less.

tainedto perform as originally intended in accordance with the 2. The tank has precision tank tightness testing conducted in
manufacturer’snstructions and the departmenéipproval, such accordancavith s. ATCP 93.515 (4at least once every 5 years

asissued under ATCP 93.130 from the date of installation until the tank is 10 years old.
(d) Leak detection is not required for any of the following 3. The tank system has corrosion protection in accordance
tanks: with s.ATCP 93.520

1. Tanks which have a capacity of less than 1,100 gallons and(4) LEAK DETECTION FOR PIPING. (@) Pressurizedpiping
which are located on farm premises or at private residences. Undeground piping that conveysegulated substances under
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ATCP 93.510 WISCONSINADMINISTRATIVE CODE 686-40

pressureshall comply with all of the following requirementsvalue usedto declare a leak, the rate of volumetric change,

unlessall of the piping is visible: whetherthe final result was pass or fail, and the name and eerti
1. The system shall be equippeith an automatic line leak fication of the technician performing the test.

detectorin accordance with #4TCP 93.515 (8) (b) (2) INVENTORY CONTROL. (a) Generalmethodology Inven
2. Single-wall piping systemshall have at least one of thetory control that is used dbe leak detection method shall be-con

following leak detection methods: ductedin accordance with APl 1621 and with this subsection.
a. An annual precision tightness test. (b) Prescriptive equirements Product inventory control shall

b. Monthly monitoring to the 0.2 gallon per hour rate. be conducted monthly and reconciled to detect a leak rate of at

3. Double—wall piping systems shall use one of the leak detdg@St0-5 percenof throughput on a monthly basis, in the follow

tion methods in sub@., or statisticalnventory reconciliation, or '"g Mmanner. _
continuousinterstitial monitoring. Note: A leak rate of 0.5 percent is equal to 5 gallons out of every 1000 gallons of

throughput.
Note: Under section sSATCP 93.500 (1) (a)continuous electronic interstitial anp . .
monitoringis generally required for all secondary containment installed on or after 1. Inventory V_Olume measurements for inputs, withdrawals,
February 1, 2009. andthe amount still remaining in the tank shall be recorded each
4. If a passindest using monthly monitoring is not achievedperatingday

for 2 consecutive months, a precision tightness test shall be per 2. The equipment used shall be capable of measuring the level

formed within 10 business days in accordaneith s. ATCP  of product over the full range of the taskieightto the nearest
93.515(4), and if the piping fails to pass thast, the site shall be gne-eightrof an inch.

assesseftbr the presence of a release in accordance WiaT €5 3. a. The inputs shall be reconciled with delivery recdipts

93.575t0 93."585. . - . measurementf the tank inventoryolume before and after deliv
(b) Suction piping 1. Piping which conveys regulated SUbery.
stanceaunder suction and which is not entirely visible shall use

oneof the following leak detection methods, exceppassided . b. Where tanks are interconnected by a manifold, reconcilia
in subd.2.: tion may address all of the interconnectadks as a group rather

C thanas individual tanks.
a. A precision tightness test conducted at least every 3 years. .
4. Themeasuremenif any water level in the bottom of the

b. Interstitial mc_mltorlng. . . - tank shall be electronically or manually gauged to the nearest one—
2. Leak detection may be omitted for suction piping thafighthof an inch at least once a month and recorded.

meetsallhof th? following r(_equwements: | h h . (c) Product losses Tank systems that exceed tlasses
a. The below-grade piping operates at less than atmosphejiit\yed underpar (b) for 2 consecutive months shall follow the

pressure. S requirementsin ss.ATCP 93.575to 93.585for assessing and
b. The below-grade piping is sloped so that the contents@kpondingo a release.

:gtleegisp:dwill drain back into the storage tank if the suction is (d) Precisiontightness testA precision tightness test shall be
) . . o performedwithin 10 business days of notificatifom the authe
c. Only 1 check valve is included in each suction line.  yizedagent or the department for any of the following reasons:

d. The check valve is visibliocated directly below and as 1 Fajlure to provide monthlinventory control data for the
closeas practical to the suction pump. past12 months.

bt e(.j ’i‘ rr;)ethod(;._c,l prot;/ided tgat alltcr)]ws 90”‘3”?"'@“*? s%bdz. 2. Incomplete or inconsistent data entry reflected during any
-10d. 10 be readily observed or otherwise determined. 2 months of data entry out of the most recent 3 months of inven
(c) Inventory contol as leak detectionPiping connected to tory control recordkeeping.
atank using inventory control in accordance with ¢8p(d) shall (3) MANUAL TANK GAUGING. (a) Whereallowed 1. Manual

comply with one of the following: _ _tank gaugingmay be used as the sole method of leak detection for
1. Pressurized piping shall have leak detection complyifgnksthat have a capacity of 1,000 gallons or less, for the life of
with par (a). the tank.

ar %b)Suction piping shall have leak detection complying with 5 o tanks that have capacity of more than 1000 gallons,
A . to 2,000 gallonsmanual tank gauging may be used if all of the fol
History: CR 07-029 cr. Register N ber 20080. 635 ef.. 2-1-09;CR ; e X

O9—£)Slgr§m.(2) (title) andc(';:Rggilgtgrr Ju?gggc](jmelr\lo. 6,4§ﬁ. 8—51—609; correctior& in cliowmg conditions are met:

1) (a), (b), (c), (&), (2) (c), (3 1,2, (b), intro.), 2., 3., (4 1., 4. .. . .

) e R Dacambr 2bNo. ot et 1 (1) (1o . @ The tank system has a precision tightness test performed in

©. (@), @ ©) 3 @ L. 2. (b), (@) (intx), 2., 3., (4) (a) L., 4. made underE3.92 accordancavith sub.(4) at least once every 5 years.

(4) (b) 7, Stats.,Register October 2013 No. 694 b. The tank is less than 10 years old.

ATCP 93.515 Leak detection methods. (1) GENERAL. c. The piping either receives an annual precision tightness test
(a) Leak detection methods for tank systems shall meet fhenas electronic line leak detection testing, tisltightness test
requirementsf this section. or leak detection testing is performed in accordance with the capa

(b) The lealdetection test information reports submitted to thgIIItIes specmed. In SATCP 93'1_30 (3) (b)
departmentpr maintained on site asquired in SATCP 93.500 3. Tanks which have eapacity of more than 1000 gallons, to
(9), shall include at least all of the following: 2,000gallonsand which are more than 10 years old shall be pro

1. Site information including the name of the business, t é(;edwith monthly monitoring in accordance with s5), (6) or

streetaddress, and the municipality in which the site is locatea. )
2. Tank system information including the department-as 4 Tanks that have eapacity of more than 2,000 gallons may
signedtank identification numbethe site identificatiomumber NOtuse manuatank gauging as the method of required leak eletec
designatedy the owneor operatarthe tank capacityhe product tion.
in the tank, the type of pipe system, and whether there are pipgb) Manualtank gauging mcedures Manual tank gauging
manifoldsin the tank system. shallmeet all of the following requirements:
3. Test method information includirtge name of the method 1. Liquid level measurements shall be taken with a gauge
or equipment used, the material approval number as issued ursdiek that is marked to measure the liquid to the nearest one—eighth
s. ATCP 93.130the date the test waerformed, the threshold of an inch over the full range of the tasikieight.
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2. Tank liquid level measurements shall be ta&kthe begin 3. Aleak is suspected and subject to the requirements of ss.
ning and ending of the test duration periods giveraild93.515, ATCP 93.575to0 93.585if the variation between beginning and
during which no liquid may be added toremovedrom the tank, endingmeasurements exceetti® weekly or monthly standards
andshall be based dhe average of 2 stick readings taken at boih Table 93.515.
the beginning and ending of the period.

Table 93.515
Test Duration and Standards
Minimum T est Weekly Monthly Standard
Nominal Tank Capacity Duration Standard (average of 4 tests)
(1 test)

550 gallons or less 36 hours 10 gallons 5 gallons

551-1000 gallons, tank diameter of 48 inches 58 hours 12 gallons 6 gallons
551-1000 gallons, tank diameter of 64 inches 44 hours 9 gallons 4 gallons
551-1,000 gallons and using precision tightness testing 36 hours 13 gallons 7 gallons

every 5 years
1001-2000 gallors 36 hours 26 gallons 13 gallons

1 Requires precision tightness testing every 5 years. This method is only allowed until the tank is 10 years old.

(4) PRECISIONTIGHTNESSTESTING. (&) Precision tightness test consecutivemonths shall have a precision tightness test per
ing shall be conducted in one of the following ways: formedon the tank system within 7 calendar days of receiftteof

1. By a certified tank system tightness testising methods report.
approvedunder sATCP 93.130to perform precision tightness  (g) Statistical inventory reconciliation manpt be used as a
testingfor tanks or piping. methodof precision tightness testing.

2. With permanently installed leak detection equipmast  (h) Before changing from another method of leak detection to
approved under ATCP 93.130to perform precision tightness statisticalinventory reconciliationthe operator shall provide the
testingfor tanks or piping. departmentwith proof of a precision tightness test completed

(b) Where a certified tank system tightness tester is used, Wthin the previous 12 months showing the tank system to be tight.
testershall include the date and the beginning and end times in the(7) INTERSTITIALMONITORING. Interstitial monitoring between

testresults report. anundeground tank system and a secondary barrier inmediately
(5) AUTOMATIC TANK GAUGING. Automatic tank gauging shall aroundit may be used only if the system is installed and main
meetall of the following requirements: tainedto detect a leak from any portion of the tank that could con
(@) 1. No morethan 30 days may elapse between monthf@in product,and the system meets one of the following regquire
monitoringtests using an automatic tank gauge. ments:
2. Monthly monitoring tests shall hatiee capabilities speci  (a) System testingPost-installation testing shall be performed
fied in s.ATCP 93.130 (3) (b) on the interstitialmonitoring system to verify that the system

3. An automatic tank gauge shall be placed irctiger of the OP€ratesn accordance with the manufactugespecifications.
tankand no closer tha®4 inches from the fill pipe and the sub  (b) Double-walled systemsFor double-walled systems, the
mersiblepump, unless approved otherwise by the departmentsamplingor testing method shall be capable of detecting a leak

(b) Automatic tank gauges shall be provided with a printer throughthe inner wall in any portion dhe tank that routinely cen

providesat least all of the following information: tainsproduct. o _ _
1. The starting date and time and ending date and time of the(¢) Systems with internally fitted linerd.. For tanisystems
test. with an internally fitted linera monitoring system shall be

2. The volume of liquid in the tank during the test installedthat is capable of detecting a leak between the imakr
: ’ f.the tank and the liner

3. Th d leak rate in gall hour and whether fh _ . L
leakrate ﬁg?ggselérz pgés‘s Eﬁg%ﬁ’_a ons perhourand Wheterthis ; - rhe liner shall be chemically compatible with thes

4. The specific identification of the tank and any associatg(tal"’l ncestored. ) o .
piping that is being tested. (d) Systems with a barrier ithe excavation zoneSystems

(6) STATISTICAL INVENTORY RECONCILIATION. (a) Operators with a secondary barrier within the excavation zone shall meet all

using statistical inventory reconciliation (SIR) as thamary of the foIIowmg.requwements: )
methodof leak detection shall have irfedt a process teubmit 1. The testing method shall be capable of detecting a leak
their data to the vendor within Business days of the end of thé?etweerthe system and the secondary barrier
monthly reporting period. 2. The secondary barrier around the system shall consist of
(b) The daily tank product inventory records shall be maifmanufacturednaterial which is impermeable to at leastélem/
tainedcurrent and be maintained on site. secfor the r_egL_JIated substance stored, and which will direct a leak
(c) The SIR vendor shall analyze the data and supplyn [ the monitoring point, to be detected. _ _
mary report to the operator on a monthly basis. 3. The liner shall be chemically compatible with thes
(d) The SIR vendor shall return the summary report tsthe Stancestored. _ _
mitter within 10 business days aftise postmark on the submittal. 4. For cathodically protected tanks, the secondary barrier
(e) Operators using statistical inventory reconciliatstrall Shallbe installed so thatdoes not interfere with the proper opera
reviewthe vendor summary repawithin 24 hours of receipt. If tion of the cathodic protection system.
the summary report indicates a failure, the operator ghk# 5. The test method shall be designed, installed and maintained
immediate action in accordance with the requirements in sso groundwater soil moisture, and rainfall daot render the
ATCP 93.575t093.585for assessing and responding to a releasmethodinoperative, so that a leak could go undetected.
(f) Operators who receive summary reports that indicate either 6. The site shall be investigated to ensure that the secondary
afailure or inconclusive results, or 1 of each, for 2 out of anytarrieris always above groundwater and not in a 25-year flood
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plain, unless the barrier and monitoring designs are for use unggg) I\Ee), 6(821(61)(6) 3., (9) made under s13.92 (4) (b) 7. Stats. Register October
suchconditions. 0

7. Monitoring wells shall be clearly marked and secured to ATCP 93.517 Airport hydrant leak detection require -

avoid unauthorized access and tampering. ments. (1) GeNERAL. All new and existingirport fuel hydrant
(8) METHODS OF LEAK DETECTION FOR PIPING. (a) General systemsshall comply with this section.

Leak detection for piping shall follow the requirements oXBCP (2) Leak DeTECTION PLANS. All fuel hydrant systems shall

93.510(4) and this section. have a leak detection plan that is specificalpproved by the

(b) Automatic line leak detectarsUndeground piping sys departmentn accordance with #TCP 93.130
temsserving a storage tank with a submersible pump or pressur (3) PLAN DEADLINES. (a) For new fuel hydrant systems, leak
ized booster pump shall be provided with an automaticliiak& detectionplans shall be submitted to the department before the
detectorthat alerts the operator to the presence of a leak ®ystembecomes operational.
restrictingor shutting of flow from the pump, when it detects (b) For existing fuel hydrant systems, leak detection plans
leaksof 3 gallons per hour at 10 pounds per square inch line preRallbe submitted to the department withinyk@rs after Febru
surewithin 1 hour ary 1, 2009.

(c) Line tightness testingl. In addition to the automatic line  (4) PLAN REQUIREMENTS. Fuel hydrant leak detection plans
leak detection requiretly par (b), a periodic precision tightnessshallinclude all of the following:

test of piping shall be conducted in accordance with 4. (a) A description of the fuel hydrant system.
exceptas provided in subds. 2 a@d The test shall be performed (b) A description of the leak detection method used.
by a certified tank system tightness tester Note: A designer of an airport hydrant leak detection system who does not have

2. Where piping leak detection is installed that has the_caﬁéinancial interest in the airport may be considered to be the independepiattyrd

bility to perform monthly monitoring, separate precision tight thatis required in sectioATCP 93._130 (3) (b) Tor leak detection methods.
nesﬁ tesFt) is not requireg. 9. %ep P g (c) A schedule for testing the system.

3. Any of the methods in subi®€) and(7) may be used in lieu (d) Any I|m|tat|ons .Of the leak detectlo.n T“em.o.d'
of complyingwith subd.1. if they are designed and approved (€) An action plan in the event a leak is identified.
unders. ATCP 93.130to detect a leak from any portion of the (5) SYSTEMREQUIREMENTS. (@) All new fuel hydrant systems
undergrouncpiping that routinely contains product. shallbe designed anelquipped with isolation valves appropriate

(d) Periodic line leak detection equipment testing. A for leak testing. o
start-upfunctionality test of the operation of the leak detector (b) Any repair or upgrade to an existing fuel hydrant system
shallbe conducted in accordance with the manufacsipoce shallinclude the installation of isolation valves in the section that
duresfor testing to the leak thresholds in pé) by inducing a IS repaired or upgraded.
physicalline leak. (c) Existing fuel hydrant systems shall have isolation valves

2. A functionality test of the operation afmechanical line for leak testing installed within 10 years after February 1, 2009.

: : istory: CR 07-029cr. Register November 2008 No. §35. 2-1-09; correc
leak detector shall be conducted annually in accordance with the'iy5)' made under 43.92 (4) (b) 7. Stats. Register December 20No. 672

manufacturer’procedures for testing tbe leak thresholds in par correction in (2) made under s13.92 (4) (b) 7. Stats.,Register October 2013 No.
(b) by inducing a physical line leak. 694
3. A functionality test of the operation of an electronic line ATCp 93.520 Operation and maintenance of corro -
leak detector shall beonductedat least annually in accordancesion protection. (1) GENERAL. (a) Whee required \ent lines,
with the manufacturés procedures for periodic testing to the lealanorlines and any portion of single or double-wall tank sys
thresholdsin par (b) by inducing a physical line leak, except agem, whether new or existingat routinely contains product and
providedin subd 4. is in contact with the ground or with water shall be protected from
4. A leak shall be introduced to the line system to prove tBerrosionby one of the following methods:
functionality of the electronic line leak detector unless the 1. The tank and piping are constructed of inherently
manufacturehas an alternate approved or equivalent method fg@rrosion—resistanhaterial.
testingwhether the detector is functioning as intended by the 5 5 The tank and piping are installed at a site that is-deter
manufacturer.This testingshall be conducted annually by an indi ineqpy a certified corrosion expert to be non—corrosive during
vidual who has no financial interest in the facility and who iscertj e operational life of the system
fied by the manufacturer to perform the testing, and it shall incIU(Pe b. A certified corrosion expért retained for the purpose of

all of the fqllowmg elementg: . determininga non—corrosive site shall make at least 1 personal
a. Review of the test diagnostiésr a 3 and 0.2 gallon per yisit to each tank site during the design stage.
hourleak tesand the history reports for the leak detector showingnote: see sectiohTCP 93.200 Table 93.200-5 for information on contacting

monthly leak tests. NACE.
b. \erification that the programmirgarameters are correctly 3. The tank is a listed composite or jacketed tank designated
set. ascomplying with UL 1746, anthe piping is protected by one of

P ; ; emethods in this subsection.
¢. Verification that the leak detector is producmg norméh ote: In addition to composite and jacketed tanks, the UL 1746 staattard

pump—orpressures, by activating a 3 ga”on per hour test from tmé\‘udesrequirements for coated tanks and tanks with pre—engineered cathodic
tank monitor console. protectionsystems. These last 2 types of cathodic protection are not included in the

d. \erification that electrical wiring ancbnnections have not Planketapproval under this section. . o
deteriorated. 4. The tank and piping are protected with a sacrificial anode

e \Verification that associated sensors are functiors systemin accordance with a standard developed by a nationally
intended 9 recognizedassociation omdependent testing laboratory that is

acceptabldo the department.
(9) OTHER METHODS. The departmenimay approve other

L . 5. a. The tankand piping are protected with a corrosion
methodsof leak detection in accordance withA.CP 93.130 ; ; b ;
History: CR 07-028 or. Register November 20080, 635 of, 2-1-09:CR protectionsystemdesigned by a certified corrosion expert and

09-017 am. (2) (b) 3. b., (5) (b) and (c), renum. (5) (d) af@) (b) to (9) to be (5) Meetthe requirements of either su@) or (3).

i(g)(il;?bgf?n(tcrgjt)o gh),( 5)'(2)(13()3??3)152&23%% %003910(-4?4}3)'3{?- 82—1(—5())%)0%"6(%'(22) ( b. A corrosion expert retained for the purpose of designing an
(@) (©) 3, (9) made under £3.92 (4) (b) 7.Stats. Register December 20NG. 672 ﬁ%pressed:u_rrent corrosion protectiosystem shaI_I make at least
correctionsin (1) (b) (intro.), 3., (2) (¢), (3) (a) 2. c(b) 2., 3., (4) (a) 1., 2., (5) (a) 1 personal visit to each tank site during the design stage.
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(b) Design and constructionl. o allow for periodic testing, monitorthe initial post-installation start—up of impressed current
newand replacement factory— or field-installed corrogiootee  corrosionprotection systems.
tion systems shall have appropriaennections, insulated lead Note: NACE requires a persaith Senior Corrosiondchnologist certification

wiresand accessible test stations, includingecified in subds. © higher for corrosion protection system commissioning.
2. and3. 2. A certified cathodic protection tester shall perform or

2. All lead wiresconnected to a tank, anode, reference-ele uggre\/ésethe performance of reinstallatiosr replacement of

t_rode,or other compor_lent associated W!th the corrosion prot Note: NACE requires a person with Level 1 Cathodic Protect&steF certifica
tion system shall terminate at a test station. tion or higher for reinstallation or replacement of anodes.

3. The termination of each lead wire at a test station shall be 3. a. All new and existing corrosion protection for UST-sys
clearly labeled or coded to identify the specific component tems shall be tested by a certified cathodic protection tester
which it is connected. exceptas provided in sub@. b.

4. Impressed current systems shall be designed to preveﬁ{ote: NACE requires a person with corrosion technologist certification or higher
’ of a person with corrosion technician certification who is directly supervised by a cer

straycurrent conditions that may negatively impact otfesler fiied corrosion technologist or higher to perform work as a state—certified cathodic
groundstructures, utility lines, or cable anchors, or any impressgdtectiontester

currentsystems protecting those items. b. Tanks designated as sti-P3hall be tested by jperson
5. Local utilities shall benotified by the contractor when holdinga certification from thé&Steel Bnk Institute or one of the

impressedcurrent systems are installed, repaired or adjuste&grtificationsin subd23. a.

i i i i ifi Note: Additional information on corrosion protection certifications is available
includingwhere an increase in rectifier amperage or voltage ot ot Departmert  Wieb  site &t hitp://datcp.wi goviConsumer/

putoccurs. Weights_and_Measures/index.aspx

(c) Operation and maintenancel. Operation and mainte  (2) SacRIFICIAL ANODE SYSTEMS. (a) General All new and
nanceof corrosion protection systershall be in accordance with existing sacrificial anode systems shall maintain #tendard
nationalstandards acceptable to the department. protectionthreshold reading of at least negai&9) millivolts or

2. All new and existing corrosion protection systems shall is&@allcomply with the requirements of péb).
operated and maintained to continuously provide corrosion (b) Failing sacrificial anode systemd. Unless arrangements
protectionfor the life of the tank system. aremade with the authorized agent or the department to conduct

3. For impressed current systems, operation and maintenaf@}®w-up testing, the cause of the failure stiedlinvestigated and
practicesand procedures shall Bvaluated, and conducted in arepaired within 90 days of the failed reading; or the etatitksys
mannerthat minimizes DC interference to or from any undefeémshall be emptied in accordance witASCP 93.545 (1) (a)
groundstructure, utility line or cable anchors in the area. 2. b. within 90 days of the failed reading, and shall remain empty

(d) Testing periods 1. a. All new and existing corrosionuntII the repair is completed. .
protection for UST systems shall be tested within 6 months of 2 If more than 2 years has elapsed siheeprevious corro
installationor repair and at least annuakskcept as provided in S'ON protection test, or if the corrosion protection system has been

subd.3. inoperativefor 2 years or more, dnternal inspection shall be per

b. Structure-to—soipotential readings shall be conductetict);r:ggr%)g.a third party in accordance with oaethe following

with @ minimum of three readings per tank along the center liné, a. For lined tanks, the internal inspection shall be in accord
locatedat the ends and in the middéend with one reading remote ancewith API 1631 or’ KV

from the structure. b. E lined tankshe i i ion shall be i d
c. For each product line, structure—to—soil potentials shall be ~* or tniined tan«she internal inspection shall be in accor

takenabove thepiping, at the ends and middle, away from thgncewnh ASTM G _158' . . . .
anodelocations. Piping runs over 30 feet shall have additiona] 3. If the tank fails the internal inspection, one of the following
readingstaken every 10 feet. shalloccur:
d. For impressed current systems, the annual test shall include 2 The tank system shall be permanently closed. o
instant-offpotentials. b. The tank system shall be lined or any present lining shall
2. In addition to the requirements in subid.impressed cur be repairedn accordance with APl 1631, and an impressed cur

rentcorrosionprotection systems shall be inspected and evaluat&{'t corrosion protection system shall be installed.

by the site operator at least every 60 days to ensure the equipmentt After an inspection under this paragraph, iftdrek is not
is providing adequate current in accordance with its design. closedunder subd3. a, a precision tightness teshall be per

. . . . r formedon thetank system in accordance wittAS.CP 93.515 (4)
3. Tanks designated as sti-R2quipped with a pre-installed The tightness test shall test 100 percent of the tanéfume.

sacrificialanode system and test station, shall be tested in accor .
(3) IMPRESSEDCURRENTSYSTEMS. (a) General 1. Equipment

ancewith all of the following: ; .
Testina shall occur within 6 months of installation and for impressed current systems shall be served by a dedicated and
a g ; - early marked electrical circuithat remains engized at all
leastevery 3 years thereafter until the tank is 10 years old.

times
b. Testing shall occur annually in accordance with sdbd. > All new and existing impressed current systems shall-main
afterthe tank is 10 years old. tain either of the following standard protection levels:

4. Theresults of the inspections, evaluations and testing 5 anp instant-dfreading of at least negative 85@llivolts.

underthis paragraph shalle summarized on the departmsnt’ s it :
form ERS-10785, and retained at the site in accordance witqr%tght_%ﬁlrggdmg“von or greater polarization shift from the

ATCP 93.500 (9) 3. Wh . d is installed
Note: Form ERS-10785, Undgmound Bnk System Corrosion Protection Sum : en a new impressed current system is installed or an

mary Documentation, is available from tBereau of Wights and Measures, PO Box exi_sting system is replaced in whole or in part, an ammeter shall
8911, Madison, W1 53708-841 or at telephone (608) 224-4942, or from thebe installed, along with an hour meter that totals the number of

Bléreau's Web site at http://datcp.wi.gov/Consumer/Weights_and_Measures{.loursduring which electric current flows through the system.
index.aspx

Note: SectionATCP 93.50009) specifies retention requirements for testing and  (b) Failing impressed cuent systems If impressed current
repairrecords of corrosion protection systems. corrosionprotection readings taken in accordance with §Lip.

(e) Certifications forcorrosion pptection 1. A certified (d) 2.indicate the system is not maintaining adequate continuous
cathodicprotection tester shall be on the ditesupervise and protection,the system shall be analyzed by a certified corrosion
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expertfor site corrosionpotential and qualification of systemto communicate with the authorized agent or the department to
functionality. establishthe time for inspections.

(c) Inoperative impessed cuent systemsl. Impressed cur 2. The lining contractoshall give the authorized agent or the
rentsystems thatave been inoperative for 120 days or less shaépartmenat least 5 days written notice before beginning the tank
comply with all of the following requirements: lining or any excavation preliminary to tank lining.

a. Power shall be restored and the system shall be tested byb) Plan appoval. The tank owner is responsible for obtaining
a certified cathodic protection tester system functionality plan approval from the authorized agent or the department in

b. If the impressed current system is damaged or inoperatiécordancavith s. ATCP 93.10(efore beginning the tank lining
a certified corrosion expert shall repasurvey ande-commis ~OF any excavation preliminary to tank lining.
sionthe system. (c) Tank integrity assessment befdining. 1. The tank-lining

2. Impressed current systems that have been inoperatived@ptractorshall provide the tank owner and the authorized agent

121to 180 days shall comply witall of the following require  OF the department with a written report of the assessment of the
ments: interior surface and structural condition of the tank, before leaving

a. A precision tightness test shall be performed on the taHl?S"e and befo.re |ns.taII|ng the lining. .
systemin accordance with 4TCP 93.515 (4yvithin 15 days of 2. The tank integrity assessment shall include all of the fol
discovery. lowing:

b. Power shall be restored atie system shall be tested for . @ A description of the internal wall condition including any
system functionality by a certified cathodic protection tester deflectionand any defects, rust plugs, holes or leasgardiess

c. If the impressed current system is damagddaperable, of size or num.be.r . I
a certified corrosion expert shali repasurvey ande—commis b. A description of any repair or other conditioning necessary
sionthe system. to prepare the tank for interior lining.

3. Impressed current systems that have been inoperative forC: A description of the degree compliance with all require
181 to 365 days shall comply withll of the following require Mentsunder API 1631 regarding structural qualification, tank
ments: cleaningand other pre-lining activities.

.. . Note: Sectior292.110f the Statutes requir@emediate notification of the Depart
a. A precision tightness test shall be performed on the tamkntof Natural Resources in the event of a hazardous substance gischar

systemin accordance with 4TCP 93.515 (4jvithin 15 days of 3. If holes or rust plugs are observed duting visual internal
discovery. inspection,the tank-liningcontractor shall notify the owner

b. A certified corrosion expert shall assess, survey and rbeforelining the tank, that a tank—system sigsessment must be
commissiorthe impressed curreaystem and perform any necesperformed,and that assessmesttall be performed in accordance
saryrepairs. with ss.ATCP 93.575093.585

4. Impressed current systems that have been inoperative fo(d) Inspection befar lining. 1. The authorized agent or the
morethan 365 days shall comply with all of the following requiredepartmenshall be at the site before the actual application of the

ments: lining.
a. An internal inspection of the tank shall be performed in 2. The application of the interior lining may proceed only
accordancevith sub.(2) (b) 2. whenauthorized by the authorized agent or the department after

b. If the tank fails the internal inspection, the tank owner shalerifying all of the following:
eitherhave the tank repaired and lined, or have the lining repaired a. The tank integrity assessment and any required tank-sys
in accordance with &TCP 93.5300r have the tank permanentlytem site assessment have been completed.
closedand removed in accordance withPA3.CP 93.560 b. An approved set of p|ans is on the site.

c. If the tank is not closed under sudb, a certified corre c. The condition of the tank has beesmmunicated to the
sionexpert shall assess, survey and re-commission the impressgfer.

currentsystem and perform any necessary repairs. (e) Completion of forms1. a. The certified tank system liner

d. If thetank is not closed under suldd.b, a precision tight  shallprovide a completed, signed and notarized API 1631 Form
nesstest shall be performed on the tank system in accordtétite B inspection dfdavit to the tank owner within 10 business days
S.ATCP 93.5154). The tightness test shall test 100 percent of thg completing the lining procedure.

tank’'svolume. ; :
History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree b. The Slgnature on API 1631 Form B shall be didle cert

tionin (3) (c) 4. a. made underl$.92 (4) (b) 7.Stats.Register November 2008 No. fied tank system ”nefr \_NhO conducted fire—lining tank integrity
635 CR 09-017am. (1) (b) 1., ci(2) (b) 4Register July 2008lo. 643 ef. 8-1-09; assessmergnd the lining procedure.

correctionin (1) (d) 4., (2) (b) 1., 4., (3) (c) 2. a,, 3. a., 4. b., d. made untidraR . . .

@ (b) 7. Sta(ts).jge)giste(r D oroe: Sore. 672 corrections in (1) (d)4., (2) (b) 2. An undeground tank installation checklist, form
1.,4.'3)(c) 2 a, 3.a, 4. b., d. made unde8.92 (4) (b) 7.Stats.RegisterOcto- ERS-6294UST, shall be completed and signed by the certified

ber 2013 No. 694 tank system liner and the certified tank system inspector
Note: Form ERS-6294 USF- Checklist For Undground Bnk Installation is
ATCP 93.530 Tank lining of underground storage availablefrom the Bureau of \dights and Measures, PO Box &89Madison, WI

f . : . . 53708-89110r at telephone (608) 224-4942, or from the Bued\Bb site at
tanks. (1) GENERAL. (a) The installation of interior tank lining http://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx

for undeground storage tanks shathmply with API 1631 and  Note: See chapter SPS 305, Licenses, Certifications and Registrations, for
this section. requirementshat certified tank system liners supervise specific lining-related-activi
tiesinvolving undeground storage tanks.
(b) An undeground storage tank thdbes not meet the struc g unces g

; PP f) Submittal of formsThe tank owner shall have all of the-fol
tural requirements specified in API 1631 may not be upgraded or(. ; L i
repaired bylining and shall be permanently closed in accordand@Ving documentsubmitted to the department within 15 business
with this chapter aysof completing the lining procedure:

(c) When lining a tank, an access wayan inspector to enter 1. The pre-lining tank iptegrity assessment under(par
thetank shall be installed from the tank interior to finished grade, 2. The completed and signed API 1631 Form B unde(gar
if not already provided. 1. _ _ _

(2) INSPECTIONAND REPORTINGREQUIREMENTSFOR TANK LIN- 3. The tank installation checklist under p@) 2.

ING. (@) General 1. Itis the responsibility of the lining contractor 4. A revised tank registration, form ERS-7437.

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
RegisterOctober 2013 No. 694 page is the date the chapter was last published. Report errors (608) 266-3151.


http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.515(4)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.515(4)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.520(2)(b)2.
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.530
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.560
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.520(3)(c)4.b.
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.520(3)(c)4.b.
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.515(4)
http://docs.legis.wisconsin.gov/document/cr/2007/29
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/cr/2009/17
http://docs.legis.wisconsin.gov/document/register/643/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.100
http://docs.legis.wisconsin.gov/document/statutes/292.11
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.575
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.585
http://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.530(2)(c)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.530(2)(e)1.
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.530(2)(e)1.
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.530(2)(e)2.

Published under 85.93 Wis. Stats., by the Legislative Reference Bureau.
686-45 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.550

Note: Form ERS-7437— Undeground Flammable/Combustible/Hazardous  (a) An access way for an inspector to enter the tank shall be

Liquid Storage @nk Registration is available from the Bureau @&igtits and Mea ; ; ; i i f
sufes, PO Box 891 Madison, WI 53708-8a1 or attelephond(608) 224-4942. or installedfrom the tank interior to finished grade, if not already

from the Bureais Web site athttp://datcp.wi.gov/Consumer/\Weights_and_Mea-Provided.
SUfH?Si'”dex-g;P& 029 cr. Register N ber 20080, 635 of. 2-1-09:CR (b) A precision tightness test shall be performed on the tank
istory: -029 cr. Register November 0. eff. 2-1-09; : ; ;
09-017 cr. (1) (c)Register July 2009 No. 648ff. 8-1-09; correction in (2) (b), (c) systemin accordancevith s.ATCP ?3'515 (4) The tightness test
3. made under 43.92 (4)(b) 7, Stats. Register December 20No. 672 correc-  Shalltest 100 percent of the task/olume.
tions in (2) (b), (c) 3. made under s13.92 (4) (b) 7.Stats.,Register October 2013 History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR
No. 694 09-017 cr. (9) Register July 2009 No. 648f. 8—-1-09; correction in (1) (a), (8) (b),
(9) (b) made undes. 13.92 (4) (b) 7. Stats.,Register December 20INo. 672

ATCP 93.535 Periodic inspection and  repair of pre - Zorrectionsin (1) (@). (8) (b). (9) (bynade under $13.92 (4) (b) 7. Stats. Register

viously lined tanks. (1) (a) The owner of a lined tank shall

obtainan internal inspection of the tank lining within 5 years after ATCP 93.545 Seldom-used and temporarily—out—
the date of initial tank lining, or repair to a previously installe@df-service tanks. (1) OPERATIONAL REQUIREMENTS. When a
tanklining, and at least every 5 yeahereafter The firstinspec  storagetank system is placed temporarily ousefvice, the owner
tion shall be conducted within the years specifiedabld93.535. or operator shall comply with all of the following:

(b) This section applies whether or not cathodic protection has(a) 1. Operation and maintenance of corrosion proteatioh

beenadded to the tank system. leak detection systems shall be continued, except as proiided

Table 93.535 subd.2. . o .
Year of Initial Requir ed Lining Inspection 2. a. Leak detection shall be maintained in accordance with

Date of Initial Lining First Required 5—Year this chapter unless the tank system is empty
or Repair Inspection b. The tank system is empty when all liquid has been removed
1993—2004 2009 from the tank and the associated piping so that no more than 1 inch
e PP of residue, or 0.3 percehy weight of the total capacity of the tank
2005 and after Within Sixgac:rs raéf;)(;rirlnltlal lin system remains in the system.

(b) The tank shall be protected against floatation caused by

(2) Any complete or partial tank lining conducted anytim‘ﬁooding or soil saturation

afterthe original tank lining was installed éensidered a repair . . . . .
of the lining. (c) 1. The tank, piping, dispensing equipment, lines, pumps,
. . manwaysand other ancillary equipment shall be secured to pre
(3) Theowner fha” gogn‘y_the aL:jthO”f)e? agehnt or thﬁ depayenttampering, except as exempted in stbd.
?oin:)g}f\grrmgg atleast > business days before having the inspec 2. Facilities that are in operation aselcured against general
e . public access are not required to have the additional security
(4) (a) Tank lining inspections shalise one or more of the fol requiredin subd.1.
lowing methods: ) . (d) All vent lines shall be left open and functioning.
1. Mdeo camera in accordance with KW (e) All periodic inspections and maintenarsigall be per
2. Ultrasound tester formedas if the tank were still in service.
3. Other method acceptable to the department. (f) Financial responsibility requirements of sub¢H. shall be
(b) The use of the equipmetat perform the inspection undermaintained.
par.(a) 2.and3. shall be in accordance with national consensus (2) PLACING A TANK BACK INTO SERVICE. (&) A precisiortight-
standards. nesstest shall be performed on the tank aing in accordance
(5) Theperson performing the inspection shadl certified by with sS.ATCP 93.515 (4pefore placing the tank system back into
the manufactureof the inspection equipment and acceptable gervice.
the department. (b) Tank systems out of service for more than 365 days shall
(6) (a) The person performing the inspection shall ascertdt@vea pressure test of the ullage portion to assure that tark con
thatthe tank has been adequately emptied and cleéaratidw for nectionsaretight and shall fully comply with this chapter before
acomplete inspection of the tank. being placed back into service, except QOubIe—WaII construction
(b) The authorized agent or the department may not accepﬂ%lgm newly required for tank systems installed before February
inspectionthat does not include all interior portions of the tankds (0)03- Ksvst din péa) shall i diately have th
; ; ; ; c) Tanksystems covered in péa) shall immediately have the
rep(gr)tt-cl)—kt]ﬁepoev(/?]%rr] ap;]%rigrmlengﬂﬁmlrrilzsgg f;g;r:ﬂstﬂglggggytﬁin?Ieakdetection system verified in accordance witATSCP 93.510
within 15 days of completing the inspection, that describes all )- . )
the following items in addition to those required in API 1631:  (d) tT:j”kS covetredd in ?ﬂ('b)t_Shaul hane anhél?r?ple(%% com
. onentsdocumented as functional on form - .
(a) The type OT repalrs that have be_en made. . P Note: Form ERS-10778Jndeground Bnk System Release and Leak Monitor
(b) The total dimension of the area in square inches that hagFunctionality \érification, is availablérom the Bureau of \&ights and Measures,
beenrepaired by lining. POBox 8911, Madison, WI 53708-841 or at telephone (608) 224-4942 fram

. . . the Bureaus Web site athttp://datcp.wi.gov/Consumer/Weights_and_Measures/
(c) A schematic drawing of the tank showing the area @idex.aspx

repairrs. (3) NON-COMPLYING TANK SYSTEMS. Tank systems that are

(8) A previously lined tank that is repaired to more than lfglacedout of service whicldo not comply with this section shalll
percentof the lined surface may be returned to service only if diie permanently closed in accordance witABCP 93.560within
of the following conditions are met: 60 calendar days.

H P istory: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR

€) _The tank meets f[he structural requirements for Ilnlng whgbt'oﬂ am. (1) (@) 2. b, (2) (blg), and (3), cr(2) (d)Register July 2009 No. 643
testedin accordance with APl 1631 before the lining repair  eft. 8-1-09; correction in (2) (a), (c), (3) made undei%92 (4) (b) 7.Stats.Reg-
(b) The tank has impressed current corrosion protecti rDecember 20ILNo. 672 corrections in (2) (a), (c), (3) made under 43.92

. . : : b) 7, .Regi b .
installedin accordance with &4TCP 93.52Mefore being placed (b} 7. Stats.Register Qctober 2013 No. 634

backinto service. ATCP 93.550 Change in service to store a non-reg -
(9) Priorto placing any tank back into service under this sealated substance. (1) When a tank system that held a regu
tion, both of the following shall occpin the following order: latedsubstance undgwes a change in service to store a non-regu
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latedsubstance, the owner or operator shall comply alithf the (e) Undeground tanks systems may be closed in—place by fill
following requirements: ing with an inert, solid material, after emptying and cleaning, if the

(a) At least 5 business days before beginnichange in ser authorizedagent or the department determines, upon written
vice, the owner or operator shall notify the authorized agefteor requesfrom the owner or operatdhat one or more of the follew
departmenof the intended change. ing conditions exist:

(b) Before a change ®ervice, the owner or operator shall have 1. Excavation would impact the structural integrity of an-adja
thetank emptied and cleaned, by removing all liquid and aceunrientbuilding or structure.
lated sludge inaccordance with the procedures specified in APl 2. Overhead utilities at a commercial site pose a safety hazard.
2015. 3. Excavation would impact adjacent transformers or substa
(c) A tank-system integrity assessment, and if necesaartions.

tank-systensite assessment shall performed for the tank sys 4. Unauthorized encroachment wowdcur onto neighber
temin accordance with sBTCP 93.5750 93.585afternotifying ing p'roperty under diérent ownership. 9

th%%légr? réze?\(ili?gemr the department but before completing the 5. The tank location is inaccessible to necesegnipment.
(d) Cleaning of tanks and tank-system site assessments shall®: EXcavation would result ithe destruction of mature trees.
be performed by persons certified in accordance withS&S 7. Excavation would encroach upon a public way
305.82t0 305.89 8. Excavation would necessitate the disconnection or reloca
(e) The ownershall have a revised tank registration, forntion of undeground utilities.
ERS-7437and part A of the departmestank—system service Note: Closing a tank in—place does not exempt the tank from tank-system site
and closure assessment report, form ERS-8951, completed &f§Ssmeneauirements.

submittedto thedepartment within 21 business days of changing (3) TANK-SYSTEM SITE ASSESSMENT. A tank-system site
atank system to storage of a non—regulated substance. assessmenshall be performed in accordance with A3CP

Note: Forms ERS-7437 — Undgmound Flammable/Combustible/Hazardous 93-575 to 93.585 after notifying the authorized agent or the

Lilquid Storage @nk Registration, ancli Lolrn? ERS';8951anE%¥1$tem c?ervice and departmenbut before installing aew system or backfilling the
ClosureAssessment Report are available from the Bure&eajhts and Measures, i ini
POBox 8911, Madison, WI 53708-841 or at telephone (608) 224-4942 fram tank basin and the piping trenches.

the Bureaus Web site athttp://datcp.wi.gov/Consumer/Weights_and_Measures/ NOte: The Department and the Department of Natural Resources share jurisdic
index.aspx - - ion over tank closures and tank—system site assessments. The DNR must be notified

if a rel is di d.
(2) Whena tank system that heidnon-regulated substance <. ooe 1 clscovere

undegoes a change in service to store a regulated substance%r% ) APPLICABILITY TO PREVIOUSLY CLOSEDSYSTEMS. (a) Gen-

; : p . . When directedby the department, the owner or operator of
?;’npk“g;;l:rrne (i:lnutgesrgreVr?(t:Se of this chapter apply upon placing thanytank system closed in—place before December 22, 1988, shall

History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree havethe system removed in accordaméth this section and have

tionin (1) (c), (d) made under £3.92 (4) (b) 7.Stats.Register December 20No.  thetank basin assessed in conformance withT€P 93.580

S72.comections in (1) (). (d) made under 43.92 (4) (b) 7. Stats. Register Octo (b) Systems mviously closed without solid, inert fillThe

owneror operator of any tank system that was closed béfoie

ber1, 1971, without removing the tank from the site but by filling
thetank with watershall bring the closeslystem into compliance

with sub.(2) within a time period established by the department
agent or the department of the intended closure, on forf!@ case-by—case basis, except that the tank-system site assess
ERS-9198except a shorter notification period is permitted whef@€ntin s.-ATCP 93.580s not required unless there is a suspected
unexpectectlosure is commenced upon finding adverse condi" obvious release. kiten documentation shall be provided to

tions during a corrective action conducted undeXECP 93.585 Proveclosure with water before September 1, 1971. _
Note: Form ERS-9198 —FCP 93 Notification Record is available from the . NOte: Before Septembek, 1971, chapter Ind 8 — Flammable and Combustible
Bureauof Weights and Measures, PO Box 891adison, W1 53708-8d1 or at tele Liquids Code allowed UST systertts be filled with water when closed or abandoned

phone(608) 224-4942, or from the BureauMeb site atttp://datcp.wi.gov/Con- in—place. .
sumer/Weights_and_Measures/index.aspx (c) Other tanks. Empty or improperly closed @bandoned

(2) CLosuREPROCEDURES.(a) B permanently close an under tanksthat do not meet the requirements of g@por theexemp
groundtank system, the owner or operator shall have the tank diwh under par(b) shall be permanently closed in accordance with
piping emptied and cleaned, by removing all liquids and aceurmall of the provisions of this section.

latedsludge, and shall remove the tank and piping from the site(5) ABANDONED TANKS. Tanks that are abandoned with or
unlessallowedotherwise under pafe). Tanks that are removed without product shall be permanently closed within 60 days of
shall be scrapped unless reusedaccordance with sATCP beingabandoned or discovered.
93.350(3) (i) or93.500 (3) (c) _ History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; correc

(b) Tank cleaning processes shall comply with the approprigfghn - 2 @), (). (©). (3). () (&), (b) made undeiso2 (4) (b) 7.Stats. Regis,

\ . December 2QlLNo. 672 corrections in (1),(2) (a) to (c), (3), (4) (a), (b) made
nationalstandard referenced inATCP 93.200 under s.13.92 (4) (b) 7. Stats.,Register R AR TR

(c) Individuals cleaning tanks or removing tanksortions
of tank systems shall be certified accordance with sSPS ATCP 93.570 Conditions indicating a release. The
305.82t0 305.89 owneror operator of a storage tank system shall follow the proce

(d) When an undground tank is closed, or when a previouslyluresin s. ATCP 93.575whenany of the following conditions
closedtank is removed under supt), the owner shall have a existor when ordered to do so by the department:
revisedtank registration, form ERS-7437, and part A of the (1) OperaTING conpITIONS. Unusual operating conditions
department'sank-systenservice and closure assessment repogxist, such as erratic behavior of product dispensing equipment,
form ERS-8951,completedand submitted to the departmentossof product from the tank system or an unexplained presence
within 21 business days of closure or removal. of water in the tank.

Note: Form ERS-7437— Undeground Flammable/Combustible/Hazardous Note: Significant damage to equipment would be considered to be an unusual
Liquid Storage &nk Registration, and form ERS-8951ank System Service and operatingcondition that could result in needing to perform the assessments specified
ClosureAssessment Report are available from the Bure&eajhts and Measures, in sectionATCP 93.575

POBox 8911, Madison, WI 53708-841 or at telephone (608) 224-4942 frmm :
the Bureaus Web site athttp://datcp.wi.gov/Consumer/Weights_and_Measures/ (2) MonIToRING RESULTS. Results from a leak detection

index.aspx methodindicate that a release may have occurred.

ATCP 93.560 Tank system closure. (1) NOTIFICATION.
At least 5 businestays before beginning permanent closure of
tank system, the owner or operator shaditify the authorized

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
RegisterOctober 2013 No. 694 page is the date the chapter was last published. Report errors (608) 266-3151.
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686-47 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.585

(3) OrrsiTEIMPACTS. Offsite impacts appeasuch as the pres field observations and samgtar the presence of a release wher
enceof contaminated soils or free product, dissolved phase pra&Vercontamination is identified or is most likely to be present at
uctor vapors in soils, basements, sewer or utility linesearby thetank site. If the assessor discovers obvious contaminhgon,
watersof the state. or sheshall complete the appropriate assessment sampling, such

(4) INVENTORY VERIFICATION. Inventory verification results asfor the entire system; or for only the tank, or piping, or sumps,
indicatethat a required method of leak detection has failed. Or dispensers, and complete the documentation and reparting
History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; corree  itS entirety All sampling, documentation and reporting under this
tion in (intro.) made under 4.3.92 (4) (b) 7.Stats.Register December 20No. 672 paragraprshall be in a format prescribed by the department.
CN%TZSE'&O” in (intr 0.) made under s13.92 (4) (b) 7. Stats. Register October 2013 Note: The sampling documentation areporting prescribed by the Department
) is contained iMssessment and Reporting of Suspectediwbus Releases &n:
ATCP 93575 Tank-system integrity assessment.  avaiaiohom Document Saies and Disibution at 4622 Ueratsue, Maci

(1) GENERAL. The owner or operator shall assess all suspectedsoln, @\Q/(Ij 53705-2156; or fat telerr:honeD (800) 362—\3\2%3; or datc-

i i i ithi H sales oa.state.wi;us or rom the epartmem‘ site at
obvious r.eleases in accordance Wlth S(Q)). Wlthln ’ bpsmess http://165.189.64.111/Documents/Industry%20Services/ERS/BST/ER-BST-PL-
daysof discovery of any of the conditions described IABCP  TssA_Guide.pdf

93.57Q unless any of the following conditions occur: Note: The format for theeporting is available dtttp:/datcp.wi.gov/Consumer/

; g ina i ights_and_Measures/index.aspx
(a) SyStem equipment or the monitoring device is found to ote: In sectionATCP 93.585releases are required to be reported to the Depart

defectiveand is immediately repaired, re-calibrated or replaceglent of Natural Resources. Failure to notify the DNR of a release may have serious
andadditional monitoring does not confirm the initial result.  consequences such as forfeitures under sectit8.260f the Statutes of $10 to
; : 000for each violation. Each day of continued violation &eparate éénse, and
(b) Inventory control is the method of leak detection, gﬁdersectionATCP 93.180each tank that is in violation is a separafercfe.
allowedby s.ATCP 93.510 (3) (d)and the data is re—evaluate

usingan additional’ days of data, and the re—evaluation does nggég)sfglﬁgstgenﬁﬁrﬁqerassc;;Vshrg;tgoitf?jiggé?gegutsg@ﬁtgg site

showa loss. tified tank—system site assessor who is on the site during the entire
(2) AssessmeNT. The owner or operator shall evaluaied zgsessment.

confirm all suspected or obvious releases by taking one or all of(c) Filing. 1. The documentation required in pé) shall be

thefollowing actions and shall also do in accordance with any o4 wyith the owner or operator no later than 21 business days

corresgonfmgﬂrecﬂye of t_he departme;tt]: after discovery of the conditions that resulted in the assessment.
(@) Tank-system integrity assessmeiiihe owner or operator 2. For all tank or piping removals, and for all releases that

shallhave a precision tightnetesst conducted in accordance withy,
. . ustbe reported to the department of natural resources under s.
S.ATCP 93.515 (4Jo Qetermme whether a leak exists. ATCP 93.585 (2)the documentation required in p@) shall also
(b) Tank-system site assessmefihe ownewor operator shall pefiled with the department of natural resources no later than 21
havethe site assessed for the presence of a release in accordgngphessdays after the tank removal or the discovery of the
with s. ATCP 93.580 release.

History: CR 07-029 cr. Register November 20080. 635 ef. 2-1-09;CR
09-017 am. (2) (intro.)Register July 2009 No. 648f. 8-1-09; correction in (1)
(intro.), (b), (2) (a), (b) made underl8.92 (4) (b) 7.Stats.Register December 201
No. 672 correction in (1) (intro.), (b), (2) (), (b) made under s13.92 (4) (b) 7.
Stats.,Register October 2013 No. 694

Note: Send the documentation that must be filed with the Department of Natural
Resourcesinder thissection to the Environmental Program Associate in the applica
ble DNR regional dice. A map of those regions and the contact information for the
EnvironmentaProgram Associates is available through the folloudMR Web site:
http://dnr.wi.gov/topic/brownfields/contact.html
. History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree

ATCP 93.580 Tank—system _site assessment.  tonin (3))/ (c) 2madeunder s13.92 (4) (b) 7.Stats. Register December 20No.
(1) GENERAL. When a tank—system site assessment is requiredd3g correction in (3) (c) 2. made under £3.92 (4) (b) 7. Stats.,Register October

this chaptey or when directed by the department, the owner G7'3No- 694
operatorshall have the site evaluated for the presence of-a SUS ATcP 93,585 Responding to a leak, spill, overfill or

pectedor obvious release in accordance with $@b. ! :
Note: An “obvious release” means there is an indication of a release, and therreelease' (1) GENERAL. (a) Leaks. Immedlately upon dlscovery

S . . h
both environmental evidence, such as soil discoloration, observable free producQt)any evidence of a leak frontank system or dispensing system,
odors— and a known source, such as a tank or piping with cracks, holes or rust pltbe owner or operator or any contractor performlng work under

or leaking joints. this chapter shall take all measures necessary to stop the leak and

A “suspected release” means either of the following: (a) There is an indibation B . : :
atank system has leaked — such as inventory losses; observable free product OFQ\Prevem migration of any free prOdUCt into the environment.

dence of free product in secondary containnaeulispensers, submersible pumps or  (b) Releases.Immediately upon confirming any suspected
spill buckets; petroleum odors; or leak detection alarm system activattor there ; : :
is no observable environmental evidence of a release; or (b) There is obsenvable relea_sear dl_scovermg any obvious re_leas_e’ the owner or operator
ronmentalevidence of a release, such as soil discoloration or free product, but 8f2all investigatethe extent of contamination, and undertake cor
sourceis unknown. . rective and mitigationactions in accordance with 202.11 (3),

(2) EXEMPTION FROMASSESSMENT. A tank—system site assess Stats.
melnt_flshrequ!red for the fodllowmé; tank S3|’5tem§ Or cOmponents () RepoRTINGA RELEASE. (a) Reporting to the department of
only It there Is a suspected or obvious release: natural resources The owner or operator or a person who causes

(a) Tanks which have eapacity of less than 4,000 gallons ang shall immediately report any release of a regulated substance to
which stored heating oil for consumptive use on the premisgfe department of natural resources in accordance w11
wherestored. (2), Stats.

(b) Tanks located at a private residence or on a farm premisesiote: Releases that must be reported to the Department of Natural Resources

which have a capacity of less thar100 gallons and which StoredundersectionZQZ.]l (2) of the Statutes include the discovery of contaminated soils
! or free product; dissolved phase product or vapors, in soils, in basements, in sewer

fuel for dispensing into motorized vehicles. o or utility lines, or in surface water or groundwater either at the tank site or in the sur
(c) The closure of double-wall pipghen modification or roundingarea; and spills or overfills.

[ P in i ; Note: Releases of substances defined in section 101 (14) of CERCLA that are not
upgradlngls conducted om system that will remain in Operatlon’flammableor combustible liquids must also be reported to the Department of Natural

unlessthe piping is to be closed in—place. Resourcesn accordance with chapter 292 of the Statutes.
(d) Where the entire tank system, including the connections altiote: For more information about reporting releases to the Department of Natural
; i At urcesiefer to the DNR &b site ahttp://dnr.wi.gov/topic/Spills/Report.html
thetank and dlspenser_s, h‘?‘s been placed in liquid-tight Seconcﬁg)site includes a notice to use24—hour hotline number of 800-943-0003 for
containmenfor the entire life of the system. reportingspills.
(3) TANK-SYSTEMSITEASSESSMENTPROCEDURES.(a) General. Note: Failure to notify theDNR of a release may have serious consequences —
_ B B : uchas forfeitures under sectid68.260f the Statutes of $11@ $5000 for each viola
Whena tank-system site assessment is required, the awneﬁon. Each dayof continued violation is a separatéenfse, and under sectiéiCP

operatorshallhave a certified tank—system site assessor documeniiaq each tank that is in violation is a separafense.
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ATCP 93.585 WISCONSINADMINISTRATIVE CODE 686-48

Note: Department of Agriculture,ride andConsumer Protection staind authe b. Nozzlespouts used for compression—ignition fuels for pas

rized agents of the Department, such as Local Program Operators, periodic : _ ; ;
inspectstorage facilities for petroleum products and other hazardous substan ngercars and light-duty trucks shall have an outside diameter

Theseinspectors have authority report any release encountered during thes@ 0.929 to 0.9375 inches.
inspectionghat has not been reported to the DNR by the owner or operaamd— c. Nozzle spouts used for compression—ignition fuels for
these releases may become the subject of formal enforcement actions. heavy—dutytrucks and df-roadheavy equipment shall have an

(b) Reporting to the ownear operator Fuel-delivery persons o sigediameter of either 1.122 to 1.250 inche® 829 to 0.9375
shallimmediately inform the owner or operator of awverfilling anhes.

or spilling whichoccurs during the delivery procedure and whic (e) Hose 1. Hose used fafispensing motor fuels shall be
may result in or be a release. listed and labeled
(c) Reporting under CERCLAThe release of a regulated sub  note: Per sectio®TCP 93.650hose used for fueling aircraft musso meet the
stanceto the environment, that equals or exceedsepp®rtable requirementof API 1529.
guantity under CERCLA shall be reported immediately to the 2. Where fueling hose is allowed to be longer than 18tfeet,
U.S. environmental protection agency hoseshall be reeled or racked unless approved otherwise by the
Note: The CERCLA List of Hazardous Substances and Reportable Quantitiesigthorizedagent or the department.
containedn 40 CFR 302 #Table 302.4. 3. All fueling hose shall be protected from damage.

(8) FIREHAZARD RESPONSE. The owner or operator shaden 4. Hose and fittings used for dispensing motor fuels shall be

tify, mitigate and monitofire and explosion hazards, such as th;an L . ; .
! ! ’ aintainedn a manner where they are not subject to being driven
presencef free product or vapors in structures. overby vehicle trfic.

(4) PREVENTION OF FURTHERRELEASE. The owner opperator 5. Hose and fittings used for dispensing of flammable and

shall take ﬁctlon.to prevent fulrtggr rellclea?ehofftf;le regulated syl stibleliquids shall be periodically inspected for wear and
stanceto the environment, including all of the following: stress. Hose or fittings that are suspecthave the appearance of
(a) Removing and safely storing as much of the regulated Syxarshall be immediately replaced.
stancefrom the tank system as necessary to prevent further releas%) Emepgency shut-offialve 1. All new or replacement dis
to the environment. o _ pensingdevices for Class | liquids shall be provided with
~ (b) Taking stepso prevent migration of the substance, ineludjouble—poppeteat-actuated engancy shut-dfvalve that will
ing managing any contaminated soils or water in accordance vW§tBpthe flow of fuel if the dispenser is displaced from its base, or
ch.292 Stats. if the fusible link is activated.
(5) DEMONSTRATION OF ADEQUATE CORRECTIVE ACTION. (@) 2. Anytime an emgency shut-dfvalve is replaced, the
No later than 21 business days after reporting a release underyige shall meet the requirements of subd.
section,the owner or operator shall submit documentation to the (g) Water level in tanks 1. Tanks used to store motor fuels
departmenbf natural resourcesemonstrating compliance with keroseneshall have thevater level checked and recorded at least
subs.(1) (b) and(4), anddemonstrating that the corrective ancbnceper month.

mitigation actions which were taken have accomplished or will 5 Anytime the water level exceeds 2 inches, the water shall
accomplishall of the following: be removed within 5 days. '
1. Restoration of the environment to the extent practical.  (2) porrasLEcoNTAINERS. (a) Portable containers for the sale
_ 2. Minimization of the harmful é¢cts from the release to theor purchase of a flammable or combustible liquid shatlbarly
air, lands or waters of Wfconsin. markedwith the name of the product.

(b) Any repairs or changes to a tank systiwat are made  (b) Liquids having a flash point of less than 3®@nay not be
becausef a release reported under this section shall be reportti§pensednto a portable container or portable tank unlesefall
to the department within 21 business days of completing the rephis following conditions are met:
or change. ) 1. The container or tank is substantially bright red in color

History: CR 07-029cr. Register November 2008 No. §35. 2-1-09. 2. The container or tank has a Iisting mark from'ruiepen
denttesting agency

(c) No kerosene, fuel oil or similéiguids having a flash point

ATCP 93.600 Applicability. This subchapter applige ?a{bllg?;iﬂhrg?irg Q)?grgg ?ggd into any portable container of por

all new and existing motor fuel dispensing facilities, except where (3) DISPENSINGOPERATIONS. (a) All dispensing areas shall be

specifiedotherwise. p SN k .
History: CR 07-029cr. Register November 2008 No. 638, 2-1-09. 3L?;/r:g?]%\lljvrltshc)l;gdh;rrll%e\ggere fuelingoperations are performed

ATCP 93.605 General fuel dispensing require - (b) Dispenser displays shall be located to be fully visible to the
ments. (1) STANDARDSAND INSPECTIONS. (a) General. Periodic ~ Personfueling the vehicle. _ _
and annual inspections and maintenance shall be conducted ifc) All surfacearea within a 30 foot radius of the dispenser

SubchapterVI — Dispensing of Motor Fuels

accordancevith PEl RP500 and RP900. shallbe maintained free of high grass, weeds and debris.

(b) Electrical continuity At least once each calendar yetis (d) Fuel may not be dispensed using tank pressurization.
penserdor motor fuel that is &£lass | liquid shall be tested for (4) DISPENSERABELING. Dispensers at facilities subjectthe
electricalcontinuity in accordance with PEI RP400. requirement®f ch. ATCP 94shall be labeled in accordance with

(c) Records. Records shall be maintained for urgteund ~therequirements of that chapter _
tanksin accordance witts. ATCP 93.500 (9)and for above (5) ATTENDED AND UNATTENDED FUELING. (a) To be consid
groundtanks in accordance with ATCP 93.400 (1). eredas being amttended fueling facilitthere shall be at least 1

(d) Nozzles 1. Nozzles used for dispensing motor fstell attendantegularly on dutyon a daily basis, but not necessarily
belisted and shall be automatic closing. duringall hours of operation, to supervise, obseme control the

Note: Latch-opennozzles may be prohibited in some of the circumstancedCtualdispensing of fuel.
addressedby this chapter _ (b) All point-of-sale dispensing systems, whether attended or
2. New and replacement nozzle spouts shall comply with onet, shall meet the requirements in MFBOA section 9.5 for unat
of the following: tendedself-service motor fuel dispensing facilities.
a. Nozzle spouts used for spark-ignition fuels shall have an(c) 1. All new fueling facilities that are not attended as speci
outside diameter of 0.807 to 0.840 inches. fied in par (a) shall have pipeline catastrophic leak detection, and
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sumpmonitors if so equipped, that will automatically shut down 5. Tank wall thickness and joint configuration shall ihe

either the submersible pump or thiispenser operation uponaccordancevith UL 142.

detectionof a system leak. 6. a. The fill opening for the tank shall be liquid tight, lock
2. All existing fueling facilities that are not attended as specgibleand separate from any other opening.

fied in par(a) shallhavepipeline catastrophic leak detection, and b. Tanks used to dispense gasoline shakquipped with a

sumpmonitors if so equipped, that will do either of folowing  droptube at the fill opening, that terminates within 6 inches of the

upondetection of a system leak: tank bottom.
a. Automaticallyshut down either the submersible pump or 7. Tanks shall be provided with an updraft-type vefixed

the dispenser operation. to an 18-inch high standpipe, and the vent shall comply with one
b. Send an alarm to a facility that is &af24 hours a day  of the following:

daysa week. a. For tanks up to 660 gallons — a 2-inch vent.

Note: As an example, paragrapt) would not apply to a convenience store and . For tanks of 661 to 900 gallons — a 2.5-inch vent.
retail station that closes each day at 10:00 p.m. and then continues to operate its point— .
of-sale card-reader dispensers until the store and station reopen the next day c. For tanks of 901 to 1,100 gallons — a 3-inch vent.

(6) OVERFILL PROTECTION. Before cklivery of produd into a 8. Tanks shall be provided with a liquid—level gauge.
storageank the diver, gperata or @tendam of the ark vehicleshall 9. a. Tnks that store Class | liquids shall be provided with
measurehe available @paciy of the tank The available @pacity a permanently mounted, listed pumping device.
shallbe nore hen the \olume d the produd to ke celivered. b. A pump usinga gasoline combustion engine may only be

(7) ProbucTTRANSFERS. Fuel from public access fueling dis usedon tanks containing Class Il or Il liquids.
pensersnay only be transferred into integral vehicle and equip  10. Tank wagons shall be provided with listed fueling hose
ment fuel supply tanks, contractor pickup mounted cross—oveHatis stored and secured on a hanger or hose reel.
tanks,and approved portable containers that hasapacity of 10 11. The pump shall be equipped wilmanufactured anti

gallonsor less. siphondevice.
History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR Lo .
09-017 (1) (f) and (g) renum. from Comm 10.615 (5) (a) 1., 2. and (6) (HL)ctf) 12. Where Class | or Il liquids are dispensed, means shall be

(title) and (g) (title)Registerduly 2009 No. 643ef. 8-1-09; correction in (1) (c), (4) providedto electrically bond the tank to the equipment being
madeunder s13.92 (4) (b) 7.Stats.Register December 20No. 672 corrections fueled
in (1) (c), (4) made under s13.92 (4) (b) 7.Stats.,Register October 2013 No. 694 : L .

13. Frames, chassis, tires, and rims shall be constructed and

ATCP 93.610 Fuel dispensing systems using maintainedso theyare adequate to support the weight of the sys
aboveground mobile tanks. (1) TANK waGons. (a) General ~témand keep it stable. _
1. Tank wagons shall be constructed and used in accordance with14. a. The product stored in the tank shall be clearly marked
this subsection. onthe tank. _
2. Existing tank wagons shall be brought into compliance b. Tanks with multiple compartments shall also be marked at
with the requirements in pae) within 5 yearsafter February 1, thefill point of the tank.
20009. 15. Nozzles may not have a latch—open device.
Note: In accordance with sectidiTCP 93.700tank wagon owners and operators  (f) Operations involving tank wagond. Tank wagonshall
z\':\/r”e.requwed to complyvith the financial responsibility requirements in subchaptebehempty 8]: liquid prOduglt. while being tgwledf ahe hp_r?]mises
; whereused or on any public—access road, lane or highway
(b) Duration of use A tank wagon may stay on the custoser 2. Tank wagons shall be protected from public access and

premisedor a maximum of 24 months. - . i ) !
(c) Location and type of uséhe use of tank wagons is Iimitedeb“C vehicle colhsmn_whlle on the premises where used.
to the fueling of vehicles and equipmenttie following opera 3. Tanks placed within 25 feet of a public roadway shall be
protectedby collision protection.

tions:
4. Tank wagons thatontained Class | liquids immediately

L La.ndflll and mine, pit and quar.ry operathns. . beforetransport shall be pged of flammable vapors before trans
2. Highway or runway construction, including associategyort off of the premises where used.

matenalprocess!ng sﬂe;. o o 5. Thefueling operator shall remain in attendance at the dis
3. Construction projects for buildingstructures and utilities. pensingnozzle while fuel is flowing.

4. Logging and woodcutting operations. 6. Fuel may not be dispensed using gravity digghar
5. De-watering operations. 7. No more than 1 tank wagon may be towed at one time by
6. Farmingoperations included under the definition of farmatransport vehicle.
ing. 8. Support shall be provided for single—axle units to prevent
7. Trail grooming. tipping.
8. Fueling of heating or cooling units on semi-trailers. 9. a. Bnk placements shall comply with the setback require
(d) Limitations on location and type of us&é. Tank wagons mentsin s.ATCP 93.630 (2) (_a)exc_ept as provided in sutfl.b.
may not be used for fueling vehicles unless the vehiclededte b. Where setbacks required in suBda. cannot be met, the
catedto the operation of the specific project or facility setbacksrom buildings and public ways shall be the maximum

2. Tank wagons may not be used for general fueling of ﬂeggowed by the current conditions at the site, as approved by the

vehicles or any retail sales, thorizedagent or the department.

e (2) MovaBLE TANKS. (&) General. This section applies to tem
(e) Specifications for tanagons Tank wagons shall be con a1y sesof aboveground storage tanks constructed in aecord

structedin accordance with all of the following: ancewith NFFA 30 section 21.4.2. or a similar standard recog
1. The maximum total capacitf a tank wagon shall be 1,100nized by the department.

gallons. _ _ o (b) Duration of use.A movable tank may be used on the-cus
2. The maximum capacity of a tank or individual compartomer’sproperty for a maximum of 24 months.

mentused to store Class | liquids shqll be 330 gallons.. (c) Location and typef use. Movable tanks may be used only
3. The tank shall be permanentlyixed to the chassis. for fueling of vehicles and equipmenttime following situations:
4. Tanks shall be coated on the exterior to inhibit rust. 1. In accordance with sufi) (c) 1.to7.
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2. At recycling centers and refuse centers. (d) Specifications for tank vehicle4. Tank vehicles shall be
3. At power generating stations. constructedn accordance with NFAP385.

4. For short-term use during fuel storage equipment change 2. Readily accessible and functional portable fire extinguish
overs. ersshall be carried on the vehicle as required by NB85.

S . Note: NFFA 385 requires 1 portable fire extinguisher wittnenimum rating of
(d) Limitations on Iocatlo_n and typef use. Movable tanks  4a; 40-B:C — or 2 or more extinguishers, each hawnginimum rating of 2A,
may not be used for any retail sales, or for fueling vehicles unlemsB:C. NFR 385 and this chapteequire portable fire extinguishers to be main

the vehicles are dedicated to the operation of the specific projéaitedin accordance with N#P10.

or facility. 3. Tank vehicles shall carry all of the following supplies:
(e) Specifications for movable tanks. Movabk tanksshall a. A storm drain plug kit.
be constructel in eccordane with the design sandard d NFPA 30 b. A containment berm with a minimunfedtive length of
section21.42 or a $milar sandad recognize by the cepartment. 12 feet.
2. Nozzles may not have a latch-open device. c. Non-water absorbent materéipable of absorbing a mini
3. The maximuntapacityof a movable tank shall be 1,200mum of 25 gallons of fuel.
gallons. (e) Transfer into tank vehiclesFuel may be transferred into
4. Movable tanks are not required to be listed. atank vehicle only frona fixed storage tank system, except where
(f) Operations involving movable tankd. a. &nk place this chapter permits othferW|se for emencies.
mentsshall comply with the setback requirements iNECP (f) Operations involving tank vehiclesll operations involv
93.630(2) (a) except as provided in suldd.b. ing tank vehicles shall be in accordance with all of the following

b. Where setbacks required in subda. cannot be met, the requirements: _ _
setbacksrom buildings and public ways shall be the maximum 1. The fueling operation shall take place outdoors, and the
allowedby the current conditions at the site, as approved by theint of transfer shall be at least 15 feet from a building.

authorizedagent or the department. . ~ 2. Fuel may not be dispensed using gravity digghar
A_I_Nccl)jt(-:é.?)l.:t_)o::“rofarm|ng operations, there are additional setback requirements in section 3. Expansion space shall be left in each tank to prevent over

2. Movable tanks shall be protected from public access afidV I the event of arise in temperature.
public vehicle collision. 4. Nighttime deliveries shall be madeviell-lightedareas,

3. Tanks placed within 25 feet of a public roadway shall Ie'l means of lighting shall be provided for the dispensing and
protectedby collision protection. eliveryarea. . . . . .

4. Thefueling operator shall remain in attendance at the dia 2. fTh'T. tank vehicle shall have its flashights in operation
pensingnozzle while fuel is flowing. uringfueting. . - - .

(3) Tank VEHICLES. (&) General. This section applies to tem . 6. Fueling operations are prohibited within 25 feet olgsh
porary uses of tank vehicles that are constructed in accordali@ source. ) .
with NFRA 385. 7. Dispensing operations may not take place where either the

Note: See sectioATCP 93.330 (4jor requirements for converting a tank vehicle Operationor a fuel spill would impede either egress from a build

to a stationary tank. ing or facility access by emgency response personnel.

Note: In accordance with sectioNTCP 93.700 owners or operators of tank : . . . e
vehicleswho conduct fuelingn accordance with this section are required to comply 8+ Fu€ling operations shall take place in locations that utilize
with the financial responsibility requirements in subchapter VII. naturalfeatures or manmade barriers such that a spill will not flow

(b) Duration ofuse Tank vehicles may remain on the custominto & building or into the waters of the state.
er’s property for a maximum of 5 days unless any of the following 9. The company providing the mobile fueling service shall

conditionsapply: maintainan agreement with local emegency response provider
1. The tank vehicle is used to fill aircraft in accordance withnlessthe company is equipped to provide egency response.
s.ATCP 93.650o0r aircraft support equipment. 10. The 2 vehicles shall be electrically bonded when dispens

2. Prior to the tank vehicle arriving at the customeroperty ing Class | or Il liquids.
thelocal fire department has approved conditional use for more 11. a. Where the fueling operation is accessible to the public,

than5 days. precautionsshall be taken, such as the placement of signs, to
3. The tank vehicle is converted to a stationary tank in accoftptify the public that fueling is in process.
ancewith s.ATCP 93.330 b. The signs shall have blakkters at least 2 inches high with

Note: Federa Spill Prevention Contrd and Countermeasureequiremerg in 40 a minimum stroke width o¥2 inch on a yellow background.
CFR112include povisiors for ssconday containmenfor tark vehicles while parked. . X
c. The signs shall read as follows:

(c) Locationand type of useTank vehicles may be used only .
for transferring fuel into a fixed—tank system, or for fueling of NO SMOKING
vehiclesand equipment in the following situations: FUELING IN PROGRESS

1. With the expressed permission of the local diepartment. AUTHORIZED PERSONNEL ONL”

2. Fueling of vehicles and equipment on the custt B ) 12. All engines, motors, and electrical equipment not essen
ises and in connection with the business, for the uses listed in sH%lsto the fueling opc_aratlon shall be shut dow_n. .
13. The fuel delivery nozzle shall be put in contact with the

H© 1't0.7' and(2) (c) 2: L . fill pipe before the flow of fuel begins, and this contact shall be
3. Fueling of fleet vehicles or locomotiviesaccordance with continuouslymaintained until the flow stops.

this subsection. C .
Note: This type of fueling is also known by the term “wet-hose fueling.” 14. The operator Sh.a” remain in attendance adtispensmg
nozzlewhile fuel is flowing.

4. Fueling of watercraft undeemegency conditions in . .
: (4) OTHERMOBILE TANKS. Written approval shall be obtained
ggioggigggvg%s.ATCP 93.640 (5)r as allowed under NFP from the department prior to dispensing fuel from any mobile tank
Note: NFFA 30A section 1.9 allowsfueling of Class Il fuels directly from a tank thatis not addressed in Sulﬁ$) to (3)

i i P ; ; i History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; corree
\r{zrs]::.le,for commercial or governmentahtercraft used in connection with the busi tion in (1) () 9. a., (2) (0 1. &, (3) (b) 1., 3., () 4., 5. made undes.82 (4) (b) 7.

. . . . Stats. Register December 20NNo. 672 corrections in (1) (f) 9. a., (2) (fL. a., (3
5. Fueling of aircraft in accordance withATCP 93.650 ()1, 3.,g(c) 4., 5Register October 2013 No. 634 ®0 @2, @)
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ATCP 93.615 Fuel dispensing systems using providedin s.ATCP 93.640 (4)and(5) for residential watercraft
aboveground fixed tanks. (1) GeNerAL. Aboveground andemegency fueling.
fixed-tankfud dispensimg facilities shall comply with NFPA Note: SectionATCP 93.640 (4has requirements for residential non—-public-fuel
30,NFPA 30A, PEI RP20Q ss. ATCP 98.445t093.470and this ing of watercraft. SectioATCP 93.640 (5allows watercraft to be fueldbm a tank
seétion ! vehicleunder emeagency conditions.

. . - : (4) LIMITATIONS ON LOCATION AND TYPE OF USE. There are no
for(g)ﬁEeUdR—AtTalr?(Nng U(;Sigbgrk\]giz '?argli!['y':]%r\‘/iggjdﬁggtagﬁg generallimitations on location or use for fixed fuel tanks.
installed,operatel and maintainedin compliane with this hapter. (5) SPECIFICATIONS FOR FIXED-TANK FUEL DISPENSINGFACILI-

(3) LOCATIONAND TYPEOFUSE. (a) A fixed—tank fuel dispens T'ES: (@) Tank listing Tanks shall be listed and labeled appropriate

ing facility may be used for any type of fueling, subjecttte t© their use. o _ B
requirementf this chapter (b) Installer certification. Installation shall be by a certified

(b) A fixed-tank fuel dispensing facility shall be used for alnstaller. _ _ B
of the following types of fueling: (c) Setbacks for public access fuelinbhe setbacks specified

1. Public access fueling of trucks and automobiles. in Table 93.615-A for public access fueling shall be maintained

2. General fueling of fleet vehicles, except where a tarfit all times.
vehicleis allowed under SATCP 93.610 (3) (d) Setbacks for other fuelingl. The setbacks specified in

3. Fueling from aboveground tanks at a farm premises orl @ble93.615-B for fleet vehicle fueling shall be maintained at all
constructionproject, which have a capacity of 1,100 gallons dFmMes.
moreor which do not meet the required setbacks. 2. There is no required setback between the dispensénand

4. Fueling from tanks that are used on the same premisestfikat a farm premises onstruction project, in accordance with
morethan 2 years, unless otherwise allowed under this chapt&ATCP 93.630 _

5. Aircraft fueling inaccordance with the dispensing require  (€) Setbackmeasuement 1. The setback distances for vaulted
mentsin s.ATCP 93.650exceptwhere use of tank vehicles is alsdanksshall be measured from the outer perimeter of the vault.
allowed,in accordance with the requirements for tank vehicles in 2. The setback distances for tartkat are placed in diked
S.ATCP 93.610 (3) areasshall be measured from the inner edge of the dike wall.

6. Watercraft, snowmobile andTA fueling in accordance 3. The ®thak dstance for dl tanks dher then vaulted o diked
with the dispensing requirements inAS.CP 93.640except as tanksshal be nmeasurd from the autermos surface d the fank.

Table 93.615-A
Setbacks for Abovegound Tanks Used for Public Access &hicle Fueling

Individual Setback From Setback Setback From Lot Setback Minimum
Tank Nearest Impor- From Near Line That Can be From Near Distance
Type of Tank Capacit tant Building on est Retail Built Upon, Includ - Side of a Between
(pal) y Same Poperty Dispenser ing the Far Side of | Public Way Tanks
9 (ft) (ft) a Public Way (ft) (ft) (ft)
Separate
compartment
Vaultedt 0-15,000 0 0 0 0 for each tank
Protected 0-6,000 5 0 15 5 3
6,001-12,000 15 0 25 15 3
Fire-Resistarit 0-2,000 25 25 25 25 3
2,001-12,000 25 25 50 25 3
Other code-
complying tank 0-2,000 25 30 50 50 3
2,001-12,000 50 50 100 50 3

1A vaulted tank is one placed in a liquid-tight concrete enclosure consisting of 4 walls, a top and a bottom that completely encloses the tank and provides protec
tion from physical damage and limits heat transfer from a high intensity liquid pool fire.

2 A protected tank is a listed and labeled system that consists of a primary tank along with integral secondary containment which provides protection from
physicaldamage and limits heat transfer from a high intensity liquid pool fire. Systems listed as complying with UL 2085 or an equivalent stamiiidract
protectedanks.

3 A fire—resistant tank is a listed and labeled primary tank with or withtegral secondary containment that provides protection from heat transfer from a
high intensity liquid pool fire. Systems listed as complying with UL 2080 or an equivalent standard are considered fire-resistant tanks.
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Table 93.615-B
Setbacks for Abovegound Tanks Used for Fleet #hicle Fueling Only

Individual Setback Fom Setback Setback From Lot Setback Minimum
Tank Nearest Impor- From Line That Can be From Near Distance
Type of Tank Capacit tant Building on Nearest Built Upon, Includ - Side of a Between
pactly Same Popert Dispenser | ing the Far Side of | Public Wa: Tanks
(gal) perty p g y
9 (ft) (ft) a Public Way (ft) (ft) (ft)
Separate
compart-
Vaultedt 0-15,000 0 0 0 0 ment for
each tank
Protected 0-6,000 5 0 15 5 3
6,001-12,000 15 0 25 15 3
Fire—Resistadt | 0-2,000 25 0 25 25 3
2,001-12,000 25 0 50 25 3
Other code- Sgaggol for
complying tank <20.000 for
Class Il or lll 25 0 50 25 3

1A vaulted tank is one placed in a liquid—tight concrete enclosure consisting of 4 walls, a top and a bottom that completely encloses the tank and provides protec
tion from physical damage and limits heat transfer from a high intensity liquid pool fire.

2A protected tank is a listed and labeled system that consists of a primary tank along with integral secondary containment which provides protection from physi
cal damage and limits heat transfer from a high intensity liquid pool fire. Systems listed as complying with UL 2085 or an equivalent stzomiade i@e
protectedanks.

3A fire—resistant tank is a listed and labeled primary tank with or without integral secondary containment that provides protection from heat transfer from a
high intensity liquid pool fire. Systems listed as complying with UL 2080 or an equivalent standard are considered fire-resistant tanks.

(f) Secondary containment. Diking or a similar system shall (L) Spill prevention. Spill and overfill control shall be pro
be used to provide secondary containmentaboveground tanks videdin accordance with &4TCP 93.410
in accordance with NP30 section 2211 or 22.1.2, and s.  (m) Overfill prevention.1. Tanks that arélled via hand-held
ATCP 93.420 nozzlesshall be constantly attended durimduct delivery and

2. a. When any undground piping is installed as part of ashallbe provided with a vent whistle or with other overfill preven

newtank system or when 50 percent or mafra run is replaced, tion equipment which provides a visual signal at 90 percethieof
the piping shall be provided with approved secondary contaitank’s capacity

mentwith approved leak detection 2. Tanks that are filled by means of a tight connection between
b. The material used for bothe primary and secondary eon the delivery hose and the fill pipe or a similar device acceptable
tainmentshall be liquid- and vapor-tight. to the department shall be provided with overfill protecéqnip
(g) Collision potection. Aboveground motor fuel tanks shallmentwhich complies with NFR 30 section 21.7.1.5.
be protected from vehicle impact in accordance witiKECP (n) Leak detection for abovegund tanks.Leak detection for
93.430 abovegroundanks shall be provided in accordance with one of
(h) Abovegound piping. 1. Aboveground piping may not restthe following: . _ o
directly on grade. 1. Where dikes are provided, a minimum of 2 &l be pro

Y;ped between any new tank and the toe of the dike walls, and a
minimum of 3 inches shalbe provided between the bottom of any
g L . . newtank and the dike flopto allow for visual inspection of the
_3. Pipingshall be supported against impact, vibration, expagyteriortank surface, except as provided in subar as other

sionand contraction. _ _ wise approved by the department.

4. Collision protection shall be provided on all sides of above 5 \yhere double-walled tanks are used or where clearances
groundplplpg not protegted by a structure, building or dike yvallfor visual inspectiorof the primary containment surface are not

5. Collision protection shall meée performance require provided as specified in subtl, interstitial monitoring shall be
mentsin s.ATCP 93.430 providedas specified in ATCP 93.515 (7)

() Undergound piping. Any undeground piping shall com (o) Tank encloswes. Aboveground tanks shall be provided
ply with the leak detection requirements for pressurized pipiRgth enclosures in accordance with s(i).
speplfledln S.ATCP 93.510 (4) _ _ ~ (6) OPERATIONS INVOLVING FIXED-TANK FUEL DISPENSING

(i) Check valvesA check valve shall be installed in the piping=aciLiTiEs. Operations involving fixed-tank fuel dispensfagil-
ata point where connection and disconnection is made for tafiks shall follow the requirements in NAFBO, NFRA 30A and all
vehicleunloading. The valve shall be protected from tamperingof the following:

(k) Vents and fill openingl. Fill and vent openings shall be (a) Fuel may not be dispensed using gravity digghar

2. All aboveground piping shall be of steel and be coated
otherwise protected to inhibit corrosion.

separate. (b) Aboveground tanks may not be used for vehicle fueling at
2. Tanks shall be provided with bottom loading or a fill pipeesidencesgxceptas allowed in SATCP 93.640 (4jor watercraft
thatterminates within 6 inches of the bottom of the tank. fueling.

3. Al fill pipes for aboveground fueling tanks shall be locked, (7) ABOVEGROUNDTANK ENCLOSURES. (@) The area around an
and shall be labeled andolor coded as specified in ATCP  abovegroundnotor vehicle fuel tank and its secondary contain
93.230(12). mentshall be secured by a 6—foot high noncombustible building
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or by a 6-foot high noncombustible fence with a gateept (H A means of two—way voice communication betwéean
whereexempted under pab) or (c). customer and attendant shall inaintained while the facility is

(b) If the property on whicthe tanks are located has a perimeoPpento the public and an attendant is on duty
ter security fence, additional enclosure of the tank system is not(g) No vehicle may be fueled from an aboveground storage
required. tankwhile the storage tank is being filled.

(c) For tanks that have a capacity of 1320 gallons or less; encldlistory: CR 07-029cr. Register November 2008 No. 3. 2-1-09.
sureof the tank and secondary containment by one of the-struc ) ]
tureslisted in par(a) is not required il of the following condi ATCP 93.630 Fuel dispensing at farms and con -
tionsare met: struction projects. (1) GeENerRAL. (a) Abovegound tanks.
1. The fill opening of the tank is kept locked. Abovegroundstorage tank systems for fueling operations at a
. . L . . farm premises or construction project shaimply with the
. The ellectrlcal cgntrol panel is §ecured |n5|dg ofa bu”d'nﬂaquirementmf NFRA 30A chapter 13 and this section.
- The dispenser is secured against unauthorized use. (b) Limitations on location and type of us€he tanks may not
. The top of the tank is at least 6 feet above grade. be used for fueling vehicles unless the vehicles are dedicated to
. Dusk-to—dawn lighting is provided above the tank areahe operation of the farm premises or construction project.
6. All tank system vents terminate at least 12 feet above grade(c) Specifications for tanksl. The tanks shall be constructed
Note: Federal Spill Prevention Control and Countermeasure regulatiet in in accordance with NFFP30A chapter 13 and this section.
CFR 112 may require fencing for tanks with capacities of more than 1320 gallons. .
L . . 2. Nozzles may not have a latch—-open device.
(d) Buildings or fences under this subsection shall be made . L .
entirely of noncombustible materials and have a minimum of 1 3: There is no minimum required setback between the tank
exit in compliance with chsSPS 3610 366. andthe dispenser

(e) Buildings or fences may not be supported by the tanks the (d) Qperations involvinganks. Operations shall be in accerd
enclose. ancewith NFFA 30A chapter 13.

(f) Buildings or fenced enclosures shadk be used for oceu  (€) Security. The tank system shall be equipped so either the
pancy,storage or any other use unless specifically allowed undi4se, hanger or outlet valve can be locked to prevent tampering.

as~wbdN

chs.SPS 3610 366. (2) MODIFICATIONS TO SETBACKS IN NFPA 30A SECTION 13.2.3.6.
(9) Fences surrounding tanks shall be of chain-link demign(a) Farming operations ‘For farming operations using a tank
otheropen fencing approved by the department. without secondary containment, the tank and the fueling epera

tion shall beplaced outside of a building and at least 40 feet from
(h) Gates and doors shall be normally locked. ; : g
History: CR 07-029cr. Register November 2008 No. §35. 2-1-09; corree thenear side of a pu_b|IC wand from a building or structure used
tion in (5) (n) 2. made under £3.92 (4)(b) 7, Stats.Register November 2008 No. for any of the following purposes:
635 CR 09-017am. (1), renum. (5) (a) 1., 2., and (6) (b) to be Comm 10.605 (1
and(g), renum (5) (b)( o (p) and ((6; ((c)) fo {5 (a) to((g)(a%d ©) (0), 5) (3) (title)( )® 1. Human occupancy
and3. to 6.Register July 2009 No. 648f. 8-1-09; correction in (1), (3) (b) 5,,

6.,(5) (¢), (d) 1., 2., () 1., (9), (h) 5., (i), (k) 3., (L), (n) 2., (B), (V) (d), () mad 2. Housing of any livestock.
. (5) (c), L2, (H1., (9), . (@), . ), (n) 2., (B), () made . . . .
unders.13.92 (4) (b) Z.Statsg.]Register December 20No. 672corrections in (1), 3. Storage or repair of any motor—driven vehicle or machine.

3) (b) 2., 5., 6., (5) (c), (d) 1., 2., () 1., (@), () 5., (), (¥) 3., (L), (n) 2., (6) (b) mad i i
dor & 1565 (4 (0 7 Qs cgisier Octoar Sh13No, 644 -+ & ©)mede 4. Storage of chemicals, pesticides or other fuels.
5. Storage of hay or similar cropasceptible to spontaneous
ATCP 93.620 Public access motor vehicle fueling combustionif stored in a combustible building or structure.
operations. (1) GENERAL. (a) Publicaccess fueling operations (b) Other operations.For all operations within the scope of

shall follow the operational requirements of NKBOA and this this section using a tank without secondary containmeathier
section. thanfarming, the tank and thieeling operation shall be placed

(b) When the product dispensed from a tank system is Changé@Idean_d at least 40 feet from the near side of a public way and
from a Class | liquid to a Class Il or IlI liquid, the department’Trom any important building or structure.
district petroleum products inspectiorfioé shallbe notified, and (c) Operations using secondacpntainment tanksAll opera
the new product shalbe tested and approved before being disionswithin the scope of this section usingaak with secondary
pensed. containmentshall follow the setback requirements Table

Note: See the Departmest’' Web site at http://datcp.wi.gov/Consumer/ 93.630.

Weigh M index.
eights_and_Measures/index.aspx (3) TANKS OF LESS THAN 1,100 GALLONS. (@) Aboveground

(2) DISPENSINGAREA SAFETY. (@) Equipment or device®t .\ qihat have a capacity of less than 1,100 gallons shall comply
requiredfor, or not integral to the fueling operati@uch as vend Y\néh this subsection before use.
e

ing machines or automated teller machines, may only be instal : T
9 » may only (b) Installation shall be by a certified installer

outsideof the fuel dispensing area. © Th ified installer shall fill out@nk installati -
; i c e certified installer shall fill outt@nk installation notifi
(b) Containers of LP gas and similar fuels may not be IOcatggltion,form ERS-10764and provide the form to the authorized

within 20 feet of any motor fuel dispenser . X
No Class | liquid. other than fuel beina dispensed. ma 8%entor the department for inspection of the tank system.
(C) O g guid, . g p ! y ote: Form ERS-10764 — Farm & Constructi&ST Installation Notification
locatedwithin 20 feet of any motor fuel dispenser is available from the Bureau oféghts and Measures, PO Box &89Madison, WI

H i83408-89110r at telephone (608) 224-4942, or from the Bured\Eb site at
the(]gl}eﬁ:gﬁlisgfnasﬁ’]aclltgl’evaethlﬁ:?:t 14 years old to dISpense fuel Iﬁtﬁé://datcp.wi.gov/Consumer/Weights_and_Measures/index.aspx

(d) Before a tank may be filled or used, the tank system shall

_(e) Combustible merchandise placed within 20 feet of a fugl inspectedr authorized for use by the authorized agent or the
dispenseshall meet all of the following requirements: department, except as allowed otherwise by (gar
1. No combustible merchandise, including pallets and-pack (e) The owner shall remit the inspection fee undeBets 302
agingmaterial, may bevithin 3 feet horizontally of the dispensery, the authorized agenr the department before filling or using
cabinet. thetank.
d2' Tkhe height of .tr}e merchandise (él%p}lcﬂtycludk;ng palletds () Thetank shall be inspected within 5 business days after
andpackaging material, may not exceed 3 feet above grade. ,iication for astandard inspection and within 2 business days
Note: Trash receptacles and window washing contaitiesare for public use after notification for a priority inspection, except as provided in

arenot considered merchandise under this sectiomddW washing solution in cen
tainersfor sale to the public would be considered merchandise under this sectiopal. (g)
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(g) The tank may be filled and used if the inspection has nmtFEETFROMBUILDINGS. Aboveground tanks which have a capac
beencompleted within the time limits after notification specifiedty of 1,100 gallons or more, or which are located less than 40 feet
in par (f). from either the buildings and structures listed in g@p.(a) or

(h) Tanks that are filled via hand-held nozzles sl importantbuildings or structures, shall comply with all of the fol
constantlyattended during produdelivery and shall be provided 'oWing: .
with a vent whistle owith other overfill prevention equipment (&) Tank listing The tank shall be listed and labeled for above
thatprovides a visual signal at 90 percent of the tokpacity ~9rounduse.

; ; (b) System design and locatioifhe tank system shall comply
are(gdi'q;i\r’::ic? %?g\ﬁgemgggfﬁg on noncombustible supports t%%h the specifications for dispensing facilities iR$CP 93.615

h fth K hall h gsc? with the following exceptions:
| 2| Tthe ba?? IO t ehtan su_{?portgfs a# bﬁ‘ at the same gr. ©1. The tank system and the fueling operation shall be located
evel as the vehicles when positioned for fueling. in accordance withdble 93.630.

3. The bottom of the tank, irrespective of any supports, shall > \ghicle collision protection may be omitted where a dike
beelevated at least 6 inches above the surrounding grade.  meetingthe requirements of this chaptepi®vided for secondary

(4) TANKS OF 1,100GALLONS OR MORE, OR LOCATED LESSTHAN  containment.

Table 93.630
Tank System Setbacks for anks With Secondary Containment

%ﬁgggﬁf Distance to Neaest Building, Haystack or Combustible Distance to Poperty Line That Is or Can Be Built
(gallons) Structure or Neatest Side of Any Public Viay Upon, Including the Opposite Side of a Public \&y
275 or less 5 feet 5 feet
276-750 5 feet 10 feet
751-12,000 5 feet 15 feet
12,001-30,000 5 feet 20 feet
Any size The minimum setback between multiple tank fueling systems is 200 feet.

(c) Administrative equirements.1. The tanlsystem shallbe  (2) PuBLIC ACCESSWATERCRAFTFUELING. (a) General. 1. All
installedin accordance with the manufactuseinstructions, the tanks,and any associated pump that is not integral with the dis
applicablenational standards adopted inAF.CP 93.200plans pensingdevice, which are useith fueling watercraft shall be
andspecifications approvashder sATCP 93.10Gand this chap locatedon land or ora pier of solid—fill construction, except as
ter. allowedotherwise in sub.

i i Note: The placement of piers is subject to the requirements of chapter 30 of the
2. The tank system installation shall be performed or SUp%ﬁatutes, and may need permits from the Department of Natural Resources or local

vised by a certified installer zoning or building departments.

3. The tank system shall be inspected in accordance with s. 2. The components listed in sulidmay be located on other
ATCP93.115 (2) typesof piers if all of the following conditions are met:

4. The tank shall be register@daccordance with ?ATCP a. The plans submitted for review clearly describe the size and
93.140 _ type of pier
noﬂ'iff?%'(c??(s‘ﬁeﬁ’,z&‘)’“(ge(?éfﬁﬁf),N f.""(zg)"frszl?%n’:‘gdgﬁéggf&‘zﬁ;rif b. The tank is a listed and labeled double-wall tank.
Stats. Register Decembe&t011 No. 672 corrections in (2) (c), (4) (b) (into.), 1., c. The primary tank has a capacity of 1,100 gallons or less.

(c) 1., 3., 4. made under €.3.92 (4) (b) 7, Stats.,Register October 2013 No. 694 (b) Piping. 1. ‘General.’ Piping that extenftem shore onto

ATCP 93.640 Watercraft. snowmobile and A TV fuel- & pier shall meet the requirements of WF® chapter 27 and this

ing. (1) GENERAL REQUIREMENTS. (a) General. Use of above paragr:’:\ph. . . . ,
groundstorage tank systems and fueling operationsvéercraft, 2. ‘Material requirements.Piping used along a pier shall be
snowmobilesand ATVs shall comply with NFR 30A chapter1, ©oneof the following types: _

the requirements for dispensing systems IABCP 93.615and a. Steel piping that is coated to prevent corrosion.

the requirements of this section, except as otherwise approved b. Flexible piping that is listed and rated for aboveground
underthis chapter marineuse.

(b) Tank location. 1. Aboveground tanks located on land shall c. Fibeglass piping placed in steel containment that has
be set back at least 10 fefeom the ordinary high water mark of standoffsto maintain clearance between the pipamgl the con
a navigable body of water tainment.
Note: The ordinary high water maik determined by the county zoning depart 3. ‘Flex connectors.’ a. At least 1 flex connegtisted and
mentor the Department of Natural Resources. labeledfor aboveground use, shall be placedween rigid pipe

Note: The municipality inwhich the tank is located may have additional require L L . .
mentsfor the siting of the tank. thatis connected to the shamad rigid pipe that serves a dispenser

2. Tanks shall follow the setback requirements aible locatedon a pier
93.615-A except thathere is no required separation between the b. An accessible shufofalve with an expansion relief device
tank and the dispenser if the tank is used exclusively for watehallbe located on déast one end of the flex connegtohere it
craft, snowmobile or AV fueling. connectgo the rigid pipe from shore.

(c) Tank appurtenancesl. Any dispenser used for a fueling (3) SEASONAL INSTALLATION OF A FUELING SYSTEM ON A PIER.
operationabove or within 100 feet of navigable water shall use(a) Plan requirements Before installinga fueling system on a
dry-breakconnection or disted no—drip nozzle with automatic pier, plans shall be submitted for review and shall spettigy

shutoff. requirement®f this subsection.
2. A nozzle latch-open device may not be installed or used (b) Pipe andtank equirements.1. All connections that are
aboveor within 100 feet of navigable water brokenshall use dry-break couplings listed for use with petro

(d) Hose Hose lengths more than 18 feet long, usedior '€UM products. ) _
pensing fuel, shabe reeled, racked or otherwise protected from 2. Broken connections shall be plugged during storage.
damage. 3. The tank vent shall be left open.
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(c) Management planl. The owner shall develop andin  or assemblyareas at public eventgnless a reduced distance is
tain onsite, a written plan faafely draining the tank and pipe sysauthorizedby the fire chief.
tem before disassembly 2. The public events referred to in subddo not include pas

2. For systems first installed on or after February 1, 2009, teengetterminals, fixed base operators, or persamtsring or exit

disassemblylan shall also be submitted with the plans atithe ing the aircraft.
of review (3) CoLLisioN PROTECTION. (a) Barriers shall be provided to

(4) RESIDENTIAL WATERCRAFT FUELING OPERATIONS. (&) protecttanks, pumps, dispensers and vémim collision damage
Abovegroundtanks for watercraffueling for noncommercial from aircraft or other vehicles iaccordance with &TCP 93.430
purposesat a private residence shall comply with teguirements  (b) Where subject to collision from aircrafrriersprotecting
for aboveground tanks in STCP 93.400093.42Q and this sub  anaboveground tank shall extend at least 12 inches above the top

section. _ of the tank.
(b) No more than 2 tanks are allowed at any residence. (4) ProDUCTIDENTIFICATION. (a) All fuel handling equipment
(c) Tanks shall be listed and may not excé6@ gallons in andinstallations within the scope of API 154&hether new or
aggregatecapacity existing,shall be marked as referenced in the standard.

(d) The tank shall be usenhly by the residents of the property (b) All aboveground tanks and fippipes for undeyround
for fueling their watercraft or for maintenance of their propertytanks, whether new or existing, shak labeled or otherwise

(e) 1. The tank shall be located outdoors, on land, at leastgrkedusing the identification scheme in API 1542.

feetfrom the dwelling and other important buildings, and at legsfote: AP1 1542 has requirements alentifying aviation gasaline GAS) and
urbinefuels and the equipment used to store and dispense them.

10 feet frc_Jm the ordinary high water mark of a navigable water (5) FUELING HosE. (a) All public access, self-service fueling
way, public roadway or property line. osethat is installed or replaced on or after February 1, 2009, shall

2. All setbacks shall be measured from the inside of the diE% reeled or racked unless approved otherwise by the authorized
wall to the dwelling, important building, ordinary higtater agent or the department.

mark, public roadway or property line. )
: . - (b) All fueling hose shall be protected from damage.
(f) Ameans shall be provided to prevent the digiha liquid (6) OpPERATIONS. (a) General Individuals who dispense fuel

Sgg;f asiphoning efect. Gravity dispensing systems may not bFnto aircraftshall be knowledgeable in operations and gemy

() Transferof product shall be from a tank by means of aéﬁrocedurespecific to the fuel and fueling systethey are oper

approved,fixed, fuel dispensing hand pump or a listed, fixe ting.
pproved, ' P 9 pump ' " (b) Amphibious aicraft. Shorelinefuel dispensing systems
electricalpump. b ! -

(5) EMERGENGY FUELING FROM A TANK VEHICLE. Where fixed 1;03r g%phlblous aircrafshall follow the requirements of ATCP
qispenSi.ngaCi”ties are not availaple, dispensing Of. Clbes I I—iistory: CR 07-029cr. Register November 2008 No. §3&. 2—-1-09; correc
liquids directly from a tank vehicle into permanently installed fueion in (i), (2) (b), (3) (a), (6) (b) made under18.92 (4) (b) 7.Stats. Register
tanksof self-propelled watercraft shall be permitted éoner ~ Decembe01l No. 672 corrections in (1), (2) (b){3) (a), (6) (b) made under s.
gencyfueling, provided the operation is accordance with the 1392 4) (P) 7.Stats. Register October 2013 No. 694
requirementdgor tank vehicles in ATCP 93.610 (3)

(6) SNOWMOBILE AND ATV FUELING. (@) General. Tank sys
tems used for fueling snowmobiles orT¥s shall meet the
requirementdor dispensing systems mATCP 93.615nd this
subsection.

ATCP 93.660 Racetrack and amusement vehicle
fueling operations. (1) Racing vehicleend amusement ride
vehicleswith integral internal combustion engines shall follow
therequirements of this section.

(2) Thefueltanks of racing vehicles shall be filled from safety

(b) Tank location. Tank systems adjacent to a body of wateg, \or 5 fixed fueling system meeting the requirements.of
shallalso meet the requirements for watercraft fueling. ATCP 93.615

(c) Collision pmotection 1. Aboveground tank systems used (3) Durin : ; ; : :
X ; . ) - g a race in which the vehicle is competing, the
for snowmobile and RV fueling shall be provided withollision vehiclemay be refueled with the engine running, if theetrack

protection. . . is equipped with onsite fire protection thatepable of respond
2. The collision protectioshall be spaced no more than 3Gng adequately to fires ignited during the fueling.
incheson center. . ) ) . (4) Fuelingareas shall be posted with signs that read as fol
3. If the fueling area is adjacent to vehicleftcabr a parking |ows:
area,bollards or equivalent protection shall be placed to separate “ "
the snowmobile or AV fueling area from motor vehicle tfaf. NO S_MOKI_NG _OR O_PEN F_L_AMES
History: CR 07-029cr. Register November 2008 No. 6§38. 2-1-09; correc (5) A portable fire extinguishewith a minimum 40-B:C rat

}ID?C g1 n%)e(lza())ﬁb&, gl7) z(egofgcgﬁ)) n(g)I rgnat)i? ;)mgg)rl(sé?Z((S‘;) Egg é)sﬁtasd!:%grizfrrs ing shall be provided at each fueling area, including pit stalls, pit
13.92 (4) (b) 7. Stats. Register October 2013 No. 634 * work areas and garages.

(6) Fuelingareas that use methanol shall provide a minimum
ATCP 93.650 Aircraft fuel dispensing. (1) GeneraL  Of 10 gallons of water at each fueling area, including pit stalls, pit
REQUIREMENTS. Fueling operations shdbllow the requirements Work areas and garages, for the purpose of diluting a methanol

in s.ATCP 93.610 (3pr93.615 NFFA 407, NFRA 418 and this f're_- )
subchapter History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree
: . tion in (2) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672
(2) SetBacks. (a) Aboveground tanks used for public accessrrection in (2) made under s13.92 (4) (b) 7. Stats.,Register October 2013 No.

fueling shall be at least 30 feeom the point of fuel transfer into 694
the aircraft. .
(b) Aboveground tank setbacks from buildings, public ways ATCP 93.680 Alternative motor fuels. (1) AppLicA

: ; ; TIoN. All storage or dispensing systems for fuel consisting of more
gg%fég%?rty lines shall follow the requirements  iable than10 percenethanol by volume shall follow the requirements

h int of fuel for i he aircraft. f %f this section.
(c) 1. The point of fuel transfer into the aircraft, from any tan Note: Alternative motor fuels include ethanol blends greater than 10 percent by

or truck supply source, shall lag¢least 100 feet from public tfiaf  volume, and biodiesel blends greater than 5 percent by volume.
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(2) MATERIAL COMPATIBILITY. Equipment used to store or-dis No. 672 corrections in (3) (b), (¢) 4. made under 43.92 (4) (b) 7.Stats. Register
pensefuel consisting of more than 10 percent ethanol by volunf§toPer 2013 No. 694
may not contain or consist of any of the following materials:

(a) Metals Zinc, lead, aluminum or alloys containing these

metals,such as brass or terne. ~ ATCP 93.700 Applicability. (1) This subchapter applies
Note: Terne-plated steel and lead-based solder are commonly used in equipri§"ywners and operators of anythé following storage tank sys

thathandles gasoline. These materials will dissolve when in contact with high c?n - .
centrationf ethanol. ems,whether new or existing, that are in-use, seldom-osed

(b) Natural materials. Cork, leather or natural rubber temporarily—out-of-service:
(c) Polymers. Polyurethane, polyvinyl chioride, polyamides, (&) Petroleum undground storage tank systems.

or methyl-methacrylate plastics. ~(b) Petroleum aboveground storage tank systems located on
Note: Materials that have been shotarbe generally compatible with high con Piersthat are not of solid—fill construction.

centrationf ethanol include unplated steel, stainless steel, black iron, bronze, Neo (C) Petroleum aboveground storage tank systems, located on

ﬁlzeer:glgjsg%%ﬁgfr;gblgggcplr)?%gerﬁétgirgﬁ'Mm' Teflon, thermoset reinforced 1 2ing structures or watercraft, that are not used exclusively for

(3) GENERALREQUIREMENTS. (a) Tank cleaning 1. If another th€propulsion of that floating structure or watercraft.
type of fuel was stored in the tank, the tank shellcleaned in  (d) Tank wagons. Financial responsibility requirements for
accordancewith APl 2015 or another method approved by thEnkwagons shall begin 1 year after February 1, 2009.
departmentpefore introducing the ethanol-blended fuel. (e) Tank vehicles that perform fueling operations covered in

2. All cleaning work shall be performed by a certified tanR-ATCP 93.610 (3)
cleanerunless specifically approved by thepartment based on  (f) Petroleum abovegroursorage tank systems using tanks
analternate cleaning method. with individual capacitie®f 5,000 gallons or more, with single
Note: Most metal storage tanks and pipe are compatible with ethanol. Howev@ettoms,that were upgraded with tank lining but not placed in
somefiberglass storageank systems manufactured before 1992 might not be cor‘[mpermeab|ejike systems.
patiblewith higher levels of ethanol. Thank manufacturer and installation eon .
tractorshould be consulted for additional information on the reuse of guoderd (9) Petroleum aboveground storage tank systems using tanks
storagetanks. with individual capacitie®f 5,000 gallons or more, with double
(b) Tightness testing A precision tightness test shall be-perbottoms.that are not provided with interstitial monitoring and not
formedon the tank and piping in accordance witABCP 93.515 placedin impermeable dike systems.
(4) beforeplacing the tank system back into service. (2) This subchapter does not apply to owners and operators of
(c) Equipment equirements 1. ‘Listed equipment.” Equip thefollowing storage tank systems:
mentused for dispensing ethanol-blended motor fuel dball  (a) State andederal government entities whose debts and lia
listed or shall be recognized by the manufacturer as lmeingpat  bilities are the debts and liabilities of a state or the United States.
ible with ethanol-blended fuel, except where othenajsgroved (b) Farm and residential unggound storage tankshich
in writing by the department. havea capacity of less than 1,100 gall@msl which are used for
2. ‘Dispenser nozzles and hoses.” Dispensers that ateringmotor fuel for noncommercial purposes.

installedon or after February 1, 2009, shall use a separate fueling(c) Storage tanks used for storing heating oil for consumptive
nozzleand hose for dispensing ethanol-blended motor fofels yseon the premises.

mgrftﬁgn 1;) [:er;:CePnstMefthe_mol by vo_Iumet. for ethanol-blended fuel (d) Any portion of an airport hydrant fuel distribution system
ote: See chapter orsignage requirements for ethanol~blended 1Uels,y »antfor the undeground storage tanks included in those sys

3. ‘In-line filters.” A 1- or 2—-micron in-line filter shall be gy g
usedfo‘r @spensmgl ethanol—_ba;e_d fuel. (e) Any tank in sub(l1) (a)that is permanently closed, or regis
4. ‘Lined tanks.” "Bnks with linings regulated underS.CP  tereqd as temporarily-out-of-service, with an environmental
93.530may not be used to store ethanol-blended fuels. assessmenthich demonstratethe absence of a release of prod
(4) NOTIFICATION PROCEDURES. () Before commencing nor uct from the tank.
mal fueling operations using ethanol-blended fuel, the operator(3) |f the owner and operator afpetroleum storage tank are
shallnotify the departmergt’district petroleum products inspec separatgersons, only 1 person is required to demonstrate-finan
tion office. cial responsibility; howeverboth partiesare liable in event of
Note: See the Departmest Web site athttp:/datcp.wi.gov/Consumer/ noncompliance.
We|ghts_and_l\/.le.asur_es/mdex.aspx ) . History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; corree
(b) A certified installer or professional engineer shall complet@nin (1) (e) made under £3.92 (4) (b) 7.Stats.Register December 20No. 672
part! of the departmert’alternative fuel installation/conversioncorrection in (1) (¢) made under s13.92 (4) (b) 7, Stats.,Register October 2013
applicationform (ERS-9 Alternative Fuels) and submit it to thé'®-

Subchapter VIl — Financial Responsibility

departments part of the plan review submittal. ATCP 93.703 Definitions.  In this subchapter:

Note: Within a first class citythe provisions in path) may be administeresy w . ,
thatcity instead of the department, as authorized in sec®@¥ 93.020 (8)and (1) “Accidentalrelease” means any release of petroleum from
93.110(3) and(4). As of February 1, 2009, only the City of Milwaukee had become storage tank system thasults in a need for compensation for
afirst class city bodily injury or property damage neither expected nor intended

(c) Before commencing normal fueling operations using-ethBy the tank owner or operator or corrective action, or both.
nol-blendeduel, the operator shall complete part Il of the depart (2) “Affidavit of financial responsibility” means a form, sup

ment's alternative fuel installation/conversion applicationm = njiaq'hy the department on which themer and operator attest to

(ERS-9Alternative Fuels) and provide the completed form to t"@‘?mpliancaNith 40 CFR 28011,

.Certlfled tank system inspector performlng the pre-operationa Note: The affidavit of financial responsibilitys available from the Bureau of

Inspection. Weights and Measures, PO Box &9MadisonWI 53708-891, or at telephone
Note: Form ERS-9 Alternative Fuels — Storagmk Alternative Fuel Installa  (608) 224-4942, or from the BureauW\eb site ahttp://datcp.wi.gov/Consumer/

tion/Conversiompplicationis available from the Bureau oféights and Measures, Weights_and_Measures/index.aspx

POBox 8911, Madison, WI 53708-841 or at telephone (608) 224-4942 frmm Note: The afidavit of financial responsibility is required in addition to the certifi
the Bureaus Web site athttp://datcp.wi.gov/Consumer/Weights_and_Measurestationshowing the specific type of financial responsihiliee sectioATCP 93.745
index.aspx (2) (j) for further information.

Note: Plan review is required in sectié CP 93.10Cor facilities converted to (3) “Aggregate” means an accident or a continuous or
store and dispense ethanol-based fuels. o .
History: CR 07-029cr. Register November 2008 No. 638, 2-1-09; correc  '€P€atedeXposure to conditions that result in a release froma stor

tionin (3) (b), (c) 4. made under®3.92 (4) (b)7., Stats.Register December 201 agetank system which might occur in 1 year
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Note: This definition is intended to assist in the understanoliigese regulations tem covered in this subchapter through one of the mechanisms
andis not intended either to limit the meaning of “aggregate” in a way that confli ; : f B
with standard insuranaesage or to prevent the use of other standard insurance tea:ﬁsted in SS.ATCP 93.7100 9.3'735 InCIUdlng a guarantp_msurer
in place of “aggregate.” risk retention group, suretissuer of a letter of credit, issueraf

(4) “Bodily injury” has the meaning given ftibis term by state-requiredhechanism, or a state.
applicable Wisconsin statutes; howevyethis term does not (15) “Substantialbusiness relationship” meatie extent of
include those liabilities that, consistent with standard insuran@dousiness relationship necessary undecdnsin law to make a
industry practices, are excluddbm coverage in liability insur guaranteecontract issued incident to that relationship valdi
ance policies for bodily injury enforceable.A guarantee contract is issued incidenthat rela
Note: For further information about this term, s#Fapter Ins 6, which interprets tionshipif it arises from and depends on current economic transac
thisterm as it is used in secti@92.63 (1) (adpf the Statutes, for petroleum storagetijons between the guarantor and the owner or operator
environmentatleanup. 16) “Tangible net worth” means théangible assets that
(5) “Contralling interest” means direct ownership of at leag, \0) 1ot Saducting Inpiltice, 1o 2scots g0 not o
50 percent of the voting stock of another entity ; 9 L ;
. ! ‘ Y . giblessuch as goodwill and rights patents or royalties. For pur
(6) “Financial reporting year” means the latest ConseCUt'Vgosesof this definition, “assets” meadl current and all probable
12-monthperiod for which any of the following reports are-prefyyre economic benefits obtained or controlled by a particular

pared: _ 3 entity as a result of past transactions.
(a) A 10-K report submitted to the US securities and exchangelistory: CR 07-029cr. Register November 2008 No. 638. 2-1-09; corree
commission. tion in (14) made under $3.92 (4) (b) 7.Stats.Register Decembe&011 No. 672

. . correction in (14) made under s13.92 (4) (b) 7, Stats.,Register October 2013
(b) An annual report of tangible net worth submitted to DuRo. 694

andBradstreet.

(c) An annuakeport submitted to the federal egyeinforma ATCP 93.705 Amount and scope of required finan -

. . : e L h cial responsibility . (1) Owners or operators of petrolestor
tion administration or rural electrification administration. S ;
Note: “Financial reporting yeartnay thus comprise a fiscal or a calendar yea@getanksystems Wlthm.th.e scope O.f this SUbChapter .Sha” demon
period. stratefinancial responsibility for taking corrective action and for
(7) “Legal defense cost” means any expense that an ownecgfmpensatinghird parties for bodily injury and property damage
operatoror provider of financial assurance incurs in defendingRUSeddy accidental releases arisiiigm the operation of petro

againstclaims or actions brought by any of the following: leum storage tank systems within the scope of this subchapter in
(a) By the US ER or the department to require correctiveat least the following per-occurrence amounts:
actionor to recover the costs of corrective action. (2) For owners or operators of petroleum ugdeund storage

; Lo tank systems that are located at petroleum marketing facilities, or
(b) By or on behalf of #hird party for bodily injury or property thatth>r/oughput an average of m(r))re than 10,§8ons %f petro
damagecaused by an accidental release. o leum pemonth based on annual throughput for the previous cal
(c) By any person to enforce the terms of a financial assurarggjaryear; $1 million.
mechanism. _ _ (b) For all other owners or operators of petroleum storage tank
(8) “Occurrence” means an accident or a continuous ofystemscovered in SATCP 93.700 (%)$500,000.
repeatedexposure to conditionshat results in a release from a (2) Ownersor operators of petroleum undesund storage
Stgroiag'%?glge:%tsigﬁi?ilmended to assist in the understanaiilgese regulations tank systems shall demonstrate financial responsibility for taking
andis nbt intended either to limit the meaning of “occurrence™irag that conflicts _co_rrectlveactlon and fomompensatlng thqu parties for bOdlly. .
with standard insurance usage or to prevent the use of other standard insurance {jtdgy and property damage caused by accidental releases arising
in place of “occurrence.” from the operation of petroleum undevund storage tank sys
(9) “Operation” or “in operation” means the ungeound temsin at least the following annual aggregate amounts:
storagetank was used to store a regulated substahaay time (a) For owners ooperators of 1 to 100 petroleum urgteund
after December 22, 1988, regardless of the current status of #igragetanks; $1 million.

tank. (b) Forowners or operators of 101 or more petroleum under
(10) "Owner or operataf when the owner or operator are groundstorage tanks; $2 million.

separatearties, means the party that is obtaining or has obtained(c) For the purposes of this subsection, a petroleum under

financial assurances. groundstorage tank means a single containment unit and does not
(11) “Petroleummarketing facilities” means all facilities at meancombinations of single containment units.

which petroleum is produced or refined and all facilities from (3) Ownersor operators of petroleum aboveground storage

which petroleum is sold or transferred to other petrolewanket  tanks covered in this subchapter shall demonstrate financial

ersor to the public. responsibilityfor takingcorrective action and for compensating
(12) “Petroleummarketing firms” meansll firms owning third parties for bodily injury and property damage caused by

petroleummarketing facilities. Firmewning other types of fa€il accidentakeleases arising from thesperation in the amount of

ities with tanks covered in thecope of this subchapter as well a$1 million per occurrence.

petroleummarketing facilities are consideréd be petroleum  (4) If the owner or operator uses separate mechanisms er sepa

marketingfirms. rate combinations of mechanisms to demonstrate financial
(13) “Propertydamage” has the meaning given to this term lsponsibility,the amount shall be in the full amount specified in

administrativerules of theoffice of commissioner of insurance.subs(1) to(3) for any of the following, except as provided in sub.

This term does not include those liabilities that, consistent with):

standardnsurance industry practices, are excluded from eover (a) Taking corrective action.

agein liability insurance policies for property damage. However by Compensating third parties for bodily injury and property

suchexclusions for property damage do not include correctiygymagecaused by sudden accidental releases.

actionassociated with releases from tanks that are covered by th?c) Compensating third parties for bodily injury and property

policy. _ :
Note: For further information about this term, sgrapter Ins 6, which interprets damag&aused by non-sudden accidental releases.

thisterm as it is used in secti@f2.63 (1) (adpf the Statutes, for petroleum storage ~ (5) If an owner or operator uses separate mechanisms er sepa

environmentaktleanup. rate combinations of mechanisms to demonstrate financial
(14) “Provider of financial assurance” means an entity thaesponsibilityfor different petroleum storage tank systems, the

providesfinancial assurance to awner or operator of a tank sys annualaggregate required shall be based on the numlianksd
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coveredby each such separate mechanism or combination of(b) The owner or operatoor guarantgror both, shall have a
mechanisms. tangiblenet worth of at least $10 million.

(6) (a) Owners or operators shall review the amount of aggre (c) The owner or operatoor guarantqror both, shall have a
gateassurance provided whenever additional petrolstarage lettersigned by the chief financialfafer as specified in suly).
tank systems are acquired or installed. (d) The owner or operatoor guarantgror both, shall do one

(b) If the number of petroleum storage tank systems for whicti the following:
assurancés needed exceeds 100, the owner or operator shall dem 1. File financial statements annually with the Us&curities
onstratefinancial responsibility in the amount of at least $2-mi|andexchange commission, eggrinformation administration, or
lion of annual aggregate assurance by the anniversary of the ¢ag] electrification administration.
on which the mechanisrdemonstrating financial responsibility 5 Report annually the firs'tangible netvorth to Dun and

becameefective. _ Bradstreetjf Dun and Bradstreet has assigned the firm a financial
(c) If assurance is being demonstrated by a combinafionstrengthrating of 4A or 5A.

mechanismsthe owner or operator shall demonstriancial (e) The firms year—end financial statements, if independently
responsibilityin the amount oét least $2 million of annual aggre audited, may not include an adverse audisoppinion, a dis
gateassurance by the first-occurrindeetive date anniversary of cl?imer’of opinion, or a going concern qualification. '

any oneof the mechanisms combined, other than a financial tes
; (3) (a) The owner or operataor guarantqror both, shall meet
or guarantee, to provide assurance. ' . ; -
7Y Th ts of iredtii i lud the financial test requirements 40 CFR 264.14(f)(1), substi
| ( I)d ; eamounts OFassurance requirednrs section exclude yting the appropriate amounts specified iIAECP 93.705 (2pr
egaiaerense costs. 3) for the amount of liability coverage each time specified in that
(8) Therequired per-occurrence and annual aggregate-Covg&ction.
ageamounts do not in any way limit the liability of the owner or (b) The fiscal year—end financial statements of the owner or

operator. ; ;
History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree operator,or guarantqror bOth’ shall be examined by an mdepen

tion in (L) (b) made under $3.92 (4) (b) 7.Stats.Register December 20No. 672 dent certified public accountant and be accompanied by the

correction in (1) (b) made under s13.92 (4) (b) 7.Stats. Register October 2013 accountant'seport of the examination.

No. 694 (c) The firm's year—end financial statements may not include
ATCP 93.707 Allowable mechanisms and com - anadverse audités opinion, a disclaimer of opinion, or a going

binations of mechanisms. (1) Subject to the limitations of concern qualification.

subs.(3) and(4), an owner or operator masge any one or com  (d) The owner or operatoor guarantgror both, shall have a

binationof the mechanisms listed in $sTCP 93.7100 93.735 lettersigned by the chief financialfafer as specified in sulp4).

to demonstrate financial responsibility under this subchapter for (e) If the financial statements of the owner or operatguar

1 or more storage tank systems. antor,or both, are not submitted annually to the U.S. securities and
(2) Subjectto thelimitations of subs(3) and(4), a local gov  exchange commission, eggrinformationadministration or rural

ernmentowner or operator may use any one or combination of tRkectrificationadministration, thewner or operatoor guarantqr

mechanismdisted in sSATCP 93.727t0 93.735to demonstrate Or both, shall obtain a special report by an independent certified

financial responsibility under this subchapfer 1 or more ster public accountant stating all of the following:

age tank systems. 1. The accountant has compared the data that the letter from
(3) An owner or operator may use a guarantee or surety bdhe chief financial dficer specifies as having been derivieam

to establish financial responsibility only if “for value receivésl” thelatest year—end financial statements of the owneperator

includedin the guarantee or surety bond mechanisms. or guarantaror both, with the amounts in such financial state
(4) An owneror operator may use self-insurance in combin&nents. . . .
tion with a guarantee only if, for the purposé meeting the 2. In connection with that comparison, no matters came to the

requirement®f the financial test under this subchaptiee finan  attentionof the accountant which caused him or her to betieae

cial statements of the owner or operator are not consolidated vihk specified data should be adjusted.

thefinancial statements of the guarantor (4) To demonstrate that tHmancial test is met under su®)
History: CR 07-029cr. Register November 2008 No. 638(. 2-1-09; corre¢  or (3), the chief financial dicer of the owner or operatasr guar

tionin (1), (2) made under $3.92 (4) (b) 7.Stats.Register December 20No. 672 ; i ; H
corrections in (1), (2) made under 43.92 (4) (b) 7. Stats.,Register October 2013 antor, shall sign, within 120 days of the closgeach financial

No. 694 reporting year as defined by the 12-month period for which
) ) ) financial statements used to support the financial test are pre
ATCP 93.710 Financial test of self-insurance. pared,a letter worded exactly as found 40 CFR 280.96)

(1) To use the financial test of self-insuranceneet the financial exceptfor the following:
responsibilityrequirements of ATCP 93.705an owner or oper 3y The instructions in brackets in the letter shall be replaced
ator,or guarantaror both, shall meet the criteria of either gi@). b

3) based —end fi ial stat s for the latest r_Xthe relevant information and the brackets deleted.
glre(te)d ﬁlssgal ())/ggrear end financial statements for the fatest co (b) If financial responsibility for aboveground tanks within the

scopeof this subchapter is demonstrated using this method, all of
(2) (a) Theowner or operatoor guarantqror both, shall have the%llowing changgs shall be made: 9

atangible netvorth of at least 10 times each one of the following: 1. Reference in the letter to undesund tanks shall be
1. The totalof the applicable aggregate amount required bymer'ldedo refer to aboveground tanks.
S.ATCP 93.705based on the numbef storage tank systems for 2. Certification that wording is identical to the wording

;/tvylt(c:)htﬁglr&aergg?tlr;%ﬂt!s used to demonstrate financial reSponSIbrltlaquiredin 40 CFR 280.96) shall be deleted.

i . . Note: A link to 40 CFR 280s available at the following U.S. BRNeb site:
2. The sum of the correctiaetion cost estimates, the currenhttp://www.epa.govioust/fediaws/otgg_finalo80807.pdf

closureand post-closure care cost estimates, and amount of liabil (5) If an owner or operator using the test to profidancial

ity coverage for which a financial test is used to demonstra{gsurancéinds that he or she no longer meets the requirements of

financial responsibility to the department. thefinancial test based on the year—end financial statements, the
3. The sum of current plugging and abandonment cost egtivner or operator shall obtain alternative coverage within 150

mates for which a financial test is used to demonstrate finandialysof the end of the year for which financial statements have

responsibilityto the department. beenprepared.
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686-59 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.717

(6) Thedepartment may require reports of financiahdition (4) (&) An owner oroperator who uses a guarantee to satisfy
atany time from the owner or operator guarantqror both. If therequirements of ATCP 93.705hall establish a standby trust
thedepartment finds, on the basis of such reports or mtftema  fund when the guarantee is obtained.
tion, that the owner or operatar guarantqror both, no longer  (b) Under the terms of the guaranta amounts paid by the
meetthe financiattest requirements of either syB) or (3), and  guarantounder theguarantee shall be deposited directly into the

sub. (4), the owner or operator shall obtain alternate coveraggandby trust fund in accordance with instructions from the
within 30 days after notification of such a finding. departmentnder sATCP 93.747

(7) If the owner or operator fails to obtain alternate assurance(c) This standby trust fund shall meke requirements for
within 150 days of finding thalte or she no longer meets thestandbytrust funds in SATCP 93.725
requirement®f the financial teshased on the year—end financial Hi_stc()B/:( _ %R ;)7(3)(29) cE. I)?e(gi)st&r) lzlc;vt(ag;b(e; 203181;1 No. ggé 2(328)9;7 correc
statementspr within 30 days of notification by the departmentonin (1) (intro.), (2) (a), (€), (), (4) (a), (b), (c) madwier S13. h-Stats.,
that he or she no longer meets the requirements of the finanéégizig%iigbmeeegozgug Sr2comectionsin (1). (2) (@), (¢). (€). (4) (@) to (€)
test,the owner or operator shall notify the department of such fail
urewithin 10 days. ATCP 93.715 Insurance and risk retention group
i Hi_stO{y: 2CR 071-02396r- Regcijster laloxgmggez 20887NSC;. tfsfiﬁf. 2_—%—08; correbc coverage. (1) To use insurance and risk retention group cover
2‘?)21?\1(0.)6(72) é?rrébgigrf:)ir:n(i)?(g?(ae) 1 (3§ ()ag ) 1 Stats. Register (46)6(%')“1_” ageto meet the financial responsibility requirements &ICP
Stats.,Register October 2013 No. 634 93.7058 an ownelor operator shall obtain liability insurance that
conformsto the requirements of this section from a qualified
ATCP 93.713 Guarantee. (1) To use a guaranteemeeet insureror risk retention group. Such insurance may be in the form
the financial responsibility requirement$ s. ATCP 93.705an Of a separate insurance policy or an endorsement to a current
owner or operator shall obtain a guarantee that conforms to tgurancepolicy.
requirement®f this section. The guarantor shall be a firmihat (2) “Termination,” as used in the formequired under this
engagedn asubstantial business relationship with the owner @ection,means only those changes that would result in a gap in
operator and issues the guarantee as an act incident to that lwasierageas where the insured has not obtained required coverage
nessrelationship or the guarantor shall be a firm that meets at leashas obtained required coverage with &edint retroactive date

oneof the following requirements: thanthe retroactive date of the original policy

(&) The firm possesses a controlling interesthie owner or (3) Eachinsurance policy shall be issued by an insurer or a risk
operator. retentiongroup that is licensed to transact thesiness of insur

(b) The firm possesses a controlling interest in a firm describ@gceor eligible to provide insurance as an excess or sulipks
underpar (a) insurerin 1 or more states.

(c) The firm is controlled through stock ownership by acom (4) Eachinsurancepolicy shall be amended by an enderse

mon parent firm that possesses a controlling interest in the owrentworded as specified #0 CFR 280.9(b)(1), or evidenced
or operator by a certificate of insurance worded as specifieddd CFR

(2) (a) Within 120 days of thelose of each financial reporting 280‘91b)(2_)’ excep_t for _the followmg. .
year, the guarantor shall demonstrate thanéets the financial (@) The instructions in brackets in the endorsement or eertifi
testcriteria of SATCP 93.71(ased on year—end financidhte cateshall be replaced by thelevant information and the brackets
mentsfor the latest completed financial reporting year by eomdeleted. - ) o o
pleting the letter from the chief financial fafer described in's.  (b) If financial responsibility for aboveground tanks within the
ATCP 93.710 (4) and the guarantor shall deliver the letter to thecopeof this subchapter is demonstrated using this method, all of
owneror operatar thefollowing changes shall be made:

(b) If the guarantor fails to meet the requirements of thefinan 1. Reference in the endorsement or certificatentbeground
cial test at the end of any financial reporting yeathin 120 days tanksshall be amended to refer to aboveground tanks.
of the end of that financial reporting yetire guarantor shallsend 2. Certification that wording is identical to the wording
by certified mail, before cancellation or non-renewal of the-guatequiredin 40 CFR 280.9(b)(1) or (2) shall be deleted.

antee notice to the owner or operator Note: A link to 40 CFR 280s available by accessing the followingelvsite:

- http://www.epa.gov/oust/fedlaws/cfr.ht
(c) If the department notifies the guarantor that he or she n A SPa-gOVIoUSTISIANSICIL M

longer meets the requirements of the financial test TP (ﬁ (5) (a) The owner of the property on which tanks are located

93.710(2) or (3), the guarantor shall notify the owner or operat asultimate responsibility under thhapter and shall be listed

P P PG —beneficiary of any policy issued.
within 10 days of receiving such notification from the departme S8 co—h . ) .
(d) Undereither par(b) or (c), the guarantee shall terminate (b) This subsection shall takeedt on the first policy renewal

no less than 12@ays after the date the owner or operator receivcejaéIteor Issuance date following Febrgary 1, 2009.
(6) (a) If the insurer or group terminates coverage for any rea

the notification, as evidenced by the return receipt. " A
Th ; g Il obtain alt E[) son,the insurer or group shall notify the departmainsuch ter
(€) The owner or operator shall obtain alternative coverage g ation at the same time the insured is notified.

specifiedin s.ATCP 93.753 (b) If the insured allows coverage to lapse or chaimgesers
28(()3£)9 Theguaratnfteetﬁhe;" Itl)e worded exactly as fourtDi€FR 4 groups, the insured shall notify the department withidldys.
.9€c), except for the following: _ History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; corree

(a) The instructions in brackets in the guarantee dbgal| tionin (1) made under 43.92 (4) (b) 7.Stats.Register December 20No. 672
replacedby the relevant information and the brackets deleted. ggzrectlon in (1) made under s13.92 (4) (b) 7, Stats.,Register October 2013 No.

(b) If financial responsibility for aboveground tanks within the
scopeof this subchapter is demonstrated using this method, all of ATCP 93.717 Surety bond. (1) To use a surety bortd

the following changes shall be made: meetthe financial responsibility requirementssoATCP 93.705
1. Reference in the guarantee to ugdsund tanks shall be &nOWner oroperator shall obtain a surety bond that conforms to
amended to refer to aboveground tanks therequirements of this section. The surety company issuing the

e S . ._bondshall be listed as an acceptable surety on federal bonds in the
2. gezg'?é'gnzé%aéé‘)’orﬁ"?ﬁb'S dldlert\tlgal to the wording;;estcircular 570 of the U.S. department of the treasury
requiredin . shall be deleted.
Note: A link to 40 CFR 280is available at the following U.S. BRNeb site: (2) The surety bond shall be wo_rded exaCtly as founddn
http://www.epa.gov/oust/fedlaws/cfr.htm CFR 280.98b), except for the following:

Published under s. 35.93, Stats. Updated on the first day of ~each month. Entire code is always current. The Register date on each page
is the date the chapter was last published. Report errors (608) 266—-3151. RegisterOctober 2013 No. 694


http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(2)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(3)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(4)
http://docs.legis.wisconsin.gov/document/cr/2007/29
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.713(1)(a)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(4)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(2)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(2)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.710(3)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.713(2)(b)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.713(2)(c)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.753
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.96
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.96
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.96
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280
http://www.epa.gov/oust/fedlaws/cfr.htm
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.747
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.725
http://docs.legis.wisconsin.gov/document/cr/2007/29
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.97
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.97
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.97
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.97
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280
http://www.epa.gov/oust/fedlaws/cfr.htm
http://docs.legis.wisconsin.gov/document/cr/2007/29
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.98
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280.98

Published under 85.93 Wis. Stats., by the Legislative Reference Bureau.

ATCP 93.717 WISCONSINADMINISTRATIVE CODE 686-60

(@) Theinstructions in brackets in the surety bond shall be (c) Under the terms of the letter of credit, the 120 days shall
replacedby the relevant information and the brackets deleted.beginon the date the owner or operateceives the notice, as evi

(b) If financial responsibility for aboveground tanks within thé‘er_‘ceryctRhg?rg;ngreQeiptN ber 2008 No. 628, 2-1-09
H H H H istory: = cr. Register November 0. . 2—1-09] correc
scopeof thls subchapter is demonstrated using this method, allngﬁ' o (13){ @ @), ©) madg Under 43,92 (4) (b) 7.Stats Register December
the following changes shall be made: 2011No. 672 corrections in (1), (3) (a) to (c) made under $3.92 (4) (b) 7. Stats.,

1. Reference in the surety bond to uryleund tanks shall be RedisterOctober 2013 No. 694
amendedo refer to aboveground tanks

2. Certification that wording is identical to the wordin ' - e \
requiredin 40 CFR 280.9¢b) shall be deleted. %he financial responsibility requirements s. ATCP 93.705an

Note: A link to 40 CFR 280s available at the following U.S. BRWeb site:  OWNEror operator shall establish a trust fund that conforms to the
http://www.epa.govioust/fediaws/cfr.him 95> " requirement®f this section. The trustee shall be an entity that has
(3) Under the terms of the bond, the surety shall be liable H"‘Lpauthorlty to act as a trustee and whose trust operations are reg
the bond obligation when the owner or operdtils to perform Y at%daﬁ?hex?mljned b¥ 1{?‘?18?' agency or an agency sfate
asguaranteed by the bond. In all casks,suretyg liability is lim- " Which the Tund 1S established. o
ited to the per—occurrence and annual aggregate penal sums. (2) Thewording of thetrust agreement shall be identical to the

(4) (a) The owner or operatavho uses a surety bond to satisf;yv ording specified ir0 CFR 280.10)(1), except for thépllow-

therequirements of ATCP 93.705hall establish a standby trust"9: . . . .
fund when the surety bond is acquired. (a) The instructions in brackets in the agreement shall be

(b) Under the terms of the bond, all amounts paid by the Suré%placetby the relevant information and the brackets deleted.

underthe bond shall be deposited directly into the standby trust (P) If financial responsibility for aboveground tanks within the
fund in accordance with instructions from the department und@$©Peof this subchapter is demonstrated using this method, all of

ATCP 93.723 Trust fund. (1) To use a trust fund to meet

s.ATCP 93.747 the following changes shall be made:

(c) This standby trust fund shall mee requirements for 1~ Reference in the agreement to uigdeund tanks shall be
standbytrust funds in SATCP 93.725 amendedo refer to aboveground tanks.

History: CR 07-029cr. Register November 2008 No. §38. 2-1-09; correc 2. Certification that wording is identical to the wording
tion in (1), (4) (a)(b), (c) made under 43.92 (4) (b) 7.Stats.Register December requiredin 40 CFR 280.10)(1) shall be deleted.
2011No. 672 corrections in (1), (4) (a) to (c) made under $3.92 (4) (b) 7. Stats., Note: A link to 40 CFR 280s available at the following U.S. BRNeb site:

Register October 2013 No. 694 http://www.epa.gov/oust/fedlaws/cfr.htm

. (3) Thetrust agreement shall be accompanied by a formal cer
ATCP 93.720 Letter of credit. (1) To use a letter of tification of acknowledgmentas specified in40 CFR
creditto meet the financial responsibility requiremesfts. ATCP %80. 103b)(2).
93.705 an owner or operator shall obtain an irrevocable stand y(4) The trust fund. when established. shall be funded for the

letter of credit that conforms to the requirements of this sectiopuII required amount ofoverage, or funded for part of the

I]h:a:iiugtlgulen\/svtgg:g)?hzhl2|tltgri ?éhgsrgﬁzzutﬁéeiﬁzgﬂuigIt requiredamount of coverage and used in combination with other
melchanismsshat provide the remaining required coverage.

of—credit operations shall be regulated and examined by a federal
or state agzncy 9 y (5) If the value of the trust fund is greater than the required

. amountof coverage, the owner or operator nsapmit a written
(2) Theletter of credit shall be worded exactly as foundGn requesto the department for release of the excess.

CFR280.99b), except for the following: (6) If other financial assurance as specified in this subchapter
(@) The instructions in brackets in the letter shall be replacgd;hstituted foll or part of the trust fund, the owner or operator
by the relevant information and the brackets deleted. may submit a written request to the department for release of the

(b) If financial responsibility for aboveground tanks within thexcess.

scopeof this subchapter is demonstrated using this method, all of(7) Within 60 days after receiving a request frtira owner or

thefollowing chang_es shall be made: operatorfor release of funds as specified in s(&).or (6), the
1. Reference in the letter to undesund tanks shall be departmenshall instruct the trustee to release to the owner or
amendedo refer to aboveground tanks operatorsuch funds as the department specifies in writing.

ificati i is i i i History: CR 07-029cr. Register November 2008 No. §35. 2-1-09; corree
2. Certification that Wordmg is identical to the Wordlngtion in (1) made under 43.92 (4) (b) 7.Stats. Register December 20INo. 672

requiredin 40 CFR 280.9@) shall be deleted. correction in (1) made under s13.92 (4) (b) 7.Stats.,Register October 2013 No.
Note: A link to 40 CFR 280s available at the following U.S. BPNeb site: 694

http://www.epa.gov/oust/fedlaws/cfr.htm

_ (3) (a) Anowner omperator who uses a letter of credit to sat ATCP 93.725 Standby trust fund. (1) (a) An owner or

isfy the requirements of ATCP 93.705shall also establish a gperator using any ora the mechanisms authorized bASCP

standbytrust fund when the letter of credit is acquired. 93.713 93.717 or 93.720shall establish a standby trust fund

(b) Under the terms of the letter of credit, all amounts paid pwhenthe mechanism is acquired.
suant to a draft by the department shall be deposited by the issuingh) The trustee of the standby trust fund shall be an ehtity
institution directly into the standby trust fuil accordance with has the authority to act asrustee and whose trust operations are
instructionsfrom the department underATCP 93.747 regulatedand examined by a federal agemzyan agency of the

(c) This standby trust fund shall meée requirements for statein which the fund is established.
standbytrust funds in SATCP 93.725 (2) Thewording of the standby trust agreement, or tagsee

(4) (@) The letter ofcredit shall be irrevocable with a termment, shall be identicato the wording specified id0 CFR
specifiedby the issuing institution. 280.103b)(1), except for the following:

(b) The letter of credit shall provide that credit be automati () The instructions in brackets in the agreement shall be
cally renewed for the samterm as the original term, unless, ateplacedoy the relevant information and the brackets deleted.
least120 days before the current expiration date, the issuing insti (b) If financial responsibility for aboveground tanks within the
tution notifies the owner or operator by certified mail of its deciscopeof this subchapter is demonstrated using this method, all of
sionnot to renew the letter of credit. thefollowing changes shall be made:
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1. Reference in the agreement to uigdeund tanks shall be  (5) To demonstrate that it meets the local governnivemd

amendedo refer to aboveground tanks ratingtest, the chief financial fi€er of a local government owner
2. Certification that wording is identical to the wordingor operatoior guarantor other than a general purpose government
requiredin 40 CFR 280.10®)(1) shall be deleted. shall sign a letter which is identical to the letter specifiedGn
Note: A link to 40 CFR 280s available at the following U.S. BPweb site:  CFR 280.104e), except for the following:
http://www.epa.gov/oust/fedlaws/cfr.him (a) The instructions in brackets in the letter shall be replaced

(3) Thedepartment shall instruct the trustee to refund the bay the relevant information and the brackets deleted.

anceof the standby trust fund to the providgfinancial assur (b) If financial responsibility for aboveground tanks within the

anceif the department determines that no additional correctivgspeof this subchapter is demonstrated using this method, all of
actioncosts or third—party liability claims will occur as a result o he following changes shall be made:

arelease covered by tffieancial assurance mechanism for which 1. Reference in the letter to undesund tanks shall be

the(zt)ar,;ibgvf/rrlljjrt I)L:r;dp:/rio?srtnaglzz‘te:blish one trust fund as tﬁ(ren endedo refer to aboveground tanks
. . > ; . 2. Certification that wording is identical to the wording
depositorymechanism for all funds assuredcompliance with requiredin 40 CFR 280.10@) shall be deleted.

thls. section. ) Note: A link to 40 CFR 280s available at the following U.S. BRVeb site:
History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree http://www.epa.gov/oust/fedlaws/cfr.ntm

oo ) et e 32 ) St Regrarmy oasber2ots  (6) Thedepartment may require reports of financiandition
No. 694 atany time from the local governmemwner or operatoor local
) government guarantoif the department finds that the local gov
ATCP 93.727 Local government bond rating test. ernment owner or operator or guarantor no longer meets the local
(1) (a) To use the bond rating test to meet the financial respongbvernmenbond rating test requirements of this section, the local
bility requirements of SATCP 93.705a general purpose local governmeniowner or operator shatibtain alternative coverage
governmenbwner or operator or local government serving as\&thin 30 days after notification of such a finding.
guarantorshall have a currently outstanding issue or issues ef gen (7) If alocal governmerawner or operator using the bond rat
eral obligation bonds of $1 million or more, excludirgfunded jnqg'test to provide financial assurance finds thavitonger meets
obligations,with a Moodys rating of Aaa, Aa, A, or Baa, or ahe hond rating test requirements, the local government owner or
Standard& Poor's rating of AAA, AA, A, or BBB. operatorshall obtairalternative coverage within 150 days of the
(b) Where a local government hasiltiple outstanding issues, changein status.
or where a local governmestbondsare rated by both Moody’  History: CR 07-029cr. Register November 2008 No. §3&. 2-1-09; correc

i ionin (1) (a), (2) (a) made underls.92 (4) (b) 7.Stats.Register December 201
andStandard anéoor's, the lowest rating shall be used to detelf\I on 67§ g érr)eétizj 51 S)in AYSKEIEE a(d()a (u rzder X fl) e o

mine eligibility. ter October 2013 No. 694

(c) Bonds that are backed by credit enhancement other than ] )
municipalbond insurance may not bensidered in determining ATCP 93.730 Local government financial  test.
the amount of applicable bonds outstanding. (1) To use a financial test to meet the finanae$ponsibility

(2) (a) A local government owner or operator or local goverr{eq”iremi”tﬁDf S'A-LCF;. 93'79'*'_I’a local Q%Ye(;f?mggt QW”‘E%
mentserving as a guarantor that is not a general purpose loeal ratorshall pass the financial test specified in sestion.

ernmentand does not have the legal authority to issue genepgi€ligible to use the financial test, the logakernment owner or
operatorshall have the ability and authority to assess and levy

£&rnmentfinancial test, the owner or operator shall meettieria

ing a Moodys ratingof Aaa, A, A, or Baa, or a Standard & Psor of this section based on year—end financial statenfientse lat

ratingof AAA, AA, A, or BBB as the lowest ratinfpr any rated ©Stcompleted fiscal year
revenuebond issued by the local government. (2) Thelocal government owner or operator shall have the fol

(b) Where bonds are rated by both Moadghd Standard & lowing information available, as shown in the year—end financial
Poor’s,the lower rating for each bond shall be used to determifgteémentsor the latest completed fiscal year:
eligibility. (@) Total revenues consisting of the sum of general fuvet

(c) Bonds that are backed by credit enhancenmayt not be ating and non-operating revenues including net ldzedes,

consideredn determining the amount of applicable bonds oufic€nsesand permitsfines and forfeitures, revenues from use of
standing moneyand propertychages for services, investment earnings,

salesof assets such as property and publications, restractdd
(3) Thelocal government owner or operator or guarantor sh@m property P

maintaina copyof its bond rating published within the last 12, restrictedntelgovernmentatevenues, and total revenues from
Il other governmental funds including enterprise, debt service
monthsby Moodys or Standard & Pot. 9 g prise, '

¢ capitalprojects, and special revenues, but excluding reveues

(4) To demonstrate that it meets the local governnbemid  fyndsheld in a trust or agency capaciyor purposes of thisst,
rating test, the chief financial bfer of a general purpose localthe calculation of total revenues excludes all transfers between
governmenbwner or operator or guarantor shall sign a letter th@fndsunder the directontrol of the local government using the
is identical to the letter specified 40 CFR 280.10@), except for  financial test, liquidation of investments and issuance of debt.

the following: o . (b) Total expenditures consisting of the sum of general fund
(2) The instructions in brackets in the letter shall be replacggerating and non-operating expenditures including public
by the relevant information and the brackets deleted. safety, public utilities, transportation, public works, envifon

(b) If financial responsibility for aboveground tanks within thenentalprotection, cultural and recreational, commuuiéyelop
scopeof this subchapter is demonstrated using this method, allrént, revenue sharing, employee benefits and compensation,

the following changes shall be made: office management, planning and zoning, capital projects, interest
1. Reference in the letter to undesund tanks shall be paymentson debtpayments for retirement of debt principal, and
amendedo refer to aboveground tanks total expenditures from all other governmental funds including
2. Certification that wording is identical to the wordingEnterPrisedebt service, capital projects and special revenues. For
requiredin 40 CFR 280.1041) shall be deleted purposef this test, the calculation of total expenditures excludes
Note: A link to 40 CFR 28.0'5 available at the following.U.S. BRVeb site: all transfers between funds under the direct control of the local
http://www.epa.gov/oust/fedlaws/cfr.htm governmenusing the financial test.
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ATCP 93.730 WISCONSINADMINISTRATIVE CODE 686-62

(c) Local revenues consisting of total revenues, as definedcial test, the owner asperator shall notify the department of such
par.(a), minus the sum ddll transfers from other governmentalfailure within 10 days.

entities,including all monies received from federal, statéboal  History: CR 07-029cr. Register November 2008 No. 638. 2-1-09; correc
overnmentkources tion in (1) made under 43.92 (4) (b) 7.Stats. Register December 20NNo. 672
9 ’ correction in (1) made under s13.92 (4) (b) 7.Stats.,Register December 2013

(d) Debt service consisting of the sum of all interest and prindio. 694
pal payments on all long—term credit obligatiarg all interest—
bearingshort-term credit obligationsFor purposes of this test, ATCP 93.733 Local government guarantee. (1) To
debtservice includes interest and principal payments on genefgfa guarantee to meet the financial responsibility requirements
obligation bonds, revenue bonds, notes, mortgageggments © s.ATCP 93.705a local government owner or operator shall
andinterest bearingvarrants. For purposes of this test, debt sepPtaina guarantee that conforms to the requirements of this sec
vice excludes payments on non-interest-bearing short-tefff- The guarantor shall be either the statehich the local gov
obligations, interfund obligations, amounts owed in a trust ofrnmentowner or operator is located or a local government having

agencycapacity and advances and contingent loans trthrar a substantial governmental relationshijph the owner and opera
governments. tor and issuinghe guarantee as an act incident to that relationship.

(e) Total funds consisting of the sum aish and investment , (2) A local government acting as the guarantor shall dabne
securities from all funds, including general, enterprise, debt ste following: _ _ _
vice, capital projects and special revenue funds, but excluding} (a) Demonstrate that meets the bond rating test requirement
employeeretirement funds, at the end of the local governraen@t S-ATCP 93.727and deliver a copy of the chief financiafiof
financial reporting year For purposes of this test, the calculatiofer s letter as containeid s.ATCP 93.727 (4jo the local govern
of total funds includes federal securities, federal agency sectfientowner or operator
ties, state and locagjovernment securities, and other securities (b) Demonstrate that it meets the worksheet test requirements
suchas bonds, notes and mortgagEsr purposes of this test, theof s. ATCP 93.730and deliver a copy of the chief financiafiof
calculationof total fundsexcludes agency funds, private truster’sletter as containeid s.ATCP 93.730 (4jo the local govern
funds,accounts receivable, value of real property and other nofentowner or operator

securityassets. (c) Demonstrate that itneets the local government fund
(f) Population consisting of the number of people in the arégguirementsfs. ATCP 93.735 (1and deliver a copy of the chief

served by the local government. financial officer’s letter as contained inATCP 93.735 (2}o the
(3) Thelocal governmens year—end financial statemerits, |0Cal government owner or operator

independentl)audited, may not include an adverse auwtopin ] (3) |f the local gOVernment gual’antor is unable to demonstrate
ion or a disclaimer of opinion. The local government may néftancial assurance under any of ATCP 93.727 93.730 or

haveoutstanding issues of general obligatmmrevenue bonds 93.735(1) at the end of the financial reporting yethe guarantor
thatare rated as less than investment grade. shall send by certified mail, before cancellation or non-renewal

(4) To demonstrate that it meets the financial test of this seg{];klﬁ e%umai‘rr%?;er%olt'ezztt?]g:]elc%ng; c;r gfﬁ) grr ?;%ngtgtiﬁreag\tlsﬁ er or
tion, the chief financial dicer of the local government owner or Yy

. s ' .gperatorreceives the notification, as evidenced by the return
operatorshall sign, within 120 days of the close of each financi ; ' : ;
reporting year as defined by the 12-month period for whic ceipt. The owner or operator shall obtain alternative coverage

financial statements used to support the financial test are p specn‘ledhln SATCP 93.753 hall b ded ified
pared,a letter which is identical to tHetter specified i0 CFR . (4) (&) The guarantee agreement shall be worded as specifie
in subs(5) to (8) of this section, depending on which of the fol

280.10%c), except for the following: . g . .
(a) The instructions in brackets in the letter shall be replacleoc\jvIng alternative guarantee arrangements is selected:
1. If, in the default or incapacity of the owner or operator

by the re!evanF |nformat|qn. gnd the brackets deleted. - uarantorguarantees to fund a standby trust as directed by the
(b) If financial responsibility for aboveground tanks within th% partmentthe guarantee shall be worded as specified in &)bs.
scopeof this subchapter is demonstrated using this method, allcgef(s).
the following chang_es shall be made: 2. If, in the default or incapacity of the owner or operdtoe

1. Reference in the letter to undesund tanks shall be gyarantomguarantees tmake payments as directed by the depart

amendedo refer to aboveground tanks mentfor taking corrective action or compensating third pafties
2. Certification that wording is identical to the wordingbodily injury and property damage, the guarantee shall be worded
requiredin 40 CFR 280.10&) shall be deleted. asspecified in subg7) or (8).
Note: A link to 40 CFR 280s available at the following U.S. BRNeb site: (b) The local government guarantor shall Slgn a guarMe

http:/fwww.epa.gov/oust/fediaws/cir.nim , is identical to the guarantee specified in the CFR section-refer
(5) If alocal government owner or operator using the test & - jin subs(5) to (8), except for the following:
provide financial assurance finds that it no longer meets the 1. The instructions in brackets in the guarantee shall be

requirement®f the financial tesbased on the year-end financialF : :
statementsthe owner or operator shall obtain alternative cove eplacedby the relevant information and the brackets deleted.

agewithin 150 days of the end of the year for which financial 2 If financial responsibilitfor aboveground tanks within the
statementdave been prepared. scopeof this subchapter is demonstrated using this method, all of

. i o the following changes shall be made:
(6) Thedepartment may require reports of financiahdition ;
atany time from the local government owner or operatbthe a. Reference in the guarantee to ugdeandtanks shall be
departmenfinds thatthe local government owner or operator ngmendedo r.e.fer .to abovegroupd tan; . .
longer meets the financial test requirements of this section, the b. Certification that wording is identical to the wording
owneror operatoshall obtain alternate coverage within 30 day&quiredin 40 CFR 280.10@l) or 40 CFR 280.10) shall be

after notification of such a finding. deleted.
. . Note: A link to 40 CFR 280s available at the following U.S. BRNeb site:
(7) If the local government owner or operator fails to obtaip:/www.epa.govioust/fedlaws/cfr.hirThere are 2 diérent documents specified

alternateassurance within 150 days of finding tlitano longer in 40 CFR 280.106

meetstherequirements of the financial test based on the year-end(5) If the guarantor is state, the local government guarantee
financial statements or within 30 days of notification by thevith standby trust shall be identical tiee wording found 0
departmenthatit no longer meets the requirements of the finarCFR 280.10€d), except as modified under sii#).
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Note: A link to 40 CFR 280is available at the following U.S. BRNeb site: a. The local government owner or operator has available
hitp://www.epa.gov/oust/fediaws/cfr.him bonding authority approved through voter referendum if such

(6) If the guarantor is a local government, the local goevergpprovalis necessargrior to the issuance of bonds, for an amount
mentguarantee with standby trust shall be identical to the wordiggyalto the diference between the requirathount of coverage
foundin 40 CFR 280.10@l), except as modified under s@#).  andthe amounheld in the dedicated fund. This bonding authority
hiote: A link to 40 CPR2801S /a‘f’a#f‘b'e at the following U.S. BRWeb site:  gha|| be available for takingorrective action and for compensat

P epa.govioustiediaws/elr.nim ing third parties for bodily injury and properiamage caused by

(7) If the guarantor is state, the local government guarante

without standby trust shall be identical to the wording fountain §ccidentareleases arising from the operation of petroleum stor

CFR 280.106e), except as modified under sib). agetanks. .
Note: A link to 40 CFR 280s available at the following U.S. BRNeb site: b. The |OC<’?1| government owner or Operath has a letter S'Qned
http://www.epa.gov/oust/fedlaws/cfr.htm by the appropriate state attorney general stating that the use of the

(8) If the guarantor is a local government, the local geverRondingauthority will not increase thiecal governmens' debt
ment guarantee without standby trust shall be identical to tfgyondthe legal debt ceilings established bis¥dénsin statutes.
wording found in40 CFR 280.10@), except as modified under Theletter shall also state that prigster approval is not necessary

sub.(4). beforeuse of the bonding authority
Note: A link to 40 CFR 280s available at the following U.S. BPWeb site: (2) Todemonstrate that it medtse requirements of the local
http-/fwww.epa.govioust/fedlaws/cfr.htm governmenfund, the chief financial fiter of the local govern

History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree .
tionin (13, (2) (&), (b). (<), (3) made unde8.92 (4) (b) 7.Stats. Register Decemn MENtOWNET O Operator or guarantor shall sign a letter worded

ber2011 No. 672 corrections in (1), (2) (a) to (c), (3) madender s.13.92 (4) (b) exactlyas specified id0 CFR 280.10(d), except for the follow
7., Stats.,Register October 2013 No. 694 ing:

(a) The instructions in brackets in the letter shall be replaced
ATCP 93.735 Local government fund. (1) (a) Touse py the relevant information and the brackets deleted.

a local government fundo meet the financial responsibility (b) If financial responsibility for aboveground tanks within the

requirementof s. ATCP 93.705a local government owner . ; : :
operatorshall establish a dedicatéehd account that conforms to E&:%?fgvtv?r'%Sghb;r?;g;e;r:zlfg;n%n:ér:ted using this method, all of

the requirements of this section. A dedicated fund may not .
commingledwith other funds ootherwise used in normal opera __ 1- Reference in the letter to undesund tanks shall be
tions, except as specified in pgc). A dedicated fund shall be @mendedo refer to aboveground tanks .
considereckligible if it meets the requirements in one of péo. 2. Certification that wording is identical to the wording
(c) or (d). requiredin 40 CFR 280.10(d) shall be deleted.

(b) The fund is dedicated by state constitutional provision, orNote: A link to 40 CFR 280s available at the following U.S. BRVeb site:

; http://www.epa.gov/oust/fedlaws/cfr.htm
local govemment Statm@harter Ordlnance’ or order to pay for History: CR 07-029cr. Register November 2008 No. 63%. 2-1-09; corree

taking corrective action and for compensatithird parties for onin (1) (a), (b), (c) 1., 2. made undef.8.92 (4) (b) 7.Stats. Register December

bodily injury and property damage caused by accidental releagesLNo. 672 corrections in (1) (a), (b), (c) 1., 2. made under $3.92 (4) (b) 7.

arising from the operation of petroleum ungesund storage Stats-Register October 2013 No. 634

tanksand isfunded for the full amount of coverage required under _— ' .

s.ATCP 93.7050r funded for part of the required amount of-cov_ A1CP 93.737 Substitution of financial assurance
echanisms by owner or operator . (1) An owner or opera

erageand used in combination with other mechanisms that pr?)(;r mav substitute anv alternate financial assuraneehanisms
vide the remaining coverage. y substiiu y I ' u l

) . - .__asspecified in this subchaptgarovided that at all times affec-

(c) 1. The fund is dedicated by state constitutional provisiofye financial assurance mechanismammbination of mecha
or local government statute, charterdinance, or order as a €on pismsis maintained which satisfies the financial responsibility
tingency fund for general emgencies, including taking cor requirement®f s.ATCP 93.705
rectiveaction and compensating third partiestbodily injury and L ) ) . .
propertydamage caused taccidental releases arising from the (2) After obtaining alternate financialssurance as specified

h . this subchapteran owner or operator may cancel a financial
operationof petroleum undground storage tanks, and is funded - F h .
foF: 5 times t?le full amountg:r)f coveragegrequired undeTEP assurancemechanism by providing notice to the provider of

. inancial assurance.
93.705 or funded for parof the required amount of coverage and History: CR 07-029cr. Register November 2008 No. 638 2-1-09; correc
usedin combination with other mechanisms that provide th@nin (1) made under €3.92'(4) (b) 7.Stats. Register December 20No. 672

remainingcoverage. correction in (1) made under s13.92 (4) (b) 7.Stats.,Register October 2013 No.
2. If the fund is funded for less than 5 times the amount of cov’
eragerequired under SATCP 93.705the amount of financial - ATcp 93.740 Cancellation or nonrenewal by a pro -
responsibilitydemonstrated by ttfand may not exceed one—fifth \ijer of financial assurance. (1) (a) Except as otherwise
theamount in the fund. o _provided,a provider of financial assurance may cancel or fail to
(d) 1. The fund is dedicated by state constitutional provisiofanewan assurance mechanismseyding a notice of termination
or local government statute, charterdinanceor order to pay for by certified mail to the owner or operator
taking corrective action and for compensatitigrd parties for by Termination of a guarantee, a surety bond, or a letter of
bodily injury and property damage caused by accidental releag@ggit may not occur until 120 days after the date on which the
arisingfrom the operation of petroleum storage tanks. owneror operator receives the notice of termination, as evidenced
2. A payment is made to the fqnd orexeery year fqr 7 years by the return receipt.
until the fund is fully funded. This 7-year period is hereafter (c) 1. fermination of insurance or risk retention group cever
referredto as the pay-in period. ageor state—funded assurance, except for nonpayment or misrep
3. The amount of each payment shall be determined by tlesentatiorby the insured, may not occur until 60 days after the
formula (TF — CF)/Y where TF is the total required financialdate on which the owner or operator receinetice of termina
assurancéor the owner opperator CF is the current amount in tion, as evidenced by the return receipt.

the fund, and Y is the number of years remaining inpthg-in 2. Termination fomonpayment of premium or misrepresenta
period. tion by the insured may not occur until a minimum of 10 days after

4. If the method in this paragraph is chosen, one of the follothe date on which the owner or operator receives the notice-of ter
ing is also required: mination,as evidenced by the return receipt.
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(2) (a) If a provider of financial responsibility cancels or faildescribedn s.ATCP 93.745 (2pr other information relevant to
to renew for reasons other than incapacity of the provider as specmpliance with this subchapter at any time.
fied in s.ATCP 93.753the owner or operatahall obtain alter ~ History: CR 07-029cr. Register November 2008 No. 63&. 2-1-09; corree
natecoverage as specified in tisabchapter within 60 days aftergen, " (0o @) DL 23Rl A2 Carrectbnann (1. 2) (@ iy 2. (5,
receiptof the notice of termination. (c) (intr0.), (3), (4) made under s13.92 (4) (b) 7. Stats.,Register October 2013
(b) If the owner or operator fails to obtain alternate coverad- 94
within 60 days after receipt of the notice of termination, the owner

or operator shall notify the department of such failure and submitATCP 93.745 Record keeping. (1) (a) Owners or oper
all of the following to the department: ators shall maintain evidence of all financial assurance mech

1. The name and address of the provider of financial asS@}pisms usedo demonstrate financial responsibility under this
ance: Subchapteuntil released frorthe requirements of this subchapter

2. The efective date of termination unders. ATCP 93.750
' ) (b) An owner or operator shall maintain such evidence at the

3. The evidence of the financial assistance mechanism S'éﬁnrage tank site or the owreor operatds place of business.

Jge?s t7t£)5t(r2u)a termination maintained in accordance WithECP (c) Records maintainedfekite shall be made available to the

History: CR 07-029 cr. Register November 20080. 635 eff. 2-1-09;CR departmenbr authorized agent upon requeSt'
g%%ldéétmdgr) éasR;gi(S;;e(g)uly ZS(th‘fleg(.9 6ii;t§1rf. g;éle—rﬁ)q%:ecrozr;)elitéons%(g()) r(rae)C (b) .(2) An owner or operator §h§II maintain the following types of
tions in (2) (a), (b) 3made under s13.92 (%) (b) 7. Stats.,Register October 2013 evidenceof financial responsibility:
No. 694 (a) An owner or operator using an assurance mechanism speci

fied in ss.ATCP 93.710to 93.72Q or in ss.ATCP 93.727to

ATCP 93.743 Reporting by owner or operator . 93.735orin s.ATCP 93.723hall maintain a copy of the instru
(1) GeENErRAL. The ownepor operator of a petroleum storage tanknent.
subjectto financial responsibility requirements unttez scope of (b) An owner or operator using a financiat or guarantee,
this subchapter shall submit a copfythe applicable forms listed or a Jocal governmerfinancial test or a local government guaran
in s.ATCP 93.745 (2Jlocumenting current evidence of financiatee supported by the local government financial test shaihtain
responsibilityto the department in accordance with this sectior, copy of the chief financial @iter’s letter based opear—end

(2) TiminG. (a) Undergound tanks.Copies of the applicable financial statements for the most recent completed financial
formslisted in SATCP 93.745 (2¢hall be submitted to the depart reportingyear Such evidence shall be {ite no later than 120
mentupon annual permit renewal as required INTECP 93.145 daysafter the close of the financial reporting year
alongwith all of the following: (c) An owner or operator usinggalarantee, surety bond, or-let

1. Thespecific location and designated regulated object nuiter of credit shall maintain a copy of the signed standby trust fund
berof tanks at each facility covered by the respeatieehanism agreemenand copies of any amendments to the agreement.
of financial responsibility (d) A local government owner or operator using a locat gov
2. If insurance andisk retention under ATCP 93.715s ernmentguarantee under ATCP 93.733 (4¥hall maintain a copy

used, the insurance underwriter certificate of insurance, amd thesigned standby trust agreement and copies of any amend
scheduleof covered locations and storage tankprasided by the mentsto the agreement.
insurer, reflecting pollution coverage in the amounts required (e) A local government owner or operator using the locat gov
unders.ATCP 93.705 ernmentbond rating test under ATCP 93.727hall maintain a

(b) Abovegound tanks Copies of the applicable forms listedcopy of its bond rating published within the last 12 months by
in s.ATCP 93.745 (2§hall be submitted to the department withitMoody'’s or Standard & Pods.
30 dayS aftel' the owner or Opel’atdentiﬁes a release from an (f) A |oca| government owner or Operator using the |go&|
abovegroundstorage tank, thas required to be reported under Sernmentguarantee under ATCP 93.733where the guarantsr
ATCP 93.585 demonstratiorof financial responsibility relies on the bond rating

(c) All tanks. If the owner or operator of an undesundor testunder SATCP 93.72%hall maintain a copy of the guarargor
abovegroungetroleum storage tank fails to obtain alternate cobond rating published within the last 12 months by Mosdy?
erageas required by this subchapteppies of the applicable Standard% Poors.
formslisted in SATCP 93.745 (2¥hall be submitted to the depart (g) An owner or operator using an insurampsicy or risk

mentwithin 30 days after the owner or operator receives noticekention group coverage shall maintain a copy of the signed

any of the following: insurancepolicy or risk retention group coverage poliajth the
1. Commencement of a proceeding undéeT1, U.S. Code, endorsementr certificate ofinsurance and any amendments to
naminga provider of financial assurance as a debtor the agreements.

2. Suspension or revocation of the authority of a provider of (h) An owner or operator using a local government fund under
financial assurance to issue a financial assurance mechanisms. ATCP 93.735hall maintain all of the following documents:

3. Failure of a guarantor to meahe requirements of the finan 1. A copyof the state statute or provision or local government

cial test. ordinanceor order that dedicates the fund.
4. Other incapacity of a provider of financial assurance. 2. a. ‘¥ar-end financial statements for the most recent com
(3) NEw TANKS. The owner or operator of an ungesund pletedfinancial reporting year showing the amount in the fund.
petroleumstorage tank, or an aboveground petrolestorage b. If the fund is established using incremental funding backed

tankused or intended for use over watdrall certify compliance by bonding authorityfinancial statements showing the previous

with the financialresponsibility requirements of this subchapteyear’sbalance, the amount of funding during the year and the clos

asspecified in thenew tank registration form when notifying theing balance in the fund.

departmenbf the installation o& new storage tank as required in 3. |f the fund is established using incremental funding backed

S.ATCP 93.140 by bonding authoritydocumentation showing the required bond
(4) ApbpiTioNAL suBMITTALS. The department may require anng authority including either the results of a voter referendum

owner or operator to submit evidence of financial assurance attestatiorby the Wsconsin attorney general
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(i) A local government owner aperator using the local gov _ Note: A copy of the didavit of financial responsibility required 40 CFR
280.111b)(2)(i) is availablefrom the Departmerg’Web site ahttp://datcp.wi.gov/

ernmentguarantee supported Hye local government fund shall Consumer/Weights. and. Measures/index.aspx
maintaina copy of the guaranteryear—end financial statements

for the most recent completed financial reporting year showiRge owner or operator for bodilpjury or property damage caused
the amount of the fund. by anaccidental release from a storage tank covered by financial

(). 1. An owner or operator using an assurance mechaniggsuranceinder this subchapter and the department determines
specifiedin ss.ATCP 93.7100 93.735shall maintain an updated thatthe owner or operator has not satisfied the judgment.
copy of an afidavit of financial responsibility worded exactly as  (3) |f the department determines that the amourtoofee
specifiedin 40 CFR 280.11(b)(11)(i), except as specifieth  tjye-actioncosts and third—party liability clainedigible for pay
subds2. and3. mentunder sub(2) may exceed the balance of the standby trust

2. The instructions in brackets the afidavit shall be fundandthe obligation of the provider of financial assurance, the
replacedby the relevant information and the brackets deleted.first priority for payment shall be corrective action costs necessary
3. If financial responsibilitfor aboveground tanks within the to protect human health and the environmefhe department

scopeof this subchapter is demonstrated using this method, allssfall pay third—party liability claims in the order in which the
the following changes shall be made: departmenteceives certificationander sub(2) (c) 1.and valid

a. Any reference in the filavit to undeground tanks shall COUrt orders under suf) (c) 2.
Y €9 History: CR 07-029cr. Register November 2008 No. 635. 2-1-09; corree

beamended to refer to aboveground tanks. tionin (1) (b) 2., (2) (b) made underlK.92 (4) (b) 7.Stats.Register December 201
b. Any certification that wording is identical to the Wordinq\w- 652 C%rregt(l)orés In(lé gb) 2.,(2) (b) made under s13.92 (4) (b) 7. Stats.,Reg-
required ind0 CFR 280.11(b)(11)(i) shall be deleted. ster October 2013 No. 694

2. A valid final court order establishing a judgment against

Note: A copy of the dfdavit of financial responsibility required a0 CFR ;
280.111b)(11)(i) is available from the Departmesi\eb site ahttp://datcp.wi.gov/ ATCP 93.750 Release from the req“'remer.‘ts- . Ar.]
Consumer/Weights_and_Measures/index.aspx owner or operator is no longeequiredto maintain financial

4. The owner or operator shall updte afidavit referenced responsibilityunder this subchapter for a storage tank after the
in subd.1. annually and whenever the financial assurance mecf@nk has been permanently closed drcorrective action is

nisms used to demonstrate financiedsponsibility change or required after corrective action has been completed and the tank
whenrequested by the department. hasbeen permanently closedaccordance with S&ATCP 93.560

History: CR 07-029cr. Register November 2008 No. 3. 2-1-09; correc ~ tO 93.585for undeground tanks and sATCP 93.46(0 93.470
tsi(tmtm R(1) '(at)' (%)(a), (%), (% Iglf), %17) 2(imfo-),t_(i) l-_mgge( l;ngze)fkgf(Zd;‘t) ((%) Zﬁ) for aboveground tanks.
> ats. e_gls er becember 0. corrections |n_ a), a), 0 (1), Hi - CR 07-029cr. Reqi N ber 2008 No. 635F. 2—-1-09:
(intro.), () 1. made under s13.92 (4) (b) 7. Stats.,Register October 2010 694. o Ismtgé)é under 43.92 ((:[rl) (S?%tse{ats?}\é%g]is?err Decem%e? 20No. 672 ég?rrergf:
tion made under s13.92 (4) (b) 7, Stats.,Register October 2013 No. 694
ATCP 93.747 Drawing on financial assurance mech - . .
anisms. (1) (@) The department shall require the guarantor ATCP 93.753 Bankruptcy or other incapacity of
surety,or institution issuing a letter of credit to place #meount OWner or operator or provider of financial assurance.
of funds stipulated bthe department, up to the limit of fundspro (1) Within 10 days after commencement of a proceeding under
vided by the financial assurance mechanism, into the standby triite 11, U.S. Code, naming an owner or operator as dethir
if the conditions under either péb) or (c) apply owneror operator shall notify the department by certified mail of
(b) 1. The owner or operator fails to establish alternate-finag'cncommencement and submit the appropriate forms listed in s.
cial assurance within 60 days after receiving noticeaaicellation AT CP 93.745 (2)documenting current financial responsibility
of the guarantee, surebond, letter of credit, or other financial (2) Within 10 days after commencement of a proceeding
assurancenechanism. underTitle 11, U.S. Code, naming a guarantor providing financial
2. The department determines or suspects that a réfease assurances debtgrsuch guarantor shall notify the owner or eper

astorage tank covered by the mechanism has occurred and-so Aff PY Certfiﬁﬁd mail of such coq?mde_r:)ggggngsa?lrgquired under
fies the owner or operatpor the owner or operator has notified"'€ terms of the guarantee specified IASCP 93.713
the department ohatural resources pursuant tA§CP 93.585 _ (3) (&) An owner or operator who obtains financial assurance

of a release from a storage tank covered by the mechanism. By @ mechanism other than the financial test of self-insurance
(c) The conditions of sul2) (b)or (c) 1.or 2. are satisfied. shallbe deemed tbe without the required financial assurance in

eevent of a bankruptcy or incapacity of its providefiréncial
Whggté? C(;rnhd?tigﬁgaﬁnggpteiﬁg dertf;\)m(/)&ré)zst?ndby trust fu'ilrcl,suranceor a suspension or revocation of the authority of the
P PRIy rovider of financial assurance to issue a guarantee, insurance
(b) The department makes a final determination that a rele%iﬁ‘lcy, risk retention group coverage polisyrety bond, letter of
hasoccurred and immediate or long-term correctiwgon for the . it or state-required mechanism.
releaseis needed, and the owner or operagter appropriate 4" The quner or operator shatbtain alternate financial
notice and opportunity to complas not conducted corrective,oq,rancens specified in this subchapter within 30 days after
actionin accordance with s&TCP 93.5700 93.585 receivingnotice of such an event
() The q_epa_rtment has received one of the following: . (c) If the owner or operator does not obtain alternate coverage
1. Certification from the owner or operator and the thirdg;ithin 30 days after such notification, be she shall notify the
party liability claimants and from attorneys representing th&epartment.
owner or operatorand the third—party liability claimants that a4 \ithin 30 days after receipt of notification that the state
third—partyliability claim should be paid. The certification shall,,q o other state assurance has become incapable of paying for
beworded exactly as specified4® CFR 280.12(b)(2)(i), except  ,qqrectorrective action or third—party compensation casts,
for the followlng. . . . S owneror operator shall obtain alternate financial assurance.
a. The instructions in brackets in the certification shall be isiory: CR 07-029cr. Register November 2008 No. 635, 2-1-09; correc

replacedby the relevant information and the brackets deleted.tionin (1), (2) made under £3.92 (4) (b) 7.Stats.Register December 20No. 672

Y e tions in (1), (2) made under $3.92 (4) (b) 7, Stats. Register October 2013
b. If financial responsibilitfor aboveground tanks within the S £¢tions in (1), (2) made under (4) (b) 7. Stats. Register October

scopeof this subchapter is demonstrated using this method, ref

erencen the certification to undground tanks shall bemended ATCP 93.755 Replenishment of guarantees, letters

to refer to aboveground tanks, and any certification that wording credit, or surety bonds. (1) If at any time after atandby

is identical to the wording required #0 CFR 280.12(b)(2)(i) trustis funded upon the instruction of the department with funds
shallbe deleted. drawnfrom a guarantee, letter of credit, or surety bond, and the
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ATCP 93.755 WISCONSINADMINISTRATIVE CODE 686-66

amountin the standby trust is reduced below the full amount @ibn of small business in 827.114 (1) Stats., the beginning date
coveragaequired, the owner or operator shall comply with eithdor having an accredited Class A, Class B and Class C operator is
sub.(2) or (3) by the anniversary date of the financichanism August8, 2012.

from which the funds were drawn. Note: Section227.114 (1)of the Statutes reads in part:

i ; “Small business” means a business entitgluding its diliates, which is indepen
(2) The owner or operator shall replenlsh the value of fmarlientlyowned and operated and not dominant in its field, and which employs 25 or

cial assurance to equal the full amount of coverage required. fewerfull-time employees or which has gross annual sales of less than $5,000,000."
(3) The owner or operator shall acquire another financial Note: This subchapter does not preclude any individual from being designated to

assurance mechanism for the amount by which funds in {§ ueir?r‘;grﬁxr%fa?fd%ps%ﬁg’ég'gﬁfsis' provided the individual complieshith

standbytrust have been reduced. Note: This subchapter does not preclude any individual from being a designated
(4) For purposes ofhis section, the full amount of coveragedperatorfor more than one facility that includes an ugdeund storage tank system.

i ; i Note: This subchaptedoes not preclude an owner or operator from contracting

reqwredl? the a”t}o““.t of C?verarg]e tp be provided und%T@.E with another party to provide Class A, Class B and Class C operators.
93.705 If a combination of mechanisms was use@rovide the \oie: There may be occasions when a Class A, Class B or Class C operator will
assurancéunds that werelrawn upon, replenishment shall occumnot be present at a facilityFor example, operators are frequently not present at
by the earliest anniversary date among the mechanisms. unmannedacilities, such as engency generators at telecommunication towers, and

History: CR 07-029cr. Register November 2008 No. 635, 2-1-09; correc cardlock/card access facilities. Howeyérese operators are still responsible for
tion in (4)'made under 43.92 (4) (b) 7.Stats. Register December 207No. 672 operationand maintenance activities or responding to geresies or alarms, and are
correction in (4) made under s13.92 (4) (b) 7. Stats. Register October 2013 No.  Still subject to the requirements of this subchapter

694 (3) If theowner and operator of the tank system are separate
. personsegither the owner or operator may designate the Class A,
Subchapter VIl — T raining for Operators of ClassB and Class C operators at the fagiliyt both the owner
Underground Storage Bnk Systems andthe operator are under the same responsikifitier this sec

) _ tion to ensure that Class A, Class B and Class C operators are des
ATCP 93.800 Purpose. Thepurpose of this subchapter isignated.

to implement the operator-training requirements issued by theistory: CR 09-017cr. Register July 2009 No. 648f. 8-1-09.
U.S. environmental protection agency in response to the federal

Erllletrgyth“SgEﬁCt of ?00t5-, , , . ined in ublica ATCP 93.830 Responsibilities of Class A, Class B
ote: The operator-training requirements, as contained in publicatio ;
EPA-510-R-07-005, are available through thefollowing Web site: and Class C operators. (1) .CLASSA OPERATORS. Resppn5|
http://w_W\_/v.astswmo.org/FiI(_as/PoIicies_and_PubIications/Tanks/2011.06_0perab|||t|eS of a Class A operator include all of the following:

tor_Training_Resource_Guide.pdf (a) Managing resources and personnel, suckstablishing

History: CR 09-017 cr. Register July 2009 No. 648f. 8-1-09. . . A . .
work assignments, to achieve and maintain compliance with regu

ATCP 93.805 Scope. This subchapter applies to all underlatory requirements.
groundstorage tank systems that aequired by SATCP 93.145 (b) Ensuring that appropriate individuals do all of the follow
to have a permit to operate from the department. ing:

Note: This subchapter generally does not specify operation or maintenance 1 Properly operatand maintain the undgnound storage
requirements.For applicable operation or maintenance requirements, refer-to p :

e
vious sections of this chaptesuch as sectioATCP 93.605 (1)a), which requires EanksyStem-
fuel dispensing facilities to have periodic and annual inspections and maintenance i i i
accordancevith PEI RP500 and RP900. 2. MamFam app.roprlate records. L

History: CR 09-017cr. Register July 2009 No. 648f. 8-1-09; correction made 3. Receive training toperate and maintain the ungierund
unders.13.92 (4) (b) 7.Stats.Register December 20No. 672 correction made  storagetank system and keep records.

under s.13.92 (4) (b) 7, Stats.,Register October 2013 No. 694 . .
4. Properly respond to enggncies or alarms relating to
ATCP 93.810 Definitions. In this subchapter: spills, leaks or releases from the urgfeund storage tank system.
(1) “ClassA operator” means an individual who has primary 5. 'Make financial responsibility docum_ents available to the
responsibilityto operate and maintain an urgleund storage authorizedagent or the department as required.

tank system in accordance with this chapter (2) CLassBopeRATORS. Responsibilities of Elass B operator

Note: In general, this individual focuses on the broader aspects of the statutory Fﬁ@ludeensuring that all of the foIIowing oceur:
regulatoryrequirements and standards necessary to properly operate and maintain an . .
undergroundstorage tank system, such as the requiremedts ©FR280and this (@) Requirements for leak or release detection methods,

chapter. recordkeepingand reporting are met.

(2) “ClassB operator'means an individual who implements, )y Requirements for leak or release prevention equipment,
on-site,the day—-to—day aspects operating, maintaining and recordkeepingand reporting are met.

recordkeepindor an undeground storage tank system. All rel . i ith perf
Note: This individual generally focuses on field implementation of applicable (C) relevant equipment complies with performance stan

UST requirements and the day-to-day aspettperating, maintaining, and recerd daras.

keeplngfgr USTs at one or more'-’facﬂlt'es- . . (d) Appropriate individuals are trained to properly respond to
(3) “ClassC operator” means an individual who has on-sitgmergenciesr alarms relatingp spills, leaks or releases from the

responsibilityto respond to emgencies or alarms relating undergroundstorage tank system.

spills, leaks or releases from an urgteund storage tank system. . . . . .
Note: This individual typically is the first line of response to alarms and to event; (e) All Class C operators_ are prowded with written instructions
indicatingemegency conditions. Not all employees of the facility are necessarifnatinclude all of the following:

ClassC operators. . .
History: CR 09-017cr. Register July 2009 No. 648f, 8-1-09. 1. Emepgency response procedures, including all of the fol

lowing:
ATCP 93.820 Designation of Class A, Class B and a. Procedurefor overfill protection during delivery of regu
Class C operators. (1) GENERAL. Beginning ndater than Jan latedsubstances.
uary1, 2012, each new or existing urgleund storage tardys b. Operation of emgency shut-dfsystems.

tem or group of undground storageéank systems at a facility .
shallhave a Class A operata Class B operator and a Class C . Approp_rlate response; to all alarms.
operatoras designated by the owner or operaiod as accredited ~ d- Reporting of leaks, spills and releases.
in accordancevith this subchapteexcept as provided in su&). e. Any site—specific emgency procedures.

(2) SwvALL BUSINESSEXCEPTION. For any entity demonstrating 2. The name and other information needed for contacting
to the authorized agent or the departntaat it meets the defini appropriateparties if a leak, spill, release or alarm occurs.

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
RegisterOctober 2013 No. 694 page is the date the chapter was last published. Report errors (608) 266-3151.


http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/statutes/35.93
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.755(2)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.755(3)
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.705
http://docs.legis.wisconsin.gov/document/cr/2007/29
http://docs.legis.wisconsin.gov/document/register/635/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://www.astswmo.org/Files/Policies_and_Publications/Tanks/2011.06_Operator_Training_Resource_Guide.pdf
http://www.astswmo.org/Files/Policies_and_Publications/Tanks/2011.06_Operator_Training_Resource_Guide.pdf
http://docs.legis.wisconsin.gov/document/cr/2009/17
http://docs.legis.wisconsin.gov/document/register/643/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.145
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.605(1)(a)
http://docs.legis.wisconsin.gov/document/cr/2009/17
http://docs.legis.wisconsin.gov/document/register/643/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/672/b/toc
http://docs.legis.wisconsin.gov/document/statutes/13.92(4)(b)7.
http://docs.legis.wisconsin.gov/document/register/694/b/toc
http://docs.legis.wisconsin.gov/document/cfr/40%20CFR%20280
http://docs.legis.wisconsin.gov/document/cr/2009/17
http://docs.legis.wisconsin.gov/document/register/643/b/toc
http://docs.legis.wisconsin.gov/document/administrativecode/ATCP%2093.820(2)
http://docs.legis.wisconsin.gov/document/statutes/227.114(1)
http://docs.legis.wisconsin.gov/document/statutes/227.114(1)
http://docs.legis.wisconsin.gov/document/cr/2009/17
http://docs.legis.wisconsin.gov/document/register/643/b/toc

Published under 85.93 Wis. Stats., by the Legislative Reference Bureau.
686-67 AGRICULTURE, TRADE AND CONSUMER PROTECTION ATCP 93.850

() 1. AClass C operator is present during all operdtogs 1. Components of undgound storage tank systems.
of the undeground storage tank system, except as provided 2 Materials of undground storage tank system components.

subd.2. ) o . . 3. Methods of leak and release detection, and leakedease
s.ATCP 93.605 (5) (aand which include hours of operation wherhents,
no attendant is on dutya sign shall be posted in a conspicuous 4. Operation andhaintenance requirements of this chapter

place,stating the emegency shut-dfprocedures and the name, ..\ o .
; pply to undeground storage tank systems and which
addresandtelephone number of the Class B operatlimg with addressach of the following:

thename and telephone numizéithe local emefency respond ) X
ers,including 91 personnel. a. Spill prevention.
Note: SectionATCP 93.605 (5) (ajeads as follows: b. Overfill prevention.

To be considered as being an attended fueling facilisre shall be at least 1 ;
attendantegularly on duty on a daily basis, but not necessarily during all leburs - Leak and release detection.
operationto supervise, observe and control the actual dispensing of fuel. . Corrosion protection.

c
d
b. For fueling facilitieshatare not attended as specified ins. o Emegency response.
ATCP 93.605 (5) (a)signage shall be posted in accordance with f Product compatibilit
thelocation and information requirements in subda. ) - P Yy ) .

c. For facilities which are not addressed in sibé.orb. and 5. Reporting and recor('ik_eeplng r-equwements.
which typically are unmanned, such as egescy generators, 6. Class C operator training requirements.
signageshall be posted in accordance with the location and-infor History: CR 09-017cr. Register July 2009 No. 648f. 8-1-09.
mationrequirements in sub@. a.

(3) CLassCoPEeRATORS. Responsibilities of &lass C operator
includeall of the following:

ATCP 93.842 Training elements for Class C opera -
tors. (1) Each Class C operator shall be trained to take appropri
(a) Initially responding to alarms, spills, leaks or releases. ateaction in responge 0 b_Oth o_f thg foIIowmg. . .
(b) Notifying the Class B o€lass A operator and appropriate (a) Emegencies, including situations which pose an immedi

emergencyesponders, including @bersonnel, when necessaryfgzSﬁg?mein(gggt%a;é%;ge public or to #revironment and which

(c) Controlling or monitoring the dispensing or sale of regu (b) Alarms caused bspills, leaks or releases from an under

lated substances.
History: CR 09-017 cr. Register July 2009 No. 648f. 8-1-09; correction in ground storage tank system. .
(2) () 2. a., b. made underk3.92 (4) (b) 7.Stats.Register December 20No. 672 (2) EachClass C operator shall be trained to understand the

correctionsin (2) (f) 2. a., b. made under s13.92 (4) (b) 7. Stats.,Register Octo instructionsspecified in SATCP 93.830 (2) (e)

ber 2013 No. 694 . : L
History: CR 09-017 cr. Register July 2009 No. 648f. 8-1-09; correction in
(2) made under 4.3.92 (4) (b) 7.Stats. Register December 20No. 672 correc-

ATCP 93.840 Training elements for Class A opera - tionin (2) made under s13.92 (4) (b) 7.Stats.,Register October 2013 No. 694
tors. Each Class A operator shall be trained in all offdflew-
Ing: ATCP 93.850 Acceptable training and certification

(1) Basicundeground storage tank system requirements, sgocesses. (1) Operator training shall include evaluatiand
thathe orshe can make informed decisions regarding compliangecreditationof the operatds knowledge of the applicable
andensure appropriate individuals are fulfilling operatioin  requirementsn ss.ATCP 93.8400 93.842
tenanceand recordkeeping requirements and standards of this(2) Acceptablemethods for meeting the requirements in sub.

chapterregarding all of the following: (1) and ssATCP 93.840 93.842include all of the following:
(a) Spill prevention. (a) Class A and Class B Operator€lass A and Class B opera
(b) Overfill prevention. torsshall obtaireither of the following, except as provided in sub.
(c) Leak and release detection. (4):
(d) Corrosion protection. 1. A certificate issued by the International Code Cothcil

showingthat theindividual has passed theistonsin UST opera
tor examination for the class the individual is designated to.

2. a. Witten proof of successfully completing eguivalent,
alternateoperator training program that has received prior written

(e) Emegency response.
(f) Product compatibility
(2) Financial responsibility documentation requirements.

(3) Notification requirements. _ approvalfrom the department.

(4) Requirementsfor reporting obvious and suspected | Any alternate program under suld.a.shall include an
releases. evaluationand accreditation of operator knowledge through test

(5) Requirementgor permanently closing a tank system anéhg, practicaldemonstration or other tools that the department
for placing a tank system temporarily out of service. determinesare acceptable.

(6) Operator training requirements. (b) Class C OperatorsClass C operators shall obtain a certifi

History: CR 09-017cr. Register July 2009 No. 648ff. 8-1-09. cateissued by an accredited Class A or Class B operator showing

o thatthe Class C operator has successfully completed trainimg
ATCP 93.841 Training elements for Class B opera - ductedor authorized by an accredited Class A or Class B operator

tors. (1) Compared withraining for a Class A operatdraining  for the facility where the Class C operator is employed.
for a Class Boperator shall provide a more in-depth understand 3) Fora Class B training program that focusesthe site—
ing of ogera;[jlohn afnd rr;alnétlenancelaspects, but may cover a Mg ifictraining specified irs. ATCP 93.841 (2) (aXhe written
narrowbreadth of applicable regulatory requirements. — 146fin sub.(2) (a)shall also include identification of the type of
(2) EachClass B operator shattceive either of the following: tank system addressed in the training.
(a) Site-specific operator training that fiscused only on  (4) (a) To address Class A and Class B operators arko
equipmentused at the operatsrundeground storage tardystem  responsiblefor undeground storage tankystems in multiple

facility. statesthe department may accept operator training verification
(b) Broader training regarding regulatory requiremehét from other states that have equivaleperator training require
encompassll of the following: ments.
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(b) Class A and Class Bperators who choose to proceed Note: SectionATCP 93.605 (5) (ajeads as follows:
underthis subsection shall obtawritten proof of their training _ To be considered as being an attended fueling fadifire shall be at least 1
i . i .2 attendantegularly on duty on a daily basis, but not necessarily during all leburs
verification and the department acceptance, as specified in R@Erationto supervise, observe and control the actual dispensing of fuel.
(@) _ o 3) The documentation referenced in sigb) or (2) shall be
Hist CR 09-017cr.R ter July 2009 No. 648f. 8-1-09 1
istory: -017 cr. Register July 0. 648ff. 8-1-09; correction in iy ; ; ;
(1), (2) (intro.), (3) made under13.92 (4) (b) 7.Stats.Register December 20No. accpmparjledwth contact information foeach. deSIQnated opera
672 corrections in (1), (2) (into.), (3) made under s13.92 (4) (b) 7.Stats.Regis-  tOr, including a telephone number and mailing address.
ter October 2013 No. 694 History: CR 09-017 cr. Register July 2009 No. 648f. 8-1-09; correction in
(1), (2) made under 43.92 (4) (b) 7.Stats.,Register December 20INo. 672
ATCP 93.860 Documentation deadlines. (1) CLass correctionsin (1), (2) made under s13.92 (4) (b) 7.Stats.,Register October 2013
A, CLass B AND CLass C oPERATORS. All Class A, Class B and Vo694
Class C operators shall obtain the documentation spedified ATCP 93.880 Retraining. (1) (a) Ifthe authorized agent

ATCP 93.850before assuming their responsibilities under thig, 1, department determines that an ugaemd storage tank
subchapterexcept as provided in sugg). . . systemis not in significant compliance with this chaptee Class

(2) EXISTING, COMPLIANT FACILITIES. An incoming Class Ar B gperator shall be retrained within either 60 days or another time
ClassB operator for a facility that was complying with sectioferiod prescribed by the department, in the atéas are deter
ATCP 93.820immediately before that personnel change mayinedto not be in compliance, except both the Class A and Class
obtainthe documentation specified inATCP 93.850n0 later g gperators shall be retrained if so directed by the department.
than 30 days after assuming the responsibilities under this sub (b) Retraining under this section shall be in accordance with

chapter. adirective by the department.

History: CR 09-017 cr. Register July 2009 No. 648f. 8-1-09; correction in I : ;
(1), (2) made under €3.92 (4) (b) 7. Stats. Register December 201No. 672 Note: Significant operational compliance performance measures for release pre

correctionsin (1), (2) made under s13.92 (4) (b) 7.Stats. Register October 2013 ventionand release detection, as developed by the U.S. environrpeutidtion

No. 694 agencyare available at the following &4 site:http://www.epa.gov/oust/cmplastc/
soc.htm
ATCP 93.870 Recordkeeping. (1) The owner ooper (2) In this section,'significant compliance” means, in addi

ator shall maintain the documentation specified iIARCP 93.850 tion to release prevention and release detectifortef that an

atthe undeground storage tank system site and have it immedimpleamount of the required activity performed through a con

ately available for inspection by the authorized agent or tleertedefort aimed at total compliance. A determination of signif

departmentexcept as provided in suf2). icantcompliance isbtained through a common-sense approach
(2) Forfueling facilities that are not attended as specified #® evaluating whether enougta@t wasmade to comply with the

s.ATCP 93.605 (5) (aandfacilities that typically are unmanned,applicablerequirements. Substantial compliance is repecific

suchas emagency generators, the owner or operator shall maifumberor percent of compliance.

tain the documentation specified in ATCP 93.85at a readily Note: Seclion/1CP B 11D ® (C)tf?“o‘{"s 9‘.”}"?‘““2%?’ “”defgrou":ﬁ‘-"."fﬁge

availablesite and provide it for inspection to the authorized ageffapeer. | o o ©rinding vioraton o e fequiremers i s

or the department upon request. History: CR 09-017cr. Register July 2009 No. 648f. 8-1-09.

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
RegisterOctober 2013 No. 694 page is the date the chapter was last published. Report errors (608) 266-3151.
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